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FOREWORD

This amendment has been prepared by sub-committee 17C: High-voltage enclosed switch-
gear and controlgear, of IEC technical committee 17: Switchgear and controlgear.

The text of this amendment is based on the following documents:

Dis Report on voting

17C(CO)78 ' 176(C0)82

Full information on the voting for the approval of this amendment can be found in the
report on voting indicated in the above-tabte:

Page 25
Replace the title, the text and table | of subclause 5.101.1 by the following:

5.101.1 Protection of persons against access to hazardous parts and
protection of the equipment against solid foreign objects

Refer to IEC 694.

Page 27

Replace the titles and the texts of subclauses 5.101.2 and 5.101.3 by the fo//ovwing:
5.101.2 Protection against ingress of water

Refer to |IEC 694.

5.101.3 Protection of equipment against mechanical impacts under
normal service conditions

Refer to IEC 694. However, the impact energy is limited to 1 Nm.
Page 35
6 Type tests

Replace, on page 37, in the list of normal type tests, item f) by
the following:

f) Tests to verify the protection of persons against access t9 Subclause
. hazardous parts and the protection of the equipment against 6.103
solid foreign objects.
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