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INTERNATIONAL ELECTROTECHNICAL COMMISSION

ELECTROMAGNETIC COMPATIBILITY (EMC) -

Part 3-11: Limits — Limitation of voltage changes, voltage fluctuations and
flicker in public low-voltage supply systems — Equipment with rated
current <75 A and subject to conditional connection

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote
international co-operation on all questions concerning standardization in the electrical and electronic fields. To
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications,
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely
with the International Organization for Standardization (ISO) in accordance with conditions determined by
agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in
the latter.

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any
services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of
patent rights. IEC shall not be held responsible for identifying any or all such patent rights.

This redline version of the official IEC Standard allows the user to identify the changes
made to the previous edition. A vertical bar appears in the margin wherever a change
has been made. Additions are in green text, deletions are in strikethrough red text.
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International Standard IEC 61000-3-11 has been prepared by sub-committee 77A: EMC -
Low-frequency phenomena, of IEC technical committee 77: Electromagnetic compatibility.

This second edition cancels and replaces the first edition published in 2000. This edition
constitutes a technical revision.

This edition includes the following significant technical changes with respect to the previous
edition:

a) addition of a new Annex A which explains the limitations and effectiveness of
IEC 61000-3-11 regarding the connection of multiple items of similar equipment at the
same location in the supply network.

The text of this International Standard is based on the following documents:

CbhV Report on voting
77A/929/CDV T7A/947/RVC

Full information on the voting for the approval of this International Standard can be found in
the report on voting indicated in the above table.

This document has been drafted in accordance with the ISO/IEC Directives, Part 2.

A list of all parts in the IEC 61000, published under the general title Electromagnetic
compatibility (EMC), can be found on the IEC website.

The committee has decided that the contents of this document will remain unchanged until the
stability date indicated on the IEC website under "http://webstore.iec.ch" in the data related to
the specific document. At this date, the document will be

e reconfirmed,

e withdrawn,

e replaced by a revised edition, or

e amended.

IMPORTANT - The 'colour inside' logo on the cover page of this publication indicates
that it contains colours which are considered to be useful for the correct
understanding of its contents. Users should therefore print this document using a
colour printer.
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INTRODUCTION

IEC 61000 is published in separate parts according to the following structure:

Part 1: General
General considerations (introduction, fundamental principles)
Definitions, terminology

Part 2: Environment

Description of the environment
Classification of the environment

Compatibility levels

Part 3: Limits
Emission limits

Immunity limits (in so far as they do not fall under the responsibility of product
committees)

Part 4: Testing and measurement techniques
Measurement techniques

Testing techniques

Part 5: Installation and mitigation guidelines
Installation guidelines

Mitigation methods and devices

Part 9: Miscellaneous

Each part is further subdivided into several parts published either as International Standards
or technical reports, some of which have already been published as sections. Others will be
published with the part number followed by a dash and a second number identifying the
subdivision (example: 61000-3-11).
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ELECTROMAGNETIC COMPATIBILITY (EMC) -

Part 3-11: Limits — Limitation of voltage changes, voltage fluctuations and
flicker in public low-voltage supply systems — Equipment with rated
current <75 A and subject to conditional connection

1 Scope-and-object

This part of IEC 61000 is concerned with the emission of voltage changes, voltage
fluctuations and flicker produced by equipment and impressed on the public low-voltage
supply system.

It specifies the limits of voltage changes produced by equipment tested under specified
conditions.

This document is primarily applicable to electrical and electronic equipment having a rated
input current from 16 A up to and including 75 A, which is intended to be connected to public
low-voltage distribution systems having nominal system voltages of between 220V and
250V, line-to-neutral at 50 Hz, and which is subject to conditional connection.

This document is also applicable to equipment within the scope of IEC 61000-3-3 that does
not meet the limits when tested or evaluated with reference impedance Z. and is therefore
subject to conditional connection. Equipment which meets the requirements of IEC 61000-3-3
is excluded from this part of IEC 61000.

Equipment tests made in accordance with this document are type tests.

‘ NOTE 1 The flicker limits specified in this document, being the same as those in IEC 61000-3-3, are based on the
subjective severity of the flicker imposed on the light from 230 V/60 W coiled-coil filament lamps when subjected to
fluctuations of the supply voltage. For systems with nominal voltages less than 220 V, line-to-neutral and/or
frequency of 60 Hz, the limits and reference circuit values are under consideration.

‘ NOTE 2 The limits in this document relate to the voltage changes experienced by consumers connected at the
interface between the public supply low-voltage network and the equipment user’s installation. Therefore, it cannot
be guaranteed that the users of equipment compliant with this standard will not experience supply disturbance
within their own installation due to the operation of this equipment alone, as the impedance at the point of
connection of the equipment to the supply within the installation-may can have an impedance greater than the-test
maximum permissible impedance as determined by the procedures in this document.

2 Normative references

The following documents are referred to in the text in such a way that some or all of their
content constitutes requirements of this document. For dated references, only the edition
cited applies. For undated references, the latest edition of the referenced document (including
any amendments) applies.

IEC 60050-161, International Electrotechnical Vocabulary (IEV) — Chapter 161: Electro-
magnetic compatibility (available at www.electropedia.org)

IEC TR 60725, Consideration of reference impedances and public supply network impedances

for use in determining the disturbance characteristics of-household-appliances—and-similar

electrical equipment having a rated current <75 A per phase

IEC 61000-3-3:2013, Electromagnetic compatibility (EMC) — Part 3-3: Limits — Limitation of

voltage changes, voltage fluctuations and flicker in public low-voltage supply
equipment with rated current < 16 A per phase and not subject to conditionz! ca 'meﬁ@:&h ments
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3 Terms and definitions

For the purposes of this document, the terms and definitions given in IEC 60050-161,
IEC 61000-3-3 and the following apply.

ISO and IEC maintain terminological databases for use in standardization at the following
addresses:

e |EC Electropedia: available at http://www.electropedia.org/

e |SO Online browsing platform: available at http://www.iso.org/obp

3.1

reference impedance

Zref

conventional impedance specified in IEC 61000-3-3, with a value in accordance with
IEC TR 60725, and used in the calculation and measurement of relative voltage change d, |
and of Py and P values

Note 1 to entry: The resistive and reactive components of Z.¢ are given in Figure B.2.

3.2
interface point
interface between a public supply network and a user’s installation

3.3

conditional connection

connection of equipment which requires the user’s supply at the interface point to have an
impedance lower than the reference impedance Z. in order that the equipment emissions
comply with the limits in this document

Note 1 to entry: Meeting the voltage change limits is not the only condition for connection; emission limits for
other phenomena such as harmonics, may also have to be satisfied.

3.4

service current capacity

current per phase which can be taken continuously by the user at the interface point without
exceeding the plant ratings used by the supply authority in the design of its system

Note 1 to entry: In practice the service current capacity is the rating of the main service fuse or overcurrent
protection setting of the circuit breaker at the interface point. In cases where supply authorities declare supply
capacities in volt-amperes (VA), the current per phase may be deduced for single-phase supplies by dividing the |
volt-amperes by the declared phase voltage, and for three-phase supplies by dividing it by V3 times the declared
line voltage.

4 Requirements

The assessment of voltage changes and flicker shall be conducted in accordance with the
methods specified in IEC 61000-3-3.

If equipment with a rated current above 16 A complies with the requirements of IEC 61000-3-3
and therefore is not subject to conditional connection, it may be declared so by the
manufacturer in documentation made available to users before purchase.

Equipment which does not meet the limits of IEC 61000-3-3, when tested or evaluated with
reference impedance Z.y, is subject to conditional connection, and the manufacturer shall
either:

a) determine the maximum permissible system impedance Z,,, at the interface point of the
user’s supply in accordance with 6.3, declare Z,,, in the equipment instruction manual
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and instruct the user to determine in consultation with the supply authority, if necessary,
that the equipment is connected only to a supply of that impedance or less, or

b) test the equipment in accordance with 6.4 and declare in the equipment instruction
manual that the equipment is intended for use only in premises having a service current
capacity > 100 A per phase, supplied from a distribution network having a nominal voltage
of 400/230 V, and instruct the user to determine in consultation with the supply authority,
if necessary, that the service current capacity at the interface point is sufficient for the
equipment.

The equipment shall be clearly marked as being suitable for use only in premises having a
service current capacity equal to or greater than 100 A per phase.

‘ NOTE 1 In the case of option a), restrictions to connection-may can be imposed by the supply authority on the
use of equipment if the actual system impedance at the interface point on the user’s premises, Z_, exceeds Z__

‘ NOTE 2 In the case of option b), a new symbol (IEC 60417-5855) is-under-consideration available for the purpose
of marking equipment.

NOTE 3 For options a) and b), if the supply capacity and/or the actual system impedance Z,, have been declared
| to, or measured by, the user, this information—may can be used to assess the suitability of equipment without
reference to the supply authority.

5 Limits

The limits shall be applicable to voltage fluctuations and flicker at the supply terminals of the
equipment under test, measured or calculated according to Clause 4 under test conditions
described in Clause 6. Tests made to prove compliance with the limits are considered to be
type tests.

The following limits apply:

a) the value of the short-term flicker indicator, Py shall not be greater than 1,0;
b) the value of the long-term flicker indicator, P shall not be greater than 0,65;

C) Tay the-valve accumulated time of d(¢7) with a deviation exceeding 3,3 % during a voltage
change, shall not exceed-3,3-%formore-than 500 ms;

d) the maximum relative steady-state voltage change, 4, shall not exceed 3,3 %;
e) the maximum relative voltage change, d,;,5,, shall not exceed:

1) 4 % without additional conditions;

2) 6 % for equipment which is

— switched manually, or

| — switched automatically more-frequently than twice per day and having a delayed restart
(the delay being not less than a few tens of seconds) or manual restart after a power
supply interruption,

NOTE The cycling frequency will be further limited by the Pg; and P); limit. For example: a dp,y of 6 %
producing a rectangular voltage change characteristic twice per hour will give a P} of about 0,65.

3) 7 % for equipment which is

— attended Wh|Ist |n use (for example mdpyeps—vaeubrm%mane%—kﬁeheFFeqmp-

asreleetw:—dHHs mdustrlal machlnery such as m|II|ng equment and Iathes) or

— switched on automatically, or is intended to be switched on manually, no more than
twice per day and has a delayed restart (the delay being not less than a few tens of
seconds) or manual restart after a power supply interruption.

In the case of equipment incorporating multiple-teads subsystems, limits 2) and 3) shall only
apply if there is delayed or manual restart after a power supply interruption; for all equipment
with automatic switching which is energised immediately on restoration of su r
g g Y "Botiinients
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power supply interruption, limits 1) shall apply; for all equipment with manual switching, limits
2) or 3) shall apply, depending on the rate of switching.

Py and P, requirements shall not be applicable to voltage changes caused by manual
switching.

The limits shall not be applicable to emergency switching or emergency—eperations
interruptions.

6 Test, measurement and evaluation procedures

6.1 Overview

Except where specified otherwise in this document, the general test conditions, measurement
and evaluation procedures specified in IEC 61000-3-3 shall apply. For equipment that meets
the conditions specified in 6.2.1 the test impedance in 6.2.1 shall be used.

An overview in the form of a flow chart showing the evaluation and test procedures used in
the assessment of equipment and leading to connection is given in Annex B (see Figure B.1).

In the calculations described in the following subclauses 6.2 to 6.4 the modulus values of
complex impedances shall be used.

In order to evaluate equipment and determine the maximum permissible system impedance
from a type test, some auxiliary quantities are necessary. These auxiliary quantities have
been given suffixes to facilitate their application in formulae and calculations; see Table 1.

The test conditions specified in IEC 61000-3-3:2013, Annex A, shall be applicable to
equipment rated < 16 A. For equipment rated > 16 A the general test conditions specified in
IEC 61000-3-3 shall apply.

Table 1 — Suffixes and their applications

Suffix Representing Application

sys System Z, is the modulus of the impedance of the system to which the equipment may
be connected in order to meet a particular limit. A number after the subscript
identifies a particular calculation.

ref Reference Z. is the reference impedance.

act Actual Z4ct is the modulus of the actual impedance of the supply existing at the interface
point.

max Maximum Zmax 1S the modulus of the maximum value of the supply impedance at which

equipment meets all the limits of this document.

test Test or measurement | Z;.; is the modulus of the test circuit impedance at which the emission test is
test
performed and dgtest, dmax tests Pst test aNd Pjt test are measured values.
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6.2 Test and measurement procedures
6.2.1 Testimpedance Z,

The test impedance Z,i; may be lower than Z.4, particularly for equipment having a rated
input current > 16 A. To find the optimal test impedance, two conditions shall be met:

1) the steady-state voltage drop-AY (d.) caused by the equipment shall be within the range
3-%t60-5% 2 % to 9 % of the test supply voltage;

2) the ratio of inductive to resistive components of Z,,¢; given by X;o/Riest Shall be within the
range 0,5 to 0,75 (i.e. similar to the ratio of the components of Z ).

‘ NOTE The-3-%t65% 2 % to 9 % condition ensures that the relative current changes of the equipment in the real
network situation will be nearly the same as those during the test.

6.2.2 Test of equipment against Z;.¢

The test shall be made with the test circuit specified in Figure B.2, except that the impedance
Z.of is replaced with Z; . Four values d; tost, dmax testr Pst test aNd Pyt test Shall be measured.
The definitions of 4, d P, and P, are given in IEC 61000-3-3.

max’

6.2.3  Evaluation against Z

If Ziost is not equal to Z, the measured values shall be recalculated using the following
formulae:

Z ref

dc = dc test *
test

Z ref
Z test

dmax = dmax test -

Z, ref

Fst = Fsttest -
test

Zref

By = Rt test -

Ztest

The values d;, dp, 4y Pst. Pj¢ are similar to those which would be obtained by measurements
using Z,.s because the conditions placed on Z;.; in 6.2.1 ensure that-the-modulus—valuesof Z
‘ test and Z.o¢ are have approximately—“in—phase” the same X/R ratio and that the measured
voltage, Py and P); values can be converted to equivalent values with reasonable accuracy by

ref

multiplying them by the ratio Z—

test

Provided that the conditions for d., and d,,,, are met with Z;.;,—&¢t T, shall be deemed to
be satisfied.

6.3 Evaluation and declaration by the manufacturer of the maximum permissible
system impedance
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6.3.1 Comparison of calculated and measured emission values with Clause 5 limits
to enable a declaration of compliance with IEC 61000-3-3

If all values calculated according to 6.2.3, or measured in accordance with IEC 61000-3-3, are
less than or equal to the limits in Clause 5, the manufacturer may declare that "the product
meets the technical requirements of IEC 61000-3-3".

6.3.2 Calculation of the maximum permissible system impedance

The following evaluation procedure shall be applied if the equipment emissions cannot meet
the technical requirements of IEC 61000-3-3 and therefore the equipment cannot be declared
compliant by the manufacturer in accordance with 6.3.1. In such a case the equipment shall
only be connected to a supply having a system impedance lower than Z .

To calculate the lower system impedance, Z;, ., the values of d, dax Pst @and P); calculated
according to 6.2.3 shall be used in the following formulae.

7 _z (the dpmax limit given in Clause 5 appropriate to the EUT)
sys1 = “ref * d
max
33 %
ZsysZ = Zyef - d
Cc

3
1 )2
Zsys3 =Zref | —

Fyt
3
0,65 )2
ZsYs4 = Zyef ( R J
t

The minimum of the four calculated values of Z, is the maximum permissible system

impedance, Z, ., Which the manufacturer shall declare in accordance with Clause 4.

In consideration of voltage changes caused by manual switching, it is only required to

calculate Z, 4 and Z Zax is the minimum of the two values.

sys sysZ; max

See annex A for further information.

Provided-that-the—conditionsford -and-d,,, are—met-with-Z,__.—d{t)-shall- be-deemed-tobe
Satisl .ed.

If the evaluation in accordance with 6.2.3 results in a d,,,, value which exceeds 3,3 % and a
recording of d(¢) is not available, additional tests will be required to properly evaluate T, ..
The measurement d(¢) shall be multiplied by the ratio Z, ./ Zis Prior to evaluating the
requirements for 7,,,,. Alternatively, the threshold definitions may be multiplied by the ratio

Ziest! Z, forthe T determination.

max max

6.4 Evaluation and declaration by the manufacturer of the minimum permissible
service current capacity

For single-phase equipment intended to be connected to public low-voltage distribution
systems having a nominal voltage of 230 V line to neutral by means of a single or thtee-ph
pselitients
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service having a service current supply capacity =100 A per phase, the test impedance, Z;.44,
shall be set in complex terms at 0,25 +; 0,25 Q; see Figure B.2.

For three-phase equipment intended to be connected to public low-voltage distribution
systems having a nominal voltage of 400 V line to line by means of a three-phase service
having a service current capacity >100 A per phase, the test impedance, Z.;, shall be set in
complex terms at 0,15 + ;j 0,15 Q for each line, and 0,1 + j 0,1 Q for the neutral; see Figure
B.2.

Equipment tested against the test impedances specified in the previous paragraphs of 6.4
shall meet the limits given in Clause 5.

The manufacturer shall declare the minimum service current capacity in accordance with
Clause 4, item b).
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Annex A
(informative)

Explanation of flicker exponents

A.1  Overview

The following additional information is intended to assist the user of this document in
calculating the maximum permissible system impedance in order that the equipment
emissions comply with the limits of this document. The information in Annex A is mainly
applicable to equipment which is switched on/off abruptly. Modern energy-saving equipment
with properly-performing controlled start/stop speed or power control (e.g., variable speed
drives (VSDs)) will typically not exhibit this abrupt type of behaviour.

A.2 Explanation of-6-2.2 Clause 6
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1 3/2  Zref
Zsys = Zref Z = 3

N\3 1
8 2

S|

Multiple formulae are provided in Clause 6 to determine the required Zg, ¢ as a function of Z .
The formula suggested to address multiple items of equipment is shown in Formula (A.1)

L — (A.1)
P, st@Zref

1J%

Zsys = Zref[

where Zg, ¢ is the impedance required to meet Py requirements at the point of evaluation.
The Pg; produced by a single piece of equipment at the reference impedance (Z,4) is denoted
by Psi@zrei- The 3/2 exponent is suggested to manage the combined flicker effects of multiple
items. However, there are some limitations in the use of this formula which could lead to over-
or under-conservative results depending on the specifics of the situation.

For demonstration purposes, a typical induction motor will be considered as the single piece
of equipment to be analyzed. It is assumed large enough to produce an appreciable voltage
change contributing to a larger P value than allowed by IEC 61000-3-3, so the requirements
of IEC 61000-3-11 can be considered. The voltage change of a motor-start characteristic is
shown below in Figure A.1. The Py is derived using the shape factor curve
(IEC 61000-3-3:2013, Figure 5), and the P, = 1 curve (IEC 61000-3-3:2013, Figure 2), which
is an accepted method described in 61000-3-3 to assess Pg;.
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Figure A.1 — Typical motor starting RMS voltage
variation plot

The front time and tail time for the motor-start characteristic in Figure A.1 are, 7y = 20 ms
and 7; = 200 ms. From the shape factor curve, the derived F is approximately, F = 0,93. The
Pg = 1 curve can then be used to predict the actual Pgvalue that will be produced for various
numbers of changes per 10-min interval.

Using the motor start as one example of equipment which is characterized by a relatively
large d,,ax and very little other fluctuating behaviour, it can be concluded that the Pgvalue will
be largely controlled by the value of d,, and the associated fluctuation waveshape which
yields a shape factor coefficient F = 0,93. Considering the limits in Clause 5, the maximum
value of dp,, is fixed at 6 %. Assuming the system impedance Z is specified based on a
limiting value of d,,,, =6 %, the associated P is determined based on the shape factor
application as shown in Formula (A.2) where the value d = 7,4 is taken from the Py = 1 curve
for a single change (z = 1) in one 10-min period.

6 (A.2)

Fd
P, =_——MaX _093 — |=0,754
st@Zsys () ( 74 j

For the case of multiple fluctuations produced by n identical items of equipment, it is
necessary to consider the flickermeter response. The value of the instantaneous flicker
sensation P;.¢, Which is sampled and statistically evaluated over a 10-min period to produce a
Pg value, will exponentially decay from some maximum value to near zero in 30 s or less.
This means that single-change events, such as a step change or motor start, can be
considered as independent events over the course of the 10-min Pg evaluation and, for
analysis simplicity, the interval between n identical fluctuations can be taken as 10/n min (as
long as 10/n is greater than 0,5 min). This assumption allows two independent events to be
evaluated using shape factor analysis and the Py =1 curve with a fluctuation rate of »
changes/10 min. The use of the single-change result of Formula (A.2) and the assumption
that two pieces of equipment produce such a change (n = 2 changes/10 min), results in a
predicted Py=1,213 based on a Py = 1 value of 4,6 for 2 changes/10 min in Formula (A.2) in
place of 7,4. It is clear that multiple pieces of equipment (POE) (n = 2 or more), each
individually complying with Clause 5 limits, starting in the same 10-min period will violate the
Pgi =1 limit.

An alternative to using n = 2, 3, or more changes/10 min to combine flicker effects using
shape factors and the P, = 1 curve is to use the summation law. The summation law can be
used to combine the individual effects of multiple fluctuations into a single Pg; value for the
“equipment group.” A summation law exponent of 3 is accepted for general use and is also
recognized in IEC 61000-3-11. Assuming that n items of equipment in a group produce equal
values of Py at a determined system impedance Zg s (Pgigzsys): the summatd@cuments
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produced by the n items is given generally by Formula (A.3) which can be simplified to
Formula (A.4).

n 3
P, st,total@Zsys = :{/ Zi=1 (P st@Zsys,i) (A.3)

3
Pyt total@zsys = \/; x Pst@zsys (A.4)

Using the value Pggzsys =0,754 obtained from the shape factor analysis for » = 1, Formula
(A.4) can be solved to show that for » = 3 items, the total flicker produced is
Pt total@zsys = 1,088 which is a limit violation. Using the summation law approach in Formula
(A.4), it is clear that 3 or more items of equipment, each individually meeting Clause 5 limits,
will lead to a total Pg > 1 condition.

Assuming that Z, ¢ is adjusted to obtain d,,,, = 6 % (at the specified Z, ) according to the
specifications in Clause 6, operation of multiple items of equipment will definitely lead to total
P > 1 conditions. This conclusion is true if either the shape factor and Pg; = 1 curve approach
is used or if the cubic summation law is used.

Using the summation law, which combines the total flicker effects, a new system impedance
value Zgys 1ota) C@N be determined so that Pg; 15 = 1 results from the combined operation of
multiple items of equipment. Considering the well-known relation between system impedance,
voltage change, and Py, Formula (A.5) can be written to establish the required value of

system impedance Z s iotal-

P3t|t0ta|@zsys,total _ Zsys,total

(A.5)
P, st,total@Zgys A sys

Inserting the results of the cubic summation law in Formula (A.4), and further returning to the
level of the reference impedance if helpful, Formula (A.6) can be derived to specify the value
of Zsys total NECESSAry to insure that the combined effects of multiple identical pieces of
equipment are taken into account resulting in P iota1@zsys,total = 1:0- It shall be recognized
that the result is dependent on both the number of pieces of equipment, n, and the P, that
one piece of this equipment produces when supplied through the system impedance, Z,.,
determined according to the procedures of Clause 5 (or the initial reference impedance, Zrefi/.

1 1

Zsys,total = ( j Zsys == Zref (A.6)
% F st@Zsys %(P st@Zref )

The third formula in 6.3.2, shown again here in Formula (A.7) is provided in order to take into
account multiple items of (identical) equipment based on the cubic summation law.

(A.7)

Y
Zsys = Zref M

For the existing Clause 6 requirements, the system impedance is only dependent on the P
value of one of the multiple POE, and the 3/2 exponent supposedly manages the combined
flicker effects of multiple items. The results in Formulae (A.6) and (A.7) are intended to
manage the same situation, but the resultant required impedances are clearly different. It is
possible to determine the relationship between them by equating Z g 145 in Formula (A.6)
with Zsys in Formula (A.7) and reducing as shown in Formulae (A.8) and (A.9). Documents
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1 1 %
Zeof =Zyef| (A.8)
%(P St@Zref ) PSt@Zref

n=Pagze ) 2 (A.9)

The conclusion of Formula (A.9) is that the two results (in Formulae (A.6) and (A.7)) are
equal only for a specific number of pieces of equipment, n, and this value of » is a nonlinear
function of the P, value produced by one item of equipment at the reference impedance. For
equipment which produces a Pg value only slightly greater than 1,0 at the reference
impedance, the resultant value of » will be small. For equipment which produces a Py value
significantly greater than 1,0 at the reference impedance, the resultant value of »n will be
larger. Recalling that n represents the number of pieces of equipment which can be supplied
before the total P value exceeds 1,0 and that the value of » is calculated from the widely-
accepted summation law, the following conclusions can be drawn:

1) For a single piece of equipment producing a P slightly greater than 1,0 at the reference
impedance, the resultant application of the recommended option 3 formula in 6.3.2 will be
under-conservative in that the resultant system impedance determined could be too large.
Applying the cubic summation law in this case would predict that only a very small number
of identical pieces of equipment can be connected before the total Py exceeds 1,0. In this
case, the network owner/operator is faced with increased risk of flicker-related problems if
the actual number of supplied pieces of equipment is larger.

2) For a single piece of equipment producing a Pg significantly greater than 1,0 at the
reference impedance, the resultant application of the recommended option 3 formula in
6.3.2 will be over-conservative in that the resultant system impedance would be too small.
Applying the cubic summation law in this case would predict that a (relatively) large
number of identical pieces of equipment can be connected before the total Py exceeds
1,0. In this case, the equipment manufacturer takes on economic risk as a result of
requiring a smaller system impedance unless the actual number of operational pieces of
equipment is (relatively) large.

It is therefore not possible to validate or refute option 3 in 6.3.2 for general applications. The
validity, as measured by agreement with the cubic summation law result, is dependent on the
Pgvalue produced at the reference impedance. For this reason, option 3 in 6.3.2 can be
taken as one of many choices of assumption combinations regarding » and Pgg7s The
general relationship between these as indicated in Formula (A.9) is shown graphically in
Figure A.2.
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Connected items of equipment "n" vs. Pgigzrer

/3
/” = (Pst)7
/
/
/
/
/

1,5

Problematic for networks
and operators

Restrictive for
equipment manufacturers

4

Pst@Zref
IEC

2,5 3,5

Figure A.2 — Visualization of the relationship between items
of equipment “n” and P,

Most equipment considered by IEC 61000-3-11 will produce Pg; well above 1,0 at Z. ;. Any of
this equipment could be unnecessarily restricted by option 3 in 6.3.2 unless “relatively large”
penetrations are present. Some smaller equipment covered by 61000-3-11 could produce Pg;
values slightly above 1,0 at Z.. Any such equipment could produce problems for the public
supply network at “relatively low” penetration levels. The impedance requirements for
Formulae (A.6) and (A.7), normalized by Z ., are shown graphically in Figure A.3 for various
levels of Py produced by a single piece of equipment. It is clear from these plots that network
owners/operators are disadvantaged by using Formula (A.7) at low (individual) P levels
whereas equipment manufacturers are disadvantaged at high (individual) Py values. The
clear conclusion is that it is not possible to reach general conclusions without making an
assumption regarding either penetration level » or individual Pgg7ef Value.
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