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INTERNATIONAL ELECTROTECHNICAL COMMISSION

INDUSTRIAL-PROCESS MEASUREMENT, CONTROL AND AUTOMATION -
EVALUATION OF SYSTEM PROPERTIES FOR
THE PURPOSE OF SYSTEM ASSESSMENT -

Part 5: Assessment of system dependability

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote
international co-operation on all questions concerning standardization in the electrical and electronic fields. To
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications,
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as “IEC
Publication(s)”). Their preparation is entrusted to technical committees; any IEC National Committee interested
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely
with the International Organization for Standardization (ISO) in accordance with conditions determined by
agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in
the latter.

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any
services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of
patent rights. IEC shall not be held responsible for identifying any or all such patent rights.

International Standard IEC 61069-5 has been prepared by subcommittee 65A: System
aspects, of IEC technical committee 65: Industrial-process measurement, control and
automation.

This second edition cancels and replaces the first edition published in 1994. This edition
constitutes a technical revision.

This edition includes the following significant technical changes with respect to the previous
edition:

a) reorganization of the material of IEC 61069-5:1994 to make the overall set of standards
more organized and consistent;

b) IEC TS 62603-1 has been incorporated into this edition.
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The text of this standard is based on the following documents:

FDIS Report on voting
65A/793/FDIS 65A/803/RVD

Full information on the voting for the approval of this standard can be found in the report on
voting indicated in the above table.

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2.

A list of all parts in the IEC 61069 series, published under the general title Industrial-process
measurement, control and automation — Evaluation of system properties for the purpose of
system assessment, can be found on the IEC website.

The committee has decided that the contents of this publication will remain unchanged until
the stability date indicated on the IEC web site under "http://webstore.iec.ch" in the data
related to the specific publication. At this date, the publication will be

e reconfirmed,

e withdrawn,

e replaced by a revised edition, or

e amended.

IMPORTANT - The ‘colour inside’' logo on the cover page of this publication indicates
that it contains colours which are considered to be useful for the correct
understanding of its contents. Users should therefore print this document using a
colour printer.
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INTRODUCTION

IEC 61069 deals with the method which should be used to assess system properties of a
basic control system (BCS). IEC 61069 consists of the following parts.

Part 1: Terminology and basic concepts

Part 2: Assessment methodology

Part 3: Assessment of system functionality

Part 4: Assessment of system performance

Part 5: Assessment of system dependability

Part 6: Assessment of system operability

Part 7: Assessment of system safety

Part 8: Assessment of other system properties

Assessment of a system is the judgement, based on evidence, of the suitability of the system
for a specific mission or class of missions.

To obtain total evidence would require complete evaluation (for example under all influencing
factors) of all system properties relevant to the specific mission or class of missions.

Since this is rarely practical, the rationale on which an assessment of a system should be
based is:

— the identification of the importance of each of the relevant system properties,

— the planning for evaluation of the relevant system properties with a cost-effective
dedication of effort to the various system properties.

In conducting an assessment of a system, it is crucial to bear in mind the need to gain a
maximum increase in confidence in the suitability of a system within practical cost and time
constraints.

An assessment can only be carried out if a mission has been stated (or given), or if any
mission can be hypothesized. In the absence of a mission, no assessment can be made;
however, evaluations can still be specified and carried out for use in assessments performed
by others. In such cases, IEC 61069 can be used as a guide for planning an evaluation and it
provides methods for performing evaluations, since evaluations are an integral part of
assessment.

In preparing the assessment, it can be discovered that the definition of the system is too
narrow. For example, a facility with two or more revisions of the control systems sharing
resources, for example a network, should consider issues of co-existence and inter-operability.
In this case, the system to be investigated should not be limited to the “new” BCS; it should
include both. That is, it should change the boundaries of the system to include enough of the
other system to address these concerns.

The series structure and the relationship among the parts of IEC 61069 are shown in Figure 1.
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/ IEC 61069: Industrial-process measurement, control and automation — \
Evaluation of system properties for the purpose of system assessment

Part 1: Terminology and basic concepts

e Basic concept
Objective
Description of system
System properties
Influencing factors

Part 2: Assessment methodology

* Terminology
- Commonterms
- Terms for particular part

* Generic requirements of procedure of assessment
- Overview, approach and phases
- Requirements for each phase
- General description of evaluation techniques

A

Parts 3 to 8: Assessment of each system property |

* Basics of assessment specific to each property
- Properties and influencing factors
* Assessment method for each property
* Evaluation techniques for each property
1

\ L

Figure 1 — General layout of IEC 61069

o

Some example assessment items are integrated in Annex C.
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INDUSTRIAL-PROCESS MEASUREMENT, CONTROL AND AUTOMATION -
EVALUATION OF SYSTEM PROPERTIES FOR
THE PURPOSE OF SYSTEM ASSESSMENT -

Part 5: Assessment of system dependability

1 Scope

This part of IEC 61069:

— specifies the detailed method of the assessment of dependability of a basic control system
(BCS) based on the basic concepts of IEC 61069-1 and methodology of IEC 61069-2,

— defines basic categorization of dependability properties,

— describes the factors that influence dependability and which need to be taken into account
when evaluating dependability, and

— provides guidance in selecting techniques from a set of options (with references) for
evaluating the dependability.

2 Normative references

The following documents, in whole or in part, are normatively referenced in this document and
are indispensable for its application. For dated references, only the edition cited applies. For
undated references, the latest edition of the referenced document (including any
amendments) applies.

IEC 60300-3-2, Dependability management — Part 3-2: Application guide — Collection of
dependability data from the field

IEC 60319, Presentation and specification of reliability data for electronic components

IEC 61069-1:2016, Industrial-process measurement, control and automation — Evaluation of
system properties for the purpose of system assessment — Part 1: Terminology and basic
concepts

IEC 61069-2:2016, Industrial-process measurement, control and automation — Evaluation of
system properties for the purpose of system assessment — Part 2: Assessment methodology

IEC 61070, Compliance test procedures tor steady-state availability

IEC 61709:2011, Electric components — Reliability — Reference conditions for failure rates and
stress models for conversion

ISO IEC 25010, Systems and software engineering — Systems and software Quality
Requirements and Evaluation (SQuaRE) — System and software quality models

ISO IEC 27001:2013, Information technology — Security techniques — Information security
management systems — Requirements

ISO IEC 27002, Information technology — Security techniques — Code of practice for
information security controls
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3 Terms, definitions, abbreviated terms, acronyms, conventions and symbols

3.1 Terms and definitions

For the purposes of this document, the terms and definitions given in IEC 61069-1 apply.

3.2 Abbreviated terms, acronyms, conventions and symbols
For the purposes of this document, the abbreviated terms, acronyms, conventions and
symbols given in IEC 61069-1 apply.

4 Basis of assessment specific to dependability

4.1 Dependability properties
411 General

To fully assess the dependability, the system properties are categorised in a hierarchical way.

For a system to be dependable it is necessary that it is ready to perform its functions.
However, in practice, when the system is ready to perform its function, this does not mean
that it is sure that the functions are performed correctly. In order to cover these two aspects,
dependability properties are categorised into the groups and subgroups shown in Figure 2.

Dependability

Availability Credibility

Reliability Maintainability Integrity Security

IEC
Figure 2 — Dependability

Dependability cannot be assessed directly and cannot be described by a single property.
Dependability can only be determined by analysis and testing of each of its properties
individually.

The relationship between the dependability properties of the system and its modules is
sometimes very complex.

For example:

— if the system configuration includes redundancy, availability property of the system is
dependent upon the integrity properties of the redundant modules;

— if the system configuration includes system security mechanisms, security property of the
system is dependent upon the availability properties of modules that perform the security
mechanism;

— if the system configuration includes modules that check data transferred internally from
other parts of the system, then integrity property of the system is dependent upon the
security properties of these modules.

When a system performs several tasks of the system, its dependability can vary aﬁoss those
tasks. For each of these tasks, a separate analysis is required. ocuments
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4.1.2 Availability

Availability of the system is dependent upon the availabilities of the individual modules of the
system and the way in which these modules cooperate in performing tasks of the system. The
way in which modules of the system cooperate can include functional redundancy
(homogeneous or diverse), functional fall-back and degradation. Availability is dependent in
practice upon the procedures used and the resources available for maintaining the system.
The availability of the system can differ with respect to each of its tasks.

Availability of the system for each task can be quantified in two ways:
A system’s availability can be predicted as:

Availability = mean_time_to_failure / (mean_time_to_failure + mean_time_to_restoration)

where:
e availability" is the availability of the system for the given task;

e "mean_time_to_failure" is the mean of the time from restoration of a system into a
state of performing its given task(s) to the time the system fails to do so;

e "mean-time_to_restoration"” is the mean of the total time required to restore
performance of the given task from the time the system failed to perform that task.

For a system in operation, the availability can be calculated as:

Availability = total_time_the_system_has_been_able_to_perform_the_ task /
Total_time_the_system_has_been_expected_to_perform_the task

41.3 Reliability

Reliability of a system is dependent upon the reliability of the individual modules of the
system and the way in which these modules cooperate in performing task(s) of the system.
The way in which these modules cooperate can include functional redundancy (homogeneous
or diverse), functional fall-back and degradation.

Reliability of the system can differ with respect to each of its tasks. Reliability can be
quantified for individual tasks, with varying degrees of predictive confidence.

The reliability of the individual elements of the system can be predicted using the parts count
method (see IEC 62380 and IEC 61069-6). Reliability of the system can then be predicted by
synthesis. It should be noted, that for the software modules of systems, there are no reliability
prediction methods available that provide high levels of confidence.

Mechanisms to analyse software reliability are described in ISO IEC 25010.
Reliability can be represented by mean time to failure (MTTF) or failure rate.

41.4 Maintainability

The maintainability of a system is dependent upon the maintainability of individual
elements and structure of elements and modules of the system. The physical structure
affects ease of access, replaceability, etc. The functional structure affects ease of
diagnosis, etc.

When quantifying the maintainability of a system, all actions required to restore the
system to the state where it is fully capable of performing its tasks should be included.
This should include actions such as the time necessary to detect the fault, to notify
maintenance, to diagnose and remedy the cause, to adjust and check, etc. Documents
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The quantification of maintainability should be augmented with qualitative statements by
checking the provision for and the coverage of the following items:

The quantification of maintainability should be augmented with qualitative statements by
checking the provision for and the coverage of the following items:
— notification of the occurrence of the failures: lights, alert messages, reports, etc.;

— access: ease of access for personnel and for connecting measuring instruments,
modularity, etc.;

— diagnostics: direct fault identification, diagnostic tools which have no influence on the
system by itself, remote maintenance support facilities, statistical error checking and
reporting;

— repairability/replaceability: few restrictions on the replacement of modules while
operating (“hot swap” support), modularity, unambiguous identification of modules
and elements, minimum need for special tools, minimum repercussions on other
elements or modules, when elements or modules are replaced;

— check-out: guided maintenance procedures, minimum check-out requirements.

Maintainability can be represented by mean time to repair (MTTR).

41.5 Credibility

The credibility of a system is dependent upon the integrity and security mechanisms
implemented as functions performed by the modules of the system.

Credibility mechanisms include:

— acheck on

e correct performance of functions (for example by watchdog, using known data);
and/or

e correct data (for example validity check, parity check, readback, input validation, etc.);
— an action, such as:

e self-correction;

e confinement;

e notification of action, etc.

These mechanisms can be used to provide integrity and/or security.

To analyse the credibility mechanisms, the fault injection techniques described in 6.1
can be used.

Credibility is deterministic and some aspects can be quantified.

4.1.6 Security

The security of a system is dependent upon mechanisms implemented at the boundary of the
system to detect and prevent incorrect inputs and unauthorized access. These boundaries
can be physical or virtual. See:

— Annex F for more considerations on security, and
— |EC 62443 series.

A security mechanism can be implemented by an element checking the inputs to other
elements.
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4.1.7 Integrity

The integrity is dependent upon mechanisms implemented at the output elements of the
system to check for correct outputs. It also depends upon mechanisms implemented within
the system to detect and prevent incorrect transitions of signals or data between parts of the
system.

An integrity mechanism is implemented by an element checking the outputs of other
elements.

4.2 Factors influencing dependability

The dependability of a system can be affected by the following influencing factors listed in
IEC 61069-1:2016, 5.3.

For each of the system properties listed in 4.1, the primary influencing factors are as
follows:
— Reliability is influenced by the influencing factors;

o utilities, the influence is partly predictable using IEC 61709,

e environment, the influence is partly predictable using IEC 61709,

e services, due to the handling, storage of parts, etc.

— Maintainability; for the purpose of this standard, maintainability is considered as an
intrinsic property of the system itself and is only affected in an indirect way, for example
restricted access due to hazardous conditions.

— Availability; when taking into account the human activities necessary to retain the
system in, or restore the system to, a state in which the system is capable of
performing task(s) of the system, availability is influenced by human behaviour and
service conditions (delays in delivery of spare parts, training, documentation, etc.).

— Credibility; the mechanisms (security and integrity) can be affected by intentional or
unintentional human actions and by infestations of pests and if these mechanisms
share common facilities, such as buses or multitasking processors, they can be
influenced by task(s) of the system, the process due to a sudden increase in process
activity (for example an alarm burst), etc. and external systems.

In general, any deviations from the reference conditions in which the system is supposed
to operate can affect the correct working of the system.

When specifying tests to evaluate the effects of influencing factors, the following
standards should be consulted:

— |EC 60068,
— |EC 60801,
- [EC 61000, and
- |IEC 61326.

5 Assessment method

5.1 General

The assessment shall follow the method as laid down in IEC 61069-2:2016, Clause 5.

5.2 Defining the objective of the assessment

Defining the objective of the assessment shall follow the method as laid down in IEC 61069-

2:2016, 5.2. Documents
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5.3 Design and layout of the assessment

Design and layout of the assessment shall follow the method as laid down in IEC 61069-
2:2016, 5.3.

Defining the scope of assessment shall follow the method laid down in IEC 61069-2:2016,
5.3.1.

Collation of documented information shall be conducted in accordance with IEC 61069-2:2016,
5.3.3.

The statements compiled in accordance with IEC 61069-2:2016, 5.3.3 should include the
following in addition to the items listed in IEC 61069-2:2016, 5.3.3.

— No additional items are noted

Documenting collated information shall follow the method in IEC 61069-2:2016, 5.3.4.
Selecting assessment items shall follow IEC 61069-2:2016, 5.3.5.
Assessment specification should be developed in accordance with IEC 61069-2:2016, 5.3.6.

Comparison of the SRD and the SSD shall follow IEC 61069-2:2016, 5.3.
NOTE 1 A checklist of SRD for system dependability is provided in Annex A.

NOTE 2 A checklist of SSD for system dependability is provided in Annex B.

5.4 Planning of the assessment program

Planning the assessment program shall follow the method as laid down in IEC 61069-2:2016,
5.4.

Assessment activities shall be developed in accordance with IEC 61069-2:2016, 5.4.2.
The final assessment program should specify points specified in IEC 61069-2:2016, 5.4.3.

5.5 Execution of the assessment

The execution of the assessment shall be in accordance with IEC 61069-2:2016, 5.5.

5.6 Reporting of the assessment

The reporting of the assessment shall be in accordance with IEC 61069-2:2016, 5.6.

The report shall include information specified in IEC 61069-2:2016, 5.6. Additionally, the
assessment report should address the following points:

— No additional items are noted.
6 Evaluation techniques

6.1 General

Within this standard, several evaluation techniques are suggested. Other methods may be
applied but, in all cases, the assessment report should provide references to documents
describing the techniques used.

Those evaluation techniques are categorized as described in IEC 61069-2:201¢, Clgjgé:é?lments
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Factors influencing dependability properties of the system as per 4.2 shall be taken into
account.

The techniques given in 6.2, 6.3 and 6.4 are recommended to assess dependability properties.
Quantitative evaluation can be based on a predictive analysis, calculations, or on tests.

To start the evaluation it is first necessary to analyse the functional and physical structure of
the system. Once this is accomplished an analysis of how the tasks are performed by the
system should be done.

The structure of the system can be described using functional and physical block diagrams,
signal flow diagrams, state graphs, tables, etc.

Failure modes are considered for all elements (hardware and software). Their effects on the
dependability of the task(s) of the system, together with the influence of the requirements for
maintainability, are determined.

Quantitative evaluations can be performed using one of, or a combination of, the available
methods described in 6.2 and 6.3.

The analysis shall include an examination of the manner in which alternative paths through
the system are initiated, i.e.:

— in a static manner by changing the system configuration; or

— dynamically, either automatically, for example, by credibility mechanisms or manually,
for example, by a keyboard action.

A list of items that shall be considered for the assessment can be found in IEC 60319 and IEC
61709. The analytical techniques, described below, are based on models. Such models can
rarely represent the real system exactly, and, even if they can, there can never be 100 %
certainty that they do. The evaluation results based on analytical techniques should therefore
also state their confidence level.

The dependability of a system is also influenced by errors introduced into the system during
the design, specification and manufacturing stages. This holds equally well for the hardware
and software of the system. These errors can only be discovered by meticulously checking
the proper execution of each function.

In addition, injecting hypothetical faults or errors is a valuable technique in providing an
increase in the degree of confidence in the final dependability of the system, as achieved
during all stages of the design, specification and manufacturing. These fault injection
techniques can be accomplished by using hardware and/or specially designed software. They
are used to discover what the overall consequence, to the task(s) of the system, will be.

It should however be recognized that, in practice, the increase in confidence is limited since
the number of tests that can be designed and carried out will be constrained by the number of
all possible errors and faults that can be thought of and injected.

NOTE An example of a list of assessment items is provided in Annex C.
6.2 Analytical evaluation techniques
6.2.1 Overview

This subclause discusses common analytical evaluation techniques: logical analysis
(inductive and deductive) and predictive evaluation.
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6.2.2 Inductive analysis

At the component or element level the failure modes are identified and for each of these
modes the corresponding effect on the dependability of the system task(s) at the next higher
level is analysed. The resulting failure effects become the failure modes at the next higher
level.

This "bottom-up" approach is a tedious method which finally results in the identification of the
effects at all levels of the system of all postulated failure modes.

An appropriate inductive analysis method is described in IEC 60812.

6.2.3 Deductive analysis

Deductive analysis proceeds from a hypothetical failure at the highest level in the system,
i.e. the failure of a task, to successively lower levels.

The next tower level is analysed to identify failure modes and associated failures, which
would result in the identified failure at the highest level, i.e. the task level.

The analysis is repeated by tracking back through the functional and physical paths of the
system until the analysis yields sufficient information in terms of dependability (including
maintainability) for the assessment.

The deductive analysis does not give any information on failure modes that are not
postulated as events. It is however very time effective for complex systems, for which it is
more convenient to describe what is considered a system failure or success, than to
consider all the possible failure modes of the constituent elements of the system.

An appropriate deductive analysis method is described in IEC 61025.

6.2.4 Predictive evaluation

A predictive evaluation is based on a qualitative analysis complemented with quantification of
the basic reliability (failure rates) of the elements. To quantify the failure rate of the system to
perform its task(s), a predictive analysis method is required. An appropriate method is
described in IEC 61078.

A reliability block diagram can be constructed almost directly from the functional and physical
structure of the system. The method is primarily oriented towards success analysis (two-state)
and does not deal effectively with complex repair and maintenance strategies nor with multi-
state situations.

Various mathematical tools are available in support of the calculation of the failure rates such
as boolean algebra, truth tables and/or path and cut set analysis. To predict quantitatively
failure rates of a system to perform its task in a multi-state situation, an analysis method such
as described in IEC 61165 may be used.

The Markov analysis method, however, becomes very complex if a large number of system
states are to be considered. In such cases it is more effective to apply the Markov analysis to
calculate reliability data for subsets of analysis models derived with one of the other analysis
methods, such as "fault tree analysis".

Basic quantified failure rate data for the modules and elements used in the above analysis
methods can be obtained from field experience or via a calculation method "parts count
reliability prediction" using generic data for the components of the modules and elements. The
parts count reliability prediction method is described in IEC 61709.
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To account for stress levels due to influencing factors, the method described in IEC 61709
and the information listed in Annex A should be used.

The parts count method is based on the assumption that the components are functionally
connected in series (worst case estimate). The components of the modules of the system and
elements are listed per module or element, stating for each component its type, its
appropriate failure rate, the factors influencing the failure rate (part quality, environment, etc.)
and the number used.

Alternatively generic failure data may be found in the references contained in Annex E.

For complex systems, such as BCSs, it is impossible in practice to make an accurate
predictive assessment of the dependability properties.

The system properties, maintainability, security, and integrity, depend mainly on the features
designed into the system, and hence the degree of their existence cannot be calculated in a
probabilistic manner. The reliability of the elements used to assure security and integrity shall
be considered. The methods used to assess the reliability of these elements may be the same
as those used for the elements and modules supporting the primary system functions.

6.3 Empirical evaluation techniques
6.3.1 Overview

To rely solely upon system-level testing to measure reliability and availability for a complex
system is neither practical nor cost-effective. In general, complex systems are unique
(number of samples equals one). Furthermore, the coverage of such tests will of necessity be
severely constrained by the time allowed for the tests. However, for systems which are
already in operation such tests provide valuable information.

The actual data obtained in this way is useful for:

— guiding improvement of future designs, structure of system, redesign or replacement of
failure prone equipment and software;

— comparison of expected or specified characteristics with actual data;

— generating field data that can be used for future dependability predictions.

Guidance on procedures that shall be followed for defining test can be found in IEC 61070
and IEC 60300-3-2.

The main objective of performing tests on systems is to evaluate the behaviour of a system on
the occurrence of a fault (hardware and software) or of an unauthorized or incorrect input
(integrity and security).

To observe the behaviour of a system, a representative task or set of tasks shall be defined
and for each task those system states that are considered to be a failure shall be defined (for
example state of the output(s)). Guidance on the treatment of these tests can be found in
IEC 60706-4.

6.3.2 Tests by fault-injection techniques
Prior to testing by fault injection, the system specification should be examined to determine:

— the integrity measures taken to avert the propagation of faults through the system:;

— the security measures taken to avert the intrusion of faulty or unauthorized inputs; the
diagnostic features provided.
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To be time-effective, the design of system tests should be based on a qualitative analysis and,
as far as possible, should use the diagnostic features provided by and for the system. Care
should be taken that, where these diagnostic features are necessary to provide the system
dependability, these themselves should be tested independently.

To test integrity, faults can be injected into module(s), element(s) and/or component(s).
Observations are then made to determine if:

— the system outputs fail; and/or
— notice is given of the fault.

To test security, faults can be injected or unauthorized information entered at the system
boundaries, i.e. incorrect inputs, human error in operation and/or maintenance activities.

Care should be taken to include some simultaneous tests of both integrity and security. The
result of some faults can be the lack of detection of the fault, i.e. an undetectable fault.
Therefore care should be taken to include some simultaneous tests of both integrity and
security. Annex D lists a number of faults which may be introduced when executing these
tests.

6.3.3 Tests by environmental perturbations

Some perturbations of the influencing factors can trigger the security mechanisms.

Therefore, selected influencing factors should be varied around their normal values to test the
security mechanisms.

For the selection of the influencing factors refer to 4.2.

6.4 Additional topics for evaluation techniques

No additional items are noted.
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Annex A
(informative)

Checklist and/or example of SRD for system dependability

The system requirements document should be reviewed to check that for each of the
system tasks the following are clearly stated:

— the relative importance of the task;

— the definition of what is considered to be a failure of the task;

— the criteria of the failure in terms of the dependability properties;
— the operational and operating environment.

The specification of a failure in quantitative or qualitative terms should follow a format
defined before the evaluation and assessment begins.
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Annex B
(informative)

Checklist and/or example of SSD for system dependability

B.1 SSD information

The system specification document should be reviewed to check that the properties given in
the SRD are listed as described in IEC 61069-2:2016, Annex B.

B.2 Check points for system dependability

Particular attention should be paid to verify that information is given on:
— the system functions supporting each task and the modules and elements, both
hardware and software, supporting each of these functions;

— the alternative routes supported by the system to perform each task and how these
alternative routes are activated;

— credibility mechanisms (security and integrity) provided and how these are supported;

— reliability and availability of each task as well as of the supporting functions, modules
and elements;

— maintainability characteristics;

— operational and environmental characteristics and limits of use for the modules and
elements.
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Annex C
(informative)

An example of a list of assessment items
(information from IEC TS 62603-1)

C.1  Overview

Annex C provides some examples about influencing factors related to this standard which
were extracted from IEC TS 62603-1.

The classifications of values of properties described in this standard are only examples.

C.2 Dependability

Dependability cannot be described by a single number. Some of its properties can be
expressed as probabilities, other properties are deterministic; some aspects can be quantified,
other aspects can only be described in a qualitative way.

When a system performs several tasks of the system, its dependability may vary across those
tasks. For each of these tasks, a separate analysis is required.

C.3 Availability

C.31 System self-diagnostics

System self-diagnostics allow one to rapidly recognize the failure and thus reduce the mean
time to repair. For that reason, assessors should consider the systems self-diagnostic
capabilities at all levels of the system.

It could be necessary to implement self-diagnostic routines for the basic components of the
BCS, such as the I/O cards or modules, the processor card, the memory cards and the
communication links.

The self-diagnostic of field devices should be implemented in the control logic to actuate
safety or recovery actions in case of field errors. Self-diagnostic of other components of the
BCS are a part of the alarm management system.

C.3.2 Single component fault tolerance and redundancy
C.3.21 Overview

Fault tolerance is the built-in capability of a system to provide the continued, correct
execution of its assigned function(s) in presence of a hardware or software failure of a single
component. In other words, the system is able to perform its mission even after the first failure
(hardware or software).

C.3.2.2 Redundancy criteria

When specifying a control system, the effects of component failure should be assessed in
relation to the controlled process, and redundancy should be requested accordingly.
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Redundancy should cover components that are critical or vital for proper and safe operation of
the entire system. When defining redundancy criteria, the following requirements should be
addressed, when applicable according to the type of component:

— the type of stand-by, if any,

— the management of the software and data back-up between the redundant components;

— redundancy policy (1-out-of-2, 2-out-of-3, k-out-of-m);

— synchronization of data between the active and the stand-by machines;

— configuration of the active and stand-by machine.
It is particularly useful to examine the availability of fault-tolerance and/or redundancy in:

— power supplies including UPS backup;

— |/O modules;

— 1/0 networks between I/O modules and controllers;

— controllers;

— control networks linking controls, workstations and other components;
— operator workstations, for example, can replace any workstation;

— servers.
Characteristics of importance include:

— bumpless failover;
— failover time (time when a service is not available);

— failure modes (can some modes of failure cause both the primary and secondary to be
lost).

Cc.3.3 Redundancy methods
C.3.31 General

Availability of the system depends upon the availabilities of the individual parts of the system
and the way in which these parts cooperate in performing the tasks of the system. The way in
which parts cooperate may include:

— functional redundancy (homogeneous or diverse): the redundancy of a specific function
can be obtained using the same hardware both for the master and the stand-by
(homogeneous) or with independent hardware (diverse). If functional redundancy is
available, the first failure does not reduce the functionalities and the performances of the
system;

— functional fall-back: is the capacity of returning to a known functional level or mode in
case of failure or abnormal operation;

— degradation: in case of failure of a part of the BCS, the performances and the
functionalities of the system are reduced. In degraded working condition all the critical
functions are properly working.

Availability depends upon the procedures used and the resources available for maintaining
the system. Availability requirements are usually expressed as the accumulated down times
occurring over a certain period of time. Different availability values are possible for different
tasks of the BCS.

In addition to the desired downtime, further special needs, if any, for increasing the
availability of some critical functions should be specified in terms of component redundancy.
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