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INTERNATIONAL ELECTROTECHNICAL COMMISSION

ELECTRICAL SAFETY IN LOW VOLTAGE DISTRIBUTION SYSTEMS UP TO
1000 VAC AND 1 500 VDC - EQUIPMENT FOR TESTING, MEASURING OR
MONITORING OF PROTECTIVE MEASURES -

Part 13: Hand-held and hand-manipulated current clamps and sensors for
measurement of leakage currents in electrical distribution systems

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of IEC is to promote
international co-operation on all questions concerning standardization in the electrical and electronic fields. To
this end and in addition to other activities, IEC publishes International Standards, Technical Specifications,
Technical Reports, Publicly Available Specifications (PAS) and Guides (hereafter referred to as "IEC
Publication(s)"). Their preparation is entrusted to technical committees; any IEC National Committee interested
in the subject dealt with may participate in this preparatory work. International, governmental and non-
governmental organizations liaising with the IEC also participate in this preparation. IEC collaborates closely
with the International Organization for Standardization (ISO) in accordance with conditions determined by
agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international
consensus of opinion on the relevant subjects since each technical committee has representation from all
interested IEC National Committees.

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any
misinterpretation by any end user.

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications
transparently to the maximum extent possible in their national and regional publications. Any divergence
between any IEC Publication and the corresponding national or regional publication shall be clearly indicated in
the latter.

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any
services carried out by independent certification bodies.

6) All users should ensure that they have the latest edition of this publication.

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and
members of its technical committees and IEC National Committees for any personal injury, property damage or
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC
Publications.

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is
indispensable for the correct application of this publication.

9) IEC draws attention to the possibility that the implementation of this document may involve the use of (a)
patent(s). IEC takes no position concerning the evidence, validity or applicability of any claimed patent rights in
respect thereof. As of the date of publication of this document, IEC had not received notice of (a) patent(s),
which may be required to implement this document. However, implementers are cautioned that this may not
represent the latest information, which may be obtained from the patent database available at
https://patents.iec.ch. IEC shall not be held responsible for identifying any or all such patent rights.

IEC 61557-13 has been prepared by IEC technical committee 85: Measuring equipment for
electrical and electromagnetic quantities. It is an International Standard.

This second edition cancels and replaces the first edition published in 2011. This edition
constitutes a technical revision.

This edition includes the following significant technical changes with respect to the previous
edition:

a) the term "fixing device" has been removed; Documents
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b) the measuring range was changed to a display range, the indication of DC or peak values
has been added in 4.1;

c) the frequency for the test of sensitivity for low-frequency magnetic fields has been defined
in4.2;

d) the specified measuring range is now defined as the range of indicated values based on
the operating uncertainty in 4.3;

e) alignment of the structure with that of the whole IEC 61557 series;

f) the variation E;, (maximum load current), may be specified according to the
manufacturer’s specification.

The text of this International Standard is based on the following documents:

Draft Report on voting

85/877/FDIS 85/883/RVD

Full information on the voting for its approval can be found in the report on voting indicated in
the above table.

The language used for the development of this International Standard is English.
This International Standard is to be used in conjunction with IEC 61557-1:2019.

This document was drafted in accordance with ISO/IEC Directives, Part 2, and developed in
accordance with ISO/IEC Directives, Part1 and ISO/IEC Directives, IEC Supplement,
available at www.iec.ch/members_experts/refdocs. The main document types developed by
IEC are described in greater detail at www.iec.ch/publications.

A list of all parts of the IEC 61557 series, published under the general title Electrical safety in
low voltage distribution systems up to 1 000 V AC and 1 500 V DC — Equipment for testing,
measuring or monitoring of protective measures, can be found on the IEC website.

The committee has decided that the contents of this document will remain unchanged until the
stability date indicated on the IEC website under webstore.iec.ch in the data related to the
specific document. At this date, the document will be

e reconfirmed,
e withdrawn,
e replaced by a revised edition, or

e amended.
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INTRODUCTION

During periodical inspections of electrical installations, it is increasingly difficult to carry out
measurements of insulation resistances with devices in accordance with IEC 61557-2 when
the installations cannot be switched off for long periods and when there are sensitive
appliances connected. Therefore, the measurement of leakage currents can provide additional
information about the safe or unsafe situation of an installation.

Furthermore, the user has the opportunity to place current clamps and sensors on different
points of the distribution system for troubleshooting nuisance tripping of RCDs, alarms of
RCMs and other problems caused by low-frequency leakage currents.

Unfortunately, the presence of high external magnetic fields has a big impact on the
performance of commonly used current clamps and sensors. High uncertainty and
non-repeatability of readings can lead to unsafe interpretations.

This document defines performance classes for current clamps and sensors in relationship to
ranges of high external magnetic fields and gives guidance to the user to choose the
appropriate measuring device for a given situation.

The hand-held and hand-manipulated current clamps and sensors can be stand-alone
instruments or accessories of instruments.
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ELECTRICAL SAFETY IN LOW VOLTAGE DISTRIBUTION SYSTEMS UP TO
1000 VAC AND 1 500 VDC - EQUIPMENT FOR TESTING, MEASURING OR
MONITORING OF PROTECTIVE MEASURES -

Part 13: Hand-held and hand-manipulated current clamps and sensors for
measurement of leakage currents in electrical distribution systems

1 Scope

This part of IEC 61557 defines special performance requirements for hand-held and
hand-manipulated current clamps and sensors for measurement of leakage currents in
electrical distribution systems up to 1 000 V AC and 1500V DC taking into account the
influence of high external low-frequency magnetic fields and other influencing quantities. See
Annex A for examples of measurement applications.

This document does not apply to current clamps or sensors that are used in combination with
devices for insulation fault location in accordance with IEC 61557-9, unless it is specified by
the manufacturer.

2 Normative references

The following documents are referred to in the text in such a way that some or all of their
content constitutes requirements of this document. For dated references, only the edition
cited applies. For undated references, the latest edition of the referenced document (including
any amendments) applies.

IEC 61000-4-8, Electromagnetic compatibility (EMC) — Part 4-8: Testing and measurement
techniques — Power frequency magnetic field immunity test

IEC 61010-1, Safety requirements for electrical equipment for measurement, control, and
laboratory use — Part 1: General requirements

IEC 61010-2-032:2019, Safety requirements for electrical equipment for measurement, control
and laboratory use — Part 2-032: Particular requirements for hand-held and hand-manipulated
current sensors for electrical test and measurement

IEC 61326-1:2020, Electrical equipment for measurement, control and laboratory use — EMC
requirements — Part 1: General requirements

IEC 61557-1:2019, Electrical safety in low voltage distribution systems up to 1 000 V AC and
1500 V DC - Part 1: General requirements

3 Terms and definitions

For the purposes of this document, the terms and definitions given in IEC 61557-1 and the
following apply.

ISO and IEC maintain terminology databases for use in standardization at the following
addresses:

e |EC Electropedia: available at https://www.electropedia.org/
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3.1

hand-held current clamp and sensor

portable or hand-held device for measurement, display or for indication of types of leakage
currents in distribution systems without interruption of circuits

Note 1 to entry: For simplification, this term is replaced with the term "current sensors" throughout the document.

3.2

hand-manipulated current clamp and sensor

portable or hand-manipulated device for measurement, display or for indication of types of
leakage currents in distribution systems without interruption of circuits

Note 1 to entry: For simplification, this term is replaced with the term "current sensors" throughout the document.

3.3

measurement category

classification of testing and measuring circuits according to the type of mains to which they
are intended to be connected

[SOURCE: IEC 61010-2-030:2017, 3.5.101, modified — Note 1 removed.]

3.4
variation Eq4

variation due to external low-frequency magnetic fields

3.5
variation E,,

variation due to load current during measurement using the differential method

Note 1 to entry: For the differential method, see Figure A.2.

3.6
variation E4;

variation due to touch current to earth caused by common mode voltage during
hand-manipulation

3.7
variation Eq,

variation due to frequency

3.8
variation E45

repeatability of the measurement readings

Note 1 to entry: The variation repeatability means that at least 10 (or maybe more) open/closed cycles are made
before taking a measurement reading.

3.9

operating class

performance class defining the influence of external low-frequency magnetic fields on the
current sensors

3.10

leakage current

current driven by active conductors of a distribution system and/or loads to earth and/or
protective conductors
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3.1
load current
current flowing through the line conductor(s)

3.12
rated burden
value of the burden on which the accuracy requirements of a specification are based

[SOURCE: IEC 60050-321:1986, 321-01-26]

3.13

resolution

smallest change in the measurand, or quantity supplied, which causes a perceptible change in
the indication

[SOURCE: IEC 60050-311:2001, 311-03-10]

3.14
fiducial value
fiducial value used for reference is the measured value of the leakage current

4 Requirements

4.1 General requirements

In addition to the requirements of IEC 61557-1:2019, Clause 4, the following requirements
shall apply.

Current sensors according to this document shall be in accordance with IEC 61010-2-032.

Current sensors according to this document shall have the ability to indicate leakage currents
for a minimum range of either 1 mA to 10 A AC or 1 mA to 10 A DC (or both) and shall be
designed for a load current of at least 60 A. Multiple ranges are allowed.

The resolution shall be 0,1 mA AC or 0,1 mA DC, or higher.

The current values shall be indicated as RMS values. Additional indication of DC or peak
values are allowed.

The frequency range of the current sensors shall include a range from a minimum of 40 Hz up
to the third harmonic of the rated mains frequency.

For railway applications, a frequency range starting at 15 Hz is recommended.
For industrial applications, a frequency range up to 1 kHz is recommended.

For testing the leakage current of appliances, a measuring range starting at 0,1 mA with a
resolution of 0,01 mA is recommended.

4.2 Operating classes
4.21 General

Current sensors are classified into three operating classes according to their sensitivity for
low-frequency magnetic fields in accordance with IEC 61000-4-8 at 50 Hz and 60 Hz.
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For optional frequency ranges between 16,7 Hz and 400 Hz, the test configuration in
accordance with IEC 61000-4-8 shall be used.

4.2.2 Operating class 1

Current sensors of operating class 1 shall operate within external low-frequency magnetic
fields according to 4.2.1 up to a field strength of 100 A/m.

The upper limit of field strength shall be marked in accordance with Figure 5.

4.2.3 Operating class 2

Current sensors of operating class 2 shall operate within external low-frequency magnetic
fields according to 4.2.1 up to a field strength of 30 A/m.

The upper limit of field strength shall be marked in accordance with Figure 5.

4.2.4 Operating class 3

Current sensors of operating class 3 shall operate within external low-frequency magnetic
fields according to 4.2.1 up to a field strength of 10 A/m.

The upper limit of field strength shall be marked in accordance with Figure 5.

4.3 Operating uncertainty of the specified measuring range
4.3.1 General

The operating uncertainty of the specified measuring range for current sensors of operating
class 1, operating class 2 and operating class 3 shall be determined according to the
operating uncertainty equation (1) of Table 3 within the reference conditions or specified
operating range. The relation between operating class and external magnetic field is shown in
Figure 1, Figure 2 and Table 1.

The fiducial value is the measured value of the leakage current.

4.3.2 Specified measuring range of an operating class 1 current sensor

The specified measuring range of an operating class 1 current sensor is the range of
indicated values between stated lower and upper measurements for which the operating
uncertainty of reading is:

— less than 15 % for values less than or equal to 10 mA, and is less than 10 % for values
greater than 10 mA for external low-frequency magnetic fields of up to 10 A/m;

and

— less than 20 % for values less than or equal to 10 mA and is less than 12,5 % for values
greater than 10 mA for external low-frequency magnetic fields of up to 30 A/m;

and

— less than 30 % for values less than or equal to 10 mA, and is less than 15 % for values
greater than 10 mA for external low-frequency magnetic fields of up to 100 A/m.
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4.3.3 Specified measuring range of an operating class 2 current sensor

The specified measuring range of an operating class 2 current sensor is the range of
indicated values between stated lower and upper measurements for which the operating
uncertainty of reading is:

— less than 15 % for values less than or equal to 10 mA and is less than 10 % for values
greater than 10 mA for external low-frequency magnetic fields of up to 10 A/m;

and

— less than 20 % for values less than or equal to 10 mA and is less than 12,5 % for values
greater than 10 mA for external low-frequency magnetic fields of up to 30 A/m.

4.3.4 Specified measuring range of an operating class 3 current sensor

The specified measuring range of an operating class 3 instrument is the range of indicated
values between stated lower and upper measurements for which the operating uncertainty of
reading is:

— less than 15 % for values less than or equal to 10 mA and is less than 10 % for values
greater than 10 mA for external low-frequency magnetic fields of up to 10 A/m.

Table 1 — Relation between external magnetic field and operating class

External magnetic field strength 10 A/m 30 A/m 100 A/m
Operating uncertainty of reading < 10 mA 15 % 20 % 30 %
Operating uncertainty of reading > 10 mA 10 % 12,5 % 15 %
Operating class 1 current sensor v v v
Operating class 2 current sensor v v -
Operating class 3 current sensor v - -
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IEC
Key for Figure 1 and Figure 2:
x-axis: external magnetic field
y-axis: operating uncertainty
1 operating class 1
2 operating class 2
3 operating class 3
Figure 1 — Operating uncertainty in relation to operating class
and external magnetic field for measuring ranges
less than or equal to 10 mA
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