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INTERNATIONAL ELECTROTECHNICAL COMMISSION

ELECTROMECHANICAL ELEMENTARY RELAYS
OF ASSESSED QUALITY -

Part 10: Sectional specification —
Relays for industrial application

FOREWORD
1) The IEC (International Electrotechnical Commission) is a worldwide organization for standardizatign comprising
all national electrotechnical committees (IEC National Committees). The objechof the IEC is o promote

entrusted to technical committees; any IEC National Committee inter, with may
participate in this preparatory work. International, governmental and nok-gover -‘- nizations liaising
with the IEC also part|C|pate in thls preparation. The International

2) The formal decisions or agreements of the IEC on technical matters , nearly as possible, an
international consensus of opinion on the relevant subjects lsincé i mittee has representation
from all interested National Committees

3) The documents produced have the form of/fecomm al dse and are published in the form
of standards, technical specifications, i 5 ides and they are accepted by the National

Committees in that sense.

4) In order to promote international unificatiof, IEC Natiqna ittees undertake to apply IEC International
Standards transparently to the maximum| exte pOSS Ie in their national and regional standards. Any
divergence between the |IECStandard and\the e national or regional standard shall be clearly

indicated in the latter.

6) Attention is dra
of patent rights. EC ¢ \ g sible for identifying any or all such patent rights.

This bilingus
2002-11.

The text of this standard is based on the following documents:

FDIS Report on voting
94/168/FDIS 94/172/RVD

Full information on the voting for the approval of this standard can be found in the report on
voting indicated in the above table.

The French version of this standard has not been voted upon.

The QC number that appears on the front cover of this publication is the specification number
in the IEC Quality Assessment System for Electronic Components (IECQ).

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2D°cuments
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The committee has decided that the contents of this publication will remain unchanged until
2006. At this date, the publication will be

* reconfirmed,;

e withdrawn;

* replaced by a revised edition, or
* amended.

@@
S
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ELECTROMECHANICAL ELEMENTARY RELAYS
OF ASSESSED QUALITY -

Part 10: Sectional specification —
Relays for industrial application

1 General

1.1  Scope

It is based on the basic relay standard IEC 61810-1 as v
IEC 61811-1 and selects from IEC 61810-7 the appropyia

For the purpose of this standard, only
the field of application, further tests

as appropriate, preferably in

accordance with the test and measurement procedure IEC 61810-7.
1.2 Normative refere :5
The following referenced\dg sable for the application of this document.

plies. For undated references, the latest edition

For dated refereness,
of the referenceu

IEC 61709:1996 & sronic components — Reliability — Reference conditions for failure rates
and stress models for conversion

IEC 61810-1:1998, Electromechanical non-specified time all-or-nothing relays — Part 1:
General requirements

IEC 61810-5:1998, Electromechanical non-specified time all-or-nothing relays — Part 5:
Insulation coordination

IEC 61810-7:1997, Electromechanical all-or-nothing relays — Part 7: Test and measurement
procedures

IEC 61811-1:1999, Electromechanical non-specified time all-or-nothing relays of assessed
quality — Part 1: Generic specification

IEC QC 001002-3, IEC Quality Assessment System for Electronic Components (IECQ) —
Rules of Procedure — Part 3: Approval procedures Documents
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1.3 Marking

Relays and their package supplied in accordance with detail specifications covered by this
sectional specification, shall as a minimum be marked as follows:

1.3.1 Relay

e Trade mark or manufacturer’s name

o Relay type and variant code

e Date of manufacture, year/week, coded in accordance with IEC 60062
e |ECQ mark

Where space permits, a circuit diagram or terminal identification should be given.

1.3.2 Package

e Trade mark or manufacturer’s name
o Detail specification reference if not marked on the relay
e Quantity

o Relay type and variant code

o Manufacturer’s batch identification code

1.4 Ordering information
The ordering information shall be codé ing details:

o |ECQ detail specification number
e Coded coil voltage
e Terminal code

e Specials code

Quality as@

N

NOTE 1

NOTE 2 Importantypanufacturing steps are as follows:

a) fabrication, heat treatment and plating of the component parts of the relay;

b)  coil winding;

c) assembling of the electrical and electromechanical parts;

d) adjustment of the relay contacts, if applicable;

e) high-temperature drying, gas backfilling and sealing of the relay, if applicable;
f) final measurements and periodic inspection of test groups A to D.

2.2  Structurally similar relays

Relays are considered structurally similar if having no differences in design other than in:

a) coil wire diameter, number of windings and the coil transient suppression device;

b) types, numbers and material of contacts;

c) rated coil and/or contact voltage(s);

d) mounting and terminal variants within the limits prescribed in the detail specification.
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2.3 Subcontracting

Subcontracting the primary stage of manufacture (see 2.1) and/or subsequent stages to an
unapproved manufacturer is forbidden. Subcontracting is permitted for any stages preceding
the primary stage of manufacture and shall be in accordance with the requirements of
(normative) Annex B to Clause 2 of IEC QC 001002-3.

2.4 Qualification approval procedures

The manufacturer shall comply with the general requirements of the basic rules governing
qualification approval defined in Clause 3 of IEC QC 001002-3 and the provisions given in 2.2
of IEC 61811-1.

The requirements contained in 4.2 of IEC 61810-1 shall be met.

tests.

2.5 Quality conformance inspectio
2.51 General requirements

accordance with the requirements of

p”“A and B acceptance tests shall be formed in
QC 001002-3 and with the sampling plans and

When samypling i Kriex n accordance with IEC 60410, the percent defective concept
ied or representative sampling shall always be used to include all
eturally similar relays in proportion to their respective quantities in
gm proportionality may become necessary and shall be stated in the
detail specificatior~or agreed between the manufacturer and the National Supervising
Inspectorate (NSI). Specimens shall be as representative as possible of the production.

2.5.3 Periodic inspection

Fixed samples for group C and D inspection shall be taken from a lot (or lots) which has
passed group A and B inspection during, or at the end, of the specified reference period. In
both cases the inspection lot (or lots) shall not be less than the average of production lots
during the reference period for each group.

2.6 Test schedule
2.6.1 Test sequence

A test sequence shall consist of all tests listed in the (blank) detail specification.

The reference numbers of the tests are those of IEC 61810-7, with the exception iti
test(s) described in the sectional, the blank detail or the detail specificatior. Oﬁd(&tﬁ?ﬁents
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2.6.2 Groups A and B

The IL (inspection level) notation applies for all tests in one subgroup. A corresponding range
of values for AQL (acceptable quality level) shall be given in the blank detail specification,
and the authority preparing detail specifications shall choose the appropriate value which then
applies to all tests in one subgroup.

2.6.3 Groups C and D
The blank detail specification shall prescribe for each subgroup:

a) Periodicity of this subgroup. If the same periodicity is applicable to all subgroups, it shall
be given at the beginning of the group test details.

b) The minimum sample size for each test (or group of tests) perfey ith the same
relays, the number of test specimens and the permitted numbe i shall be
specified.

2.7 Order of tests

— Screening or sortingntest

— The remaini
order of tests

— Destructive tests

3.1 Contents o ank detail and detail specifications

Blank detail specifications shall conform with the test schedule given in Table 1 of this
specification and the related explanations.

Tests marked M are mandatory. If tests are marked R (recommended) they may be included
in the blank detail specification; they then become mandatory for the detail specification.

Blank detail specifications shall give the following information or call for inclusion into the
detail specification:
a) ldentification of the detail specification.

b) Identification of the relay and information on its applications. Identification shall be
provided by such properties as rated power, dimensions, sealing, whether monostable or
bistable, polarised or not, or otherwise required for identification.

c) Outline drawings of the relay and key dimensions. Variants, such as for terminals, may be
given in an annex to the detail specification. Documents
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d) Reference data of the relay. A limited number of values is required on the front page, so
as to describe the overall performance of the relay. Full information in conformance with
IEC 61810-1 shall be added on one of the subsequent pages. Rated values should
preferably be those listed therein. Where tests are referred to rated values, they shall be
indicated with each test. Where tests are to be performed at other than rated values, the
test values shall be indicated and clearly distinguished from the rated values.

e) Related documents. Reference shall be made to IEC 61811-1 and this sectional
specification. When reference to further documents is necessary, such documents shall be
listed with their full title, year of edition and, unless common knowledge, the source from
which they can be obtained.

f) Periodicity of tests.
g) Formation of inspection lots, if predictable in the sense of 2.5.
h) Order of the tests.

i) General test conditions, if deviating from 3.5 of IEC 61810-7.

j) Qualification approval test schedule.

k) Quality conformance test schedule.

m) Specification of AQL numbers (groups A and itted\number of defectives
(groups C and D).

n) Marking of package and/or relays, order
specification, if necessary.

eyond that listed in this

o) Coded ordering information.

Additional information such as curves(and-drawing be given in an annex of the detail
specification.

— include in thebla iNspecificati the mandatory tests of Table 1, together with
those recom G j d apgropriate for the intended use;
— if necessary, add S ts Ared either from or beyond IEC 61810-7.

3.2 Basic

The basi

The order within subgroups shall be defined in the blank detail specification.

3.2.2 Sampling values

IL and AQL values, sample size and allowed defectives shall be chosen from IEC 60410 and
by using Annex A, and shall be stated in the blank detail specification.

3.2.3 Abbreviations
Options:

Tests marked with M are mandatory for inclusion in the (blank) detail specification.
Tests marked with R are recommended for inclusion in the (blank) detail specification.
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Types of relays:

RT 0 Unenclosed relay

RT 1 Dust protected relay

RT Il Flux proof relay

RT Il Wash tight relay

RT IV Sealed relay

RT V Hermetically sealed relay

The respective definitions are given in 2.2 of IEC 61810-7.

3.3 Test schedule for blank detail specifications

Group A

Conducted on a sampling basis, lot by lot.

Subgroup A1

For all tests in this subgroup

A

/\ VRN
Test fl_'om c 810\'7\& Options and particular requirements
and respective subgclau num(e\r\
Visual inspection — re maxking (N M
3.6.4 items a) and
Coil resistance (ND) \) M
3.8.1 A\
) \/

Dielectric test (ND M In accordance with Clauses 3 and 4 of
3.9 /\ IEC 61810-5

Contact-circuit r istané%ta ic (hl\Dq/ M Test voltage and current according to
3.12 Z\ \ CA category/ies specified for the relay
Functional tes (m \/ M Operate and release value shall be

3.13 checked as a minimum. In accordance
with 4.1.2 of IEC 61810-1

Timing tests (ND) R
3.14.2
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Group B

Conducted on a sampling basis, lot by lot.

Subgroup B2

For all tests in this subgroup IL:

AQL:

Test from IEC 61810-7

r Options and particular requirements
and respective subclause number p P a

For the relay
For accessories and paMs applicable

Check of dimensions (ND) For key dimension N

3.6.1
For all other dinfensi , inclyding cleaxances
and creepag)e\dis nces

Group C

Periodic tests with fixed sample size

Subgroup C1

Periodicity: ... lRonth
Sample size: ... specimen

N
Test from IEC 64810-7 . . .
and respective Subélﬁe\nyﬁ_kﬁr\\ \) Wlons and particular requirements

Heating (ND) N y In accordance with 4.1.6 of IEC 61810-1
3.18

Dielectric test (ND) <> k z \) M In accordance with Clauses 3 and 4 of IEC 61810-5
3.9
Impulse voltage test (ND& \/ M In accordance with Clause 4 of IEC 61810-5

3.10

Insulation resistapce (ND) M
g P LA
Enclosure \ R
NN\

N\

Subgroup C2

Visual inspection other than marking (ND)
3.6.4 items c) and d)

202

Periodicity: ... months

Sample size: ... specimens

Test from IEC 61810-7

. Options and particular requirements
and respective subclause number P P q

Electrical endurance (D) M In accordance with the provisions of
3.30 IEC 60255-23 and 4.1.5 of IEC 61810-1
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Subgroup C3
Periodicity: .. months

Sample size: .. specimens

61811-10 © IEC:2002

Test from IEC 61810-7
and respective subclause number

Options and particular requirements

Timing tests (ND)
3.14

M  Only if not tested in subgroup A1

Coil transient suppression (ND)
3.8.4

R  For relays with transient suppression device only

Weighing (ND)
3.7.2

Check of dimensions (ND)/(D)
3.6.1

M  For all dimensions |nc|

in cI ances and
creepage dlstances/yf\Q test@ﬁh\sub oup B2

Subgroup C5
Periodicity: .. months

Sample size: .. specimens

N

Test from IEC 61810-7
and respective subclause number

Rapid change of temperature (D)
3.19

N

(@onsWﬂ requirements
“F(\ AN

éealet{rel@ (j\Tﬂ and RT V) only

Resistance to soldering heat (D)
3.25

Climatic sequence (D)

M\Fo\ilays\m'fh/solder terminals only

3.15 /\ /\\
Damp heat, steady state (D \\
N QL

5
©)

Robustness of termi (D)
3.24

R For QC (quick-connect) terminals only:
according to 4.1.9 of IEC 61810-1.

g_r;%ck (D) /\< \/\\/ R
e A0\ R
Vibration ?\\ \\ \ R

Mechanical en ra%e (
3.31

R In accordance with 4.1.4 of IEC 61810-1

Thermal endurance (D) R

3.32

Fire hazard (D) M  In accordance with 4.1.7 of IEC 61810-1
3.48
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