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Publication numbering

As from 1 January 1997 all IEC publications are issued with a designation in the
60000 series. For example, IEC 34-1 is now referred to as IEC 60034-1.

Consolidated editions

The IEC is now publishing consolidated versions of its publications. For example,
edition numbers 1.0, 1.1 and 1.2 refer, respectively, to the base publication, the
base publication incorporating amendment 1 and the base publication incorporating
amendments 1 and 2.

Further information on IEC publications

The technical content of IEC publications is kept under constant review by the IEC,
thus ensuring that the content reflects current technology. Information relating to
this publication, including its validity, is available in the IEC Catalogue of
publications (see below) in addition to new editions, amendments and corrigenda.
Information on the subjects under consideration and work in progress undertaken
by the technical committee which has prepared this publication, as well as the list
of publications issued, is also available from the following:

. IEC Web Site (www.iec.ch)

. Catalogue of IEC publications

The on-line catalogue on the IEC web site (http://www.iec.ch/searchpub/cur_fut.htm)
enables you to search by a variety of criteria including text searches, technical
committees and date of publication. On-line information is also available on
recently issued publications, withdrawn and replaced publications, as well as
corrigenda.

. IEC Just Published

This summary of recently issued publications (http://www.iec.ch/online_news/
justpub/jp_entry.htm) is also available by email. Please contact the Customer
Service Centre (see below) for further information.

. Customer Service Centre

If you have any questions regarding this publication or need further assistance,
please contact the Customer Service Centre:

Email: custserv@iec.ch
Tel: +41 2291902 11

Fax: +4122 919 03 00
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INTERNATIONAL ELECTROTECHNICAL COMMISSION

FOSSIL-FIRED STEAM POWER STATIONS -

Part 2: Drum-level control

FOREWORD

1) The IEC (International Electrotechnical Commission) is a worldwide organization for standardization comprising
all national electrotechnical committees (IEC National Committees). The object of the IEC is to promote
international co-operation on all questions concerning standardization in the electrical and electronic fields. To
this end and in addition to other activities, the IEC publishes International Standards. Their preparation is
entrusted to technical committees; any IEC National Committee interested in the subject dealt with may
participate in this preparatory work. International, governmental and non-governmental organizations liaising
with the IEC also participate in this preparation. The IEC collaborates closely with the International
Organization for Standardization (ISO) in accordance with conditions determined by agreement between the
two organizations.

2) The formal decisions or agreements of the IEC on technical matters express, as nearly as possible, an
international consensus of opinion on the relevant subjects since each technical committee has representation
from all interested National Committees.

3) The documents produced have the form of recommendations for international use and are published in the form
of standards, technical specifications, technical reports or guides and they are accepted by the National
Committees in that sense.

4) In order to promote international unification, IEC National Committees undertake to apply IEC International
Standards transparently to the maximum extent possible in their national and regional standards. Any
divergence between the IEC Standard and the corresponding national or regional standard shall be clearly
indicated in the latter.

5) The IEC provides no marking procedure to indicate its approval and cannot be rendered responsible for any
equipment declared to be in conformity with one of its standards.

6) Attention is drawn to the possibility that some of the elements of this technical report may be the subject of
patent rights. IEC shall not be held responsible for identifying any or all such patent rights.

The main task of IEC technical committees is to prepare International Standards. However, a
technical committee may propose the publication of a technical report when it has collected
data of a different kind from that which is normally published as an International Standard, for
example "state of the art".

IEC 62140-2, which is a Technical Report, has been prepared by IEC technical committee 65:
Industrial-process measurement and control.

The text of this Technical Report is based on the following documents:

Enquiry draft Report on voting
65/272/CDV 65/284/RVC

Full information on the voting for the approval of this Technical Report can be found in the
report on voting indicated in the above table.

This publication has been drafted in accordance with ISO/IEC Directives, Part 2.

IEC 62140 consists of the following parts, under the general title Fossil-fired steam power
stations:

Part 1: Limiting controls
Part 2: Drum-level control

Part 3: Steam-temperature control

Documents

Document Sharing Hub

Full document details: IEC TR 62140-2-2002

FHOTVONYE/IHON VY - ‘PaHWIT NOD3IIW OL d3ISN3DIT

‘NV3ANg ATddNS 009 A9 A3ITddNS ‘ATNO NOILVYOOTSIHL 1V 3SN TYNYILNI J0d


http://www.avadocuments.com/doc/iec-tr-62140-2-2002
http://www.avadocuments.com/doc/iec-tr-62140-2-2002

-4 - TR 62140-2 O IEC:2002(E)

The committee has decided that the contents of this publication will remain unchanged until
2007. At this date the publication will be

e reconfirmed;

* withdrawn;

+ replaced by a revised edition, or
*+ amended.

A bilingual version of this Technical Report may be issued at a later date.
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INTRODUCTION

This Technical Report is part of a series of Technical Reports which contain advice on the
proper design and operation of control circuits in fossil-fired power stations. They are based
on technical solutions used today by some member nations and provide also the background
information necessary for proper understanding.

For the time being, all the different national documents tackling the subject are deemed to be
at the same level. They always present or imply particular technical solutions which, although
finally aimed at satisfying similar functional user needs, are different from country to country
and often inconsistent among themselves. Such documents are considered to be actual
barriers to international trade.

The need for new standards formalizing an internationally agreed approach to express the
functional need of fossil-fired power plant operators and suppliers is clearly identified by all
the experts. Such documents could facilitate and develop the international business in this
particular domain for the profit of the suppliers and the customers. The IEC 62140 series
should consider the existing national documents presenting national solutions as a technical
basis and should be consistent with them.

In the absence of an internationally agreed approach, this Technical Report is to be strictly
considered as an example of particular technical solutions at a given time. It is only aimed at
stimulating the debate in order to encourage the convergence of views on the subject and
should not be transformed into an International Standard.

There are two types of technical reports within this series.

The reports of the first type refer to specific control circuits of steam generators, such as
drum-level control or steam-temperature control and that under normal operational conditions.

The reports of the second type show special means to ensure proper operation also under
restricted conditions, for example, during run-up and run-down or in the event of anomalous
operating states, or they deal with super-ordinated control circuits, for example, load control
or frequency control systems. These reports refer generally to the power station unit as a
whole.

Each of the reports within this series is independent from each other; their contents, however,
are largely coordinated. The series is to be supplemented.
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