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INTERNATIONAL ELECTROTECHNICAL COMMISSION 

____________ 

 
POWER SYSTEMS MANAGEMENT AND ASSOCIATED INFORMATION 

EXCHANGE – DATA AND COMMUNICATIONS SECURITY –  
 

Part 90-3: Guidelines for network and system management 
 

FOREWORD 
1) The International Electrotechnical Commission (IEC) is a worldwide organization for standardization comprising 

all national electrotechnical committees (IEC National Committees). The object of IEC is to promote international 
co-operation on all questions concerning standardization in the electrical and electronic fields. To this end and 
in addition to other activities, IEC publishes International Standards, Technical Specifications, Technical Reports, 
Publicly Available Specifications (PAS) and Guides (hereafter referred to as "IEC Publication(s)"). Their 
preparation is entrusted to technical committees; any IEC National Committee interested in the subject dealt with 
may participate in this preparatory work. International, governmental and non-governmental organizations liaising 
with the IEC also participate in this preparation. IEC collaborates closely with the International Organization for 
Standardization (ISO) in accordance with conditions determined by agreement between the two organizations. 

2) The formal decisions or agreements of IEC on technical matters express, as nearly as possible, an international 
consensus of opinion on the relevant subjects since each technical committee has representation from all 
interested IEC National Committees.  

3) IEC Publications have the form of recommendations for international use and are accepted by IEC National 
Committees in that sense. While all reasonable efforts are made to ensure that the technical content of IEC 
Publications is accurate, IEC cannot be held responsible for the way in which they are used or for any 
misinterpretation by any end user. 

4) In order to promote international uniformity, IEC National Committees undertake to apply IEC Publications 
transparently to the maximum extent possible in their national and regional publications. Any divergence between 
any IEC Publication and the corresponding national or regional publication shall be clearly indicated in the latter. 

5) IEC itself does not provide any attestation of conformity. Independent certification bodies provide conformity 
assessment services and, in some areas, access to IEC marks of conformity. IEC is not responsible for any 
services carried out by independent certification bodies. 

6) All users should ensure that they have the latest edition of this publication. 

7) No liability shall attach to IEC or its directors, employees, servants or agents including individual experts and 
members of its technical committees and IEC National Committees for any personal injury, property damage or 
other damage of any nature whatsoever, whether direct or indirect, or for costs (including legal fees) and 
expenses arising out of the publication, use of, or reliance upon, this IEC Publication or any other IEC 
Publications.  

8) Attention is drawn to the Normative references cited in this publication. Use of the referenced publications is 
indispensable for the correct application of this publication. 

9) Attention is drawn to the possibility that some of the elements of this IEC Publication may be the subject of patent 
rights. IEC shall not be held responsible for identifying any or all such patent rights. 

IEC TR 62351-90-3 has been prepared by IEC technical committee 57: Power systems 
management and associated information exchange. It is a Technical Report. 

The text of this Technical Report is based on the following documents: 

DTR Report on voting 

57/2255/DTR 57/2337/RVDTR 

 
Full information on the voting for its approval can be found in the report on voting indicated in 
the above table. 

The language used for the development of this Technical Report is English. 

Full document details: IEC TR 62351-90-3-2021

http://www.avadocuments.com/doc/iec-tr-62351-90-3-2021
http://www.avadocuments.com/doc/iec-tr-62351-90-3-2021


 – 4 – IEC TR 62351-90-3:2021 © IEC 2021 

This document was drafted in accordance with ISO/IEC Directives, Part 2, and developed in 
accordance with ISO/IEC Directives, Part 1 and ISO/IEC Directives, IEC Supplement, available 
at www.iec.ch/members_experts/refdocs. The main document types developed by IEC are 
described in greater detail at www.iec.ch/standardsdev/publications. 

A list of all parts of the IEC 62351 series, under the general title: Power systems management 
and associated information exchange – Data and communications security, can be found on the 
IEC website. 

The committee has decided that the contents of this document will remain unchanged until the 
stability date indicated on the IEC website under webstore.iec.ch in the data related to the 
specific document. At this date, the document will be  

• reconfirmed, 

• withdrawn, 

• replaced by a revised edition, or 

• amended. 

 

IMPORTANT – The 'colour inside' logo on the cover page of this publication indicates that it 
contains colours which are considered to be useful for the correct understanding of its 
contents. Users should therefore print this document using a colour printer. 
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POWER SYSTEMS MANAGEMENT AND ASSOCIATED INFORMATION 
EXCHANGE – DATA AND COMMUNICATIONS SECURITY –  

 
Part 90-3: Guidelines for network and system management 

 
 
 

1 Scope  

This part of IEC 62351, which is a technical report, provides guidelines for efficiently handling 
both IT and OT data in terms of their monitoring, classification and correlations on them to 
deduce any possible useful outcomes about the state of the power system. 

The convergence of information technologies (IT) and operational technologies (OT) refers to 
the integration of the systems, processes and data associated with the domains of IT and OT. 
This document provides guidelines for a comprehensive security monitoring for power grid 
components based on IT/OT convergent systems. The emphasis is about the development of a 
methodology and a set of recommendations for utility operators to build a general monitoring 
framework based on the analysis of the data collected from different IT and OT systems through 
network management, traffic inspection, and system activity readings. As such, the monitoring 
framework that this document introduces relies on the integration of management and logging 
information obtained using IEC 62351-7 and IEC 62351-14, respectively. Further systems and 
data sources from IT and OT would be considered such as the data obtained, for instance, 
through the IT network management using the Simple Network Management Protocol (SNMP), 
the passive network monitoring, and the functional characterization of control and automation 
processes.  

This document's recommendations include the implementation of data collection, filtering and 
correlation mechanisms. The development of data analytics algorithms is out of the scope of 
this document and would be left to utility operators and owners. Finally, applications of the 
general monitoring framework guidelines and recommendations are provided for different power 
grid environments, namely for IEC 61850 substations and for Distributed Energy Resources 
(DER) systems. 

2 Normative references 

The following documents are referred to in the text in such a way that some or all of their content 
constitutes requirements of this document. For dated references, only the edition cited applies. 
For undated references, the latest edition of the referenced document (including any 
amendments) applies. 

IEC TS 62351-1, Power systems management and associated information exchange – Data 
and communications security – Part 1: Communication network and system security – 
Introduction to security issues 

IEC TS 62351-2, Power systems management and associated information exchange – Data 
and communications security – Part 2: Glossary of terms 

IEC 62351-3, Power systems management and associated information exchange – Data and 
communications security – Part 3: Communication network and system security – Profiles 
including TCP/IP 

IEC 62351-4, Power systems management and associated information exchange – Data and 
communications security – Part 4: Profiles including MMS and derivatives 
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IEC TS 62351-5, Power systems management and associated information exchange – Data 
and communications security – Part 5: Security for IEC 60870-5 and derivatives 

IEC 62351-6, Power systems management and associated information exchange – Data and 
communications security – Part 6: Security for IEC 61850 

IEC 62351-7, Power systems management and associated information exchange – Data and 
communications security – Part 7: Network and System Management (NSM) data object models 

IEC TS 62351-14, Power systems management and associated information exchange – Data 
and communications security – Part 14: Cyber Security Event Logging1 

IEC TR 62351-90-2, Power systems management and associated information exchange – Data 
and communications security – Part 90-2: Deep packet inspection of encrypted communications 

IEC TR 61850-90-4, Communication networks and systems for power utility automation – 
Part 90-4: Network engineering guidelines 

IEC 60870-5-101, Telecontrol equipment and systems – Part 5-101: Transmission protocols – 
Companion standard for basic telecontrol tasks 

IEC 60870-5-104, Telecontrol equipment and systems – Part 5-104: Transmission protocols – 
Network access for IEC 60870-5-101 using standard transport profiles 

IEEE 1815-2012, IEEE Standard for Electric Power Systems Communications-Distributed 
Network Protocol (DNP3) 

3 Terms and definitions 

For the purposes of this document, the terms and definitions given in IEC TS 62351-2 and 
IEC 62351-7 apply. 

ISO and IEC maintain terminological databases for use in standardization at the following 
addresses: 

• IEC Electropedia: available at http://www.electropedia.org/ 

• ISO Online browsing platform: available at http://www.iso.org/obp 

4 Abbreviated terms and acronyms 

Additional abbreviated terms and acronyms are given in IEC TS 62351-2. 

ASN.1 Abstract Syntax Notation One 
DER Distributed Energy Resource 
DTLS Datagram Transport Layer Security 
DPI Deep Packet Inspection 
GIS Geographical Information System 
HMI Human Machine Interface 
ICS Industrial Control System 
IED Intelligent Electronic Device 

___________ 
1 Under preparation. Stage at the time of publication: IEC TS/PCC 62351-14:2021. 
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KDC Key Distribution Center 
MIB Management Information Base 
MMS Manufacturing Message Specification 
NSM Network and System Management 
NTS Network Time Security 
OID Object IDentifier 
PCI Protocol Control Information 
PLC Programmable Logic Controller 
PDU Protocol Data Unit 
RTU Remote Terminal Unit 
SCADA Supervisory Control And Data Acquisition 
SIEM Security Information and Event Management 
SMI Structure of Management Information 
SNMP Simple Network Management Protocol 
SOC Security Operation Center 
TLS Transport Layer Security 
TSM Transport Security Model 
UML Unified Modelling Language 
USM User-based Security Model 

5 Information collection, filtering and processing 

5.1 IT/OT elements 

Converging IT/OT networks in a power grid include a wide range of components that allow the 
connection of systems together and communication in a local or wide area network. A brief 
overview of the elements is: 

• IEDs, PLCs and RTUs – equipment connected with field sensors and actuators and able to 
coordinate with other elements through Ethernet and other means. These elements use 
protocols like IEC 60870-5-104/101 or IEEE 1815-2012 (protected with IEC 62351-3, 
IEC 62351-5), IEC 61850-8-1 and IEC 61850-8-2 (protected with IEC 62351-4), 
IEC 61850-8-1 and IEC 61850-9-2 (protected with IEC 62351-6), and other proprietary 
protocols for configuration and diagnostics. 

• Substation controllers – are used within Substation Automation Systems to implement and 
automate controls, communication and monitoring. Also, these elements can use a variety 
of protocols like the ones mentioned above for IEDs, PLCs and RTUs. 

• Gateways – implemented either as a software function or hardware, allow to connect 
elements in the network at application level, allowing a finer-grained segregation and/or a 
change of communication protocol. 

• HMIs – equipment dedicated for human interaction, often purpose-built computers with 
touchscreens and software able to interact with the IEDs, PLCs and RTUs to understand 
the status of the system or change it using the protocols listed above. 

• Computers and servers – more classical IT equipment with software able to interact with 
IEDs and similar devices. Many different kinds of protocols are used by these equipments, 
that can include standard protocols to interact with IEDs, PLCs and RTUs but also other 
standard and proprietary protocols to interact with other parts of the system. 

• Switches, routers and firewalls – networking gear used to interconnect end systems together 
in an efficient and secure manner. These equipments support and can interact with a wide 
range of protocols like SSH, SNMP, Syslog, etc. 
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