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INTERNATIONAL ELECTROTECHNICAL COMMISSION

RECOMMENDATIONS FOR SMALL RENEWABLE ENERGY
AND HYBRID SYSTEMS FOR RURAL ELECTRIFICATION -

Part 5: Protection against electrical hazards

FOREWORD

1) The International Electrotechnical Commission (IEC) is a worldwide organization for s
all national electrotechnical committees (IEC National Committees). The obje

this end and in addition to other activities, IEC publishes International Standarg Wi € ifications,
Technical Reports, Publicly Available Specifications (PAS) and Guides e d “IEC
Publication(s)”). Their preparation is entrusted to technical committees; any ¢ nittee’interested
in the subject dealt with may participate in this preparatory work. i 9
governmental organizations liaising with the IEC also participate in fkj Q. |IE aborates closely
with the International Organization for Standardization (ISO) in &ccorda al
agreement between the two organizations.

2) The formal decisions or agreements of IEC on technical matt S possible, an international
consensus of opinion on the relevant subjects since eac ee has representation from all

interested IEC National Committees.

Publications is accurate, IEC cannot be held r5|ble for t e way jn which they are used or for any
misinterpretation by any end user.

4)
5)
6)
7) mployees, servants or agents including individual experts and
ational Committees for any personal injury, property damage or
Swhether direct or indirect, or for costs (including legal fees) and
he publi t|on use of, or reliance upon, this IEC Publication or any other IEC
8) references cited in this publication. Use of the referenced publications is
9) AttentionN e ibility that some of the elements of this IEC Publication may be the subject of

~JEC'shaN note held responsible for identifying any or all such patent rights.

The main task of C technical committees is to prepare International Standards. In
exceptional circumstances, a technical committee may propose the publication of a technical
specification when

» the required support cannot be obtained for the publication of an International Standard,
despite repeated efforts, or

+ the subject is still under technical development or where, for any other reason, there is the
future but no immediate possibility of an agreement on an International Standard.

Technical specifications are subject to review within three years of publication to decide
whether they can be transformed into International Standards.

IEC 62257-5, which is a technical specification, has been prepared by IEC technical
committee 82: Solar photovoltaic energy systems.

This document is based on IEC/PAS 62111(1997); it cancels and replaces the relevant parts
of IEC/PAS 62111. Documents
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This technical specification is to be used in conjunction with IEC 62257 series.

The text of this technical specification is based on the following documents:

Enquiry draft Report on voting
82/370/DTS 82/390/RVC

Full information on the voting for the approval of this technical specification can be found in
the report on voting indicated in the above table.

This publication has been drafted in accordance with the ISO/IEC Directives, Part 2.

IEC 62257 consists of the following parts, under the general title Recg s for small

renewable energy and hybrid systems for rural electrification:

Part 1: General introduction to rural electrification

Part 2: From requirements to a range of electrification syste
Part 3: Project development and management

Part 4: System selection and design

Part 5: Protection against electrical hazards

Part 6: Acceptance, operation, mai

Part 7: Technical specifications:
Part 8: Technical specifications:
Part 9:

Part 10: Technical spekifi
Part 11: Technical g

Part 12: Appli e
Part 13: Othei&i 3

the maintenance tesb i ated on the IEC web site under "http://webstore.iec.ch" in
the data relatéd 3 ific publication. At this date, the publication will be

* withdrawn,
* replaced by a revised edition, or
*+ amended.

A bilingual edition of this publication may be issued at a later date.

IMPORTANT - The “colour inside” logo on the cover page of this publication indicates
that it contains colours which are considered to be useful for the correct
understanding of its contents. Users should therefore print this publication using a
colour printer.

1 Under consideration.

2 This text is standard IEC text but it is not the intention of IEC technical committee 82 to convert thig into an IEC
standard. This might be done by another body at a later date, if needed. ocuments
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INTRODUCTION

The IEC 62257 series of documents intends to provide to different players involved in rural
electrification projects (such as project implementers, project contractors, project supervisors,
installers, etc.) documents for the setting up of renewable energy and hybrid systems with a.c.
nominal voltage below 500 V, d.c. nominal voltage below 750 V and nominal power below
100 kVA.

These documents are recommendations:

e to choose the right system for the right place,

» to design the system,

* to operate and maintain the system.

These documents are focused only on rural electrification concent
developing countries. They should not be considered as all ing \
The documents try to promote the use of renewable energies\in r actri on; they do

i M credit, etc.).

2t the Towest life cycle cost as
imupn sufficient requirements,
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RECOMMENDATIONS FOR SMALL RENEWABLE ENERGY
AND HYBRID SYSTEMS FOR RURAL ELECTRIFICATION -

Part 5: Protection against electrical hazards

1 Scope

Decentralized Rural Electrification Systems (DRES) are designed to suppl
sites which are not connected to a large interconnected system, or a natig
meet basic needs.

electric power for
gLid, in order to

The majority of these sites are:

» isolated dwellings,

» village houses,

* community services (public lighting, pumpipg, health prdces of worship or

cultural activities, administrative buildings,(etc

* collective electrificatio

Process or individual

e an ele@ 8

The purpose of this document is to specify the general requirements for the protection of
persons and equipment against electrical hazards to be applied in decentralised rural
electrification systems. Requirements dealing with protection against electric shock are based
on basic rules from IEC 61140 and IEC 60364.

These general requirements are to be applied to all the identified categories of DRES.
Application to each subsystem of a DRES is dealt within a specific section of IEC 62257-9.
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2 Normative references

The following referenced documents are indispensable for the application of this document.
For dated references, only the edition cited applies. For undated references, the latest edition
of the referenced document (including any amendments) applies.

IEC 60050-826, International Electrotechnical Vocabulary (IEV) — Part 826: Electrical
installations

IEC 60364 (all parts), Electrical installations of buildings

IEC 61024-1:1990, Protection of structures against lightning — Part 1: Gengralgrinciples

IEC 61140:1997, Protection against electric shock — Common aspe allation and
IEC 62257-1, Recommendations for small renewable energy, d_K l s’ for rural
IEC 62257-2, Recommendations for small renewable enérg Wb for rural

IEC 62257-3, Recommendations for small renew 2 for rural

IEC 62257-4, Recommendations for for rural
electrification — Part 4: System selectio
for rural
for rural
for rural

small renewable energy and hybrid systems for rural
al specifications: batteries and converters 3

mengdations for small renewable energy and hybrid systems for rural
pmendations for small renewable energy and hybrid systems for rural
electrification — Part*10: Technical specifications: energy manager 3

IEC 62257-11, Recommendations for small renewable energy and hybrid systems for rural
electrification — Part 11: Technical specifications: considerations for grid connection 3

IEC 62257-12, Recommendations for small renewable energy and hybrid systems for rural
electrification — Part 12: Appliances 3

IEC 62257-13, Recommendations for small renewable energy and hybrid systems for rural
electrification — Part 13: Other topics 3

IEC 62305-2:2005, Protection against lightning — Part 2: Risk management

3 Under consideration. Documents
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3 Terms and definitions
For the purpose of this part of IEC 62257, the following terms and definitions apply.

3.1
DRES
decentralized rural electrification system

3.2
REN
renewable energy

3.3
micro-grid
subsystem of a DRES intended for power distribution

NOTE The prefix «micro» being intended to express the low level of transmitti

3.4

micro-powerplant
subsystem of a DRES intended for power generatiop
express the low power level generated (from a few

3.5
SPD
Surge Protection Device

tralized electrification systems

T f ge er}NQ> Classification of associated systems
Individual Collective

REN only, hﬁbrkw \ >1o storage T, T,.C

REN q y b id Wt \ storage T,.1 T,.C
REN, h |d\knot \/ no storage Tl T5.C
plus Ge et
REN, hybrid or no storage Tyl T,4.C
plus Genset
Genset only no storage Tg.l Ts.C
Genset only storage Te.l Te.C
Notation principle: Ti.l = individual system, type i; Tj.C = collective system, type j.

“Storage” = storage of energy produced by one of the generator of the system and which can be reconverted.

Architecture and characteristics of the different electrification system types are developed in
Clause 6 of IEC 62257-2.

Documents
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5 Protection against electric shock

5.1 General

Basic rules for protection against electric shock are given in IEC 61140 and IEC 60364-4-41.
Information is also available in Annex A.

5.2 Requirements on the d.c. side of a DRES

The principles for the design and erection of a d.c. electrical circuit are similar to those for an
a.c. circuit. The main differences concern short-circuit current calculation and the selection of
the protective devices.

Protection by extra-low voltage (SELV and PELV systems)
reinforced insulation should preferably be adopted on the d.c. side

NOTE Protection by automatic disconnection of supply on the d.c. side
under consideration.

5.3 Requirements on the a.c. side

5.3.1 General

should apply.

TN-S system sh@

30 mA, shoulthbe provided as additional protection for each installation or for a group of
installations.

5.3.2 TT system

Basic protection is provided by basic insulation of live parts or by barriers or enclosures. Fault
protection is provided by residual current devices regarding the resistance value of the earth
electrode to which the PE conductor is connected. The fault current should be high enough to
activate the differential current device. The rated operating residual current 5, of the device
should fulfil the formula:

IAn Si with UL:50 V
Ra

where U| is the conventional maximum voltage and R, is the earthing resistance.
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