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Abstract: The grounding and bonding of equipment in industrial and commercial power systems
is covered in this recommended practice. The interconnection and grounding of the non-electrical
metallic elements of a system is covered first. This is followed by a discussion of the objectives of
equipment grounding and bonding, including minimizing electric shock hazard to personnel,
providing adequate current carrying capability for ground faults, and ensuring the timely operation
of overcurrent protection.
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Important Notices and Disclaimers Concerning IEEE Standards Documents

IEEE documents are made available for use subject to important notices and legal disclaimers. These
notices and disclaimers, or a reference to this page, appear in all standards and may be found under the
heading “Important Notice” or “Important Notices and Disclaimers Concerning IEEE Standards
Documents.”

Notice and Disclaimer of Liability Concerning the Use of IEEE Standards
Documents

IEEE Standards documents (standards, recommended practices, and guides), both full-use and trial-use, are
developed within IEEE Societies and the Standards Coordinating Committees of the IEEE Standards
Association (“IEEE-SA”) Standards Board. IEEE (“the Institute”) develops its standards through a
consensus development process, approved by the American National Standards Institute (“ANSI”), which
brings together volunteers representing varied viewpoints and interests to achieve the final product.
Volunteers are not necessarily members of the Institute and participate without compensation from IEEE.
While IEEE administers the process and establishes rules to promote fairness in the consensus development
process, IEEE does not independently evaluate, test, or verify the accuracy of any of the information or the
soundness of any judgments contained in its standards.

IEEE does not warrant or represent the accuracy or content of the material contained in its standards, and
expressly disclaims all warranties (express, implied and statutory) not included in this or any other
document relating to the standard, including, but not limited to, the warranties of: merchantability; fitness
for a particular purpose; non-infringement; and quality, accuracy, effectiveness, currency, or completeness
of material. In addition, IEEE disclaims any and all conditions relating to: results; and workmanlike effort.
IEEE standards documents are supplied “AS IS” and “WITH ALL FAULTS.”

Use of an IEEE standard is wholly voluntary. The existence of an IEEE standard does not imply that there
are no other ways to produce, test, measure, purchase, market, or provide other goods and services related
to the scope of the IEEE standard. Furthermore, the viewpoint expressed at the time a standard is approved
and issued is subject to change brought about through developments in the state of the art and comments
received from users of the standard.

In publishing and making its standards available, IEEE is not suggesting or rendering professional or other
services for, or on behalf of, any person or entity nor is IEEE undertaking to perform any duty owed by any
other person or entity to another. Any person utilizing any IEEE Standards document, should rely upon his
or her own independent judgment in the exercise of reasonable care in any given circumstances or, as
appropriate, seek the advice of a competent professional in determining the appropriateness of a given
IEEE standard.

IN NO EVENT SHALL IEEE BE LIABLE FOR ANY DIRECT, INDIRECT, INCIDENTAL, SPECIAL,
EXEMPLARY, OR CONSEQUENTIAL DAMAGES (INCLUDING, BUT NOT LIMITED TO:
PROCUREMENT OF SUBSTITUTE GOODS OR SERVICES; LOSS OF USE, DATA, OR PROFITS;
OR BUSINESS INTERRUPTION) HOWEVER CAUSED AND ON ANY THEORY OF LIABILITY,
WHETHER IN CONTRACT, STRICT LIABILITY, OR TORT (INCLUDING NEGLIGENCE OR
OTHERWISE) ARISING IN ANY WAY OUT OF THE PUBLICATION, USE OF, OR RELIANCE
UPON ANY STANDARD, EVEN IF ADVISED OF THE POSSIBILITY OF SUCH DAMAGE AND
REGARDLESS OF WHETHER SUCH DAMAGE WAS FORESEEABLE.

Translations

The IEEE consensus development process involves the review of documents in English only. In the event
that an IEEE standard is translated, only the English version published by IEEE should be considered the
approved IEEE standard.
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Official statements

A statement, written or oral, that is not processed in accordance with the IEEE-SA Standards Board
Operations Manual shall not be considered or inferred to be the official position of IEEE or any of its
committees and shall not be considered to be, or be relied upon as, a formal position of IEEE. At lectures,
symposia, seminars, or educational courses, an individual presenting information on IEEE standards shall
make it clear that his or her views should be considered the personal views of that individual rather than the
formal position of IEEE.

Comments on standards

Comments for revision of IEEE Standards documents are welcome from any interested party, regardless of
membership affiliation with IEEE. However, IEEE does not provide consulting information or advice
pertaining to IEEE Standards documents. Suggestions for changes in documents should be in the form of a
proposed change of text, together with appropriate supporting comments. Since IEEE standards represent a
consensus of concerned interests, it is important that any responses to comments and questions also receive
the concurrence of a balance of interests. For this reason, IEEE and the members of its societies and
Standards Coordinating Committees are not able to provide an instant response to comments or questions
except in those cases where the matter has previously been addressed. For the same reason, IEEE does not
respond to interpretation requests. Any person who would like to participate in revisions to an IEEE
standard is welcome to join the relevant IEEE working group.

Comments on standards should be submitted to the following address:

Secretary, IEEE-SA Standards Board
445 Hoes Lane
Piscataway, NJ 08854 USA

Laws and regulations

Users of IEEE Standards documents should consult all applicable laws and regulations. Compliance with
the provisions of any IEEE Standards document does not imply compliance to any applicable regulatory
requirements. Implementers of the standard are responsible for observing or referring to the applicable
regulatory requirements. IEEE does not, by the publication of its standards, intend to urge action that is not
in compliance with applicable laws, and these documents may not be construed as doing so.

Copyrights

IEEE draft and approved standards are copyrighted by IEEE under U.S. and international copyright laws.
They are made available by IEEE and are adopted for a wide variety of both public and private uses. These
include both use, by reference, in laws and regulations, and use in private self-regulation, standardization,
and the promotion of engineering practices and methods. By making these documents available for use and
adoption by public authorities and private users, IEEE does not waive any rights in copyright to the
documents.

Photocopies

Subject to payment of the appropriate fee, IEEE will grant users a limited, non-exclusive license to
photocopy portions of any individual standard for company or organizational internal use or individual,
non-commercial use only. To arrange for payment of licensing fees, please contact Copyright Clearance
Center, Customer Service, 222 Rosewood Drive, Danvers, MA 01923 USA; +1 978 750 8400. Permission
to photocopy portions of any individual standard for educational classroom use can also be obtained
through the Copyright Clearance Center.
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Updating of IEEE Standards documents

Users of IEEE Standards documents should be aware that these documents may be superseded at any time
by the issuance of new editions or may be amended from time to time through the issuance of amendments,
corrigenda, or errata. An official IEEE document at any point in time consists of the current edition of the
document together with any amendments, corrigenda, or errata then in effect.

Every IEEE standard is subjected to review at least every ten years. When a document is more than ten
years old and has not undergone a revision process, it is reasonable to conclude that its contents, although
still of some value, do not wholly reflect the present state of the art. Users are cautioned to check to
determine that they have the latest edition of any IEEE standard.

In order to determine whether a given document is the current edition and whether it has been amended
through the issuance of amendments, corrigenda, or errata, visit the IEEE-SA Website at
http://iecexplore.ieee.org/xpl/standards.jsp or contact IEEE at the address listed previously. For more
information about the IEEE-SA or IEEE’s standards development process, visit the IEEE-SA Website at
http://standards.ieee.org.

Errata

Errata, if any, for all IEEE standards can be accessed on the IEEE-SA Website at the following URL:
http://standards.ieee.org/findstds/errata/index.html. Users are encouraged to check this URL for errata
periodically.

Patents

Attention is called to the possibility that implementation of this standard may require use of subject matter
covered by patent rights. By publication of this standard, no position is taken by the IEEE with respect to
the existence or validity of any patent rights in connection therewith. If a patent holder or patent applicant
has filed a statement of assurance via an Accepted Letter of Assurance, then the statement is listed on the
IEEE-SA Website at http://standards.icee.org/about/sasb/patcom/patents.html. Letters of Assurance may
indicate whether the Submitter is willing or unwilling to grant licenses under patent rights without
compensation or under reasonable rates, with reasonable terms and conditions that are demonstrably free of
any unfair discrimination to applicants desiring to obtain such licenses.

Essential Patent Claims may exist for which a Letter of Assurance has not been received. The IEEE is not
responsible for identifying Essential Patent Claims for which a license may be required, for conducting
inquiries into the legal validity or scope of Patents Claims, or determining whether any licensing terms or
conditions provided in connection with submission of a Letter of Assurance, if any, or in any licensing
agreements are reasonable or non-discriminatory. Users of this standard are expressly advised that
determination of the validity of any patent rights, and the risk of infringement of such rights, is entirely
their own responsibility. Further information may be obtained from the IEEE Standards Association.
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Introduction

This introduction is not part of IEEE Std 3003.2™-2014, IEEE Recommended Practice for Equipment Grounding and
Bonding in Industrial and Commercial Power Systems.

IEEE 3000 Standards Collection®

This recommended practice was developed by the Technical Books Coordinating Committee of the
Industrial and Commercial Power Systems Department of the Industry Applications Society as part of a
project to repackage the popular IEEE Color Books®. The goal of this project is to speed up the revision
process, eliminate duplicate material, and facilitate use of modern publishing and distribution technologies.

When this project is completed, the technical material in the thirteen IEEE Color Books will be included in
a series of new standards—the most significant of which will be a new standard, IEEE Std 3000™, IEEE
Recommended Practice for the Engineering of Industrial and Commercial Power Systems. The new
standard will cover the fundamentals of planning, design, analysis, construction, installation, startup,
operation, and maintenance of electrical systems in industrial and commercial facilities. Approximately 60
additional dot standards, organized into the following categories, will provide in-depth treatment of many
of the topics introduced by IEEE Std 3000™:

—  Power Systems Design (3001 series)

—  Power Systems Analysis (3002 series)

— Power Systems Grounding and Bonding (3003 series)

—  Protection and Coordination (3004 series)

— Emergency, Standby Power, and Energy Management Systems (3005 series)
— Power Systems Reliability (3006 series)

— Power Systems Maintenance, Operations, and Safety (3007 series)

In many cases, the material in a dot standard comes from a particular chapter of a particular IEEE Color
Book. In other cases, material from several IEEE Color Books has been combined into a new dot standard.

The material in this recommended practice largely comes from Chapter 2 of IEEE Std 142™-2007 (IEEE
Green Book™),

IEEE Std 3003.2™

This recommended practice provides fundamental concepts and recommended procedures for equipment
grounding of power apparatus, wiring systems, interior and exterior substations, and utilization equipment.
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IEEE Recommended Practice for
Equipment Grounding and Bonding in
Industrial and Commercial Power
Systems

IMPORTANT NOTICE: IEEE Standards documents are not intended to ensure safety, security, health,
or environmental protection, or ensure against interference with or from other devices or networks.
Implementers of IEEE Standards documents are responsible for determining and complying with all
appropriate safety, security, environmental, health, and interference protection practices and all
applicable laws and regulations.

This IEEE document is made available for use subject to important notices and legal disclaimers.
These notices and disclaimers appear in all publications containing this document and may
be found under the heading “Important Notice” or “Important Notices and Disclaimers
Concerning IEEE Documents.” They can also be obtained on request from IEEE or viewed at
http://standards.iece.org/IPR/disclaimers.html.

1. Overview

1.1 Scope

This recommended practice covers the grounding and bonding of equipment in industrial and commercial
power systems. The interconnection and grounding of the non-electrical metallic elements of a system is
covered first. This is followed by a discussion of the objectives of equipment grounding, including
minimizing electric shock hazard to personnel, providing adequate current carrying capability for ground
faults, and ensuring the timely operation of overcurrent protection.

1.2 General

The practices set forth herein are primarily applicable to industrial, institutional, or commercial power
systems.

Where distances or power levels may dictate circuitry and equipment similar to a utility, consideration of
utility practices is warranted. In addition to the general technical considerations in the practice of grounding
as discussed in this recommended practice, as well as pertinent codes or standards imposed by local
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regulatory authorities, particular needs of service and the experience and training of the workforce should
also be considered.

The National Electrical Code® (NEC), NFPA 70®,' sponsored by the National Fire Protection
Association, contains recommendations pertaining to system and equipment grounding applicable to
industrial, commercial, and special occupancy facilities. The requirements of the NEC address the
fundamental principles of safety, as does Section 131 of International Electrotechnical Commission (IEC)
Standard 60364-1, Electrical Installations of Buildings. These codes, when adopted by government entities,
become mandatory. They are considered minimum requirements for the protection of life and property and
should be carefully reviewed during the course of system design. The recommended practices in this
document are intended to supplement, and not negate, any of the requirements in the NEC, IEC, or any
other location-specific regulatory codes.

The recommended practices in this document are intended to provide explanations of how electrical
systems operate. A better understanding of the electrical principles will assist the engineer in implementing
the recommendations in a manner that best provides for the needs of a specific design function.

1.3 Covered—equipment grounding and bonding

The terms grounded and bonded are defined in the CEC, IEC, National Electrical Safety Code® (NESC®)
(Accredited Standards Committee C2-2012), and NEC. Bonding is the electrical interconnecting of
conductive parts designed to achieve a low-impedance conductive path. This definition is self-explanatory
and implies that the conductive path should be adequately sized, and connections properly installed, in
order to maintain a path with impedance as low as possible. The term bonding obviously is not exclusive to
grounded systems. Grounded means connected to, or in contact with, the earth, or connected to some
extended conductive body that serves in place of the earth, whether the connection is intentional or
accidental. The earth or the other conductive body is known as the ground in North America and areas of
the world that use the CEC or NEC, and earth in the areas of the world that use the IEC. When used as a
verb, grounding is the act of establishing the aforementioned connection to ground or the conductive body.
When used as an adjective, grounding describes the conductor or metal part that is used to make the
connection to ground.

There are two different types of permanent grounding relative to electrical work. One type enhances the
safety of the electrical system, and the second enhances the safety of the electrical equipment. The first type
is system grounding. System grounding is attaching at least one point of the normal current-carrying
electrical path-to-ground, either solidly or through an impedance. The system ground affects performance
of the electrical system, making it more stable and predictable. From a safety viewpoint, system grounding
limits the potential difference between uninsulated objects in an area, helps limit the magnitude of
overvoltages due to transients, and provides the reference point for the return of fault currents so that faults
can be isolated quickly. System grounding is covered in Chapter 1 of IEEE Std 142™-2007 (I[EEE Green
Book™),

The second type is equipment grounding, which provides significant protection for the electrical equipment
and for any people in close proximity to it. Equipment grounding is the act of bonding all non-current-
carrying conductive objects together to create a low-impedance conductive path (or body) to the source,
which is connected to the system ground. In NEC terminology, these functions are performed by the
equipment grounding conductor (EGC), and in IEC terminology by the protective earth (PE) conductor. In
this document, the term protective conductor will be used in place of the NEC term or the IEC term in order
to stress that these dual functions of grounding and bonding are being done for safety purposes. Grounding
and bonding will also be used throughout this document as appropriate.

The purposes for equipment grounding and bonding are:

! Information on references can be found in Clause 2.
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a) Providing a permanent low-impedance path for fault currents to return to the source when there is a
failure and the currents are not flowing on the normal current-carrying path.

b) To minimize the shock hazard during an electrical failure to anyone in contact with the failed
equipment.

¢) To minimize shock hazards due to lightning strikes and reduce the possibility of fire or explosion.

1.4 Not covered—system grounding

As a component of power distribution systems, system grounding is the intentional connection-to-ground of
a phase or neutral conductor for the purpose of:

a)  Controlling the voltage with respect to earth, or ground, within predictable limits, and

b) Providing for a flow of current that will allow detection of an unwanted connection between system
conductors and ground. Such detection may then initiate operation of automatic devices to remove
the source of voltage from these conductors.

System grounding is presently covered in Chapter 1 of IEEE Std 142-2007 (IEEE Green Book).

1.5 General

The need for equipment grounding and bonding exists for high-impedance, low-impedance, and effectively
grounded systems as well as for ungrounded systems. Examples of components of the equipment grounding
and bonding system include metallic raceways, motor frames, equipment enclosures, and protective
conductors (wires). Typical regulatory requirements for equipment grounding and bonding are as follows:

a) Conductive materials enclosing electrical conductors or equipment, or forming part of such
equipment, should be connected to earth so as to limit the voltage-to-ground on these materials.
Where the electrical system is required to be grounded, these materials should be bonded together
to form part of the grounding system and should be bonded to the supply system neutral conductor
at the source and/or the main service panel.

b)  Where the electrical system is not solidly grounded, these materials should be bonded together in a
manner that establishes an effective means of limiting the voltage potential between the conductive
materials or ground.

c) Electrically conductive materials that are likely to become energized should be bonded to the
supply system grounded conductor at the source in a manner that establishes an effective path for
fault current.

d) The earth should not be used as the sole protective conductor or fault current path.

1.6 Objectives

The basic objectives of an equipment grounding and bonding system are the following:

a) To reduce electric shock hazard to personnel by preventing dangerous voltages or currents within
any conductive materials which may become energized or may carry current during an electrical
fault which involves ground.

b) To provide adequate current-carrying capability, both in magnitude and duration, for the
overcurrent protection system to operate, without creating a fire or explosive hazard to building or
contents, or degrading the conductors by the flow of ground-fault currents in excess of its short
time thermal rating.
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