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Abstract: Direction for the implementation of the requirements of IEC/IEEE 60780-323 as they 
apply to the specific features of safety-related actuator qualification are provided. This standard 
establishes criteria for qualification of safety-related actuators, and actuator components, in 
Nuclear Power Generating Stations in order to demonstrate their ability to perform their 
intended safety functions under all required conditions.  

 
Keywords: actuator components, AOV, EMC, HOV, IEEE 382, MOV, nuclear power generating 
stations, safety-related actuators, SOV 
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IEEE documents are made available for use subject to important notices and legal disclaimers. These 
notices and disclaimers, or a reference to this page, appear in all standards and may be found under the 
heading “Important Notices and Disclaimers Concerning IEEE Standards Documents.” They can also be 
obtained on request from IEEE or viewed at http://standards.ieee.org/IPR/disclaimers.html. 

Notice and Disclaimer of Liability Concerning the Use of IEEE Standards 
Documents 

IEEE Standards documents (standards, recommended practices, and guides), both full-use and trial-use, are 
developed within IEEE Societies and the Standards Coordinating Committees of the IEEE Standards 
Association (“IEEE SA”) Standards Board. IEEE (“the Institute”) develops its standards through a 
consensus development process, approved by the American National Standards Institute (“ANSI”), which 
brings together volunteers representing varied viewpoints and interests to achieve the final product. IEEE 
Standards are documents developed through scientific, academic, and industry-based technical working 
groups. Volunteers in IEEE working groups are not necessarily members of the Institute and participate 
without compensation from IEEE. While IEEE administers the process and establishes rules to promote 
fairness in the consensus development process, IEEE does not independently evaluate, test, or verify the 
accuracy of any of the information or the soundness of any judgments contained in its standards. 

IEEE Standards do not guarantee or ensure safety, security, health, or environmental protection, or ensure 
against interference with or from other devices or networks. Implementers and users of IEEE Standards 
documents are responsible for determining and complying with all appropriate safety, security, 
environmental, health, and interference protection practices and all applicable laws and regulations. 

IEEE does not warrant or represent the accuracy or content of the material contained in its standards, and 
expressly disclaims all warranties (express, implied and statutory) not included in this or any other 
document relating to the standard, including, but not limited to, the warranties of: merchantability; fitness 
for a particular purpose; non-infringement; and quality, accuracy, effectiveness, currency, or completeness 
of material. In addition, IEEE disclaims any and all conditions relating to: results; and workmanlike effort. 
IEEE standards documents are supplied “AS IS” and “WITH ALL FAULTS.” 

Use of an IEEE standard is wholly voluntary. The existence of an IEEE standard does not imply that there 
are no other ways to produce, test, measure, purchase, market, or provide other goods and services related 
to the scope of the IEEE standard. Furthermore, the viewpoint expressed at the time a standard is approved 
and issued is subject to change brought about through developments in the state of the art and comments 
received from users of the standard. 

In publishing and making its standards available, IEEE is not suggesting or rendering professional or other 
services for, or on behalf of, any person or entity nor is IEEE undertaking to perform any duty owed by any 
other person or entity to another. Any person utilizing any IEEE Standards document, should rely upon his 
or her own independent judgment in the exercise of reasonable care in any given circumstances or, as 
appropriate, seek the advice of a competent professional in determining the appropriateness of a given 
IEEE standard. 

IN NO EVENT SHALL IEEE BE LIABLE FOR ANY DIRECT, INDIRECT, INCIDENTAL, SPECIAL, 
EXEMPLARY, OR CONSEQUENTIAL DAMAGES (INCLUDING, BUT NOT LIMITED TO: 
PROCUREMENT OF SUBSTITUTE GOODS OR SERVICES; LOSS OF USE, DATA, OR PROFITS; 
OR BUSINESS INTERRUPTION) HOWEVER CAUSED AND ON ANY THEORY OF LIABILITY, 
WHETHER IN CONTRACT, STRICT LIABILITY, OR TORT (INCLUDING NEGLIGENCE OR 
OTHERWISE) ARISING IN ANY WAY OUT OF THE PUBLICATION, USE OF, OR RELIANCE 
UPON ANY STANDARD, EVEN IF ADVISED OF THE POSSIBILITY OF SUCH DAMAGE AND 
REGARDLESS OF WHETHER SUCH DAMAGE WAS FORESEEABLE. 
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Translations  
The IEEE consensus development process involves the review of documents in English only. In the event 
that an IEEE standard is translated, only the English version published by IEEE should be considered the 
approved IEEE standard. 

Official statements  

A statement, written or oral, that is not processed in accordance with the IEEE SA Standards Board 
Operations Manual shall not be considered or inferred to be the official position of IEEE or any of its 
committees and shall not be considered to be, or be relied upon as, a formal position of IEEE. At lectures, 
symposia, seminars, or educational courses, an individual presenting information on IEEE standards shall 
make it clear that his or her views should be considered the personal views of that individual rather than the 
formal position of IEEE. 

Comments on standards 
Comments for revision of IEEE Standards documents are welcome from any interested party, regardless of 
membership affiliation with IEEE. However, IEEE does not provide consulting information or advice 
pertaining to IEEE Standards documents. Suggestions for changes in documents should be in the form of a 
proposed change of text, together with appropriate supporting comments. Since IEEE standards represent a 
consensus of concerned interests, it is important that any responses to comments and questions also receive 
the concurrence of a balance of interests. For this reason, IEEE and the members of its societies and 
Standards Coordinating Committees are not able to provide an instant response to comments or questions 
except in those cases where the matter has previously been addressed. For the same reason, IEEE does not 
respond to interpretation requests. Any person who would like to participate in revisions to an IEEE 
standard is welcome to join the relevant IEEE working group. 

Comments on standards should be submitted to the following address: 

 Secretary, IEEE SA Standards Board  
 445 Hoes Lane  
 Piscataway, NJ 08854 USA 

Laws and regulations  

Users of IEEE Standards documents should consult all applicable laws and regulations. Compliance with 
the provisions of any IEEE Standards document does not imply compliance to any applicable regulatory 
requirements.  Implementers of the standard are responsible for observing or referring to the applicable 
regulatory requirements. IEEE does not, by the publication of its standards, intend to urge action that is not 
in compliance with applicable laws, and these documents may not be construed as doing so. 

Copyrights 

IEEE draft and approved standards are copyrighted by IEEE under U.S. and international copyright laws. 
They are made available by IEEE and are adopted for a wide variety of both public and private uses.  These 
include both use, by reference, in laws and regulations, and use in private self-regulation, standardization, 
and the promotion of engineering practices and methods. By making these documents available for use and 
adoption by public authorities and private users, IEEE does not waive any rights in copyright to the 
documents. 
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Photocopies  

Subject to payment of the appropriate fee, IEEE will grant users a limited, non-exclusive license to 
photocopy portions of any individual standard for company or organizational internal use or individual, 
non-commercial use only. To arrange for payment of licensing fees, please contact Copyright Clearance 
Center, Customer Service, 222 Rosewood Drive, Danvers, MA 01923 USA; +1 978 750 8400. Permission 
to photocopy portions of any individual standard for educational classroom use can also be obtained 
through the Copyright Clearance Center. 

Updating of IEEE Standards documents  
Users of IEEE Standards documents should be aware that these documents may be superseded at any time 
by the issuance of new editions or may be amended from time to time through the issuance of amendments, 
corrigenda, or errata. An official IEEE document at any point in time consists of the current edition of the 
document together with any amendments, corrigenda, or errata then in effect.  

Every IEEE standard is subjected to review at least every ten years. When a document is more than ten 
years old and has not undergone a revision process, it is reasonable to conclude that its contents, although 
still of some value, do not wholly reflect the present state of the art. Users are cautioned to check to 
determine that they have the latest edition of any IEEE standard. 

In order to determine whether a given document is the current edition and whether it has been amended 
through the issuance of amendments, corrigenda, or errata, visit the IEEE Xplore at 
http://ieeexplore.ieee.org/ or contact IEEE at the address listed previously. For more information about the 
IEEE SA or IEEE’s standards development process, visit the IEEE SA Website at http://standards.ieee.org. 

Errata  

Errata, if any, for all IEEE standards can be accessed on the IEEE SA Website at the following URL: 
http://standards.ieee.org/findstds/errata/index.html. Users are encouraged to check this URL for errata 
periodically. 

Patents 

Attention is called to the possibility that implementation of this standard may require use of subject matter 
covered by patent rights. By publication of this standard, no position is taken by the IEEE with respect to 
the existence or validity of any patent rights in connection therewith. If a patent holder or patent applicant 
has filed a statement of assurance via an Accepted Letter of Assurance, then the statement is listed on the 
IEEE SA Website at http://standards.ieee.org/about/sasb/patcom/patents.html. Letters of Assurance may 
indicate whether the Submitter is willing or unwilling to grant licenses under patent rights without 
compensation or under reasonable rates, with reasonable terms and conditions that are demonstrably free of 
any unfair discrimination to applicants desiring to obtain such licenses. 

Essential Patent Claims may exist for which a Letter of Assurance has not been received. The IEEE is not 
responsible for identifying Essential Patent Claims for which a license may be required, for conducting 
inquiries into the legal validity or scope of Patents Claims, or determining whether any licensing terms or 
conditions provided in connection with submission of a Letter of Assurance, if any, or in any licensing 
agreements are reasonable or non-discriminatory. Users of this standard are expressly advised that 
determination of the validity of any patent rights, and the risk of infringement of such rights, is entirely 
their own responsibility. Further information may be obtained from the IEEE Standards Association. 
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Introduction 

This introduction is not part of IEEE Std 382-2019, IEEE Standard for Qualification of Safety-Related Actuators for 
Nuclear Power Generating Stations and Other Nuclear Facilities. 

IEEE Std 382-2019, a revision of IEEE Std 382-2006, is based on a review of IEEE Std 382-2006, present 
practices in equipment qualification, as well as, recent updates to mother standards IEC/IEEE 60780-323 
and IEEE Std 344™.1 

The following issues were clarified or changed in this revision: 

a) Updated normative references. 

b) Updated subclause 4.2, Requirements, Item a) Initial qualification type test to Type test. 

c) Updated subclause 6.2, Type test plan to include submergence and EMC testing. 

d) Updated subclause 6.3.2, Test sequence and requirements to include EMC testing. 

e) Added Clause 10 entitled “EMC Testing”. 

f) Revised Clause 16, Seismic simulation testing and Annex B to address seismic testing to higher 
frequency range for hard rock sites. 

g) Updated the bibliography. 

 

                                                           
1Information on references can be found in Part I, Clause 2. 
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IEEE Standard for Qualification of Safety-Related Actuators for Nuclear 

Power Generating Stations and Other Nuclear Facilities 

Part I—Process 

1. Overview 

1.1 Scope 

This standard establishes criteria for qualification of safety-related actuators, and actuator 

components, in Nuclear Power Generating Stations and other Nuclear Facilities in order to 

demonstrate their ability to perform their intended safety functions. 

1.2 Purpose 

The purpose of this standard is to provide direction for the implementation of the requirements of 

IEC/IEEE 60780-Std 323™-2003 as they apply to the specific features of safety-related actuator 

qualification. 

1.3 Word usage 

The word shall indicates mandatory requirements strictly to be followed in order to conform to the 

standard and from which no deviation is permitted (shall equals is required to).1, 2 

The word should indicates that among several possibilities one is recommended as particularly 

suitable, without mentioning or excluding others; or that a certain course of action is preferred but 

not necessarily required (should equals is recommended that). 

1The use of the word must is deprecated and cannot be used when stating mandatory requirements, must is used only to describe 

unavoidable situations. 

2The use of will is deprecated and cannot be used when stating mandatory requirements, will is only used in statements of fact. 
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The word may is used to indicate a course of action permissible within the limits of the standard 

(may equals is permitted to). 

The word can is used for statements of possibility and capability, whether material, physical, or 

causal (can equals is able to). 

2. Normative references 

The following referenced documents are indispensable for the application of this document (i.e., 

they must be understood and used, so each referenced document is cited in text and its relationship 

to this document is explained). For dated references, only the edition cited applies. For undated 

references, the latest edition of the referenced document (including any amendments or corrigenda) 

applies. 

Code of Federal Regulations, Title 10, Energy-Nuclear Regulatory Commission, Part 100, Jan. 1996. 

31 

IEC/IEEE 60780-323, Nuclear facilities—Electrical equipment important to safety—Qualification.4 

IEEE Std 101™1987 (Reaff 2004), IEEE Guide for the Statistical Analysis of Thermal Life Test Data.5 

IEEE Std 323-2003, IEEE Standard for Qualifying Class 1E Equipment for Nuclear Power Generating 

Stations.2, 3 

IEEE Std 344™2004, IEEE Recommended Practice for Seismic Qualification of Class 1E Equipment 

for Nuclear Power Generating Stations. 2 

31CFR publications are available from the Superintendent of Documents, U.S. Government Printing Office, P.O. Box 37082, 

Washington, DC 20013-7082, USA (http://www.gpoa.gov/). 

42IEEE publications are available from the Institute of Electrical and Electronics Engineers, 445 Hoes Lane, P.O. Box 1331, 

Piscataway, NJ 08854 08855-1331, USA (http://standards.ieee.org/). 

53The IEEE standards or products referred to in this clause are trademarks of the Institute of Electrical and Electronics Engineers, 

Inc. 
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IEEE Std 1205™-2000, IEEE Guide for Assessing, Monitoring, and Mitigating Aging Effects on 

Electrical Class 1E Equipment Used in Nuclear Power Generating Stations and Other Nuclear 

Facilities. 

3. Definitions 

For the purposes of this document, the following terms and definitions apply. The IEEE Standards 

Authoritative 

Dictionary Online of IEEE Standard Terms [B3]4 should be consulted referenced for terms not defined 

in this clause.6 

actuator: An electric, pneumatic, hydraulic, or electrohydraulic power-driven mechanism for 

positioning two-position or modulating valves, and dampers. Included are those components 

required to control valve action and to provide valve position output signals, as defined in the 

actuator specification. 

generic actuator group: The actuator or family of actuators within a range of sizes with similar 

design principles, materials, manufacturing processes, limiting stresses, operating principles and 

design margins. 

motive power: The electric, fluid, air, nitrogen, or mechanical energy required to operate the 

actuator. 

ratio set: A set of performance parameter values described by a range of numerical values whose 

boundaries have been established by doubling and halving the numerical mean value of a selected 

physical performance parameter. 

test operating cycle: The movement of an actuator through its required operations travel under 

specified loading conditions, terminating with a return to the starting position. 

6IEEE Standards Dictionary Online is available at: http://dictionary.ieee.org. 

4The numbers in brackets correspond to those of the bibliography in Annex E. 
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type test: Tests made on one or more sample actuators to verify adequacy of design and the 

manufacturing processes. 

4. Introduction 

4.1 General 

The primary objective of qualification is to demonstrate with reasonable assurance that safety-

related actuators for which a qualified life or condition has been established can perform their safety 

function(s) without experiencing common-cause failures before, during, and after applicable design 

basis events (DBE). Safety-related actuators, with their interfaces, must meet or exceed the 

equipment specification requirements. This continued capability is ensured through a program that 

includes, but is not limited to, design control, quality control, qualification, installation, 

maintenance, periodic testing, and surveillance. The focus of this standard is on qualification, 

although it affects the other parts of the program. 

Most actuators are designed and manufactured in generic design groups (families) that, although 

varying considerably in size, are made of similar materials and have similar design and 

manufacture. Individual actuators from these design groups can be applied to a wide range of 

applications. An individual qualification of each possible variation of design within each generic 

group may not be practical. Therefore, this standard identifies the method for qualification of a 

generic family as well as individual actuators. 

This standard divides the qualification process for actuators into the following: 

a) Generic family qualification with identification of the generic actuator group and 

qualification testing of selected actuators in generic actuator group 

b) Qualification of an actuator for a specific application 
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4.2 Requirements 

The methods used for qualification, identified in IEC/IEEE 60780-Std 323-2003, are as follows: 

a) Type testing: Qualification by type testing is performed on a representative sample of the 

actuator. Type tests shall be designed to demonstrate that the equipment performance meet or 

exceeds the safety functions before, during and following the DBE at the end of the 

design/qualified life. 

a) Initial qualification type testing. 

b) Operating experience: Performance data from equipment of similar design that has 

successfully operated under known service conditions may be used in qualifying other 

equipment to equal or less severe conditions. Applicability of this data depends on the 

adequacy of documentation establishing past service conditions, equipment performance, and 

similarity of the equipment to be qualified and upon which operating experience exists. A 

demonstration of required operability during applicable design basis event(s) shall be 

included in equipment qualification programs based on operating experience, when design 

basis event qualification is required. 

c) Analysis: Qualification by analysis requires a logical assessment or a valid mathematical 

model of the equipment to be qualified. The bases for analysis typically include physical laws 

of nature, results of test data, operating experience, and condition indicators. Analysis of data 

and tests for material properties, equipment rating, and environmental tolerance can be used 

to demonstrate qualification. However, analysis alone cannot be used to demonstrate 

qualification. 

d) Combined methods: Actuators may be qualified by combinations of type test, operating 

experience, and analysis. For example, where type test of a complete assembly is not possible, 

component testing supplemented by analysis may be used. 

Documentation shall be provided as described in this standard. 
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5. Identification of the generic actuator group 

5.1 Generic actuator group identification 

A generic actuator group from which sample actuators are will be selected for type test shall be 

established and identified. Consideration shall be given to details including but not limited to 

design, materials, manufacturing processes, limiting stresses, deformation, deflections, operating 

principles, and design margin. 

Generic actuator group designs shall have the following common characteristics: 

a) Identical type actuator (electromechanical, pneumatic, hydraulic, mechanical, electrical, or 

any combination) 

b) Functionally and geometrically similar structural arrangements with the principal 

differences being overall size, weight, and ratings 

c) Similar materials of construction 

d) Similar actuator mounting configuration and output drive method 

e) Similar mounting of functional accessories 

f) Similar internal control devices 

5.2 Selection of actuator units for type testing 

Due to the variation in types, sizes, and configurations of actuators, it is not practical for this 

standard to establish a fixed number of actuators to be tested in order to establish qualification. It is 

also impractical to require all actuators to be tested. 
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All actuators within a generic group are will be qualified by analysis provided an appropriate 

number of units are type tested and a comparison by analysis is made between tested units and 

others. The number of units to be tested shall be based on an evaluation of the variations in physical 

and performance parameters that exist within the generic group; for example, thrust, torque, power, 

speed, materials, pressure, weight, dimension, inertia, and seismic moment. For non-direct acting 

actuators, such as motor actuators or scotch-yoke actuators, the actuator with the worst (i.e., lowest) 

gearbox efficiency should be one of the units selected. 

NOTE—The relationship between generic actuator group and the specific application of an actuator 

is given in Part I, 7.3. 75 

Annex A describes a suggested procedure for selection of test units. 

6. Qualification testing of selected actuators in generic actuator group 

6.1 Type test parameter values 

6.1.1 Normal and abnormal service conditions 

The service conditions for the equipment shall be specified. These conditions shall include the 

nominal values and their expected durations, as well as extreme values and their expected 

durations. Examples include, but are not limited to, the following: 

a) Ambient pressure and temperature 

b) Relative humidity 

c) Radiation environment 

d) Seismic operating basis earthquake (OBE) and non-seismicvibration 

e) Operating cycles 

75 Notes in text, tables, and figures are given for information only and do not contain requirements needed to implement the 

standard. 
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f) Thrust and/or torque loading conditions 

g) Condensation, chemical spray, and submergence 

h) Electromagnetic compatibility (EMC) 

h) EMI/RFI and motive power surges 

6.1.2 Design basis event conditions 

The postulated design basis event conditions including specified high-energy line break, loss-of-

coolant accident, main steam line break, and/or seismic safe shutdown seismic earthquake (SSE) 

events, during or after which the equipment is required to perform its safety function(s), shall be 

specified. Equipment shall be qualified for the duration of its operational performance requirement 

for each applicable design basis event condition, including any required post design basis event 

operability period. 

6.1.3 Margin 

If the equipment specification identifies qualification margins (see Annex D.9 for the definition of 

margin), their values shall be stated. Otherwise margins, as required by IEC/IEEE 60780-Std 323-

2003, shall be applied to service conditions to obtain parameter values. 

6.2 Type test plan 

A type test plan shall be prepared based on the requirements of this standard. The test plan shall 

contain the following information as a minimum: 

a) Reference to this standard 

b) Identification of the actuator(s) to be tested including the manufacturer, catalog 

identifications, and parts list and drawings for each actuator 
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