IEEE SA

STANDARDS
ASSOCIATION

IEEE Standard for the Electrical
Protection of Communication
Facilities Serving Electric
Supply Locations through the
Use of Optical Fiber Systems

IEEE Power and Energy Society

Developed by the
Power System Communications and Cybersecurity Committee

IEEE Std 487.2™-2024
(Revision of IEEE Std 487.2-2013)

< IEEE

Authorized licensed use limited to: Tsinghua University. Downloaded on February 25,2026 at 16:07:34 UTC from IEEE Xplore.

Full document details: IEEE 487.2-2024

ol

ISTANDARDS

Documents

Document Sharing Hub

Restrictions apply.


http://www.avadocuments.com/doc/ieee-487-2-2024
http://www.avadocuments.com/doc/ieee-487-2-2024

IEEE Std 487.2™-2024
(Revision of IEEE Std 487.2-2013)

IEEE Standard for the Electrical
Protection of Communication
Facilities Serving Electric
Supply Locations through the
Use of Optical Fiber Systems

Developed by the

Power System Communications and Cybersecurity Committee
of the
IEEE Power and Energy Society

Approved 12 November 2024

IEEE SA Standards Board

Documents

Document Sharing Hub

Authorized licensed use limited to: Tsinghua University. Downloaded on February 25,2026 at 16:07:34 UTC from IEEE Xplore. Restrictions apply.

Full document details: IEEE 487.2-2024


http://www.avadocuments.com/doc/ieee-487-2-2024
http://www.avadocuments.com/doc/ieee-487-2-2024

This is a Redline document
produced by Accuris.

Redlines are designed to save time and improve productivity by using the latest
software technology to find and highlight document changes from one edition to
the next. It includes a full-text version of the new document, plus an indication
of changes from the previous version.

Because it may not be technically possible to capture all changes accurately, it is
recommended that users consult previous editions as appropriate. In all cases,
only the current base version of this publication is to be considered the official
document. This Redline is produced solely by Accuris. The publisher has not
prepared this Redline and is not responsible for its accuracy.

Contact:
https://store.accuristech.com/pages/contact.html
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Abstract: Safe and reliable methods for the electrical protection of telecommunication facilities
serving electric supply locations through the use of optical fiber systems for the entire facility are
presented in this standard.

Keywords: electrical protection, electric power stations, electric supply locations, fiber optic
systems, ground potential rise, high-voltage environment, IEEE 487.2™ optical fiber systems
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Important Notices and Disclaimers Concerning IEEE Standards Documents

IEEE Standards documents are made available for use subject to important notices and legal disclaimers. These
notices and disclaimers, or a reference to this page (https://standards.ieee.org/ipr/disclaimers.html), appear in
all IEEE standards and may be found under the heading “Important Notices and Disclaimers Concerning IEEE
Standards Documents.”

Notice and Disclaimer of Liability Concerning the Use of IEEE Standards
Documents

IEEE Standards documents are developed within IEEE Societies and subcommittees of IEEE Standards
Association (IEEE SA) Board of Governors. IEEE develops its standards through an accredited consensus
development process, which brings together volunteers representing varied viewpoints and interests to
achieve the final product. IEEE standards are documents developed by volunteers with scientific, academic,
and industry-based expertise in technical working groups. Volunteers involved in technical working groups
are not necessarily members of IEEE or IEEE SA and participate without compensation from IEEE. While
IEEE administers the process and establishes rules to promote fairness in the consensus development process,
IEEE does not independently evaluate, test, or verify the accuracy of any of the information or the soundness
of any judgments contained in its standards.

IEEE makes no warranties or representations concerning its standards, and expressly disclaims all warranties,
express or implied, concerning all standards, including but not limited to the warranties of merchantability,
fitness for a particular purpose and non-infringement IEEE Standards documents do not guarantee safety,
security, health, or environmental protection, or compliance with law, or guarantee against interference with
or from other devices or networks. In addition, IEEE does not warrant or represent that the use of the material
contained in its standards is free from patent infringement. IEEE Standards documents are supplied “AS IS”
and “WITH ALL FAULTS.”

Use of an IEEE standard is wholly voluntary. The existence of an IEEE standard does not imply that there
are no other ways to produce, test, measure, purchase, market, or provide other goods and services related to
the scope of the IEEE standard. Furthermore, the viewpoint expressed at the time a standard is approved and
issued is subject to change brought about through developments in the state of the art and comments received
from users of the standard.

In publishing and making its standards available, IEEE is not suggesting or rendering professional or other
services for, or on behalf of, any person or entity, nor is IEEE undertaking to perform any duty owed by any
other person or entity to another. Any person utilizing any IEEE Standards document should rely upon their
own independent judgment in the exercise of reasonable care in any given circumstances or, as appropriate,
seek the advice of a competent professional in determining the appropriateness of a given IEEE standard.

IN NO EVENT SHALL IEEE BE LIABLE FOR ANY DIRECT, INDIRECT, INCIDENTAL, SPECIAL,
EXEMPLARY, OR CONSEQUENTIAL DAMAGES (INCLUDING, BUT NOT LIMITED TO: THE
NEED TO PROCURE SUBSTITUTE GOODS OR SERVICES; LOSS OF USE, DATA, OR PROFITS;
OR BUSINESS INTERRUPTION) HOWEVER CAUSED AND ON ANY THEORY OF LIABILITY,
WHETHER IN CONTRACT, STRICT LIABILITY, OR TORT (INCLUDING NEGLIGENCE OR
OTHERWISE) ARISING IN ANY WAY OUT OF THE PUBLICATION, USE OF, OR RELIANCE
UPON ANY STANDARD, EVEN IF ADVISED OF THE POSSIBILITY OF SUCH DAMAGE AND
REGARDLESS OF WHETHER SUCH DAMAGE WAS FORESEEABLE.
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Translations

The IEEE consensus balloting process involves the review of documents in English only. In the event that
an [EEE standard is translated, only the English language version published by IEEE is the approved IEEE
standard.

Use by artificial intelligence systems

In no event shall material in any IEEE Standards documents be used for the purpose of creating, training,
enhancing, developing, maintaining, or contributing to any artificial intelligence systems without the express,
written consent of IEEE SA in advance. “Artificial intelligence” refers to any software, application, or other
system that uses artificial intelligence, machine learning, or similar technologies, to analyze, train, process, or
generate content. Requests for consent can be submitted using the Contact Us form.

Official statements

A statement, written or oral, that is not processed in accordance with the IEEE SA Standards Board Operations
Manual is not, and shall not be considered or inferred to be, the official position of IEEE or any of its
committees and shall not be considered to be, or be relied upon as, a formal position of IEEE or IEEE SA. At
lectures, symposia, seminars, or educational courses, an individual presenting information on IEEE standards
shall make it clear that the presenter’s views should be considered the personal views of that individual rather
than the formal position of IEEE, IEEE SA, the Standards Committee, or the Working Group. Statements
made by volunteers may not represent the formal position of their employer(s) or affiliation(s). News releases
about IEEE standards issued by entities other than IEEE SA should be considered the view of the entity issuing
the release rather than the formal position of IEEE or IEEE SA.

Comments on standards

Comments for revision of IEEE Standards documents are welcome from any interested party, regardless of
membership affiliation with IEEE or IEEE SA. However, IEEE does not provide interpretations, consulting
information, or advice pertaining to IEEE Standards documents.

Suggestions for changes in documents should be in the form of a proposed change of text, together with
appropriate supporting comments. Since IEEE standards represent a consensus of concerned interests, it is
important that any responses to comments and questions also receive the concurrence of a balance of interests.
For this reason, IEEE and the members of'its Societies and subcommittees of the IEEE SA Board of Governors
are not able to provide an instant response to comments or questions, except in those cases where the matter
has previously been addressed. For the same reason, IEEE does not respond to interpretation requests. Any
person who would like to participate in evaluating comments or revisions to an IEEE standard is welcome
to join the relevant IEEE SA working group. You can indicate interest in a working group using the Interests
tab in the Manage Profile & Interests area of the IEEE SA myProject system." An IEEE Account is needed to
access the application.

Comments on standards should be submitted using the Contact Us form.?

Laws and regulations

Users of IEEE Standards documents should consult all applicable laws and regulations. Compliance with
the provisions of any IEEE Standards document does not constitute compliance to any applicable regulatory

!Available at: https://development.standards.ieee.org/myproject-web/public/view.html#landing.
2Available at: https://standards.iece.org/about/contact/.
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requirements. Implementers of the standard are responsible for observing or referring to the applicable
regulatory requirements. IEEE does not, by the publication of its standards, intend to urge action that is not in
compliance with applicable laws, and these documents may not be construed as doing so.

Data privacy

Users of IEEE Standards documents should evaluate the standards for considerations of data privacy and
data ownership in the context of assessing and using the standards in compliance with applicable laws and
regulations.

Copyrights

IEEE draft and approved standards are copyrighted by IEEE under U.S. and international copyright laws.
They are made available by IEEE and are adopted for a wide variety of both public and private uses. These
include both use by reference, in laws and regulations, and use in private self-regulation, standardization,
and the promotion of engineering practices and methods. By making these documents available for use and
adoption by public authorities and private users, neither IEEE nor its licensors waive any rights in copyright
to the documents.

Photocopies

Subject to payment of the appropriate licensing fees, IEEE will grant users a limited, non-exclusive license to
photocopy portions of any individual standard for company or organizational internal use or individual, non-
commercial use only. To arrange for payment of licensing fees, please contact Copyright Clearance Center,
Customer Service, 222 Rosewood Drive, Danvers, MA 01923 USA; +1 978 750 8400; https://www.copyright
.com/. Permission to photocopy portions of any individual standard for educational classroom use can also be
obtained through the Copyright Clearance Center.

Updating of IEEE Standards documents

Users of IEEE Standards documents should be aware that these documents may be superseded at any time
by the issuance of new editions or may be amended from time to time through the issuance of amendments,
corrigenda, or errata. An official IEEE document at any point in time consists of the current edition of the
document together with any amendments, corrigenda, or errata then in effect.

Every IEEE standard is subjected to review at least every 10 years. When a document is more than 10 years old
and has not undergone a revision process, it is reasonable to conclude that its contents, although still of some
value, do not wholly reflect the present state of the art. Users are cautioned to check to determine that they have
the latest edition of any IEEE standard.

In order to determine whether a given document is the current edition and whether it has been amended through

the issuance of amendments, corrigenda, or errata, visit IEEE Xplore or contact IEEE.? For more information
about the IEEE SA or IEEE’s standards development process, visit the IEEE SA Website.

Errata

Errata, if any, for all IEEE standards can be accessed on the IEEE SA Website.* Search for standard number and
year of approval to access the web page of the published standard. Errata links are located under the Additional

3Available at: https:/ieeexplore.ieee.org/browse/standards/collection/ieee.
4Available at: https://standards.ieee.org/standard/index.html.
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Resources Details section. Errata are also available in IEEE Xplore. Users are encouraged to periodically
check for errata.

Patents
IEEE standards are developed in compliance with the IEEE SA Patent Policy.?

Attention is called to the possibility that implementation of this standard may require use of subject matter
covered by patent rights. By publication of this standard, no position is taken by the IEEE with respect to the
existence or validity of any patent rights in connection therewith. If a patent holder or patent applicant has
filed a statement of assurance via an Accepted Letter of Assurance, then the statement is listed on the IEEE
SA Website at https://standards.iece.org/about/sasb/patcom/patents.html. Letters of Assurance may indicate
whether the Submitter is willing or unwilling to grant licenses under patent rights without compensation
or under reasonable rates, with reasonable terms and conditions that are demonstrably free of any unfair
discrimination to applicants desiring to obtain such licenses.

Essential Patent Claims may exist for which a Letter of Assurance has not been received. The IEEE is not
responsible for identifying Essential Patent Claims for which alicense may be required, for conducting inquiries
into the legal validity or scope of Patents Claims, or determining whether any licensing terms or conditions
provided in connection with submission of a Letter of Assurance, if any, or in any licensing agreements are
reasonable or non-discriminatory. Users of this standard are expressly advised that determination of the
validity of any patent rights, and the risk of infringement of such rights, is entirely their own responsibility.
Further information may be obtained from the IEEE Standards Association.

IMPORTANT NOTICE

Technologies, application of technologies, and recommended procedures in various industries evolve over
time. The IEEE standards development process allows participants to review developments in industries,
technologies, and practices, and to determine what, if any, updates should be made to the IEEE standard.
During this evolution, the technologies and recommendations in IEEE standards may be implemented in ways
not foreseen during the standard’s development. IEEE standards development activities consider research
and information presented to the standards development group in developing any safety recommendations.
Other information about safety practices, changes in technology or technology implementation, or impact
by peripheral systems also may be pertinent to safety considerations during implementation of the standard.
Implementers and users of IEEE Standards documents are responsible for determining and complying with all
appropriate safety, security, environmental, health, data privacy, and interference protection practices and all
applicable laws and regulations.

’Available at: https://standards.iece.org/about/sasb/patcom/materials.html.
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Introduction

This introduction is not part of IEEE Std 487.2-2024, IEEE Standard for the Electrical Protection of Communication
Facilities Serving Electric Supply Locations through the Use of Optical Fiber Systems.

Some electrical environments, collectively called electric supply locations, require the application of unique
electrical protection techniques because of their special nature. One such environment is the electric power
station or substation. Another is at, or near, power line transmission and distribution structures such as towers
or poles. Such structures often provide a convenient site for the location of wireless, personal communications
service, and cellular antennas and their associated electronic equipment that is served by a link to the wired
telecommunications network.

This standard is applicable when optical fiber cables are to be used to provide electrical isolation for
telecommunications services to these electric supply locations. Refer to IEEE Std 367™ or IEEE Std 487™
for other applications.

This standard describes applications consisting entirely of optical fiber cables. For applications where both
metallic cables and fiber cables are used (i.e., hybrid applications), the user is referred to IEEE Std 487.3™ [B15].

When using metallic cables (either entirely or partially as in hybrid applications) some delays in site activation
often occur due to the time involved in obtaining electrical information data for most high-voltage tower or
pole sites. The delays may be eliminated by using the optical fiber solutions described in this standard.

This project is part of a reorganization of IEEE Std 487™ in which the main document is broken down into a
family of related documents (i.e., dot-series) segregated on the basis of technology:

— IEEE Std 487™

— IEEE Std 487.1™ (Metallic wire-line) [B14]°
— 1EEE Std 487.2™ (Optical fiber systems)

— 1EEE Std 487.3™ (Hybrid facilities) [B15]
— IEEE Std 487.4™ (Neutralizing transformers)
— 1EEE Std 487.5™ (Isolation transformers)

This standard has been prepared by the Wire-Line Subcommittee (EO) of the Power System Communications
and Cybersecurity Committee of the IEEE Power and Energy Society. This standard represents the consensus
of both power and telecommunications engineers.

This standard, along with IEEE Std 487.3 [B15], will replace, in its entirety, the existing IEEE Std 1590™-2009.

®The numbers in brackets correspond to those of the bibliography in Annex A.
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IEEE Standard for the Electrical Protection of Communication Facilities
Serving Electric Supply Locations through the Use of Optical Fiber

Systems

1. Overview

During a power fault that occurs externally to an electric supply location, some portion of the fault
current will return to the power system’s source(s) of generating power in the network through the
electric supply location grid impedance. This current return may cause a large increase in potential
to be developed in and around the electric supply location [i.e., ground potential rise (GPR) zone of
influence (ZOI)] with respect to remote earth locations. This GPR will result in current flowing into
the wire-line networks or the power system neutral or any metallic infrastructures connected to the

grid under study. For telecommunication facilities, this creates a transferred voltage condition as

defined in 8.1.6 and 17.9 of IEEE Std 80™-2000."

7 . .
Information on references can be found in Clause 2.
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When a fault occurs on the power line transmission and distribution towers or poles, the current will
return to the source(s) via the earth and various metallic paths available. The fault current will
divide, and the resulting currents will return to their source(s) in proportion to their individual path
impedances. Some power systems have a neutral return path while others do not. The absence of the
neutral return path tends to produce a higher GPR. When metallic telecommunications cables and
secondary neutrals are extended into electric supply locations, they represent remote earth and
provide a significant discharge path during faults. A properly engineered and installed all-dielectric
optical fiber cable will provide immunity from the effects of fault-produced GPR and induction, as
well as lightning-induced phenomena, at these locations. Although the use of non-dielectric optical

fiber cables is not recommended, guidance is provided for existing non-dielectric optical fiber cables.

The main emphasis of this standard is the electrical protection of telecommunication facilities
serving electric supply locations using optical fiber systems. The overall electrical protection scheme
for the particular location should be coordinated to promote personnel safety and to minimize

damages to equipment and service outages.

This standard includes methods for providing telecommunication facilities serving electric supply
locations using optical fiber cables, and their related electronic systems, extending across the ZOI.

The standard does not include fiber optic communication cables that are used within electric power

substations for substation device functionality, as this is covered by IEEE Std 525™ [Bl6|8 HE
1.1 Scope

This standard presents engineering design procedures for the electrical protection of
telecommunication facilities serving electric supply locations through the use of optical fiber systems
for the entire facility. Other telecommunication alternatives such as radio and microwave systems

are excluded from this document.

*The numbers in brackets correspond to those of the bibliography in Annex A.
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1.2 Purpose

This standard presents workable methods that can be used with greater reliability to improve the
electrical protection of telecommunication facilities serving electric supply locations through the use

of optical fiber systems for the entire facility.

1.3 Word usage

The word shall indicates mandatory requirements strictly to be followed in order to conform to the

standard and from which no deviation is permitted (shall equals is required ifo).g'10

The word should indicates that among several possibilities one is recommended as particularly

suitable, without mentioning or excluding others; or that a certain course of action is preferred but

not necessarily required (should equals is recommended that).

The word may is used to indicate a course of action permissible within the limits of the standard

(may equals is permitted to).

The word can is used for statements of possibility and capability, whether material, physical, or

causal (can equals is able to).

2. Normative references

The following referenced documents are indispensable for the application of this document (i.e.,
they must be understood and used, so each referenced document is cited in text and its relationship
to this document is explained). For dated references, only the edition cited applies. For undated
references, the latest edition of the referenced document (including any amendments or corrigenda)

applies.

*The use of the word must is deprecated and cannot be used when stating mandatory requirements, must is used only to describe

unavoidable situations.

10,

The use of will is deprecated and cannot be used when stating mandatory requirements, will is only used in statements of fact.
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11,1242

Accredited Standards Committee C2, National Electrical Safety Code®(NESC®)

13,14 34

IEEE Std 80™, IEEE Guide for Safety in AC Substation Grounding. ™

IEEE Std 367™, IEEE Recommended Practice for Determining the Electric Power Station Ground

Potential Rise and Induced Voltage from a Power Fault.

IEEE Std 487'M_IEEE R lod Practice_for_the P .  Wiredi c —

67

NEPA 70, Edition, National Electrical Code® (NEC®).

gathefe—is—aﬂ—a-ppfex%ed—%R—te—Fexése—aﬁd—re—ﬁﬂe—IEEE Std 487™,New-title-is IEEE Standard for the

Electrical Protection of Communication Facilities Serving Electric Supply Locations—General

Considerations.

15,16

NFPA 70®, National Electrical Code® (NEC®).

H *The NESC is available from the Institute of Electrical and Electronics Engineers (https://standards.ieee.org/). ~445HeesLane;

2*National Electrical Safety Code and NESC are both registered trademarks and service marks of the Institute of Electrical and

Electronics Engineers, Inc.

*The IEEE standards or products referred to in this-Clause 2 are trademarks owned by ef The Institute of Electrical and Electronics
Engineers, Incorporated. - Hae:

“IEEE publications are available from The Institute of Electrical and Electronics Engineers (https:/standards.ieee.org/).

= éThe NEC is published by the National Fire Protection Association (https://www.nfpa.org/). Copies are also available from the

Institute of Electrical and Electronics Engineers (https://standards.ieee.org/).. ~Batterymarch—Park—Quiney,—MA—02269—USA

18"National Electrical Code and NEC are both registered trademarks of the National Fire Protection Association, Inc.
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