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In subclause 5.7.1, change the first sentence to include cross-reference as follows: 

5.7 Transient recovery voltage (TRV) 

5.7.1 General 

The TRV related to the rated short-circuit interrupting current in accordance with 5.6 is the reference voltage that 
constitutes the limit of the prospective TRV of circuits, which the circuit breaker shall be capable of withstanding 
under fault conditions. 
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