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Abstract: The basis for the coordination of equipment in unit substations by assisting in the selection 
of components is intended as the use of this guide. A variety of designs for unit substations are 
possible using various combinations of incoming sections, transformer sections, outgoing sections, 
and transition sections. It is intended that the incoming, outgoing, transformer, and transition 
sections included in a unit substation meet the basic requirements of applicable industry standards 
for those sections. This guide covers three-phase unit substations for step-down operation in the 
range of 112.5 kVA or greater at primary voltages of 601 V through 52 kV.

Keywords: control, gas-insulated switchgear, distribution, fuse, IEEE C37.121™, metal-clad 
switchgear, metal-enclosed switchgear, metering, mobile unit substation, molded-case circuit 
breaker, motor control center, power circuit breaker, primary unit substation, radial substation, 
rectifier-type substation, secondary selective substation, secondary unit substation, spot-network 
substation, substation, surge protection, switchgear, transformer, transition section, unit substation
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Important Notices and Disclaimers Concerning IEEE Standards Documents

IEEE Standards documents are made available for use subject to important notices and legal disclaimers. 
These notices and disclaimers, or a reference to this page (https://​standards​.ieee​.org/​ipr/​disclaimers​.html), 
appear in all standards and may be found under the heading “Important Notices and Disclaimers Concerning 
IEEE Standards Documents.”

Notice and Disclaimer of Liability Concerning the Use of IEEE Standards 
Documents

IEEE Standards documents are developed within the IEEE Societies and the Standards Coordinating 
Committees of the IEEE Standards Association (IEEE SA) Standards Board. IEEE develops its standards 
through an accredited consensus development process, which brings together volunteers representing varied 
viewpoints and interests to achieve the final product. IEEE Standards are documents developed by volunteers 
with scientific, academic, and industry-based expertise in technical working groups. Volunteers are not 
necessarily members of IEEE or IEEE SA, and participate without compensation from IEEE. While IEEE 
administers the process and establishes rules to promote fairness in the consensus development process, IEEE 
does not independently evaluate, test, or verify the accuracy of any of the information or the soundness of any 
judgments contained in its standards.

IEEE makes no warranties or representations concerning its standards, and expressly disclaims all warranties, 
express or implied, concerning this standard, including but not limited to the warranties of merchantability, 
fitness for a particular purpose and non-infringement. In addition, IEEE does not warrant or represent that the 
use of the material contained in its standards is free from patent infringement. IEEE standards documents are 
supplied “AS IS” and “WITH ALL FAULTS.”

Use of an IEEE standard is wholly voluntary. The existence of an IEEE Standard does not imply that there 
are no other ways to produce, test, measure, purchase, market, or provide other goods and services related to 
the scope of the IEEE standard. Furthermore, the viewpoint expressed at the time a standard is approved and 
issued is subject to change brought about through developments in the state of the art and comments received 
from users of the standard.

In publishing and making its standards available, IEEE is not suggesting or rendering professional or other 
services for, or on behalf of, any person or entity, nor is IEEE undertaking to perform any duty owed by any 
other person or entity to another. Any person utilizing any IEEE Standards document, should rely upon his or 
her own independent judgment in the exercise of reasonable care in any given circumstances or, as appropriate, 
seek the advice of a competent professional in determining the appropriateness of a given IEEE standard.

IN NO EVENT SHALL IEEE BE LIABLE FOR ANY DIRECT, INDIRECT, INCIDENTAL, SPECIAL, 
EXEMPLARY, OR CONSEQUENTIAL DAMAGES (INCLUDING, BUT NOT LIMITED TO: THE 
NEED TO PROCURE SUBSTITUTE GOODS OR SERVICES; LOSS OF USE, DATA, OR PROFITS; 
OR BUSINESS INTERRUPTION) HOWEVER CAUSED AND ON ANY THEORY OF LIABILITY, 
WHETHER IN CONTRACT, STRICT LIABILITY, OR TORT (INCLUDING NEGLIGENCE OR 
OTHERWISE) ARISING IN ANY WAY OUT OF THE PUBLICATION, USE OF, OR RELIANCE 
UPON ANY STANDARD, EVEN IF ADVISED OF THE POSSIBILITY OF SUCH DAMAGE AND 
REGARDLESS OF WHETHER SUCH DAMAGE WAS FORESEEABLE.

Translations

The IEEE consensus development process involves the review of documents in English only. In the event that 
an IEEE standard is translated, only the English version published by IEEE is the approved IEEE standard.
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Official statements

A statement, written or oral, that is not processed in accordance with the IEEE SA Standards Board Operations 
Manual shall not be considered or inferred to be the official position of IEEE or any of its committees and shall 
not be considered to be, nor be relied upon as, a formal position of IEEE. At lectures, symposia, seminars, 
or educational courses, an individual presenting information on IEEE standards shall make it clear that the 
presenter’s views should be considered the personal views of that individual rather than the formal position of 
IEEE, IEEE SA, the Standards Committee, or the Working Group.

Comments on standards

Comments for revision of IEEE Standards documents are welcome from any interested party, regardless of 
membership affiliation with IEEE or IEEE SA. However, IEEE does not provide interpretations, consulting 
information, or advice pertaining to IEEE Standards documents.

Suggestions for changes in documents should be in the form of a proposed change of text, together with 
appropriate supporting comments. Since IEEE standards represent a consensus of concerned interests, it is 
important that any responses to comments and questions also receive the concurrence of a balance of interests. 
For this reason, IEEE and the members of its Societies and Standards Coordinating Committees are not able to 
provide an instant response to comments, or questions except in those cases where the matter has previously 
been addressed. For the same reason, IEEE does not respond to interpretation requests. Any person who would 
like to participate in evaluating comments or in revisions to an IEEE standard is welcome to join the relevant 
IEEE working group. You can indicate interest in a working group using the Interests tab in the Manage Profile 
& Interests area of the IEEE SA myProject system. An IEEE Account is needed to access the application.

Comments on standards should be submitted using the Contact Us form.

Laws and regulations

Users of IEEE Standards documents should consult all applicable laws and regulations. Compliance with 
the provisions of any IEEE Standards document does not constitute compliance to any applicable regulatory 
requirements. Implementers of the standard are responsible for observing or referring to the applicable 
regulatory requirements. IEEE does not, by the publication of its standards, intend to urge action that is not in 
compliance with applicable laws, and these documents may not be construed as doing so.

Data privacy

Users of IEEE Standards documents should evaluate the standards for considerations of data privacy and 
data ownership in the context of assessing and using the standards in compliance with applicable laws and 
regulations.

Copyrights

IEEE draft and approved standards are copyrighted by IEEE under US and international copyright laws. They 
are made available by IEEE and are adopted for a wide variety of both public and private uses. These include 
both use, by reference, in laws and regulations, and use in private self-regulation, standardization, and the 
promotion of engineering practices and methods. By making these documents available for use and adoption 
by public authorities and private users, IEEE does not waive any rights in copyright to the documents.
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Photocopies

Subject to payment of the appropriate licensing fees, IEEE will grant users a limited, non-exclusive license to 
photocopy portions of any individual standard for company or organizational internal use or individual, non-
commercial use only. To arrange for payment of licensing fees, please contact Copyright Clearance Center, 
Customer Service, 222 Rosewood Drive, Danvers, MA 01923 USA; +1 978 750 8400; https://​www​.copyright​
.com/​. Permission to photocopy portions of any individual standard for educational classroom use can also be 
obtained through the Copyright Clearance Center.

Updating of IEEE Standards documents

Users of IEEE Standards documents should be aware that these documents may be superseded at any time 
by the issuance of new editions or may be amended from time to time through the issuance of amendments, 
corrigenda, or errata. An official IEEE document at any point in time consists of the current edition of the 
document together with any amendments, corrigenda, or errata then in effect.

Every IEEE standard is subjected to review at least every 10 years. When a document is more than 10 years old 
and has not undergone a revision process, it is reasonable to conclude that its contents, although still of some 
value, do not wholly reflect the present state of the art. Users are cautioned to check to determine that they have 
the latest edition of any IEEE standard.

In order to determine whether a given document is the current edition and whether it has been amended through 
the issuance of amendments, corrigenda, or errata, visit IEEE Xplore or contact IEEE. For more information 
about the IEEE SA or IEEE’s standards development process, visit the IEEE SA Website.

Errata

Errata, if any, for all IEEE standards can be accessed on the IEEE SA Website. Search for standard number and 
year of approval to access the web page of the published standard. Errata links are located under the Additional 
Resources Details section. Errata are also available in IEEE Xplore. Users are encouraged to periodically 
check for errata.

Patents

IEEE Standards are developed in compliance with the IEEE SA Patent Policy.

Attention is called to the possibility that implementation of this standard may require use of subject matter 
covered by patent rights. By publication of this standard, no position is taken by the IEEE with respect to the 
existence or validity of any patent rights in connection therewith. If a patent holder or patent applicant has 
filed a statement of assurance via an Accepted Letter of Assurance, then the statement is listed on the IEEE 
SA Website at https://​standards​.ieee​.org/​about/​sasb/​patcom/​patents​.html. Letters of Assurance may indicate 
whether the Submitter is willing or unwilling to grant licenses under patent rights without compensation 
or under reasonable rates, with reasonable terms and conditions that are demonstrably free of any unfair 
discrimination to applicants desiring to obtain such licenses.

Essential Patent Claims may exist for which a Letter of Assurance has not been received. The IEEE is not 
responsible for identifying Essential Patent Claims for which a license may be required, for conducting inquiries 
into the legal validity or scope of Patents Claims, or determining whether any licensing terms or conditions 
provided in connection with submission of a Letter of Assurance, if any, or in any licensing agreements are 
reasonable or non-discriminatory. Users of this standard are expressly advised that determination of the 
validity of any patent rights, and the risk of infringement of such rights, is entirely their own responsibility. 
Further information may be obtained from the IEEE Standards Association.
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IMPORTANT NOTICE

IEEE Standards do not guarantee or ensure safety, security, health, or environmental protection, or ensure against 
interference with or from other devices or networks. IEEE Standards development activities consider research 
and information presented to the standards development group in developing any safety recommendations. 
Other information about safety practices, changes in technology or technology implementation, or impact 
by peripheral systems also may be pertinent to safety considerations during implementation of the standard. 
Implementers and users of IEEE Standards documents are responsible for determining and complying with 
all appropriate safety, security, environmental, health, and interference protection practices and all applicable 
laws and regulations.

Authorized licensed use limited to: Tsinghua University. Downloaded on February 26,2026 at 13:33:41 UTC from IEEE Xplore.  Restrictions apply. 

Full document details: IEEE C37.121-2020

http://www.avadocuments.com/doc/ieee-c37-121-2020
http://www.avadocuments.com/doc/ieee-c37-121-2020


7
Copyright © 2021 IEEE. All rights reserved.

Participants

At the time this IEEE guide was completed, the PC37.121 Working Group had the following membership:

Darryl Moser, Chair
Terry Woodyard, Secretary

Paul Barnhart
Doug Edwards
Michael Flack
Ronald Hartzel
Tom Hawkins

Dan Hrncir
Michael Lafond
Albert Livshitz
Charles Morse
Terry Neighbours

Ted Olsen
Owen Parks
Richard Rohr
Garett Sims
Chand Tailor

The following members of the individual Standards Association balloting group voted on this guide. Balloters 
may have voted for approval, disapproval, or abstention.

Mohamed Abouelella
Charles Ball
Paul Barnhart
Ted Burse
Eldridge Byron
Paul Cardinal
Nancy Chilton
Michael Chirico
Randy Clelland
Stephen Conrad
Gary Donner
Edgar Dullni
Donald Dunn
Douglas J. Edwards
Keith Flowers
Edwin Goodwin
Lou Grahor
Paul Guidry
John Harley
Thomas Hawkins
Jared Hines

Werner Hoelzl
Robert Hoerauf
John John
Yuri Khersonsky
Boris Kogan
Jim Kulchisky
Chung-Yiu Lam
Hua Liu
Albert Livshitz
Jose Marrero
Darryl Moser
Jerry Murphy
K.R. M. Nair
Dennis Neitzel
Arthur Neubauer
Joe Nims
P Sivaraman
Bansi Patel
Branimir Petosic
Christopher Petrola
Charles Rogers

Bartien Sayogo
Robert Seitz
Garett Sims
Veselin Skendzic
Jerry Smith
Gary Smullin
Kris Sommerstad
Jon Spencer
James Stage
Wayne Stec
Paul Sullivan
C. Tailor
Benton Vandiver
Gerald Vaughn
John Vergis
Keith Waters
John Webb
Kenneth White
Terry Woodyard
Dean Yager
Xi Zhu

When the IEEE SA Standards Board approved this guide on 24 September 2020, it had the following membership:

Gary Hoffman, Chair
Jon Walter Rosdahl, Vice Chair

John D. Kulick, Past Chair
Konstantinos Karachalios, Secretary

Ted Burse
Doug Edwards
J.Travis Griffith
Grace Gu
Guido R. Hiertz
Joseph L. Koepfinger*

David J. Law
Howard Li
Dong Liu
Kevin Lu
Paul Nikolich
Damir Novosel
Dorothy Stanley

Mehmet Ulema
Lei Wang
Sha Wei
Philip B. Winston
Daidi Zhong
Jingyi Zhou

*Member Emeritus

Authorized licensed use limited to: Tsinghua University. Downloaded on February 26,2026 at 13:33:41 UTC from IEEE Xplore.  Restrictions apply. 

Full document details: IEEE C37.121-2020

http://www.avadocuments.com/doc/ieee-c37-121-2020
http://www.avadocuments.com/doc/ieee-c37-121-2020


8
Copyright ©  2021  IEEE. All rights reserved.

Introduction

This introduction is not part of IEEE Std C37.121-2020, IEEE Guide for Switchgear—Unit Substation—Requirements.

IEEE Std C37.121-1989 was originally developed by a working group sponsored by the Power Switchgear 
Assemblies Technical Committee of the Switchgear Section (8SG) of the National Electrical Manufacturers 
Association (NEMA/SG/5). The document was transferred from NEMA to the IEEE Power and Energy 
Society Switchgear Committee, Switchgear Assemblies Subcommittee, in January of 2003. IEEE Std C37.121 
was reaffirmed by the IEEE Standards Association Standards Board in 2006.

The Switchgear Assemblies Subcommittee Task Force, created to review this document, determined that this 
document did not meet the intent of a standard as it references applicable IEEE Standards for all requirements 
that are to be met by each component of a Unit Substation. Based on this review, the Task Force recommended 
that this document be changed from a standard to a guide. The recommendation was accepted by the Switchgear 
Assemblies Subcommittee.

In the revision of this document, the document has been revised to remove the specifi c exclusions of unit 
substations with load tap changing equipment and Gas Insulated Switchgear (GIS) from the scope of the 
document and to update the reference documents to the latest revisions. Other signifi cant changes are as 
follows:

— Added 6.8 for Metal Enclosed Switchgear Incorporating Gas Insulation Systems with reference to 
IEEE Std C37.20.9.1

— Subclause 9.4, Metal Barriers, has been updated to provide more clarity with regards to intentional 
openings and viewing ports and windows.

— Subclause 11.6.2.1, Surge Protection, has been updated to provide guidance to reference documents on 
overvoltages caused by switching transients.

— Figure 18 has been redrawn to correctly show the Secondary unit substation – Radial type with reverse 
arrangement.

1Information on references can be found in Clause 2. 
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IEEE Guide for Switchgear— 

Unit Substation—Requirements 

IMPORTANT NOTICE: IEEE Standards documents are not intended to ensure safety, health, or 

environmental protection, or ensure against interference with or from other devices or networks. 

Implementers of IEEE Standards documents are responsible for determining and complying with all 

appropriate safety, security, environmental, health, and interference protection practices and all 

applicable laws and regulations. 

This IEEE document is made available for use subject to important notices and legal disclaimers. 

These notices and disclaimers appear in all publications containing this document and may be 

found under the heading “Important Notice” or “Important Notices and Disclaimers Concerning 

IEEE Documents.” They can also be obtained on request from IEEE or viewed at 

http://standards.ieee.org/IPR/disclaimers.html. 

1. Overview 

1.1 Scope 

This guide covers three-phase unit substations for step-down operation in the range of 112.5 kVA or 

greater at primary voltages of 601 V through 52 38 kV. 

This guide does not cover the following installations: 

a) Substations in which the transformer section includes load-tap-changing equipment. 

a) Substations in which the transformer section is described and defined as “network,” 

“subway,” “vault,” or “underground” in IEEE Std C57.12.24™ [B13 B14] and IEEE Std 

C57.12.40™ [B15 B18]2. 

2The numbers in brackets correspond to those of the bibliography in Annex A. 

Authorized licensed use limited to: Tsinghua University. Downloaded on February 26,2026 at 13:33:41 UTC from IEEE Xplore.  Restrictions apply. 

Full document details: IEEE C37.121-2020

http://standards.ieee.org/IPR/disclaimers.html
http://www.avadocuments.com/doc/ieee-c37-121-2020
http://www.avadocuments.com/doc/ieee-c37-121-2020


 

 

b) Substations in which the transformer section is described and defined as “pad-mounted” in 

ANSI C57.12.22 and IEEE Std C57.12.27™ [B16].  

d)  Gas-insulated substations as described in IEEE Std C37.122™ [B13]. 

c) Rectifier-type substations. 

d) Mobile unit substations. 

e) Installations in ships, watercraft, railway rolling stock, aircraft, or automotive vehicles. 

 f) Installations for mines. 

g) Installations of railways for generation, transformation, transmission, or distribution of 

power used exclusively for operation of rolling stock, or for installations used exclusively for 

signaling and railway communication purposes. 

h) Installations of communication equipment that is under the exclusive control of 

communication utilities, located outdoors or in building spaces used exclusively for such 

installations. 

i) Installations under the exclusive control of electric utilities for the purpose of 

communication, or metering; or for the generation, control, transformation, transmission, 

and distribution of electric energy located in buildings used exclusively by utilities for such 

purposes or located outdoors on property owned or leased by the utility or on public 

highways, streets, roads, etc.; or outdoors by established rights on private property 

1.2 Purpose 

The guide is intended for use as the basis for the coordination of equipment in unit substations by 

assisting in the selection of components. A variety of designs for unit substations are possible using 

various combinations of incoming sections, transformer sections, outgoing sections, and transition 

sections. 
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It is intended that the incoming, outgoing, transformer, and transition sections included in a unit 

substation shall meet the basic requirements of applicable industry standards for those sections. In 

addition, this guide provides suggested requirements when used as part of a unit substation. 

1.3 Word usage 

The word shall indicates mandatory requirements strictly to be followed in order to conform to the 

standard and from which no deviation is permitted (shall equals is required to).3, 4 

The word should indicates that among several possibilities one is recommended as particularly 

suitable, without mentioning or excluding others; or that a certain course of action is preferred but 

not necessarily required (should equals is recommended that). 

The word may is used to indicate a course of action permissible within the limits of the standard 

(may equals is permitted to). 

The word can is used for statements of possibility and capability, whether material, physical, or 

causal (can equals is able to). 

2. Normative references 

The following referenced documents are indispensable for the application of this document (i.e., 

they must be understood and used, so each referenced document is cited in text and its relationship 

to this document is explained). For dated references, only the edition cited applies. For undated 

references, the latest edition of the referenced document (including any amendments or corrigenda) 

applies. 

3The use of the word must is deprecated and cannot be used when stating mandatory requirements; must is used only to describe 

unavoidable situations. 

4The use of will is deprecated and cannot be used when stating mandatory requirements; will is only used in statements of fact. 
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ANSI C84.1-2011, American National Standard for Electric Power Systems and Equipment—Voltage 

Ratings (60 Hertz).5 Hz). 

ANSI/UL 845, Motor Control Centers.3 

ANSI/UL 891, Dead-Front Switchboards. 

IEEE Std C37.20.1™, IEEE Standard for Metal-Enclosed Low-Voltage (1000 Vac and below, 3200 Vdc 

and below) Power Circuit Breaker Switchgear.6,7 

IEEE Std C37.20.2™, IEEE Standard for Metal-Clad Switchgear. 

IEEE Std C37.20.3™, IEEE Standard for Metal-Enclosed Interrupter Switchgear (1 kV–38 kV). 

IEEE Std C37.20.9™, IEEE Standard for Metal -nclosed Switchgear Rated 1 kV to 52 kV 

Incorporating Gas Insulation Systems. 

IEEE Std C37.20.10 100™, IEEE Standard Definitions for AC (52 kV and below) and DC (3.2 kV and 

below) Power Switchgear Assemblies. 

IEEE Std C37.23™, IEEE Standard for Metal-Enclosed Bus. 

IEEE Std C37.41 40™, IEEE Standard Design Tests Service Conditions and Definitions for High-

Voltage (>1000 V) Fuses, Distribution Enclosed Single-Pole Air Switches, Fuse Disconnecting 

Switches, and Accessories. 

IEEE Std C57.12.00™, IEEE Standard for General Requirements for Liquid-Immersed Distribution, 

Power, and Regulating Transformers. 

5ANSI publications are available from the Sales Department, American National Standards Institute, 25 West 43rd Street, 4th Floor, 

New York, NY 10036, USA (https://www.ansi.org/). 

3
UL Standards are available from Comm-2000, 1414 Brook Drive, Downers Grove, IL 60515, USA (http://www.comm-2000.com ). 

6IEEE publications are available from The Institute of Electrical and Electronic Engineers, Service Center, 445 Hoes Lane, 

Piscataway, NJ 08854, USA (https://www.standards.ieee.org/). 

7The IEEE standards or products referred to in this clause are trademarks of The Institute of Electrical and Electronics Engineers, 

Inc. 
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IEEE Std C57.12.01™, IEEE Standard for General Requirements for Dry-Type Distribution and 

Power Transformers Including Those with Solid Cast and/or Resin Encapsulated Windings. 

IEEE Std C57.12.10™, IEEE Standard Requirements for Liquid-Immersed Power Transformers. 

IEEE Std C57.12.51™, IEEE Guide for Mechanical Interchangeability of Standard for Ventilated Dry-

Type Power Transformers, 501 kVA and Larger, Three-Phase, with High-Voltage 601 V to 34 500 V; 

Low-Voltage 208Y/120 V to 4160 V—General Requirements. 

IEEE Std C57.12.52™, IEEE Standard for Sealed Dry-Type Power Transformers, 501 kVA and 

Higher, Larger Three-Phase, with High-Voltage 601 to 34500 Volts, Low-Voltage 208Y/120 to 4160 

Volts—General Requirements. 

IEEE Std C57.131™, IEEE Standard Requirements for Tap Changers. 

IEEE Std C62.22™, IEEE Guide for the Application of Metal-Oxide Surge Arresters for Alternating -

Current Systems. 

UL 845, Motor Control Centers.8 

UL 891, Switchboards. 

NFPA 70, National Electrical Code® (NEC®).6 

NFPA 70B, Recommended Practices for Electrical Equipment Maintenance. 

UL 1562, Transformers, Distribution, Dry-Type—Over 600 Volts. 

3. Definitions 

For the purposes of this document, the following terms and definitions apply. The IEEE Standards 

Dictionary Online : Glossary of Terms & Definitions should be consulted referenced for terms not 

defined in this clause.9 

8UL publications are available from Underwriters Laboratories (https://www.ul.com/). 

9The IEEE Standards Dictionary: Online Glossary of Terms & Definitions is available at: http://dictionary.ieee.org http://shop.ieee.org. 

An IEEE Account is required for access to the dictionary, and one can be created at no charge on the dictionary sign-in page. 
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When multiple definitions exist, the definitions should be evaluated in the following priority: 

a) Definitions embedded in this standard should be used. 

b) For terms not defined within this standard, the definitions within IEEE Std C37.20.10 should 

be used. 

c) For terms not defined in either this standard or IEEE Std C37.20.10, then the IEEE Standards 

Dictionary Online should be consulted. 

The definitions of terms contained in this standard, or in other standards referred to in this standard, 

are not intended to embrace all legitimate meanings of the terms. They are applicable only to the 

subject matter treated in this standard. 

articulated unit substation: A unit substation in which the incoming, transforming, and outgoing 

sections are manufactured as one or more subassemblies intended for connection in the field. 

barrier: A partition within the enclosure and part of the contained equipment, used for the 

insulation or isolation of electric circuits or electric arcs. 

conformance tests: Certain performance tests to demonstrate compliance with the applicable 

standards. The test specimen is normally subjected to all planned routine tests prior to initiation of 

the conformance test program. 

NOTE—The conformance tests may, or may not, be similar to certain design tests. Demonstration of 

margin (capabilities beyond the standards) is not required.8 

design tests: Tests performed to determine the adequacy of the design of a particular type, style, or 

model of any unit of equipment, or its component parts, to meet its assigned ratings and to operate 

satisfactorily under normal service conditions or under any specified conditions. Such tests may also 

be used to demonstrate compliance with applicable standards of the industry. 
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NOTE 1—Design tests are performed on representative apparatus or prototypes to verify the 

validity of design analysis and calculation methods, and to substantiate the ratings assigned to all 

other apparatus of basically similar design. These tests are not intended to be performed on every 

design or during normal production. The applicable portion of these design tests may also be used 

to evaluate modifications of a previous design to assure that performance has not been adversely 

affected. Test data from previous similar designs may be used for current designs when appropriate. 

Once made, design tests need not be repeated unless the design is so changed as to modify 

performance. 

NOTE 2—Design tests are sometimes called “type tests.” 

enclosure: A surrounding case or housing used to provide a degree of protection to the enclosed 

conductors or equipment, and to provide a degree of protection to personnel against incidentally 

contacting live parts. 

high voltage: A general term that pertains to the primary voltage, or primary-voltage side, of a 

transformer or of a unit substation. 

incoming section: Equipment that includes necessary mechanical and electrical parts for connecting 

coordination in a unit substation on the high-voltage (or primary) side of a transformer section. 

low voltage: A general term that pertains to the secondary voltage, or secondary-voltage side, of a 

transformer or of a unit substation. 

other tests: Tests, so identified in individual product standards, that may be specified by the user in 

addition to routine tests. (Examples: Impulse; insulation power factor; audible sound) 

outgoing section: Equipment that includes necessary mechanical and electrical connecting parts for 

connecting coordination into a unit substation on the low-voltage (or secondary) side of a 

transformer section. 

primary unit substation: A unit substation in which the low-voltage section is rated above 1000 V. 
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