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Abstract: Indoor ac medium-voltage switches for use in enclosures for application in power
circuits at voltages above 1 kV through 38 kV are covered in this standard. Stationary or drawout,
manual or power operation, and fused or unfused are included.

Keywords: IEEE C37.20.4™, indoor ac switches, metal-enclosed switchgear
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Notice and Disclaimer of Liability Concerning the Use of IEEE Documents: IEEE Standards documents are developed
within the IEEE Societies and the Standards Coordinating Committees of the IEEE Standards Association (IEEE-SA)
Standards Board. IEEE develops its standards through a consensus development process, approved by the American National
Standards Institute, which brings together volunteers representing varied viewpoints and interests to achieve the final product.
Volunteers are not necessarily members of the Institute and serve without compensation. While IEEE administers the process
and establishes rules to promote fairness in the consensus development process, IEEE does not independently evaluate, test, or
verify the accuracy of any of the information or the soundness of any judgments contained in its standards.

Use of an IEEE Standard is wholly voluntary. IEEE disclaims liability for any personal injury, property or other damage, of
any nature whatsoever, whether special, indirect, consequential, or compensatory, directly or indirectly resulting from the
publication, use of, or reliance upon any IEEE Standard document.

IEEE does not warrant or represent the accuracy or content of the material contained in its standards, and expressly disclaims
any express or implied warranty, including any implied warranty of merchantability or fitness for a specific purpose, or that
the use of the material contained in its standards is free from patent infringement. IEEE Standards documents are supplied "AS
IS."

The existence of an IEEE Standard does not imply that there are no other ways to produce, test, measure, purchase, market, or
provide other goods and services related to the scope of the IEEE standard. Furthermore, the viewpoint expressed at the time a
standard is approved and issued is subject to change brought about through developments in the state of the art and comments
received from users of the standard. Every IEEE standard is subjected to review at least every ten years. When a document is
more than ten years old and has not undergone a revision process, it is reasonable to conclude that its contents, although still of
some value, do not wholly reflect the present state of the art. Users are cautioned to check to determine that they have the
latest edition of any IEEE standard.

In publishing and making its standards available, IEEE is not suggesting or rendering professional or other services for, or on
behalf of, any person or entity. Nor is IEEE undertaking to perform any duty owed by any other person or entity to another.
Any person utilizing any IEEE Standards document, should rely upon his or her own independent judgment in the exercise of
reasonable care in any given circumstances or, as appropriate, seek the advice of a competent professional in determining the
appropriateness of a given IEEE standard.

Translations: The IEEE consensus development process involves the review of documents in English only. In the event that
an IEEE standard is translated, only the English version published by IEEE should be considered the approved IEEE standard.

Official Statements: A statement, written or oral, that is not processed in accordance with the IEEE-SA Standards Board
Operations Manual shall not be considered the official position of IEEE or any of its committees and shall not be considered to
be, nor be relied upon as, a formal position of IEEE. At lectures, symposia, seminars, or educational courses, an individual
presenting information on IEEE standards shall make it clear that his or her views should be considered the personal views of
that individual rather than the formal position of IEEE.

Comments on Standards: Comments for revision of IEEE Standards documents are welcome from any interested party,
regardless of membership affiliation with IEEE. However, IEEE does not provide consulting information or advice pertaining
to IEEE Standards documents. Suggestions for changes in documents should be in the form of a proposed change of text,
together with appropriate supporting comments. Since IEEE standards represent a consensus of concerned interests, it is
important to ensure that any responses to comments and questions also receive the concurrence of a balance of interests. For
this reason, IEEE and the members of its societies and Standards Coordinating Committees are not able to provide an instant
response to comments or questions except in those cases where the matter has previously been addressed. Any person who
would like to participate in evaluating comments or revisions to an IEEE standard is welcome to join the relevant IEEE
working group at http:/standards.ieee.org/develop/wg/.

Comments on standards should be submitted to the following address:

Secretary, IEEE-SA Standards Board
445 Hoes Lane

Piscataway, NJ 08854-4141

USA

Photocopies: Authorization to photocopy portions of any individual standard for internal or personal use is granted by The
Institute of Electrical and Electronics Engineers, Inc., provided that the appropriate fee is paid to Copyright Clearance Center.
To arrange for payment of licensing fee, please contact Copyright Clearance Center, Customer Service, 222 Rosewood Drive,
Danvers, MA 01923 USA; +1 978 750 8400. Permission to photocopy portions of any individual standard for educational
classroom use can also be obtained through the Copyright Clearance Center.
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Notice to users

Laws and regulations

Users of IEEE Standards documents should consult all applicable laws and regulations. Compliance with
the provisions of any IEEE Standards document does not imply compliance to any applicable regulatory
requirements. Implementers of the standard are responsible for observing or referring to the applicable
regulatory requirements. IEEE does not, by the publication of its standards, intend to urge action that is not
in compliance with applicable laws, and these documents may not be construed as doing so.

Copyrights

This document is copyrighted by the IEEE. It is made available for a wide variety of both public and
private uses. These include both use, by reference, in laws and regulations, and use in private self-
regulation, standardization, and the promotion of engineering practices and methods. By making this
document available for use and adoption by public authorities and private users, the IEEE does not waive
any rights in copyright to this document.

Updating of IEEE documents

Users of IEEE Standards documents should be aware that these documents may be superseded at any time
by the issuance of new editions or may be amended from time to time through the issuance of amendments,
corrigenda, or errata. An official IEEE document at any point in time consists of the current edition of the
document together with any amendments, corrigenda, or errata then in effect. In order to determine whether
a given document is the current edition and whether it has been amended through the issuance of
amendments, corrigenda, or errata, visit the IEEE-SA Website at http://standards.ieee.org/index.html or
contact the IEEE at the address listed previously. For more information about the IEEE Standards
Association or the IEEE standards development process, visit IEEE-SA  Website at
http://standards.ieee.org/index.html.

Errata

Errata, if any, for this and all other standards can be accessed at the following URL:
http://standards.iece.org/findstds/errata/index.html. Users are encouraged to check this URL for errata
periodically.

o Documents
Copyright © 2013 IEEE. All rights reserved. Document Sharing Hub

Authorized licensed use limited to: Tsinghua University. Downloaded on February 26,2026 at 14:45:40 UTC from IEEE Xplore. Restrictions apply.

Full document details: IEEE C37.20.4-2013


http://standards.ieee.org/index.html
http://standards.ieee.org/index.html
http://standards.ieee.org/findstds/errata/index.html
http://www.avadocuments.com/doc/ieee-c37-20-4-2013
http://www.avadocuments.com/doc/ieee-c37-20-4-2013

Patents

Attention is called to the possibility that implementation of this standard may require use of subject matter
covered by patent rights. By publication of this standard, no position is taken by the IEEE with respect to
the existence or validity of any patent rights in connection therewith. If a patent holder or patent applicant
has filed a statement of assurance via an Accepted Letter of Assurance, then the statement is listed on the
IEEE-SA Website at http://standards.ieee.org/about/sasb/patcom/patents.html. Letters of Assurance may
indicate whether the Submitter is willing or unwilling to grant licenses under patent rights without
compensation or under reasonable rates, with reasonable terms and conditions that are demonstrably free of
any unfair discrimination to applicants desiring to obtain such licenses.

Essential Patent Claims may exist for which a Letter of Assurance has not been received. The IEEE is not
responsible for identifying Essential Patent Claims for which a license may be required, for conducting
inquiries into the legal validity or scope of Patents Claims, or determining whether any licensing terms or
conditions provided in connection with submission of a Letter of Assurance, if any, or in any licensing
agreements are reasonable or non-discriminatory. Users of this standard are expressly advised that
determination of the validity of any patent rights, and the risk of infringement of such rights, is entirely
their own responsibility. Further information may be obtained from the IEEE Standards Association.
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Introduction

This introduction is not part of IEEE Std C37.20.4-2013, IEEE Standard for Indoor AC Switches (1 kV to 38 kV) for
Use in Metal-Enclosed Switchgear.

This standard has been revised to reflect needed technical changes that have been suggested since the last
revision was published, incorporating preferred ratings that were previously found in ANSI C37.22-1997
[B1]* and harmonizing with IEEE Std C37.100.1-2007." NEMA has turned over the rights to the preferred
ratings contained in ANSI C37.22-1997 and is no longer responsible for Clause 5 and Clause 7 in this
standard.

This edition was prepared by the Switchgear Assemblies Subcommittee of the IEEE Switchgear
Committee. Through this effort over the many years, the switchgear assemblies standards have been of
extreme value to the industry. Further suggestions for improvement gained in the use of this standard are
welcome.

* The numbers in brackets correspond to those of the bibliography in Annex A.
® Information on references can be found in Clause 2.
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IEEE Standard for Indoor AC Switches (1 kV to 38 kV)

for Use in Metal-Enclosed Switchgear

IMPORTANT NOTICE: IEEE Standards documents are not intended to ensure safety, health, or

environmental protection, or ensure against interference with or from other devices or networks.

Implementers _of IEEE Standards documents are responsible for determining and complying with all

appropriate safety, security, environmental, health, and interference protection practices and all

applicable laws and regulations.

This IEEE document is made available for use subject to important notices and legal disclaimers. These

notices and disclaimers appear in all publications containing this document and may be found

under the heading "Important Notice” or "Important Notices and Disclaimers Concerning IEEE

Documents.” They can___also _be obtained on__ request from IEEE  or viewed _at

http://standards.ieee.org/IPR/disclaimers.html

1. Overview

1.1 Scope

This standard covers indoor ac switches rated above 1 kV through 38 kV for use in metal-

enclosed switchgear as follows:

a)  Stationary or drawout

b)  Manual or power operation

¢)  Fused or unfused
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The term "indoor" is intended to indicate that the enclosure provides a degree of protection to the
switch and the enclosure may be suitable for indoor, outdoor, or other service conditions and
complies with the requirements of switchgear assemblies as defined by IEEE Std C37.20.2-1999 ™ or
IEEE Std C37.20.3-200+ ™.!

This standard does not apply to subsurfacetoad-interrupting switches in HEEE-Std-C3771-1984;

switehes-intended for use in subsurface or pad-mounted switchgear in ANSE IEEE Std C37. 74™
721987-and-ANSHCE3773-1998; or to high-voltage air switches in ANSIIEEE Std C37.30-+997 ™.

Within this standard, the words "switch(es)" shall be considered to mean metal-enclosed, indoor,

three-phase, ac medium-voltage switch(es) as defined by this scope.

There are switch designs that have short-circuit current interrupting capability, and these devices
are covered by this standard only to the extent of meeting the listed testing requirements. However,
due to the additional capability, additional testing is required and the manufacturers should be

consulted.

1.2 Purpose

The purpose of this standard is to provide the usual service conditions, definition of ratings,

preferred ratings, design and production tests, construction requirements, and an application

cuide for the switches covered by this standard. This standard is based on criteria stated in IEEE

Std C37.30™, ANSI C37.22-1997 [B1],2 IEEE Std C37.34™, and IEEE Std 1247™ -2005.

! Information on references can be found in Clause 2.

2The numbers in brackets correspond to those of the bibliography in Annex A.
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2. Normative references

The following referenced documents are indispensable for the application of this document (i.e.,

they must be understood and used, so each referenced document is cited in text and its relationship

to this document is explained). For dated references, only the edition cited applies. For undated

references, the latest edition of the referenced document (including any amendments or corrigenda)

applies.

ANSI C37.58 American National Standard for Switchgear Indoor AC Medium-Voltage Switches for

Use in Metal-Enclosed Switchgear —Conformance Test Procedures.?

ANSI/NFPA 70B-1998; Recommended Practice for Electrical Equipment Maintenance.*

3 ANSI publications are available from the American National Standards Institute (http://www.ansi.org/).

4 ANSI publications are available from the American National Standards Institute (http://www.ansi.org/). NFPA publications are

available from the National Fire Protection Association (http://www.nfpa.org/).

Documents

Document Sharing Hub
Authorized licensed use limited to: Tsinghua University. Downloaded on February 26,2026 at 14:45:40 UTC from IEEE Xplore. Restrictions apply.

Full document details: IEEE C37.20.4-2013


http://www.nfpa.org/
http://www.avadocuments.com/doc/ieee-c37-20-4-2013
http://www.avadocuments.com/doc/ieee-c37-20-4-2013

IEC 604201990 62271-105:2003, High Voltage Switchgear and Controlgear—Part 105: alternating

current Switch-Fuse Combinations.’

IEEE Std C37.20.2-4999 ™, IEEE Standard for Metal-Clad Switchgear.®Z

IEEE Std C37.20.3™ 206+ IEEE Standard for Metal-Enclosed Interrupter Switchgear.

IEEE Std C37.30~ -1997 IEEE Standard Requirements for High-Voltage Switches.

IEEE Std C37.34™ 1994 IEEE Standard Test Code for High-Voltage Air Switches.

IEEE Std C37.40~ 1993; IEEE Standard Service Conditions and Definitions for High-Voltage

Fuses, Distribution Enclosed Single-Pole Air Switches, Fuse Disconnecting Switches, and

Accessories.

IEEE Std C37.74™ 74200+ IEEE Standard Requirements for FhreePhaseManuallyOperated

Subsurface, Vault, and Pad-Mounted Load-Interrupter Switchgear and Fused Load-Interrupter

Switchgear for Alternating Current Systems Up to 38 kV.

IEEE Std C37.100-4992 1™-2007, IEEE Standard Befinitiens of Common Requirements for High

Voltage Power Switchgear Rated Above 1000 V.

5IEC publications are available from the SalesBPepartment; International Electrotechnical Commission (http://www.iec.ch/). IEC

publications are also available in the United States from the American National Standards Institute (http://www.ansi.org/) 1 West

6 The IEEE standards or products referred to in this clause are trademarks of The Institute of Electrical and Electronics Engineers,

Inc.

7 IEEE publications are available from The Institute of Electrical and Electronics Engineers (http://standards.ieee.or:
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ANSHIEEE Std 4™, IEEE Standard Techniques for High-Voltage Testing. ?

IEEE Std 1247™ 1998, 2005 IEEE Standard for Interrupter Switches for Alternating Current, Rated
above 1000 Volts.

NEMA CC1-1993, Electric Power Connections for Substations.®

8 NEMA publications are available from Global Engineering Documents (http:/global.ihs.com/) the—NationalEleetrical
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3. Definitions

For the purposes of this document, the following terms and definitions apply. The IEEE Standards

Dictionary: Glossary of Terms & Definitions should be referenced for terms not defined in this clause.’

bypass switch: A nonload break switch used in parallel with another device such that closing the
bypass switch will commutate current flow in the parallel device and allow it to be removed from
the circuit. Example: This switch is used in switchgear for bypass feeders and in transfer bus

schemes.

integral switch and fuse switeh: A switch in combination with fuses. The fuses may be A-switeh

attached to or in close

9 The IEEE Standards Dictionary: Glossary of Terms & Definitions is available at http://shop.ieee.org/.
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production tests: Tests made for quality control by the manufacturer on every device or on
representative samples, or on parts or materials as are required to verify during production that

the product meets the design specifications and applicable industry standards.

Certain quality assurance tests on identified critical parts of repetitive high-production devices

may be tested on a planned statistical sampling basis.

NOTE—Production tests are sometimes called "routine tests."l0

switch: A device designed to close or open, or both, one or more electric circuits HEEE-Std €373106-
19924

NOTE—In this standard, the term "switch" does not imply that the device has interrupting

capability. A switch may not be capable of making or breaking current.

10 Notes in text, tables, and figures of a standard are given for information only and do not contain requirements needed to

implement this standard.
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tin-surfaced coated or equivalent: Metallic materials having satisfactory long-term performance that

operate within the limits established for tin-surfaced electrical contact parts and conducting

mechanical joints=*

4, Service conditions

Clause 2 of IEEE Std C37.100.1 -2007 does not apply.

Usual service conditions—Switches conforming to this standard are intended to be used in metal-
enclosed switchgear and shall be subject to the normal service conditions in accordance with IEEE Std

C37.20.2-1999™ or IEEE Std C37.20.3-206+.

5. Ratings

Clause 4 of IEEE Std C37.100.1 -2007 does not apply.

The common ratings of switches, including their operating devices and auxiliary equipment,

should be selected from the following:

a) Rated maximum voltage (U/)

b) Rated insulation level (Ua), (Uy)

¢) Rated power frequency ()
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d) Rated continuous current (Ir)

e) Rated short-time withstand current (Ik)

f) Rated duration of short circuit (fx)

¢) Rated peak withstand current (I)

h) Rated load-switching current

i) Rated fault-making current

1) Rated cable-charging switch current

k) Rated unloaded transformer switching current

1) Rated electrical operations

m) Rated mechanical operations

n) Rated supply voltage of closing and opening devices and of auxiliary circuits (Ua)

The following types of switches shall have the ratings listed in Table 1. Other ratings are optional as

established by the manufacturer.
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Table 1—Required and optional ratings for AC switches use

in metal-en closed interrupter (MEI) switchgear

Rating Load current Disconnect, bypass, | Grounding
interrupter switches | or selector switches switches

Rated maximum voltage (U:) X X X
Rated insulation level (Uas\ (Uy) X X X
Rated power frequency (f) X X X
Rated continuous current (I+) X X
Rated short-time withstand current X X X
()
Rated duration of short circuit () X X X
Rated peak withstand current (1) X X X
Rated load-switching current X
Rated fault-making current X x2
Rated fault-making current for xb
integral switch and fuse
Rated cable charging switching xb
current
Rated unloaded transformer xb
switching current
Rated electrical operations X
Rated mechanical operations X X X

2 Optional rating.

b The short-circuit rating of a switch in combination with fuses (an integral switch and fuse) may be different from the fault-making

current rating of the switch alone. The integral switch and fuse short-circuit current rating is established by a fault making test as

specified by 6.13. This rating is dependent on the type of fuse designated and the rated interrupting current of the fuse. An

integral switch and fuse may be applied at a short-circuit current rating that is higher than the rated short-time withstand and

rated peak withstand currents of the switch alone.
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51 General

The preferred ratings in this standard valaesfor-theratings-are listed-Hin-ANSHC37221997 These
ratings-are-preferred-and are not considered restrictive. The ratings of switches are designations

of limits under specified conditions of ambient temperature, temperature rise, and so on etc.

The ratings of a switch, as designated by the manufacturer, shall be marked on the standard

nameplate in accordance with 7.10.
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