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American Standard 
Registered United States Patent Offce 

An American Standard implies a consensus of those substantially concerned with 
its scope and provisions. An American Standard is intended as a guide to aid the 
manufacturer, the consumer, and the general public. The existence of an American 
Standard does not in any respect preclude anyone, whether he has approved the 
standard or not, from manufacturing, marketing, purchasing, or using products, 
processes, or procedures not conforming to the standard. American Standards are 
subject to periodic review and users are cautioned to obtain the latest editions. 
Producers of goods made in conformity with an American Standard are encouraged 
to state on their own responsibility in advertising, promotion material, or on tags or 
labels, that the goods are produced in conformity with particular American Standards. 
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Foreword 
(This Foreword is not a part of American Standard Specifications for Distribution Oil Cutouts and Fuse Links, 
C37.44-1962.) 

This publication is one of a series of complementary American Standards: 
American Standard Service Conditions and Deñnitions for Distribution Cutouts and Fuse Links, 

Secondary Fuses, Distribution Enclosed Single-Pole Air Switches, Power Fuses, Fuse Disconnecting 
Switches, and Accessories, C37.40-1962 

American Standard Design Tests for Distribution Cutouts and Fuse Links, Secondary Fuses, Dis­
tribution Enclosed Single-Pole Air Switches, Power Fuses, Fuse Disconnecting Switches, and Acces­
sories, C37.41-1962 

American Standard Specifications for Distribution Enclosed, Open, and Open-Link Cutouts, 
C37.42-1962 

American Standard Specifications for Distribution Fuse Links for Use in Distribution Enclosed, 
Open, and Open-Link Cutoute, C37.43-1962 

American Standard Specifications for Distribution Oil Cutouts and Fuse Links, C37.44-1962 
American Standard Specifications for Distribution Enclosed Single-Pole Air Switches, C37.45-1962 
American Standard Specifications for Power Fuses and Fuse Disconnecting Switches, C37.46-1962 
American Standard Guide for Application, Operation, and Maintenance of Distribution Cutouts and 

Fuse Links, Secondary Fuses, Distribution Enclosed Single-Pole Air Switches, Power Fuses, Fuse Dis­
connecting Switches, and Accessories, C37.47-1962 

These standards coordinate the following publications of the American Institute of Electrical Engi­
neers, The Edison Electric Institute, and the National Electrical Manufacturers Association: 

Fuses Above 600 Voks, AIEE Standard 25-1958 
High-Voltage Fuses, NEMA Standard SO 2-1958 
Standards for Distribution Fuse Links, EEI Publication TDJ-110; NEMA Publication 108-1960 
Standards for Mounting Brackets for Distribution Cutouts and Distribution Class Lightning Arrest­

ers, EEI Publication TDJ-19; NEMA Publication 100-1960 

Close liaison was maintained with AIEE, EEI, and NEMA during the development of American 
Standards C37.40-1962 through C37.47-1962 in order to incorporate the latest thinking up to the time 
of publication. 

With the exception of the follomng subsections, these standards have been approved by the Nation­
al Electrical Manufacturers Association as NEMA Standards: 

40-3.4.6.1.1 of American Standard C37.40-1962 
42-4 and 42-5.5.6.3 of American Standard C37.42-1962 
44-5 of American Standard C37.44-1962 
45-4 of American Standard C37.45-1962 
46-5.1 of American Standard C37.46-1962 

The American Standards Association wishes to acknowledge its indebtedness to all who have given 
so freely of their time and knowledge in compiling these standards. Suggestions for improvement 
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gained in the use of this standard will be welcomed. They should be sent to the American Standards 
Association, 10 East 40th Street, New York 16, N. Y. 

The ASA Sectional Committee on Power Switchgear, C37, which developed this standard, had the 
following personnel at the time of approval: 

V. L . Cox, Chairman 0 . B . VIKOREN, Secretary 

Organization Represented Name of Representative 

American Institute of Electrical Engineers J. W. GRAFF 
E. J. HARBINCTON 
H . L . LOWE 
R. C. VAN SICKLE 
C. A. WOODROW 
R. E. FRIEDRICH (Alt) 
J. H . VIVIAN (Alt) 

Association of American Railroads W . 0. MÜLLER 

Association of Iron and Steel Engineers T. S. NOVAK 

Electric Light and Power Group H. BARBER 
0. BAUHAN 
R. G. MEYERAND 
R. L WEBB 
J. P . MARKEY (Alt) 
R. R. WACSTAFF (Alt) 

National Electrical Manufacturers Association V. L . Cox 
L . L . FOUNTAIN 
A. W . HILL 
G. N . LESTER 
P. M . Ross 
B . K . STtmcis 
L . W . DYER (Alt) 

Tennessee Valley Authority R- M. MILTON 

U. S. Department of the Army (Liaison) W . K . CAVE 

U. S. Department of the Interior D- C. MILLARD 

U. S. Department of the Navy C. D. FRIDAY 

The personnel of the C37 Subcommittee on High Voltage Fuses, which prepared this standard, was 
as follows: 

T. E. CURTIS, Chairman 

K . J. FALCK G. F. LINCKS 

A. J. FINK A. F . PHILLIPS 

F . W . RICH 
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