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AMERICAN 
NATIONAL 
STANDARD 

Approval of an American National Standard requires verification by 
ANSI that the requirements for due process, consensus, and other 
criteria for approval have been met by the standards developer. 
 
Consensus is established when, in the judgment of the ANSI Board of 
Standards Review, substantial agreement has been reached by directly 
and materially affected interests.  Substantial agreement means much 
more than a simple majority, but not necessarily unanimity.  Consensus 
requires that all views and objections be considered, and that a 
concerted effort be made toward their resolution. 
 
The use of American National Standards is completely voluntary; their 
existence does not in any respect preclude anyone, whether he has 
approved the standards or not, from manufacturing, marketing, 
purchasing, or using products, processes, or procedures not conforming 
to the standards. 
 
The American National Standards Institute does not develop standards 
and will in no circumstances give an interpretation of any American 
National Standard.  Moreover, no person shall have the right or authority 
to issue an interpretation of an American National Standard in the name 
of the American National Standards Institute.  Requests for 
interpretations should be addressed to the secretariat or sponsor whose 
name appears on the title page of this standard. 
 
Caution Notice:  This American National Standard may be revised or 
withdrawn at any time.  The procedures of the American National 
Standards Institute require that action be taken periodically to reaffirm, 
revise, or withdraw this standard.  Purchasers of American National 
Standards may receive current information on all standards by calling or 
writing the American National Standards Institute. 
 

Published by 

 
National Electrical Manufacturers Association 
1300 North 17th Street, Rosslyn, VA  22209 
 
 Copyright 2001 by the National Electrical Manufacturers Association 
All rights reserved including translation into other languages, reserved under the Universal Copyright 
Convention, the Berne Convention for the Protection of Literary and Artistic Works, and the 
International and Pan American Copyright Conventions. 
 
No part of this publication may be reproduced in any form, in an electronic retrieval system or otherwise, without the prior 
written permission of the publisher. 

 
Printed in the United States of America 

Authorized licensed use limited to: Tsinghua University. Downloaded on February 26,2026 at 16:35:40 UTC from IEEE Xplore.  Restrictions apply. 

Full document details: IEEE C37.47-2000

http://www.avadocuments.com/doc/ieee-c37-47-2000
http://www.avadocuments.com/doc/ieee-c37-47-2000


ANSI C37.47-2000

ii                                                       Copyright 2001 by the National Electrical Manufacturers Association

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

This page intentionally left blank. 

Authorized licensed use limited to: Tsinghua University. Downloaded on February 26,2026 at 16:35:40 UTC from IEEE Xplore.  Restrictions apply. 

Full document details: IEEE C37.47-2000

http://www.avadocuments.com/doc/ieee-c37-47-2000
http://www.avadocuments.com/doc/ieee-c37-47-2000


ANSI C37.47-2000 

 Copyright 2001 by the National Electrical Manufacturers Association iii 

Contents  
 
 Page 
 
Foreword..............................................………………………………………………………………………… v 
 
1  General scope..........................................……………………………………………………………….. 1 
 
 1.1 Description of fuse enclosure packages using current-limiting type indoor  
   distribution class fuses..…………………………………………………………………………. 1 
 
2      Referenced and related standards........................…………………………………………………….. 2 
  
 2.1  Referenced American National Standards...........………………………………………… ….. 2 
 
 2.2  Other referenced standards.......................………………………………………………. ….. 2 
 
3 General rating information.............................…………………………………………………………… 2 
  

3.1       Ratings of distribution class current-limiting type fuse supports  
 and fuse disconnecting switches.....…………………………………………………………… 2 

 
3.2       Ratings of fuse units and refill units for distribution class  
 current-limiting type fuses....…………………………………………………………………… 2 

 
 3.3 Preferred ratings and performance requirements for distribution class  
                   current-limiting type fuses and fuse disconnecting switches.......................……………. 3 
 
4 Design test requirements...............................………………………………………………………….. 5 
 
 4.1 Dielectric tests...............................………………………………………………………………. 5 
 
 4.2 Interrupting (breaking) tests..........……………………………………………………………… 5 
 
 4.3 Radio-influence tests..........................………………………………………………………….. 6 
 

4.4      Temperature rise tests..........................………………………………………………………… 6 
 

4.5      Time-current tests………………………………………………………………………………… 6 
 

4.6 Liquid tightness tests for liquid immersed current-limiting type distribution 
  class fuses...........…………………………………………………………………………………. 6 

 
5      Time-current-characteristic requirements for distribution class current-limiting type  
        fuse refill units and fuse units...........……………………………………………………………………….6 
  

5.1 Minimum melting and total clearing time-current characteristics for  
 refill units and fuse units not assigned a special letter designation.......…………………… 7 

 
 5.2  Melting [pre-arcing] time-current characteristics for C-rated fuses...............……………. 7 
 
 5.3  Identification for “C” rated fuse units, refill units or fuse links......................…………… 7 
 
 5.4 Melting current tolerance..............……………………………………………………………… 7 
 

Authorized licensed use limited to: Tsinghua University. Downloaded on February 26,2026 at 16:35:40 UTC from IEEE Xplore.  Restrictions apply. 

Full document details: IEEE C37.47-2000

http://www.avadocuments.com/doc/ieee-c37-47-2000
http://www.avadocuments.com/doc/ieee-c37-47-2000


ANSI C37.47-2000

iv                                                       Copyright 2001 by the National Electrical Manufacturers Association

6 Conformance tests ………………………………..........………………………………………………… 7 
 
7 Nameplate marking……………………………………………………………………………………….. 7 
 
 7.1 Fuse supports or fuse disconnecting switches...………………………………………………. 7 
 
 7.2 Fuse units or refill units..................……………………………………………………………… 8 
 
8 Application requirements…………………………………………………………………………………… 8 
 
 8.1 Effects of ambient temperature on  a fuse......……………………………………………… 8 
 
 8.2 Paralleling of fuses...........................……………………………………………………………. 11 
 
Tables 
 
1  Basic Impulse Insulation Level For Distribution Class Current-Limiting Type Fuse Supports 
 And Fuse Disconnecting Switches………………………………………………………………………. 11 
 
2  Minimum Dielectric Withstand Test Voltage For Outdoor  
 Distribution Class Current-Limiting Type Fuse Supports For Fuse Disconnecting Switches………. 12 
 
3  Minimum Dielectric Withstand Test Voltage For Indoor  
 Distribution Class Current-Limiting Type Fuse Supports And Fuse Disconnecting Switches……… 13 
 
4  Maximum Permissible Overvoltages For Current-Limiting  
 Type Distribution Class Fuses……………………………………………………………………………. 14 
 
5  Radio-Influence Voltage…………………………………………………………………………………… 14 

Authorized licensed use limited to: Tsinghua University. Downloaded on February 26,2026 at 16:35:40 UTC from IEEE Xplore.  Restrictions apply. 

Full document details: IEEE C37.47-2000

http://www.avadocuments.com/doc/ieee-c37-47-2000
http://www.avadocuments.com/doc/ieee-c37-47-2000


ANSI C37.47-2000 

 Copyright 2001 by the National Electrical Manufacturers Association v 

 
 
Foreword  (This Foreword is not part of American National Standard C37.47-2000) 
 
 
This standard is a revision of American National Standard Specifications for Distribution Fuse 
Disconnecting Switches, Fuse Supports, and Current-Limiting Fuses, ANSI C37.47-1981, to bring it up to 
date and in line with present day requirements for high-voltage current-limiting type distribution class 
fuses, and fuse disconnecting switches. 
 
This standard was prepared by the NEMA High Voltage Fuse Technical Committee with cooperation from 
the IEEE Subcommittee on High Voltage Fuses.  Liaison was maintained with Edison Electric Institute 
(EEI) and International Electrotechnical Commission (IEC) during the development of the revisions in 
order to incorporate the latest thinking up to the time of publication. 
 
This standard is one of a series of complementary standards  covering various types of high-voltage fuses 
and switches, arranged so that certain standards apply to all devices while other standards provide 
additional specifications for a particular device.  For any device, ANSI/IEEE C37.40-1993, IEEE 
ANSI/IEEE C37.41-2000, plus the additional standard covering that device, constitute a complete standard 
for the device.  In addition, ANSI/IEEE C37.48-1997 is an application, operation, and maintenance guide 
for all the devices. 
 
The following standards make up this series: 
 
ANSI/IEEE C37.40-1993, Service Conditions and Definitions for High-Voltage Fuses, Distribution 
Enclosed Single-Pole Air Switches, Fuse Disconnecting Switches, and Accessories 
 
ANSI/IEEE C37.41-2000, Design Tests for High-Voltage Fuses, Distribution Enclosed Single-Pole Air 
Switches, Fuse Disconnecting Switches, and Accessories 
 
ANSI C37.42-1996, Specifications for High Voltage Expulsion Type Distribution Class Fuses, Cutouts, 
Fuse Disconnecting Switches and Fuse Links 
 
ANSI C37.45-2000, Specifications for High Voltage Distribution Class Enclosed Single-Pole Air Switches 
 
ANSI C37.46-2000, Specifications for High Voltage Expulsion and Current-Limiting Type Power Class 
Fuses and Fuse Disconnecting Switches 
 
ANSI C37.47-2000, Specifications for High Voltage Current-Limiting Type Distribution Class Fuses and 
Fuse Disconnecting Switches 
 
ANSI/IEEE C37.48-1997, Guide for Application, Operation, and Maintenance of High Voltage Fuses, 
Distribution Enclosed Single-Pole Air Switches, Fuse Disconnecting Switches, and Accessories 
 
Suggestions for improvement of this standard will be welcome.  They should be sent to the National 
Electrical Manufacturers Association, 1300 North 17th Street, Suite 1847, Rosslyn, VA 22209. 
 
This standard was processed and approved for submittal to ANSI by Accredited Standards Committee on 
Power Switchgear, C37.  Committee approval of the standard does not necessarily imply that all the 
committee members voted for its approval.  At the time it approved this standard, the C37 Committee had 
the following members: 
E. Byron, Chairman 
A.K. McCabe, Executive Vice-Chairman, HV Standards 
J. Scott, Executive Vice-Chairman, LV Standards 
D.L. Swindler, Executive Vice-Chairman, IEC Activities 
M. Calwise, Secretary 
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