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ANSI C37.52-1974 (R1995)

American Approval of an American National Standard requires verification by ANSI that the
requirements for due process, consensus, and other criteria for approval have been

National met by the standards developer.

Stan dard Consensus is estabiished when, in the judgment of the ANS1 Board of Standards
Review, substantial agreement has been reached by directly and materially affected
interests. Substantial agreement means much more than a simple majority, but not
necessarily unanimity. Consensus requires that all views and objections be
considered, and that a concerted affort be made toward their resolution.

The use of American National Standards is completely voluntary, their existence
does not in any respect preclude anyone, whether he has approved the standards
or not, from manufacturing, marketing, purchasing, or using products, processes, or
procedures not conforming to the standards.

The American National Standards Institute does not develop standards and will in
no circumstances give an interpretation of any American National Standard.
Moreover, no person shalt have the right or authority to issue an interpretation of an
American National Standard in the name of the American National Standards
Institute. Requests for interpretations shall be addressed to the secretariat or
sponsor whose name appears on the title page of this standard.

CAUTION NOTICE: This American National Standard may be revised or withdrawn
at any time. The procedures of the American National Standards Institute require
that action be taken to reaffirm, revise, or withdraw this standard no later than five
years from the date of approval. Purchasers of American National Standards may
receive current information on all standards by calling or writing the American

National Standards [nstitute.
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(This Foreword is not a part of American National Standard Test Procedures for Low-Voltage AC Power Cir-
F orewor d cuit Protectors Used in Enclosures, C37.52-1974)

This standard was developed as a replacement for Section 8 (Test Procedures) of American Na-
tional Standard for Low-Voltage AC Power Circuit Protectors Used in Enclosures, C37.29-1974
(IEEE Std 508-1974), for the purpose of providing a separate document to facilitate use by in-
dependent testing laboratories. Since these test procedures are considered new by the labora-
tories, experience factors may require revision and a separate document can be revised quickly
and economicaily.

This standard is one of several in a series of test procedures standards for certification of various
switchgear products. They establish the mandatory requirements that a product must meet (as
certified by an independent testing laboratory) in order to satisfy federal law and local electrical
codes.

In developing this standard, the C37 Subcommittee carefully reviewed testing-laboratory policies
on reexamination service. At all times, the subcommittee made a diligent effort to incorporate
all aspects known to be required by testing laboratories as well as to retain consistency with
Section 8 of American National Standard for Low-Voltage AC Power Service Protectors,
(37.29-1970. One necessary but new requirement is the testing in sequence of one cireuit pro-
tector through a specified series of tests without repair or replacement of parts. This concept
differs from Section 8 of American National Standard C37.29-1970 because that permits a new
or differeni circuit protector for each of the different tests, so that no single circuit protector is
required to be subjected to a cumulative testing program.

While this standard was being developed, coordination was made with the IEEE Low-Voltage
Switchgear Devices Subcommittee at the same time it was revising American National Standard
C37.28-1970 and with the NEMA Low-Voltage Power Circuit Breaker Technical Committee.
American National Standard C37.29-1974 (IEEE Std 508-1974) and this standard are in accord

_ and have been developed to represent standard practice in the United States for low-voltage
power circuit protectors.

This standard was processed and approved for submittal to ANSI by American National Stan-
dards Committee on Power Switchgear, C37. Committee approval of the standard does not
necessarily imply that ali committee members voted for its approval. At the time it approved
this standard, the C37 Committee had the following members:

C. L. Wagner, Chairman

C. M. Clevenger, Executive Vice-Chairman, High Voltage Standards

W. E. Laubach, Executive Vice-Chairman, Low Voltage Standards

W. R. Wilson, Executive Vice-Chairman, International Electrotechnical Commission
H. H. Connelley, Secretary

Organization Represented Name of Representative

Association of Iron and Steel Engineers . . . . . . .. L. L. .. . T. 8. Novak
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Organization Represented Name of Representative
National Electrical Manufacturers Association_ . . .. .. ... ... ..o uur ... A. P. Colaiaco
R. W. Dunham
C. E. Gryctko
W._ J. Smith
W. R. Wilson
J. G. Wemer (Alt)
Tennessee Valley Anthority . . . . o - - o 4 o o o 0t i a it e o e me e e m e e aa R. C. St. Chair
U.S. Departmentof the Army. . . . . . - . . .. .. - oo R. H. Buck
1.S. Department of the Interior, Bureau of Reclamation ... .. e E. M. Tomsic
11.S. Department of the Navy, Naval Facilities Engineering Command ......... D. M. Hannemann
L. W. Johnson (Alt)
Individual Member .. . ... ... . .t it i e s e R. R. Wagstaff

The C37 Subcommittee on Certification Test Procedures, which reviewed and approved this

standard, had the following personnel:

J. L. Drown, Chairman _
H. H. Connelley, Secretary

The Working Group of the C37 Subcommittee on Certification Test Procedures, which devel-

. Amorosi
- L. Baird {Alt)

. A. Farquhar

. D, Harbach

. Huber (Al

. H. Krieger

_ E. Laubach

. A, Mortenson
- Naysmith (Alt)
. G. Pracejus
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L. L. Baird, Chairman
H. H. Connelley, Secretary
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