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Abstract: Wideband measurement of the apparent charge of partial discharges (PDs) that may
occur in liquid-filled power transformers and shunt reactors excited by ac test voltages between
40 Hz and 400 Hz are discussed. The major components of the PD measuring circuit including
the calibrator are specified in compliance with IEC 60270. The PD test procedure is described
and recommendations for the evaluation of PD test results are presented.

Keywords: apparent charge, IEEE C57.113, partial discharge (PD), power transformer, shunt
reactor, wideband PD measurement
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IEEE Standards documents are developed within the IEEE Societies and the Standards Coordinating Committees of
the IEEE Standards Association (IEEE-SA) Standards Board. The IEEE develops its standards through a consensus
development process, approved by the American National Standards Institute, which brings together volunteers
representing varied viewpoints and interests to achieve the final product. Volunteers are not necessarily members of the
Institute and serve without compensation. While the IEEE administers the process and establishes rules to promote
fairness in the consensus development process, the IEEE does not independently evaluate, test, or verify the accuracy
of any of the information or the soundness of any judgments contained in its standards.

Use of an IEEE Standard is wholly voluntary. The IEEE disclaims liability for any personal injury, property or other
damage, of any nature whatsoever, whether special, indirect, consequential, or compensatory, directly or indirectly
resulting from the publication, use of, or reliance upon this, or any other IEEE Standard document.

The IEEE does not warrant or represent the accuracy or content of the material contained herein, and expressly
disclaims any express or implied warranty, including any implied warranty of merchantability or fitness for a specific
purpose, or that the use of the material contained herein is free from patent infringement. IEEE Standards documents
are supplied “AS IS.”

The existence of an IEEE Standard does not imply that there are no other ways to produce, test, measure, purchase,
market, or provide other goods and services related to the scope of the IEEE Standard. Furthermore, the viewpoint
expressed at the time a standard is approved and issued is subject to change brought about through developments in the
state of the art and comments received from users of the standard. Every IEEE Standard is subjected to review at least
every five years for revision or reaffirmation, or every ten years for stabilization. When a document is more than five
years old and has not been reaffirmed, or more than ten years old and has not been stabilized, it is reasonable to
conclude that its contents, although still of some value, do not wholly reflect the present state of the art. Users are
cautioned to check to determine that they have the latest edition of any IEEE Standard.

In publishing and making this document available, the IEEE is not suggesting or rendering professional or other
services for, or on behalf of, any person or entity. Nor is the IEEE undertaking to perform any duty owed by any other
person or entity to another. Any person utilizing this, and any other IEEE Standards document, should rely upon his or
her independent judgment in the exercise of reasonable care in any given circumstances or, as appropriate, seek the
advice of a competent professional in determining the appropriateness of a given IEEE standard.

Interpretations: Occasionally questions may arise regarding the meaning of portions of standards as they relate to
specific applications. When the need for interpretations is brought to the attention of IEEE, the Institute will initiate
action to prepare appropriate responses. Since IEEE Standards represent a consensus of concerned interests, it is
important to ensure that any interpretation has also received the concurrence of a balance of interests. For this reason,
IEEE and the members of its societies and Standards Coordinating Committees are not able to provide an instant
response to interpretation requests except in those cases where the matter has previously received formal consideration.
A statement, written or oral, that is not processed in accordance with the IEEE-SA Standards Board Operations Manual
shall not be considered the official position of IEEE or any of its committees and shall not be considered to be, nor be
relied upon as, a formal interpretation of the IEEE. At lectures, symposia, seminars, or educational courses, an
individual presenting information on IEEE standards shall make it clear that his or her views should be considered the
personal views of that individual rather than the formal position, explanation, or interpretation of the IEEE.

Comments for revision of IEEE Standards are welcome from any interested party, regardless of membership affiliation
with IEEE. Suggestions for changes in documents should be in the form of a proposed change of text, together with
appropriate supporting comments. Recommendations to change the status of a stabilized standard should include a
rationale as to why a revision or withdrawal is required. Comments and recommendations on standards, and requests
for interpretations should be addressed to:

Secretary, IEEE-SA Standards Board
445 Hoes Lane

Piscataway, NJ 08854

USA

Authorization to photocopy portions of any individual standard for internal or personal use is granted by The Institute
of Electrical and Electronics Engineers, Inc., provided that the appropriate fee is paid to Copyright Clearance Center.
To arrange for payment of licensing fee, please contact Copyright Clearance Center, Customer Service, 222 Rosewood
Drive, Danvers, MA 01923 USA; +1 978 750 8400. Permission to photocopy portions of any individual standard for
educational classroom use can also be obtained through the Copyright Clearance Center.

Documents

Document Sharing Hub
Authorized licensed use limited to: Tsinghua University. Downloaded on February 26,2026 at 18:29:14 UTC from IEEE Xplore. Restrictions apply.

Full document details: IEEE C57.113-2010


http://www.avadocuments.com/doc/ieee-c57-113-2010
http://www.avadocuments.com/doc/ieee-c57-113-2010

Introduction

This introduction is not part of IEEE Std C57.113-2010, IEEE Recommended Practice for Partial Discharge
Measurement in Liquid-Filled Power Transformers and Shunt Reactors.

The detection of partial discharges (PDs) was introduced for quality assurance tests of high-voltage (HV)
apparatus at the beginning of 1960. Originally this technique was based on the measurement of radio
interference voltages (RIV) in terms of microvolts (uV) as recommended by NEMA TR1-1974 [B112],
NEMA 107-1964 [B113], and CISPR 16-1-1993 [B42].? This quantity, however, is weighted according to
the acoustical noise impression of the human ear, which is not a measure of the PD activity in the insulation
of HV apparatus. As a consequence, Technical Committee No. 42 of IEC decided to prepare a separate
standard for PD measurements associated with the apparent charge, which was first published in 1968.
Since that time, this technology is considered as an indispensable tool for an enhancement of the reliability
of HV apparatus. IEEE Std C57.113-2010 covers the wideband method for apparent charge measurements
in compliance with the third edition of IEC 60270, published in 2000.°

Notice to users

Laws and regulations

Users of these documents should consult all applicable laws and regulations. Compliance with the
provisions of this standard does not imply compliance to any applicable regulatory requirements.
Implementers of the standard are responsible for observing or referring to the applicable regulatory
requirements. IEEE does not, by the publication of its standards, intend to urge action that is not in
compliance with applicable laws, and these documents may not be construed as doing so.

Copyrights

This document is copyrighted by the IEEE. It is made available for a wide variety of both public and
private uses. These include both use, by reference, in laws and regulations, and use in private self-
regulation, standardization, and the promotion of engineering practices and methods. By making this
document available for use and adoption by public authorities and private users, the IEEE does not waive
any rights in copyright to this document.

* The numbers in brackets correspond to those of the bibliography in Annex H.
® Information on references can be found in Clause 2.
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Updating of IEEE documents

Users of IEEE standards should be aware that these documents may be superseded at any time by the
issuance of new editions or may be amended from time to time through the issuance of amendments,
corrigenda, or errata. An official IEEE document at any point in time consists of the current edition of the
document together with any amendments, corrigenda, or errata then in effect. In order to determine whether
a given document is the current edition and whether it has been amended through the issuance of
amendments, corrigenda, or errata, visit the IEEE Standards Association web site at
http://ieeexplore.ieee.org/xpl/standards.jsp, or contact the IEEE at the address listed previously.

For more information about the IEEE Standards Association or the IEEE standards development process,
visit the IEEE-SA web site at http://standards.ieee.org.

Errata

Errata, if any, for this and all other standards can be accessed at the following URL:
http://standards.ieee.org/reading/ieee/updates/errata/index.html. Users are encouraged to check this URL
for errata periodically.

Interpretations

Current interpretations can be accessed at the following URL: http://standards.ieee.org/reading/icee/interp/
index.html.

Patents

Attention is called to the possibility that implementation of this recommended practice may require use of
subject matter covered by patent rights. By publication of this recommended practice, no position is taken
with respect to the existence or validity of any patent rights in connection therewith. The IEEE is not
responsible for identifying Essential Patent Claims for which a license may be required, for conducting
inquiries into the legal validity or scope of Patents Claims or determining whether any licensing terms or
conditions provided in connection with submission of a Letter of Assurance, if any, or in any licensing
agreements are reasonable or non-discriminatory. Users of this recommended practice are expressly
advised that determination of the validity of any patent rights, and the risk of infringement of such rights, is
entirely their own responsibility. Further information may be obtained from the IEEE Standards
Association.
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IEEE Recommended PracticeGuide for
Partial Discharge Measurementin Liquid-
Filled Power Transformers and Shunt
Reactors

IMPORTANT NOTICE: This standard is not intended to ensure safety, security, health, or environmental
protection. _Implementers of the standard are responsible for determining appropriate safety, security,
environmental, and health practices or regulatory requirements.

This IEEE document is_made available for use subject to important _notices _and legal disclaimers. These
notices _and__disclaimers _appear _in_all publications containing this _document _and _may be found under
the heading “Important _Notice” or _“Important _Notices _and _Disclaimers Concerning IEEE Documents.”
They can _also be obtained on request from IEEE or viewed at http://standards.ieee.org/IPR/disclaimers. html.

1.0verview

1.1Scope

This recommended practice describes the test procedure for the detection and measurement by the wideband
apparent charge method of partial discharges (PDs) occurring in liquid-filled power transformers and shunt reactors
during dielectric tests, where applicable.

1.2 Purpose

PD Partial-discharge measurements in transformers and shunt reactors should preferably be made on the basis
of measurement of the apparent charge. Relevant measuring systems are classified as narrowband or wideband
systems. Both systems are recognized and widely used. Without giving preference to one or the other, it is the
object of this document to describe the wideband method. General principles of PD measurements, including the

narrowband method, are covered in I—EEE%&d—4§4—4—97%—H—}J',—IEC 270—(1981)-121:60270 and IEC 60076-3 1980y
HH[B71]."2

" Information on references can be found in Clause2.

ZThe numbers in brackets correspond to those of the bibliography in AnnexH.

2. Normative references

The following referenced documents are indispensable for the application of this document (i.e., they must be
understood and used, so each referenced document is cited in text and its relationship to this document is explained).
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For dated references, only the edition cited applies. For undated references, the latest edition of the referenced
document (including any amendments or corrigenda) applies. “When-thestandards—referred-to-in-this-guideare

S, Sy S, P

[3}-IEEE Std 4™, IEEE Standard Techniques for High Voltage Testing.* *

IEEE Std C57.12.00-4987-™., IEEE Standard General Requirements for Liquid-Immersed Distribution, Power, and
Regulating Transformers (ANSI).*

IEEE Std C57.12.904987™  [EEE Standard Test Code for Liquid-Immersed Distribution, Power, and
Regulating Transformers (ANSI).

S, 0 a

IEEE Std C57.19.00™ pfe}HEEE—Std—21-1976 IEEE Standard General-Requirements and Test Procedures for
OutdeerPower Apparatus Bushings.(ANSH-

3.Definitions

For the purposes of this document, the following terms and definitions apply. The IEEE Standards
Dictionary: Glossary of Terms & Definitions should be referenced for terms not defined in this clause.®

Cl ’ ol .. PPpd eh
One-pC-is-equalto-+0T ™ &
apparent charge level: Mean value of the apparent charge of partial discharge (PD) pulse trains measured in terms
of picocoulomb (pC) by means of PD instruments.

NOTE—As specified in 4.5.”

Documents

Document Sharing Hub
Authorized licensed use limited to: Tsinghua University. Downloaded on February 26,2026 at 18:29:14 UTC from IEEE Xplore. Restrictions apply.

Full document details: IEEE C57.113-2010


http://www.avadocuments.com/doc/ieee-c57-113-2010
http://www.avadocuments.com/doc/ieee-c57-113-2010

calibrating charge: Charge of artificial partial discharge (PD) pulses generated by PD calibrators.

NOTE—As specified in 4.6.

frequency response: Transfer impedance of the partial discharge (PD) measuring instrument versus the frequency
characterized by the lower and upper limit frequency. f1 and £3.

NOTE—As specified voltage—applied—in accordance—with—ad.5.

PD calibrating circuit: Interconnection of the partial discharge (PD) calibrator with the test object and the PD
measuring circuit intended for the determination of the scale factor, S}_g

NOTE—As specified in 4.6.

3 IEC publications are available from the Central Office of the International Electrotechnical Commission. 3. rue de Varembé, P.O. Box 131
CH-1211, Geneva 20, Switzerland (http://www.iec.ch/). IEC publications are also available in the United States from the Sales Department

American National Standards Institute, 25 West 43rd Street, 4th Floor, New York, NY 10036, USA (http://www.ansi.org/).

* IEEE publications are available from the Institute of Electrical and Electronics Engineers, 445 Hoes Lane, Piscataway, NJ 08854, USA
(http://standards.ieee.org).

° The IEEE standards or products referred to in Clause 2 are trademarks owned by the Institute of Electrical and Electronics Engineers,

Incorporate d.

® The IEEE Standards Dictionary: Glossary of Terms & Definitions is available at http:/shop.ieee.org/.

" Notes in text, tables, and figures of a standard are given for information only and do not contain requirements needed to implement this standard.

PD measuring circuit: Interconnection of the partial discharge (PD) measuring instrument with the measuring
impedance and the coupling capacitor intended for measuring the apparent charge level.

pulse train response: Reading of the partial discharge (PD) measuring instrument versus the repetition frequency of
injected calibrating pulses.

NOTE—As specified in4.6.

specified apparent charge level: Apparent charge level permitted for the test object if subjected to the partial
discharge (PD) test procedure and conditioning stated in IEEE Std C57.12.90 and EEE Std C57.19.00.
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4. Specification of PD measuring circuits

4.1 General

To measure the apparent charge, the following major circuit components are required:

d Coupling unit, which captures the PD signal from the terminals of the test object

! Measuring instrument, which processes the captured PD pulses and evaluates the apparent charge level

d  Associated high-voltage (HV) and low-voltage (LV) leads and measuring cables, which connect the individual
components

Generally the coupling unit contains a coupling capacitor, Cy,, which is connected in series with measuring impedance,

Z,,.- 1f the test object is equipped with capacitive graded bushings, the capacitance between HV conductor and bushin

tap, Cq. may substitute the coupling capacitor, Cy, as illustrated in Figure 1.
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