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Abstract: Information on the selection and application considerations for the unit power
transformer and unit auxiliaries power transformer is provided in this guide. Consideration is given
to connections that include direct connection and connections through generator circuit breakers
and load-break switches. The considerations referred to in this guide apply to hydroelectric and
thermal electric generating stations. Various power transformer connections and possible
operating problems under normal and abnormal conditions are treated. Phasing procedures,
basic impulse insulation level selection, and loading practices are not covered.

Keywords: back-feed, electrical parameters, generator bus, IEEE C57.116™, load tap changing,
overcurrent, overexcitation, transformer connections, transmission system, unit auxiliaries, unit
power transformer
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Important Notices and Disclaimers Concerning IEEE Standards Documents

IEEE documents are made available for use subject to important notices and legal disclaimers. These
notices and disclaimers, or a reference to this page, appear in all standards and may be found under the
heading “Important Notice” or “Important Notices and Disclaimers Concerning IEEE Standards
Documents.”

Notice and Disclaimer of Liability Concerning the Use of IEEE Standards
Documents

IEEE Standards documents (standards, recommended practices, and guides), both full-use and trial-use, are
developed within IEEE Societies and the Standards Coordinating Committees of the IEEE Standards
Association (“IEEE-SA”) Standards Board. IEEE (“the Institute”) develops its standards through a
consensus development process, approved by the American National Standards Institute (“ANSI”), which
brings together volunteers representing varied viewpoints and interests to achieve the final product.
Volunteers are not necessarily members of the Institute and participate without compensation from IEEE.
While IEEE administers the process and establishes rules to promote fairness in the consensus development
process, IEEE does not independently evaluate, test, or verify the accuracy of any of the information or the
soundness of any judgments contained in its standards.

IEEE does not warrant or represent the accuracy or content of the material contained in its standards, and
expressly disclaims all warranties (express, implied and statutory) not included in this or any other
document relating to the standard, including, but not limited to, the warranties of: merchantability; fitness
for a particular purpose; non-infringement; and quality, accuracy, effectiveness, currency, or completeness
of material. In addition, IEEE disclaims any and all conditions relating to: results; and workmanlike effort.
IEEE standards documents are supplied “AS IS” and “WITH ALL FAULTS.”

Use of an IEEE standard is wholly voluntary. The existence of an IEEE standard does not imply that there
are no other ways to produce, test, measure, purchase, market, or provide other goods and services related
to the scope of the IEEE standard. Furthermore, the viewpoint expressed at the time a standard is approved
and issued is subject to change brought about through developments in the state of the art and comments
received from users of the standard.

In publishing and making its standards available, IEEE is not suggesting or rendering professional or other
services for, or on behalf of, any person or entity nor is IEEE undertaking to perform any duty owed by any
other person or entity to another. Any person utilizing any IEEE Standards document, should rely upon his
or her own independent judgment in the exercise of reasonable care in any given circumstances or, as
appropriate, seek the advice of a competent professional in determining the appropriateness of a given
IEEE standard.

IN NO EVENT SHALL IEEE BE LIABLE FOR ANY DIRECT, INDIRECT, INCIDENTAL, SPECIAL,
EXEMPLARY, OR CONSEQUENTIAL DAMAGES (INCLUDING, BUT NOT LIMITED TO:
PROCUREMENT OF SUBSTITUTE GOODS OR SERVICES; LOSS OF USE, DATA, OR PROFITS;
OR BUSINESS INTERRUPTION) HOWEVER CAUSED AND ON ANY THEORY OF LIABILITY,
WHETHER IN CONTRACT, STRICT LIABILITY, OR TORT (INCLUDING NEGLIGENCE OR
OTHERWISE) ARISING IN ANY WAY OUT OF THE PUBLICATION, USE OF, OR RELIANCE
UPON ANY STANDARD, EVEN IF ADVISED OF THE POSSIBILITY OF SUCH DAMAGE AND
REGARDLESS OF WHETHER SUCH DAMAGE WAS FORESEEABLE.

Translations

The IEEE consensus development process involves the review of documents in English only. In the event
that an IEEE standard is translated, only the English version published by IEEE should be considered the
approved IEEE standard.
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Official statements

A statement, written or oral, that is not processed in accordance with the IEEE-SA Standards Board
Operations Manual shall not be considered or inferred to be the official position of IEEE or any of its
committees and shall not be considered to be, or be relied upon as, a formal position of IEEE. At lectures,
symposia, seminars, or educational courses, an individual presenting information on IEEE standards shall
make it clear that his or her views should be considered the personal views of that individual rather than the
formal position of IEEE.

Comments on standards

Comments for revision of IEEE Standards documents are welcome from any interested party, regardless of
membership affiliation with IEEE. However, IEEE does not provide consulting information or advice
pertaining to IEEE Standards documents. Suggestions for changes in documents should be in the form of a
proposed change of text, together with appropriate supporting comments. Since IEEE standards represent a
consensus of concerned interests, it is important that any responses to comments and questions also receive
the concurrence of a balance of interests. For this reason, IEEE and the members of its societies and
Standards Coordinating Committees are not able to provide an instant response to comments or questions
except in those cases where the matter has previously been addressed. For the same reason, IEEE does not
respond to interpretation requests. Any person who would like to participate in revisions to an IEEE
standard is welcome to join the relevant IEEE working group.

Comments on standards should be submitted to the following address:

Secretary, IEEE-SA Standards Board
445 Hoes Lane
Piscataway, NJ 08854 USA

Laws and regulations

Users of IEEE Standards documents should consult all applicable laws and regulations. Compliance with
the provisions of any IEEE Standards document does not imply compliance to any applicable regulatory
requirements. Implementers of the standard are responsible for observing or referring to the applicable
regulatory requirements. IEEE does not, by the publication of its standards, intend to urge action that is not
in compliance with applicable laws, and these documents may not be construed as doing so.

Copyrights

IEEE draft and approved standards are copyrighted by IEEE under U.S. and international copyright laws.
They are made available by IEEE and are adopted for a wide variety of both public and private uses. These
include both use, by reference, in laws and regulations, and use in private self-regulation, standardization,
and the promotion of engineering practices and methods. By making these documents available for use and
adoption by public authorities and private users, IEEE does not waive any rights in copyright to the
documents.

Photocopies

Subject to payment of the appropriate fee, IEEE will grant users a limited, non-exclusive license to
photocopy portions of any individual standard for company or organizational internal use or individual,
non-commercial use only. To arrange for payment of licensing fees, please contact Copyright Clearance
Center, Customer Service, 222 Rosewood Drive, Danvers, MA 01923 USA; +1 978 750 8400. Permission
to photocopy portions of any individual standard for educational classroom use can also be obtained
through the Copyright Clearance Center.
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Updating of IEEE Standards documents

Users of IEEE Standards documents should be aware that these documents may be superseded at any time
by the issuance of new editions or may be amended from time to time through the issuance of amendments,
corrigenda, or errata. An official IEEE document at any point in time consists of the current edition of the
document together with any amendments, corrigenda, or errata then in effect.

Every IEEE standard is subjected to review at least every ten years. When a document is more than ten
years old and has not undergone a revision process, it is reasonable to conclude that its contents, although
still of some value, do not wholly reflect the present state of the art. Users are cautioned to check to
determine that they have the latest edition of any IEEE standard.

In order to determine whether a given document is the current edition and whether it has been amended
through the issuance of amendments, corrigenda, or errata, visit the IEEE-SA Website at
http://iecexplore.ieee.org/xpl/standards.jsp or contact IEEE at the address listed previously. For more
information about the IEEE-SA or IEEE’s standards development process, visit the IEEE-SA Website at
http://standards.ieee.org.

Errata

Errata, if any, for all IEEE standards can be accessed on the IEEE-SA Website at the following URL:
http://standards.ieee.org/findstds/errata/index.html. Users are encouraged to check this URL for errata
periodically.

Patents

Attention is called to the possibility that implementation of this standard may require use of subject matter
covered by patent rights. By publication of this standard, no position is taken by the IEEE with respect to
the existence or validity of any patent rights in connection therewith. If a patent holder or patent applicant
has filed a statement of assurance via an Accepted Letter of Assurance, then the statement is listed on the
IEEE-SA Website at http://standards.iecee.org/about/sasb/patcom/patents.html. Letters of Assurance may
indicate whether the Submitter is willing or unwilling to grant licenses under patent rights without
compensation or under reasonable rates, with reasonable terms and conditions that are demonstrably free of
any unfair discrimination to applicants desiring to obtain such licenses.

Essential Patent Claims may exist for which a Letter of Assurance has not been received. The IEEE is not
responsible for identifying Essential Patent Claims for which a license may be required, for conducting
inquiries into the legal validity or scope of Patents Claims, or determining whether any licensing terms or
conditions provided in connection with submission of a Letter of Assurance, if any, or in any licensing
agreements are reasonable or non-discriminatory. Users of this standard are expressly advised that
determination of the validity of any patent rights, and the risk of infringement of such rights, is entirely
their own responsibility. Further information may be obtained from the IEEE Standards Association.

Documents

Document Sharing Hub
Authorized licensed use limited to: Tsinghua University. Downloaded on February 26,2026 at 18:34:35 UTC from IEEE Xplore. Restrictions apply.

Full document details: IEEE C57.116-2014


http://ieeexplore.ieee.org/xpl/standards.jsp
http://standards.ieee.org/
http://standards.ieee.org/findstds/errata/index.html
http://standards.ieee.org/findstds/errata/index.html
http://standards.ieee.org/about/sasb/patcom/patents.html
http://www.avadocuments.com/doc/ieee-c57-116-2014
http://www.avadocuments.com/doc/ieee-c57-116-2014

Participants

At the time this IEEE guide was completed, the Power Transformers-Directly Connected GSU Working
Group had the following membership:

Mark Baldwin
Peter Balma
Wallace Binder
Michael Botti
James Campbell
John Crouse
Ramsis Girgis
David Harris
Jose Izquierdo
John John

Gary Hoffman, Chair
William Griesacker, Vice Chair
Randall Kyle, Secretary

Wayne Johnson
Krzystof Kulasek
Jeffrey LaMarca
John Lackey

Emilio Morales Cruz
Jeffrey Nazarko
Bipin Patel

Jeffrey Ray

Dinesh Sankarakurup

Roderick Sauls

Stephen Schroeder
Ewald Schweiger
Hemchandra Shertukde
Jin H. Sim

Eduardo Tolachir

David Wallach

Joe Watson

Kipp Yule

Richard vonGemmingen

The following members of the individual balloting committee voted on this guide. Balloters may have
voted for approval, disapproval, or abstention.

Mohamed Abdel Khalek
William Ackerman
Emmanuel Agamloh
Saleman Alibhay
Stephen Antosz
Carlo Arpino
Senthil Kumar Asok Kumar
Peter Balma
Thomas Barnes
Barry Beaster
Robert Beavers
Jeffrey Benach

W.J. (Bill) Bergman
Steven Bezner
Wallace Binder
Thomas Blackburn
W. Boettger

Paul Boman
Kenneth Bow

Derek Brown
Gustavo Brunello
Zeeky Bukhala

Carl Bush

William Byrd

Paul Cardinal
Robert Christman
Craig Colopy
Stephen Conrad
Randall Crellin
John Crouse
Willaim Darovny
Alan Darwin

Glenn Davis

Matthew Davis
Davide De Luca
Scott Digby

Gary Donner
Ahmed Elneweihi
Ahmed ElSerafi
Dan Evans

Jorge Fernandez Daher
Sudath Fernando
Joseph Foldi
Marcel Fortin
Rostyslaw Fostiak
Fredric Friend
Doaa Galal
Robert Ganser
Frank Gerleve

Ali Ghafourian
Alexander Glaninger-Katschnig
James Graham
Stephen Grier
William Griesacker
J. Travis Griffith
Randall Groves
Ajit Gwal

David Harris
Roger Hayes

Lee Herron

Gary Heuston
Werner Hoelzl
Robert Hoerauf
Gary Hoffman

Jill Holmes

Philip Hopkinson

vi
Copyright © 2014 IEEE. All rights reserved.

David Horvath
Andrew Jones
Laszlo Kadar

C. Kalra

Gael Kennedy
Sheldon Kennedy
Yuri Khersonsky
James Kinney
Joseph L. Koepfinger
Boris Kogan

Jim Kulchisky
Saumen Kundu
John Lackey
Chung-Yiu Lam
Jeffrey LaMarca
Thomas La Rose
Raluca Lascu
Aleksandr Levin
Albert Livshitz
Thomas Lundquist
Greg Luri
Richard Marek

J. Dennis Marlow
William McBride
William McCown
Michael Mcdonald
James Mciver
Joseph Melanson
James Michalec
John Miller

T. David Mills
Daniel Mulkey
Jerry Murphy

Documents

Document Sharing Hub

Authorized licensed use limited to: Tsinghua University. Downloaded on February 26,2026 at 18:34:35 UTC from IEEE Xplore. Restrictions apply.

Full document details: IEEE C57.116-2014


http://www.avadocuments.com/doc/ieee-c57-116-2014
http://www.avadocuments.com/doc/ieee-c57-116-2014

R. Murphy

Ryan Musgrove

K. R. M. Nair
Michael Newman
Charles Ngethe
Lorraine Padden
Mirko Palazzo
Bansi Patel

Dhiru Patel

Shawn Patterson
Paulette Payne Powell
Brian Penny
Christopher Petrola
Alvaro Portillo
Tulian Profir

John Roach
Michael Roberts
Charles Rogers
Oleg Roizman

John Rossetti Demetrios Tziouvaras
Thomas Rozek Joe Uchiyama
Dinesh Sankarakurup Eric Udren
Steven Sano Gerald Vaughn
Roderick Sauls John Vergis
Bartien Sayogo Jane Verner
Stephen Schroeder David Wallach
Robert Seitz William Walter
Devki Sharma Barry Ward
Veselin Skendzic Daniel Ward
James Smith Joe Watson
Jerry Smith Kenneth White
John Spare James Wilson
Brian Sparling Larry Yonce
Gary Stoedter Richard Young
James Swank Jian Yu
Michael Thompson Kipp Yule

Luis Zambrano
Waldemar Ziomek

Robert Thornton-Jones
James Timperley
Eduardo Tolcachir

When the IEEE-SA Standards Board approved this guide on 27 March 2014, it had the following

membership:

Peter Balma
Farooq Bari

Ted Burse

Clint Chaplin
Stephen Dukes
Jean-Philippe Faure
Gary Hoffman

John Kulick, Chair
Jon Walter Rosdahl, Vice Chair
Richard H. Hulett, Past Chair
Konstantinos Karachalios, Secretary

Michael Janezic Ron Petersen

Jeffrey Katz Adrian Stephens
Joseph L. Koepfinger* Peter Sutherland
David J. Law Yatin Trivedi
Hung Ling Phil Winston
Oleg Logvinov Don Wright

Ted Olsen Yu Yuan

Glenn Parsons

*Member Emeritus

Also included are the following nonvoting IEEE-SA Standards Board liaisons:

Full document details: IEEE C57.116-2014

Richard DeBlasio, DOE Representative
Michael Janezic, NIST Representative

Michelle Turner
IEEE Standards Program Manager, Document Development

Erin Spiewak
IEEE Standards Program Manager, Technical Program Manager

Documents

vii
Copyright © 2014 IEEE. All rights reserved. Document Sharing Hub

Authorized licensed use limited to: Tsinghua University. Downloaded on February 26,2026 at 18:34:35 UTC from IEEE Xplore. Restrictions apply.


http://www.avadocuments.com/doc/ieee-c57-116-2014
http://www.avadocuments.com/doc/ieee-c57-116-2014

Introduction

This introduction is not part of IEEE Std C57.116™-2014, IEEE Guide for Transformers Directly Connected to
Generators.

Transformers, directly connected to generators, experience excitation and short-circuit duties beyond those
covered in other power transformer standards. Therefore, in 1979, the IEEE Transformers Committee
decided that an application guide for such transformers was needed. In 1989, the IEEE Std C57.116 was
approved and describes the selection, application, and specification considerations for the unit and unit
auxiliaries transformers taking into account their connections, voltage and kilovolt ampere ratings; and
excitation and through-fault capabilities during possible operating conditions, both normal and abnormal.
Also included are load-tap changing and isolated phase-bus duct heating considerations. This guide does
not address phasing procedures, basic impulse level selection, or loading practices.

In 2011, the IEEE Transformers Committee decided to revise this guide. Therefore, this guide is based on
the latest knowledge, design, and application experience of the industry including:

— Anupdated Equation (1)

— New material on unit auxiliaries transformer faults and calculations
— Expanded guidance on use of isolated phase-bus

— A new clause on unit transformer operation in back-feed configuration
— A new bibliography

—  General updates to match the current IEEE Style Manual

This standard is intended to provide guidance to application and specification engineers and therefore its
use is strictly voluntary. Its use may become mandatory only when required by a duly constituted legal
authority or when specified in a contractual relationship.
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IEEE Guide for Transformers Directly
Connected to Generators

IMPORTANT NOTICE: IEEE Standards documents are not intended to ensure safety, security, health,
or environmental protection, or ensure against interference with or from other devices or networks.
Implementers of IEEE Standards documents are responsible for determining and complying with all
appropriate safety, security, environmental, health, and interference protection practices and all
applicable laws and regulations.

This IEEE document is made available for use subject to important notices and legal disclaimers.
These notices and disclaimers appear in all publications containing this document and may
be found under the heading “Important Notice” or “Important Notices and Disclaimers
Concerning IEEE Documents.” They can also be obtained on request from IEEE or viewed at
http://standards.ieee.org/IPR/disclaimers. html.

1. Overview

1.1 Scope

This guide describes selection and application considerations for the unit power transformer and unit
auxiliaries power transformer. Consideration is given to connections that include direct connection and
connections through generator circuit breakers and load-break switches. The considerations referred to in
this guide apply to hydroelectric and thermal electric generating stations. Various power transformer
connections and possible operating problems under normal and abnormal conditions are treated. Phasing
procedures, basic impulse insulation level selection, and loading practices are not covered.

1.2 Purpose

The terminology, function, application, theory of operation and protection, and design of unit power
transformers and unit auxiliaries power transformers are not covered by existing transformer standards and
guides. The purpose of this document is to provide guidance for specifying, designing, and applying these
types of power transformers.
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2. Normative references

The following referenced documents are indispensable for the application of this document (i.e., they must
be understood and used, so each referenced document is cited in text and its relationship to this document is
explained). For dated references, only the edition cited applies. For undated references, the latest edition of
the referenced document (including any amendments or corrigenda) applies.

ANSI C84.1, American National Standard Voltage Ratings for Electric Power Systems and
Equipment.'

IEEE Std 666™, IEEE Design Guide for Electric Power Service Systems for Generating Stations.” >

IEEE Std C50.13™, IEEE Standard for Cylindrical-Rotor 50 Hz and 60 Hz Synchronous Generators
Rated 10 MV A and Above.

IEEE Std C57.12.00™, IEEE Standard for General Requirements for Liquid-Immersed Distribution,
Power, and Regulating Transformers.

IEEE Std C57.12.10™, IEEE Standard Requirements for Liquid-Immersed Power Transformers.

IEEE Std C57.12.70™, IEEE Standard Terminal Markings and Connections for Distribution and
Power Transformers.

IEEE Std C57.131™, IEEE Standard Requirements for Tap Changers.

3. Definitions

For the purposes of this document, the following terms and definitions apply. The [EEE Standards
Dictionary Online should be consulted for terms not defined in this clause. *

back-feed: Operation of a unit transformer (UT) with the generator disconnected to supply start-up, auxiliary
power, or testing power where low magnitude current flows in the opposite direction from normal operation
of the transformer.

generator (rotating machinery): A machine that converts mechanical power into electrical power.

station service transformer (SST): A transformer that supplies power from a station high-voltage bus to the
station auxiliaries and also to the unit auxiliaries during unit startup and shutdown or when the unit
auxiliaries transformer is not available or both.

underexcitation limiter (UEL): An electronic limiter added to excitation systems to limit the operation of
generators in the underexcited region to avoid end iron heating or steady state stability limits

unit: The generator or generators, associated prime mover or movers, auxiliaries, and energy supply or
supplies that are normally operated together as a single source of electric power.

unit auxiliaries transformer (UAT): A transformer intended primarily to supply all or a portion of the
unit auxiliaries. Syn: unit auxiliaries power transformer.

! ANSI publications are available from the Sales Department, American National Standards Institute, 25 West 43" Street, 4™ Floor,
New York, NY 10036, USA (http://www.ansi.org/)
% The IEEE standards or products referred to in this clause are trademarks of The Institute of Electrical and Electronics Engineers, Inc.

3 IEEE publications are available from The Institute of Electrical and Electronics Engineers, 445 Hoes Lane, Piscataway, NJ 08854,
USA (http://standards.ieee.org/).

*IEEE Standards Dictionary Online subscription is available at:
http://www.ieee.org/portal/innovate/products/standard/standards_dictionary.html.
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unit transformer (UT): A power system supply transformer that transforms all or a portion of the unit power
from the unit to the power system voltage. Syn: unit power transformer.

4. Background

The unit-connected generating system came into usage as generator size and generator bus fault current
levels began to exceed the capability of breakers that were available to isolate the generator from the
power system. Generally, the generator auxiliaries load is fed from a transformer that is connected directly
to the generator bus. An alternate source of power is normally supplied from the transmission system by a
second transformer during unit startup, shutdown, and other contingencies. Such a system is shown in
Figure 1. Typically, an isolated phase-bus is used for connection between the generator and its UT and
UAT; thus, the system is unit connected. Studies indicate that through faults for the UT, when a
generator breaker is included, are normally not severe in terms of either thermal or mechanical duty.
However, the stresses in the UAT, and in any auxiliaries transformers connected to the generator bus, can
be severe under certain conditions, such as low-side faults, generator load rejection and, if applicable,
paralleling out of phase with the SST, and should be designed to withstand all expected abnormal
conditions.

On units connected directly without generator breakers, faults at location (3) as indicated by the X in
Figure 1 will be fed predominantly by two sources, namely, through the UT from the system and from
the generator. Normally the differential relay protection system, which will detect faults at location (3)
in Figure 1, will initiate a unit trip that will disconnect the unit from the system and remove the generator
excitation. The loss of load may result in a higher voltage on the generator that will continue to feed
the fault. This higher voltage due to load rejection will increase the generator’s current contribution to a
level higher than before load rejection. However, the system contribution will be absent. The generator’s
contribution will continue at a level and for a period that depends on the generator’s fault-current decrement
characteristics. The fault-current decrement characteristics are a function of the generator short-circuit
parameters and its excitation system. As a result of the generator’s fault-current decrement characteristics,
faults at location (3) in Figure 1 may exceed the thermal and mechanical capabilities of the UAT if it is
designed solely in accordance with IEEE Std C57.12.00°.

Abnormal operating conditions, such as generator load rejection, may result in high generator bus voltages
that may also cause overexcitation of the transformers connected to the generator bus. Conditions such as
this can vary from location to location and should be studied on a case-by-case basis.

Out-of-phase paralleling of the UAT with the SST can produce high currents that may exceed the
mechanical capability of these transformers. Frequency mismatch between the generator and system
voltages also can cause severe mechanical stresses on the transformers.

A generator breaker at location (2) in Figure 1 would not completely eliminate all of the system problems
described in the preceding paragraphs. Generally, it can be shown that thermal and longtime
overexcitation exposures of the UAT can be eliminated by the use of a generator breaker, but the
mechanical aspects of paralleling two sources out-of-phase or of frequency mismatch should still be
given consideration in the design of the UAT.

A generator breaker at location (2) in Figure 1 could simplify operation by eliminating the need for transferring
auxiliary power during startup or maintenance. Depending on the plant’s configuration, a generator breaker
could eliminate the need for a station service transformer and associated circuit breakers; and will isolate the
generator if a unit trips or a fault occurs as indicated by the X in Figure 1.

In addition to the characteristics of a UT, the application of a UT must consider the installation and
operation of it within the system. Two important subjects in this context are the concerns for UTs

5 Information on references can be found in Clause 2.
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