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Abstract: Basic factors and general considerations in selecting the class and means of neutral
grounding for a particular ac transmission or subtransmission system are covered. An apparatus
to be used to achieve the desired grounding is suggested, and methods for specifying the
grounding devices are given. Transformer tertiary systems, equipment-neutral grounding, and the
effects of series compensation on grounding are discussed.
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IEEE Standards documents are developed within the IEEE Societies and the Standards Coordinating Committees of
the IEEE Standards Association (IEEE-SA) Standards Board. The IEEE develops its standards through a consensus
development process, approved by the American National Standards Institute, which brings together volunteers
representing varied viewpoints and interests to achieve the final product. Volunteers are not necessarily members of the
Institute and serve without compensation. While the IEEE administers the process and establishes rules to promote
fairness in the consensus development process, the IEEE does not independently evaluate, test, or verify the accuracy
of any of the information or the soundness of any judgments contained in its standards.

Use of an IEEE Standard is wholly voluntary. The IEEE disclaims liability for any personal injury, property or other
damage, of any nature whatsoever, whether special, indirect, consequential, or compensatory, directly or indirectly
resulting from the publication, use of, or reliance upon this, or any other IEEE Standard document.

The IEEE does not warrant or represent the accuracy or content of the material contained herein, and expressly
disclaims any express or implied warranty, including any implied warranty of merchantability or fitness for a specific
purpose, or that the use of the material contained herein is free from patent infringement. IEEE Standards documents
are supplied “AS IS.”

The existence of an IEEE Standard does not imply that there are no other ways to produce, test, measure, purchase,
market, or provide other goods and services related to the scope of the IEEE Standard. Furthermore, the viewpoint
expressed at the time a standard is approved and issued is subject to change brought about through developments in the
state of the art and comments received from users of the standard. Every IEEE Standard is subjected to review at least
every five years for revision or reaffirmation. When a document is more than five years old and has not been
reaffirmed, it is reasonable to conclude that its contents, although still of some value, do not wholly reflect the present
state of the art. Users are cautioned to check to determine that they have the latest edition of any IEEE Standard.

In publishing and making this document available, the IEEE is not suggesting or rendering professional or other
services for, or on behalf of, any person or entity. Nor is the IEEE undertaking to perform any duty owed by any other
person or entity to another. Any person utilizing this, and any other IEEE Standards document, should rely upon his or
her independent judgment in the exercise of reasonable care in any given circumstances or, as appropriate, seek the
advice of a competent professional in determining the appropriateness of a given IEEE standard.

Interpretations: Occasionally questions may arise regarding the meaning of portions of standards as they relate to
specific applications. When the need for interpretations is brought to the attention of IEEE, the Institute will initiate
action to prepare appropriate responses. Since IEEE Standards represent a consensus of concerned interests, it is
important to ensure that any interpretation has also received the concurrence of a balance of interests. For this reason,
IEEE and the members of its societies and Standards Coordinating Committees are not able to provide an instant
response to interpretation requests except in those cases where the matter has previously received formal consideration.
A statement, written or oral, that is not processed in accordance with the IEEE-SA Standards Board Operations Manual
shall not be considered the official position of IEEE or any of its committees and shall not be considered to be, nor be
relied upon as, a formal interpretation of the IEEE. At lectures, symposia, seminars, or educational courses, an
individual presenting information on IEEE standards shall make it clear that his or her views should be considered the
personal views of that individual rather than the formal position, explanation, or interpretation of the IEEE.

Comments for revision of IEEE Standards are welcome from any interested party, regardless of membership affiliation
with IEEE. Suggestions for changes in documents should be in the form of a proposed change of text, together with
appropriate supporting comments. Comments on standards and requests for interpretations should be submitted to the
following address:

Secretary, IEEE-SA Standards Board
445 Hoes Lane

Piscataway, NJ 08854

USA

Authorization to photocopy portions of any individual standard for internal or personal use is granted by The Institute
of Electrical and Electronics Engineers, Inc., provided that the appropriate fee is paid to Copyright Clearance Center.
To arrange for payment of licensing fee, please contact Copyright Clearance Center, Customer Service, 222 Rosewood
Drive, Danvers, MA 01923 USA; +1 978 750 8400. Permission to photocopy portions of any individual standard for
educational classroom use can also be obtained through the Copyright Clearance Center.
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Introduction

This introduction is not part of IEEE Std C62.92.5-2009, IEEE Guide for the Application of Neutral Grounding
in Electrical Utility Systems, Part V—Transmission Systems and Subtransmission Systems.

This guide is a part of a series of standards on neutral grounding in electrical utility systems. When the
series was first approved and published, it replaced IEEE Std 143™-1954, IEEE Guide for Ground-Fault
Neutralizers, Grounding of Synchronous Generator Systems, and Neutral Grounding of Transmission
Systems. In this series of documents, individual considerations and practices have been given to the
grounding of synchronous generator systems, generator-station auxiliary systems, and distribution systems.
IEEE Std 143-1954 is a revision of AIEE No. 954, October 1954, which was a compilation of the following
three AIEE Transaction papers:

— AIEE Committee Guide Report, “Application of Ground-Fault Neutralizers,” AIEE Transactions
(Power Apparatus and Systems), vol. 72, pt. 111, pp. 183—190, April 1953.

— AIEE Committee Report, “Application Guide for the Grounding of Synchronous Generator Systems,”
AIEE Transactions (Power Apparatus and Systems), vol. 72, pt. III, pp. 517-530, June 1953.

— AIEE Committee Report, “Application Guide on Methods of Neutral Grounding of Transmission
Systems,” AIEE Transactions (Power Apparatus and Systems), vol. 72, pt. III, pp. 663—668, August,
1953.

The contents of Parts -V of the revision of IEEE Std 143-1954 are based on the foregoing documents but
are amplified and updated with new material from the IEEE tutorial course “Surge Protection in Power
Systems” (79EH0144-6-PWR) and other sources.

In Part I through Part V of this series, emphasis is on power system grounding practices as contrasted with
the grounding, for example, of industrial systems, which is covered in other guides and standards. These
guides and standards should be referenced, when appropriate, to gain a full picture of other grounding
practices.

It is impossible to give recognition to all those who have contributed to the technology and practices of
grounding of power systems, since work involving the preparation of this guide has been in progress for
more than 30 years. However, the assistance of members, past and present, of the Neutral Grounding
Devices Subcommittee of the Surge-Protective Devices Committee, and other similar groups with
comparable purposes, should be acknowledged.

Notice to users

Disclaimer

This guide is specifically written for electrical utility systems and does not recognize the neutral grounding
requirements for dispersed storage and generation. These requirements must recognize the restrictions
imposed by the specific network to which the dispersed storage or generation is connected. Neutral
grounding of dispersed storage and generation needs to be coordinated with the electrical utility system.

This guide is a revision of IEEE Std C62.92.5-1992. The changes include addressing all comments received
in the most recent reaffirmation of this guide.
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Laws and regulations

Users of these documents should consult all applicable laws and regulations. Compliance with the
provisions of this standard does not imply compliance to any applicable regulatory requirements.
Implementers of the standard are responsible for observing or referring to the applicable regulatory
requirements. IEEE does not, by the publication of its standards intend to urge action that is not in
compliance with applicable laws, and these documents may not be construed as doing so.

Copyrights

This document is copyrighted by the IEEE. It is made available for a wide variety of both public and
private uses. These include both use, by reference, in laws and regulations, and use in private self-
regulation, standardization, and the promotion of engineering practices and methods. By making this
document available for use and adoption by public authorities and private users, the IEEE does not waive
any rights in copyright to this document.

Updating of IEEE documents

Users of IEEE standards should be aware that these documents may be superseded at any time by the
issuance of new editions or may be amended from time to time through the issuance of amendments,
corrigenda, or errata. An official IEEE document at any point in time consists of the current edition of the
document together with any amendments, corrigenda, or errata then in effect. In order to determine whether
a given document is the current edition and whether it has been amended through the issuance of
amendments, corrigenda, or errata, visit the IEEE Standards Association website at
http://ieeexplore.ieee.org/xpl/standards.jsp, or contact the IEEE at the address listed previously.

For more information about the IEEE Standards Association or the IEEE standards development process,
visit the IEEE-SA website at http://standards.icee.org.

Errata

Errata, if any, for this and all other standards can be accessed at the following URL:
http://standards.ieee.org/reading/ieee/updates/errata/index.html. Users are encouraged to check this URL
for errata periodically.

Interpretations

Current interpretations can be accessed at the following URL: http://standards.ieee.org/reading/ieee/interp/
index.html.

Patents

Attention is called to the possibility that implementation of this standard may require use of subject matter
covered by patent rights. By publication of this standard, no position is taken with respect to the existence
or validity of any patent rights in connection therewith. The IEEE is not responsible for identifying
Essential Patent Claims for which a license may be required, for conducting inquiries into the legal validity
or scope of Patents Claims or determining whether any licensing terms or conditions provided in
connection with submission of a Letter of Assurance, if any, or in any licensing agreements are reasonable
or non-discriminatory. Users of this standard are expressly advised that determination of the validity of any
patent rights, and the risk of infringement of such rights, is entirely their own responsibility. Further
information may be obtained from the IEEE Standards Association.
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IEEE Guide for the Application of Neutral
Grounding in Electrical Utility Systems,
Part V—Transmission Systems and
Subtransmission Systems

IMPORTANT NOTICE: This standard is not intended to ensure safety, security, health, or
environmental protection _in_all circumstances. Implementers of the standard are responsible for
determining appropriate safety, security, environmental, and health practices or regulatory requirements.

This IEEE document is made available for use subject to important notices and legal disclaimers. These
notices _and_disclaimers _appear in_all publications containing this document and may be found
under _the heading “Important _Notice” or “Important Notices _and_Disclaimers Concerning IEEE
Documents.” They can___also _be obtained on __request _from IEEE or viewed _at
http://standards.ieee.org/IPR/disclaimers.html.

1. Overview
1.1 Scope

The scope of this document is to give the basic factors and general considerations in selecting the class and
means of neutral grounding for a particular ac transmission or subtransmission system, and the suggested
method and apparatus to be used to achieve the desired grounding. Definitions of grounding terms used in this

part of the guide can be found in IEEE Std €62.92.1™-2000.!

1.2 Purpose

The purpose of this document is to provide the user with insight on the basic factors and general
considerations in selecting the class and means of neutral grounding for a particular ac transmission or
subtransmission system. An apparatus to achieve the desired grounding is suggested, and methods for
specifying the grounding devices are given.

1 . .
Information on references can be found in Clause 2.

2. Normative references

The following referenced documents are indispensable for the application of this document (i.e., they must be
understood and used, so each referenced document is cited in text and its relationship to this document is
explained). For dated references, only the edition cited applies. For undated references, the latest edition of
the referenced document (including any amendments or corrigenda) applies.

IEEE Std 32™-1972 (Reaff 1997), IEEE Standard Requirements, Terminology, and Test Procedures for
Neutral Grounding Devices.” *

IEEE Std 1313.1™}-ANSEC921--1996 1982 (Reaff 2002), IEEE AmericanNational-Standard -Pewer
Systemsfor Insulation Coordination—Definitions, Principles, and Rules.
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IEEE Std C62.11™-20054987, IEEE Standard for Metal-Oxide Surge Arresters for AC Power Circuits.

IEEE Std C62.22™-20094+991, IEEE Guide for the Application of Metal-Oxide Surge Arresters for
Alternating-Current Systems.

IEEE Std C62.92.1™-2000 1987 _(Reaff 2005), IEEE Guide for the Application of Neutral Grounding in
Electrical Utility Systems, Part [—Introduction. GANSJ—}J‘

This suide.] | 1 . . it the follow blicati :
- Cepepal

gmmma%&b{%&m%%e@%ﬁ%eﬂ%ﬂ%ﬁa&mm
Institute;—H—West 42nd Street13th-Fleor, New—Yerks NY10036;- USA-

3. General considerations

AC transmission and subtransmission systems are generally qualified as those with the following common
attributes as compared to generating systems, distribution systems, or auxiliary systems:

a) With some exceptions, transmission and subtransmission systems take energy from or supply energy to
other types of  systems (i.c., from generating systems and fo distribution systems) rather than supplying this
energy at the ultimate utilization point.

b) Transmission and subtransmission systems are three-phase systems.

c) Energy is not supplied directly from generator terminals into these systems; that is, there is an interposing
transformer between the generator and the system.

It is sometimes difficult to distinguish between transmission and subtransmission systems. The voltage range in
transmission systems is usually taken to be 69 kV to 800 kV or higher, and in subtransmission systems, 115 kV
to 34.5 kV or lower. That is, the higher voltages are associated with the term “transmission” and the lower
voltages with “subtransmission.”

2 IEEE publications are available from the Institute of Electrical and Electronics Engineers, Service Center, 445 Hoes Lane, Piscataway, NJ
08854 088551331, USA.

3The IEEE standards or products referred to in this clause are trademarks of the Institute of Electrical and Electronics

Engineers, Inc.

Generally, the basic factors that have to be evaluated in selecting a grounding scheme for either system are as
follows:

— Control of overvoltages and degree of surge voltage protection with surge arresters

— Control of ground-fault currents

— Sensitivity, operating time, and selectivity of the ground-fault relaying
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— Voltage rating of equipment

— _Limitation of the magnitude of ground fault current

— Safety of personnel

These six basic factors can have a considerable influence on system economics, the details of the system
design and physical layout, and service continuity.

4. Transmission system grounding
4.1 General

According to IEEE Std 1313.1-1996, the AIEE Committee Report, “Application Guide on Methods of Neutral
Grounding of Transmission Systems,” [B2]* and IEEE Std 32 -1972, grounding of the transmission system
neutral is an established practice, and in the design of a new system or the revamping of an old one, the
question is not “should the neutral be grounded,” but rather “what means of grounding is best suited to the
application.”

In systems operating at 115 kV and above, there are strong economic reasons encouraging the use of effective
grounding, as explained in IEEE Std C62.92.1-2000. The most significant factors are insulation costs and the
lower cost per kilovoltampere of transformers. Neutral grounding affects insulation requirements in two ways.
First, the use of effective grounding controls temporary overvoltages due to ground faults at lower levels than
those obtained with other classes of grounding. Second, effective grounding permits the use of lower-rated surge
arresters, thereby providing better protection of the insulation against surge voltages.

Many transmission systems consist of multiple voltage levels in which new higher voltage lines are overlaid on
an older, lower voltage system. The different voltage levels are usually interconnected through
autotransformers. This type of arrangement generally requires that both of the voltage levels be effectively
grounded; otherwise, faults on the higher voltage system could impress excessive temporary overvoltages on
the lower voltage system. Two-winding transformers could be used if it were desired to have one of the
voltage levels non-effectively grounded, but the transformer cost differential encourages the use of
autotransformers and effectively grounded systems.

The use of three winding transformers is another method to connect two transmission systems of different
voltages together, or to connect a transmission system to a subtransmission system. The transformer can have a
wye-delta-wye connection, with the transmission system connected wye and either solidly grounded or
grounded through a low impedance. Thus, the transformer is a ground source for both transmission
systems. The delta winding may be left idle or may be used to provide

* The numbers in brackets correspond to those of the bibliography in Annex C.

station service, to supply capacitor or reactor banks, or to supply a distribution system. This winding should be
protected against surges if the terminals of the delta are brought out external to the transformer tank.

Transmission systems are normally connected to generating systems by means of a delta-wye connected
transformer bank with the generator side connected in delta and the transmission system connected grounded
wye. This connection provides a ground source for the transmission system. It also reduces the magnitude
of ground-fault current in the generating system.
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