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 Preface

This preface is included for informational purposes and is not a part of Standard S5.5.

This Standard has been prepared as a part of the service of ISA toward a goal of uniformity in the 
field of instrumentation.  To be of real value, this document should not be static, but should be 
subject to periodic review. Toward this end, the Society welcomes all comments and criticisms 
and asks that they be addressed to the Secretary, Standards and Practices Board, ISA, 67 
Alexander Drive, P.O. Box 12277, Research Triangle Park, North Carolina 27709, Telephone 
(919) 549-8411, e-mail: standards@isa.org.

The ISA Standards and Practices Department is aware of the growing need for attention to the 
metric system of units in general and the International System of Units (SI) in particular, in the 
preparation of instrumentation standards.  The Department is further aware of the benefits to 
U.S.A. users of ISA Standards of incorporating suitable references to the SI (and the metric 
system) in their business and professional dealings with other countries. Toward this end, this 
Department will endeavor to introduce SI-acceptable metric units in all new and revised 
standards to the greatest extent possible.  The Metric Practice Guide, which has been published 
by the Institute of Electrical and Electronics Engineers as ANSI/IEEE Std. 268-1982, and future 
revisions will be the reference guide for definitions, symbols, abbreviations, and conversion 
factors.

It is the policy of ISA to encourage and welcome the participation of all concerned individuals and 
interests in the development of ISA Standards.  Participation in the ISA Standards-making 
process by an individual in no way constitutes endorsement by the employer of that individual of 
ISA or any of the standards which ISA develops.

The information contained in this preface, in the footnotes, and in the appendices is included for 
information only and is not part of the standard.

The original draft of this document resulted from the committee work of the International Purdue 
Workshop on Industrial Computer Systems, the Man/ Machine Communication Committee TC-6.

The use of graphic symbols representing entities and characteristics of processes has evolved 
rapidly during the course of the last decade.  Technology has allowed the presentation of a 
physical process to be represented and controlled by the use of computers and advanced 
electronic systems.  These systems use video-display technologies such as CRTs, plasma 
screens, and other media to present to the user a graphic representation of his process.  It is 
through these devices and the symbology used to represent the process in question that the user 
monitors and controls the particular operation.

Process displays convey information to the user in the form of both text and graphic symbols.  
Text information is based on the use of numeric data and the alphabet to construct the words 
necessary to convey the meaning of the information.  This text information is structured around 
the use of written language and is highly ordered and understood by users.  On the other hand, 
the use of graphic symbols for process and information presentation is highly dependent upon 
the manufacturer and the user of the product.  These graphic symbols are generally customized 
to the particular application at hand.

Standard graphic symbols provide a more logical and uniformly understandable mechanism for 
modern control processes.  For example, a control system may be constructed of several control 
systems and a central control system.  In cases such as this, the operator often finds that he 
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must become familiar with the graphic symbology of several different systems, although they 
may represent common elements.

It is the intent of this document that both the manufacturers and users of process displays use 
these graphic symbols in their systems whenever applicable.  It is recognized that technology is 
rapidly changing in the types of devices available for process display use.  The graphic symbols 
suggested in this standard should provide a foundation for all display systems that are used to 
display and control processes.  The graphic symbols that are represented in this standard are 
divided into 13 major groups. Attributes associated with the various types of symbols such as 
color usage, blink, orientation, etc., are addressed in the document.

The symbols defined in ISA-S5.5 are intended to supplement those of ISA-S5.1 and ISA-S5.3 to 
provide a cohesive integration of graphic symbology and common industry usage of flow 
diagrams.  ISA-S5.1 and ISA-S5.3 are drafting standards which govern the depiction of process 
and instrumentation symbols for drawings and other printed documents.  The ISA-S5.5 symbols 
were developed for use on video devices that represent both character display and pixel 
addressable displays.  Use of the symbols also applies to both color and monochromatic video 
displays as well as other media.  Therefore, the symbols that are represented in this standard 
may differ from those in the other standards because of the nature of the physical devices used 
to display the symbols.  The principal users of these symbols are operators and other personnel 
who use information concerning process operations.

The main intent of the graphic symbols is to provide to the user an easily understandable 
representation of his process on a display device.  Computers, distributed control systems, 
stand-alone microprocessor-based systems, etc., can appear to be similar or to perform similar 
functions; however, they are diverse in philosophy and graphic presentation.  Therefore, it is 
essential that a common set of symbols be used to convey process information to the users of 
such devices.

The symbols presented in this standard are by no means all that were suggested or that may be 
required; however, by adopting these as a standard, the majority of present processes may be 
adequately represented.  When it becomes necessary to develop special symbols for equipment 
not included in the standard, simplicity of form is considered of paramount importance.

The ISA Standards Committee on Graphic Symbols for Process Displays SP5.5 operates within 
the ISA Standards and Practices Department, Norman Conger, Vice President. The persons 
listed below served as members of ISA Committee SP5.5, which prepared this standard:

NAME COMPANY

D. G. Kempfer, Chairman 1982-85 Standard Oil Company of Ohio
A. T. Bonina Industrial Data Terminals
R. F. Carroll, Chairman 1981 Setpoint, Inc.
A. S. Fortunak Inland Steel Company
W. K. Greene Union Carbide
F. W. Magalski Industrial Data Terminals
R. F. Sapita, Chairman 1979-80 The Foxboro Company
B. J. Selb Rosemount
J. A. Shaw Taylor Instrument Company
J. Ventresca AccuRay Corporation
D. Winward Aydin Controls
4 ISA-S5.5-1985
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The persons listed below served as members of ISA Committee SP5, which approved this 
standard:

NAME COMPANY

D. E. Rapley, Chairman Rapley Engineering Services
R. C. Greer Bailey Controls Company
D. G. Kempfer Standard Oil Company of Ohio
R. H. Kind El Paso Natural Gas Company
R. Mulley S. F. Braun
T. J. Myron The Foxboro Company

This standard was approved for publication by the ISA Standards and Practices Board in 
December 1985.

NAME COMPANY

N. Conger, Chairman Fisher Controls Company
P. V. Bhat Monsanto Company
W. Calder III The Foxboro Company
R. S. Crowder Ship Star Associates
H. S. Hopkins Westinghouse Electric Company
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D. E. Rapley Rapley Engineering Services
C. W. Reimann National Bureau of Standards
J. Rennie Factory Mutual Research Corporation
W. C. Weidman Gilbert/Commonwealth, Inc.
K. Whitman Consultant
P. Bliss* Consultant
B. A. Christensen* Continental Oil Company
L. N. Combs* Retired
R. L. Galley* Consultant
T. J. Harrison* IBM Corporation
R. G. Marvin* Roy G. Marvin Company
W. B. Miller* Moore Products Company
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1  Purpose

The purpose of this standard is to establish a system of graphic symbols for process displays that 
are used by plant operators, engineers, etc., for process monitoring and control.  The system is 
intended to facilitate rapid comprehension by the users of the information that is conveyed 
through displays, and to establish uniformity of practice throughout the process industries.

Resulting benefits are intended to be as follows:

a)  A decrease in operator errors

b)  A shortening of operator training

c)  Better communication of the intent of the control system designer to the system users

An objective of the standard is to insure maximum compatibility of symbols on process visual 
display units (VDUs) with related symbols used in other disciplines.

The symbols in this standard are intended to depict processes and process equipment.  The 
symbols are suitable for use on Visual Display Units (VDUs), such as Cathode Ray Tubes 
(CRTs).

2  Scope

The standard is suitable for use in the chemical, petroleum, power generation, air conditioning, 
metal refining, and numerous other industries.

Though the standard may make use of standard symbols now used for piping and instrument 
diagrams, logic diagrams, loop diagrams, and other documents, the symbols of the standard are 
generally expected to be used in ways complementing existing types of engineering documents.

The symbolism is intended to be independent of type or brand of hardware or computer software.

2.1  Application to work activities

This standard is suitable for use whenever any reference to process equipment on VDUs is 
required.  Such references may be required for the following uses as well as others:

a)  Process displays on CRTs

b)  Process displays on other visual media such as plasma displays, liquid crystal displays, 
etc.

2.2  Relationship to other ISA Standards

This standard complements, whenever possible, ISA Standards S5.1 "Instrumentation Symbols 
and Identification," S5.3 "Flow Diagram Graphic Symbols for Distributed Control/Shared Display 
Instrumentation Logic and Computer Systems," RP60.05 "Graphic Displays for Control Centers," 
and ANSI/ISA S51.1 "Process Instrumentation Terminology."
ISA-S5.5-1985 9
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2.3  Relationship to other symbol standards

This document complements the ANSI Standard for process flow sheets, ANSI Y32.11M — 
"Graphic Symbols for Process Flow Diagrams in the Petroleum and Chemical Industries" and 
ANSI/NEMA Standard ICS 1-1978 "General Standards for Industrial Control and Systems" 
whenever possible and practical.

2.4  Definitions

Aspect ratio: The ratio of a symbol's height to its width.

Background: The field that information is displayed upon for contrast.

Blinking: A periodic change of hue, saturation, or intensity of a video display unit pixel, 
character, or graphic symbol.

Character: A term used to refer to a predefined group of pixels.

Chromaticity: The color quality of light, which is characterized by its dominant wavelength and 
purity.

Color coding: The use of different background and foreground colors to symbolically represent 
processes and process equipment attributes, such as status, quality, magnitude, identification, 
configuration, etc.

Foreground: The information element on a background field.

Graphic symbol: An easily recognized pictorial representation.

Highlighting: A term encompassing various attention-getting techniques, such as blinking, 
intensifying, underscoring, and color coding.

Intensity: The lumination level (i.e., brightness) of the pixels of a VDU.

Pixel: The smallest controllable display element on a VDU.  Also referred to as picture element 
(PEL).

Process visual display: A dynamic display intended for operators and others engaged in 
process monitoring and control.

Reverse Video: The interchange of foreground and background attributes, such as intensity, 
color, etc.

Task/Surround lumination ratio: The luminance ratio between the keyboard and screen 
(TASK) and workplace (SURROUND) within the operator's field of view.

Visual Display Unit (VDU): A generic term used for display units based on technologies such as 
Cathode Ray Tubes (CRTs), Plasma Discharge Panels (PDPs), Electroluminescent Devices 
(ELs), Liquid Crystal Displays (LCDs), etc.
10 ISA-S5.5-1985
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3  Symbols

3.1  Symbol usage

3.1.1  General

1) The graphic symbols in this standard are intended for use on VDUs.

2) Because size variations of symbols representing the various pieces of equipment are 
anticipated, no scale is indicated on the graphic symbol sketches.  The integrity of 
the defined symbols should be preserved by maintaining the aspect ratio depicted.

3) Color coding to improve the perception of information and ease of interpretation of 
the displayed image is anticipated.

4) Graphic symbols should be arranged to depict spatial relationships, energy, material 
and data flows in a consistent manner (e.g., left to right, top to bottom, etc.).  
Equipment outlines and piping lines may be differentiated by color, intensity, or width.

5) Symbols may be rotated in any orientation on a VDU in order to represent the process 
in the most effective manner.

6) Arrows may be used on process lines to indicate direction of flow.

7) Symbols should be shown only when they are important to understanding the 
operation or are an integral part of the process depicted.  Symbol qualities, such as 
luminance, size, color, fill, and contrast should be considered collectively and 
judiciously in order to avoid any psychophysiological masking of adjacent display 
targets, such as measurement values, alarm messages, labels, etc.

8) Numeric values and text may be included to enhance comprehension. The values 
may be either static or dynamic.

9) Graphic displays may contain both static and dynamic symbols and data.  The symbol 
set, while intended for color displays, is also usable on monochromatic displays.

10) Special characteristics of displays should be used to enhance the understanding of 
process symbols.  These characteristics may be used to indicate the status of process 
devices:

• Reverse video

• Blinking

• Intensity variation

• Color coding

These characteristics can be used for both static and dynamic symbol applications.

11) The use of outline and solid (filled) forms to indicate status is as follows:

• An outline symbol form indicates an off, stopped, or nonactive state.

• A solid (filled) symbol form indicates an on, running, or active state.

Status designation by use of solid or outline forms are particularly applicable to the
ISA-S5.5-1985 11
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Rotating Equipment and Valves and Actuators groups of symbols.  Prudence in
judgment should be used when adhering to this practice as some symbols should
not change from their outline form.  In depicting valve position, use solid to show
open (material flowing or active) and outline to show closed (material stopped or
nonactive).  Another usage is solid/outline to represent a pump running/stopped as
the generally accepted practice.  Some industries, such as the power industry, use
solid/outline to show closed (active or unit energized)/open (nonactive or unit deen-
ergized).  In these special cases, the explicit uses of these conventions are to be
made clear to the operator and noted in operation manuals.

12) A symbol may be partially filled or shaded to represent the characteristic of the 
contents of a vessel, e.g., level, temperature, etc.

13) Properties of physical or chemical states, as measured by primary elements or 
instruments, can be represented on a VDU by symbolic characters.  It is not normal 
to display these characters on a process display, but they are available if required.  
Appendix B contains the recommended designated characters and an example of 
their usage.  This list has been derived from character designations based on the ISA 
Standard S5.1, "Instrumentation Symbols and Identification."  It has been modified 
for use on VDU displays.  An excerpt of the S5.1 document explaining the 
identification-letter usage is also included in Appendix B.

3.1.2  Color

Color is an effective coding technique used either singularly or redundantly with symbol, shape, 
and alphanumeric coding.  Although this standard pertains exclusively to the definition and 
configuration of display symbols, certain color application guidelines have, nevertheless, been 
included for the convenience of the display designer.  They are as follows:

1) Information-bearing color schemes should be simple, consistent, and unambiguous.

2) The most common color technology is the CRT using the raster display scheme and 
an additive color generation technique based on the three primaries: red, blue, and 
green.  The number of selectable colors can range from six plus black and white to 
the thousands.  The number of colors in one display should be limited to the minimum 
necessary to satisfy the process interface objectives of the display.  Color is an 
effective coding technique for dynamic identification and classification of display 
elements. Used judiciously, it can improve operator performance, e.g., reduce search 
time, improve element identification, etc.  Conversely, irrelevant color can act as visual 
noise and negate the positive effects of color coding.  Typically, four colors can 
accommodate the dynamic coding requirements of process displays.

3) Large background areas should be black.  In situations where the black background 
results in a high task/surround lumination ratio, a brighter background may be used, 
preferably blue or brown.

4) Compatible color combinations, i.e., those with high chromaticity contrast, should be 
used.  Some good combinations include: black-on-yellow, red-on-white, blue-on-
white, and green-on-white. Combinations to avoid include: yellow-on-white, yellow-
on-green, red-on-magenta, and cyan-on-green.  In each case, the weight or size of 
the foreground element must also be considered.  Certain combinations like blue-on-
black can be acceptable only when the blue element is sufficiently large.  These 
generalizations neglect the effects of lumination levels and ambient lighting.  Each 
pair should be evaluated on a per-case basis.
12 ISA-S5.5-1985
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5) Use color as a redundant indicator along with text, symbol, shape, size, reverse video, 
blinking, and intensity coding to preserve communications of critical process state 
and quality information with individuals having limited color perception.

6) To insure fast operator response, use highly saturated colors such as red or yellow.

7) Colors should not be used to indicate quantitative value.

8) The display designer should establish a project-related set of generic color meanings 
before developing a list of specific color-to-display-element associations.  This generic 
set should be based on applicable plant, industry, and agency (OSHA, NRC, ANSI, 
etc.) conventions.  Each project may have its unique set of generic definitions; e.g., 
Project A uses red to indicate closed or inactive states, while Project B uses green.  
In some special cases, such as the power industry, red may indicate closed and active 
or unit energized.  This is suitable as long as the color meanings are defined as such 
for the particular project.  Listed below is an example of a unique project-related color 
plan:

Color plan example

Color Generic meaning Element association
Black Background

Red Emergency A) Stop

  B) Highest Priority Alarm
  C) Closed
  D) Off

Yellow Caution A) Abnormal Condition
  B) Second Priority Alarm

Green Safe A) Normal Operation
  B) Start

  C) Open
  D) On

Cyan (Light Blue) Static & Significant A) Process Equipment in Service
  B) Major Labels

Blue Nonessential A) Standby Process Equipment 
  B) Labels, Tags, etc.

Magenta (Purple)  Radiation A) Radiation Alarms
B) Questionable Values

 White Dynamic Data A) Measurements & State Information
B) System Messages

 C) Trend

 D) Active Sequential Step
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3.2  Grouping of symbols

The graphic symbols for process displays have been divided into related groups.  There are 13 
groups and their contents are as follows:

Group Symbol Section

Connectors  3.3.1

Containers and Vessels  3.3.2

Process Distillation Tower 3.3.2

 Jacketed Vessel 3.3.2

 Reactor 3.3.2

 Vessel 3.3.2

Storage Atmospheric Tank 3.3.2

 Bin 3.3.2

 Floating Roof Tank 3.3.2

 Gas Holder 3.3.2

 Pressure Storage Vessel 3.3.2

Weigh Hopper 3.3.2

Electrical Circuit Breaker 3.3.3

 Manual Contactor 3.3.3

 Delta Connection 3.3.3

 Fuse 3.3.3

 Motor 3.3.3

 State Indicator 3.3.3

Transformer 3.3.3

 Wye Connection 3.3.3

Filters Liquid Filter 3.3.4

 Vacuum Filter 3.3.4

Heat Transfer Devices Exchanger 3.3.5

 Forced Air Exchanger 3.3.5

 Furnace 3.3.5

 Rotary Kiln 3.3.5

HVAC (Heating Ventilating and Air 
Conditioning) 

Cooling Tower 3.3.6

 Evaporator 3.3.6

 Finned Exchanger 3.3.6

Material Handling Conveyor 3.3.7

 Mill 3.3.7

 Roll Stand 3.3.7

 Rotary Feeder 3.3.7

Screw Conveyor 3.3.7
14 ISA-S5.5-1985
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The symbols are presented in Section 3.3, Structure of Symbols. The symbols are categorized 
into their respective groups and are presented in alphabetical order.  Each symbol is described 
with the following information:

Group An associated classification of similar symbols
Subgroup Represents further division within a group
Symbol Name The name of the process symbol
Symbol Mnemonic A four-character name given to the symbol to be used as its 

reference name in a computer system
Description A brief description of what the symbol represents
Symbol Drawing The actual drawing of the symbol itself. Although no specific 

aspect ratio is given, the shape that is drawn should be depicted 
as closely as possible. Process connections and flow directions 
have been included with some symbols for functional clarity.  
These may be arranged as necessary.
Heads shown on containers and vessels are those most 
frequently encountered for that specific type.  However, dished, 
elliptical, hemispherical, conical, or flat heads may be substituted 
where appropriate to match the actual configuration of the 
device.

Group Symbol Section

Mixing Agitator 3.3.8

Inline Mixer 3.3.8

Reciprocating Equipment Reciprocating Compressor or Pump 3.3.9

Rotating Equipment Blower 3.3.10

Compressor 3.3.10

Pump 3.3.10

Turbine 3.3.10

Scrubbers and Precipators Electrostatic Precipitator 3.3.11

Scrubber 3.3.11

Separators Cyclone Separator 3.3.12

Rotary Separator 3.3.12

Spray Dryer 3.3.12

Valves and Actuators  3.3.13

Actuators Actuator 3.3.13

 Throttling Actuator 3.3.13

 Manual Actuator 3.3.13

Valves Valve 3.3.13

 3-Way Valve 3.3.13

 Butterfly Valve 3.3.13

 Check Valve 3.3.13

 Relief Valve 3.3.13
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