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 Preface

This preface is included for informational purposes and is not part of ISA-S77.43.

This Standard has been prepared as part of the service of ISA toward a goal of uniformity in the field 
of instrumentation.  To be of real value, this document should not be static, but should be subject to 
periodic review. Toward this end, the Society welcomes all comments and criticisms, and asks that 
they be addressed to the Secretary, Standards and Practices Board, ISA, 67 Alexander Drive, P. O. 
Box 12277, Research Triangle Park, NC  27709, Telephone (919) 549-8411, Fax (919) 549-8288.

The ISA Standards and Practices Department is aware of the growing need for attention to the 
metric system of units in general, and the International System of Units (SI) in particular, in the 
preparation of instrumentation standards.  The Department is further aware of the benefits to U.S.A. 
users of ISA standards of incorporating suitable references to the SI (and the metric system) in their 
business and professional dealings with other countries. Toward this end, this Department will 
endeavor to introduce SI-acceptable metric units in all new and revised standards to the greatest 
extent possible.  The Metric Practice Guide, which has been published by the Institute of Electrical 
and Electronics Engineers as ANSI/IEEE Std. 268-1992, and future revisions will be the reference 
guide for definitions, symbols, abbreviations, and conversion factors.

It is the policy of ISA to encourage and welcome the participation of all concerned individuals and 
interests in the development of ISA standards.  Participation in ISA standards-making process by an 
individual in no way constitutes endorsement by the employer of that individual, of ISA, or of any of 
the standards that ISA develops.

The following people served as members of the ISA Subcommittee SP77.43:

NAME COMPANY

C. Taft, Chairman* Southern Company Services, Inc.
H. Hopkins, Managing Director Utility Products of Arizona
G. Bruscia Foxboro Company
N. Burris Tennessee Valley Authority
W. Holland* Southern Company Services, Inc.
R. Hubby Leeds & Northrup
M. Laney* Duke Power Company
D. Lee Bailey Controls Company
G. McFarland ABB Power Plant Controls
J. Moskal ABB Combustion Engineering Systems
N. Musmeci Louisiana Power & Light Company
T. O'Conner Eastman Kodak Company
J. Rabuni Ultrasystems
T. Russell Honeywell, Inc.
H. Wall* Duke Power Company

*One vote per company
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W. Holland* Southern Company Services, Inc.
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J. Karvinen E. G. & G. Idaho, Inc.
M. Laney* Duke Power Company
D. Lee Bailey Controls Company
W. Matz Forney International
G. McFarland ABB Power Plant Controls
J. Moskal ABB Combustion Engineering Systems
J. Murphy* E. I. du Pont
T. New* Leeds & Northrup
N. Obleton* Honeywell, Inc.
J. Pickle* E. I. du Pont
R. Ramachandran American Cyanamid Company
L. Rawlings, II Babcock & Wilcox Company
R. Roop Hooser Energy, Inc.
J. Rutledge Jacksonville Electric Authority
A. Schager Consultant
J. Smith Westinghouse Electric Corporation
T. Stevenson Baltimore Gas and Electric
C. Taft* Southern Company Services, Inc.
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B. Traylor Sandwell, Inc.
H. Wall* Duke Power Company
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J. Wiley Public Service of Colorado

*One vote per company
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This published standard was approved for publication by the ISA Standards and Practices Board in 
July, 1993.
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1  Purpose

The purpose of this Standard is to establish the minimum requirements for the functional design 
specifications of unit/plant demand development for control systems for drum-type fossil-fueled 
power plant boilers.

2  Scope

The scope of this Standard is to address the unit/plant demand development subsystem for boilers 
with steaming capacities of 200,000 lbs/hr (25 kg/s) or greater.  This subsystem includes firing rate 
demand development, throttle/header pressure control, and unit megawatt/steam flow control as 
applicable.

This Standard will address two types of process applications:

1) a single boiler supplying a single turbine, typical of an electric utility power plant; and

2) a single or multiple boilers supplying a common distribution header, typical of an industrial 
power plant.

Specifically excluded from consideration are:

1) dispatch control;

2) turbine/generator control (other than turbine demand);

3) combustion controls (covered separately by ISA-S77.41, Fossil Fuel Power Plant Boiler 
Combustion Controls);

4) steam distribution control systems;

5) economic loading of boilers; and

6) fluidized bed boilers.

3  Definitions

The following definitions are included to clarify their use in this Standard and may not correspond to 
the use of the word in other texts.  For other definitions, reference ANSI/ISA-S51.1, Process 
Instrumentation Terminology.

alarm:  An indication used to alert an operator about an abnormal condition.

boiler:  The entire vessel in which steam or other vapor is generated for use external to itself, 
including the furnace, consisting of waterwall tubes; the firebox area (including burners and 
dampers); the convection area, consisting of any superheater, reheater, and/or economizer sections; 
and drums and headers.
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