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Preface

This preface, as well as all footnotes and annexes, is included for information purposes and is not part of
ANSI/ISA-93.00.01-1999.

This document has been prepared as part of the service of ISA, the international society for measurement
and control, toward a goal of uniformity in the field of instrumentation. To be of real value, this document
should not be static but should be subject to periodic review. Toward this end, the Society welcomes all
comments and criticisms and asks that they be addressed to the Secretary, Standards and Practices
Board; ISA; 67 Alexander Drive; P. O. Box 12277; Research Triangle Park, NC 27709; Telephone (919)
549-8411; Fax (919) 549-8288; E-mail: standards@isa.org.

The ISA Standards and Practices Department is aware of the growing need for attention to the metric
system of units in general, and the International System of Units (SI) in particular, in the preparation of
instrumentation standards. The Department is further aware of the benefits to USA users of ISA standards
of incorporating suitable references to the Sl (and the metric system) in their business and professional
dealings with other countries. Toward this end, this Department will endeavor to introduce Sl-acceptable
metric units in all new and revised standards, recommended practices, and technical reports to the
greatest extent possible. Standard for Use of the International System of Units (Sl): The Modern Metric
System, published by the American Society for Testing & Materials as IEEE/ASTM Sl 10-97, and future
revisions, will be the reference guide for definitions, symbols, abbreviations, and conversion factors.

It is the policy of ISA to encourage and welcome the patrticipation of all concerned individuals and interests
in the development of ISA standards, recommended practices, and technical reports. Participation in the
ISA standards-making process by an individual in no way constitutes endorsement by the employer of that
individual, of ISA, or of any of the standards, recommended practices, and technical reports that ISA
develops.

CAUTION — ISA ADHERES TO THE POLICY OF THE AMERICAN NATIONAL STANDARDS
INSTITUTE WITH REGARD TO PATENTS. IF ISA IS INFORMED OF AN EXISTING PATENT THAT IS
REQUIRED FOR USE OF THE STANDARD, IT WILL REQUIRE THE OWNER OF THE PATENT TO
EITHER GRANT A ROYALTY-FREE LICENSE FOR USE OF THE PATENT BY USERS COMPLYING
WITH THE STANDARD OR A LICENSE ON REASONABLE TERMS AND CONDITIONS THAT ARE
FREE FROM UNFAIR DISCRIMINATION.

EVEN IF ISA IS UNAWARE OF ANY PATENT COVERING THIS STANDARD, THE USER IS
CAUTIONED THAT IMPLEMENTATION OF THE STANDARD MAY REQUIRE USE OF TECHNIQUES,
PROCESSES, OR MATERIALS COVERED BY PATENT RIGHTS. ISA TAKES NO POSITION ON THE
EXISTENCE OR VALIDITY OF ANY PATENT RIGHTS THAT MAY BE INVOLVED IN IMPLEMENTING
THE STANDARD. ISA IS NOT RESPONSIBLE FOR IDENTIFYING ALL PATENTS THAT MAY
REQUIRE A LICENSE BEFORE IMPLEMENTATION OF THE STANDARD OR FOR INVESTIGATING
THE VALIDITY OR SCOPE OF ANY PATENTS BROUGHT TO ITS ATTENTION. THE USER SHOULD
CAREFULLY INVESTIGATE RELEVANT PATENTS BEFORE USING THE STANDARD FOR THE
USER’S INTENDED APPLICATION.

HOWEVER, ISA ASKS THAT ANYONE REVIEWING THIS STANDARD WHO IS AWARE OF ANY
PATENTS THAT MAY IMPACT IMPLEMENTATION OF THE STANDARD NOTIFY THE ISA
STANDARDS AND PRACTICES DEPARTMENT OF THE PATENT AND ITS OWNER.

ADDITIONALLY, THE USE OF THIS STANDARD MAY INVOLVE HAZARDOUS MATERIALS,
OPERATIONS OR EQUIPMENT. THE STANDARD CANNOT ANTICIPATE ALL POSSIBLE
APPLICATIONS OR ADDRESS ALL POSSIBLE SAFETY ISSUES ASSOCIATED WITH USE IN
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HAZARDOUS CONDITIONS. THE USER OF THIS STANDARD MUST EXERCISE SOUND
PROFESSIONAL JUDGMENT CONCERNING ITS USE AND APPLICABILITY UNDER THE USER'’S
PARTICULAR CIRCUMSTANCES. THE USER MUST ALSO CONSIDER THE APPLICABILITY OF ANY
GOVERNMENTAL REGULATORY LIMITATIONS AND ESTABLISHED SAFETY AND HEALTH
PRACTICES BEFORE IMPLEMENTING THIS STANDARD.

The following people served as members of ISA Committee SP93:

NAME COMPANY

R. Davis, Chairman Garlock Valves & Industrial Plastics
W. Weidman, Managing Director Parsons Energy and Chemicals Group, Inc.
R. Aaron Watts Industries, Inc.

E. Bake Edward Valves, Inc.

G. Barb Consultant

S. Benson Occidental of Bangladesh Ltd.

J. Byko Mobil Research & Development Corporation
A. Carlstrom Union Carbide Chemicals

M. Cohen Senior Flexonics

D. Cornelsen Walworth Company

S. Esteban ARCO Products Company

C. Falknor South Coast Supply Co.

D. Frikken Monsanto Chemical Co.

T. Gardner Orbit Valve Co.

M. Glavin Tyco Valves and Controls

L. Gorman McCanna Valve

M. Hama* Kitz Corporation of America

T. Hannafin* Kitz Corporation of America

F. Hart Calder Testers, Inc.

B. Hurst Exxon Research & Engineering Company
K. Kingsford Furon Fluid Handling

B. Kirkman BP Chemicals

E. Knerr Keystone Valve

C. Koloboff Koloboff Consulting

D. Lakatos American Shear & Knife

T. Lechinger Stress Engineering Services Co.

A. Lennon Neles Automation

A. Libke DeZurik Valve Company

R. Lineberry Consultant

R. McCamish DOW Chemical USA

R. McEver, Jr. Bettis Corporation

D. Monroe SEPCO

K. Mracek Swagelok Co.

N. Nath E .I. duPont

J. O’'Connor HPS Inc.

R. Osthues Worcester Controls

J. Pease Bonney Forge

H. Sonderegger

J. Spahr

* One vote per company.

Tyco Flow Control
Anderson Greenwood & Company

Documents

Document Sharing Hub

Copyright The Instrumentation, Systems, and Automation Society
Provided by IHS under license with ISA Licensee=JGC Gulf International Ltd/5973537001, User=Singh, Raghvendra
No reproduction or networking permitted without license from IHS Not for Resale, 03/21/2009 03:32:21 MDT

Full document details: ISA 93.00.011999


http://www.avadocuments.com/doc/isa-93-00-01-1999
http://www.avadocuments.com/doc/isa-93-00-01-1999

—5— ANSI/ISA-S93.00.01-1999

S. Stephens Ladish Company

H. Storey Equilon Enterprises LLC

C. Sumner TBV Newman

J. Thomas Parker Hannifin Corporation

R. Walsh Stockham Valve & Fittings

S. Ward Coltec Industries

M. Wasielewski Yarmouth Research & Technology
Z. White Crane Valve Group

This Standard was approved for publication by the ISA Standards and Practices Board on 15 September

1999.

NAME

H. Dammeyer

COMPANY

The Ohio State University

H. Baumann H. D. Baumann, Inc.

D. Bishop Chevron Petroleum Technology Co.

P. Brett Honeywell, Inc.

M. Cohen Senior Flexonics, Inc.

M. Coppler Ametek, Inc.

W. Holland Southern Company

A. Iverson Ivy Optiks

R. Jones Dow Chemical Co.

V. Maggioli Feltronics Corp.

T. McAvinew Instrumentation & Control Engineering LLC

A. McCauley, Jr.

Chagrin Valley Controls, Inc.

R. McFarland Honeywell, Inc.

R. Reimer Rockwell Automation

J. Rennie Factory Mutual Research Corp.

R. Webb Altran Corp.

W. Weidman Parsons Energy & Chemicals Group
J. Weiss EPRI

J. Whetstone National Institute of Standards & Technology
M. Widmeyer EG&G Defense Materials

R. Wiegle CANUS Corp.

C. Williams Eastman Kodak Co.

G. Wood Graeme Wood Consulting

M. Zielinski Fisher-Rosemount Systems, Inc.
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