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Preface 

This preface is included for information and is not a normative part of ANSI/ISA-96.06-01-2022. 

This standard has been prepared as part of the service of ISA toward a goal of uniformity in  the 
field of automation. To be of real value, this document should not be static but should be subject 
to periodic review. Toward this end, the Society welcomes all comments and criticisms and asks 
that they be addressed to the Secretary, ISA Standards and Practices Board; standards@isa.org. 

It is the policy of ISA to encourage and welcome the participation of all concerned individuals and 
interests in the development of ISA standards, recommended practices, and technical reports. 
Participation in the ISA standards-making process by an individual in no way constitutes 
endorsement by the employer of that individual, of ISA, or of any of the standards, recommended 
practices, and technical reports that ISA develops. 

International System of Units (SI) are the preferred units of measurement in ISA standards. 

CAUTION — ISA ADHERES TO THE POLICY OF THE AMERICAN NATIONAL STANDARDS INSTITUTE 
WITH REGARD TO PATENTS. IF ISA IS INFORMED OF AN EXISTING PATENT THAT IS REQUIRED 
FOR USE OF THE DOCUMENT, IT WILL REQUIRE THE OWNER OF THE PATENT TO EITHER GRANT 
A ROYALTY-FREE LICENSE FOR USE OF THE PATENT BY USERS COMPLYING WITH THE 
DOCUMENT OR A LICENSE ON REASONABLE TERMS AND CONDITIONS THAT ARE FREE FROM 
UNFAIR DISCRIMINATION. 

EVEN IF ISA IS UNAWARE OF ANY PATENT COVERING THIS DOCUMENT, THE USER IS 
CAUTIONED THAT IMPLEMENTATION OF THE DOCUMENT MAY REQUIRE USE OF TECHNIQUES, 
PROCESSES, OR MATERIALS COVERED BY PATENT RIGHTS. ISA TAKES NO POSITION ON THE 
EXISTENCE OR VALIDITY OF ANY PATENT RIGHTS THAT MAY BE INVOLVED IN IMPLEMENTING 
THE DOCUMENT. ISA IS NOT RESPONSIBLE FOR IDENTIFYING ALL PATENTS THAT MAY REQUIRE 
A LICENSE BEFORE IMPLEMENTATION OF THE DOCUMENT OR FOR INVESTIGATING THE 
VALIDITY OR SCOPE OF ANY PATENTS BROUGHT TO ITS ATTENTION. THE USER SHOULD 
CAREFULLY INVESTIGATE RELEVANT PATENTS BEFORE USING THE DOCUMENT FOR THE 
USER’S INTENDED APPLICATION. 

HOWEVER, ISA ASKS THAT ANYONE REVIEWING THIS DOCUMENT WHO IS AWARE OF ANY 
PATENTS THAT MAY IMPACT IMPLEMENTATION OF THE DOCUMENT NOTIFY THE ISA 
STANDARDS AND PRACTICES DEPARTMENT OF THE PATENT AND ITS OWNER. 

ADDITIONALLY, THE USE OF THIS DOCUMENT MAY INVOLVE HAZARDOUS MATERIALS, 
OPERATIONS OR EQUIPMENT. THE DOCUMENT CANNOT ANTICIPATE ALL POSSIBLE 
APPLICATIONS OR ADDRESS ALL POSSIBLE SAFETY ISSUES ASSOCIATED WITH USE IN 
HAZARDOUS CONDITIONS. THE USER OF THIS DOCUMENT MUST EXERCISE SOUND 
PROFESSIONAL JUDGMENT CONCERNING ITS USE AND APPLICABILITY UNDER THE USER’S 
PARTICULAR CIRCUMSTANCES. THE USER MUST ALSO CONSIDER THE APPLICABILITY OF ANY 
GOVERNMENTAL REGULATORY LIMITATIONS AND ESTABLISHED SAFETY AND HEALTH 
PRACTICES BEFORE IMPLEMENTING THIS DOCUMENT. 

THE USER OF THIS DOCUMENT SHOULD BE AWARE THAT THIS DOCUMENT MAY BE IMPACTED 
BY ELECTRONIC SECURITY ISSUES. THE COMMITTEE HAS NOT YET ADDRESSED THE 
POTENTIAL ISSUES IN THIS VERSION. 

ISA (www.isa.org) is an international professional association that sets the standard for those who 
apply engineering and technology to improve the management, safety, and cybersecurity of 
modern automation and control systems used across industry and critical infrastructure. Founded 
in 1945, ISA develops widely used international standards for industrial automation, safety, and 
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cybersecurity; certifies industry professionals; provides education and training; publishes books 
and technical articles; hosts conferences and events; and provides networking and career 
development programs for its members and customers around the world.  

ISA owns Automation.com, a leading online publisher of automation-related content. In addition, 
through a wholly owned subsidiary, ISA bridges the gap between standards and their 
implementation with the ISA Security Compliance Institute (www.isasecure.org) and the ISA 
Wireless Compliance Institute (www.isa100wci.org). 

The following people served as voting members of ISA96 in the development of this standard. 

NAME COMPANY 

V. Mezzano, Chair Fluor  
W. Weidman, Managing Director Consultant 
S. Hale, Working Group Leader MRC Global 
D. Anderson Score Diagnostics, Ltd. 
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S. Boyle Consultant 
K. Enos Rexa, Inc. 
P. Flanders PSF Consultants LLC 
L. Hilliard Puffer Sweiven LP 
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A. Izzeldin Petronas 
D. Leese FloWorks International 
I. Leufgen Neles Germany GmbH 
G. Liu Consultant 
S. Samy CCI 
C. Schaffer Burns & McDonnell 
W. Tatum Westlock Controls 
L. Winkel Flowserve 
Y. Yermanos Ecopetrol S.A. 
J. Young The Dow Chemical Company 
W. Zmudzinski bp America Inc. 
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