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Preface

This Preface is included for information purposes and is not part of ISA-RP60.8-1978.

This Standard has been prepared as a part of the service of ISA toward a goal of uniformity in the
field of instrumentation. To be of real value, this document should not be static, but should be
subject to periodic review. Toward this end, the Society welcomes all comments and criticisms,
and asks that they be addressed to the Secretary, Standards and Practices Board, ISA, 67
Alexander Drive, P.O. Box 12277, Research Triangle Park, North Carolina 27709, Telephone
(919) 549-8411, e-mail: standards@isa.org.

The ISA Standards and Practices Department is aware of the growing need for attention to the
metric system of units in general, and the International System of Units (SI) in particular, in the
preparation of instrumentation standards. The Department is further aware of the benefits to
USA users of ISA Standards of incorporating suitable references to the Sl (and the metric
system) in their business and professional dealings with other countries. Towards this end this
Department will endeavor to introduce Sl and Sl-acceptable metric units in all new and revised
standards to the greatest extent possible. The Metric Practice Guide, which has been published
by the American Society for Testing and Materials as ANSI designation Z210.1 (ASTM E380-76,
IEEE Std. 268-1975), and future revisions, will be the reference guide for definitions, symbols,
abbreviations, and conversion factors. ISA S60 is an overall set of recommended practices being
compiled by the ISA Control Centers Committee. RP60.8 is the first of this series to be issued.

SECTION TITLE

RP60.1 Control Center (C.C.) Facilities

RP60.2 C.C. Design Guide and Terminology
RP60.3 Human Engineering for Control Centers
RP60.4 Documentation for Control Centers
RP60.5 Control Center Graphic Displays
RP60.6 Nameplates, Labels, Tags and Terminal Identification
RP60.7 Control Center Constructions

RP60.8 Electrical Guide for Control Centers
RP60.9 Piping Guide for Control Centers
RP60.10 Control Center Inspection and Testing
RP60.11 Crating, Shipping and Handling for C.C.

The persons listed below served as active members of the ISA Control Centers Committee for
the major share of its working period.

NAME COMPANY

H. R. Solk, Chairman Comsip Customline Corp.
C. S. Lisser Oak Ridge National Lab
R. W. Borut M. W. Kellogg Co.

J. M. Fertitta, Secretary The Foxboro Co.

A. R. Alworth Shell Oil Co.

M. Arevalo Fischer & Porter Co.

Documents

Document Sharing Hub
3

I~ A NAA A aATA
Copyright The Instrumentation, Systems, and Automation Society

Provided by IHS under license with ISA Licensee=JGC Gulf International Ltd/5973537001, User=Singh, Raghvendra
No reproduction or networking permitted without license from IHS Not for Resale, 03/21/2009 01:51:24 MDT

Full document details: ISA RP60.9 1978


http://www.avadocuments.com/doc/isa-rp60-9-1978
http://www.avadocuments.com/doc/isa-rp60-9-1978

C. D. Armstrong
B. Carlisle

J. E. Cerretani
J. M. Devenney
J. Farnia

C. H. Goding

J. Gump

R. E. Hetzel

T. P. Holland

A. A. Kayser

W. H. Kelley, (Deceased)
J. L. Kern

R. W. Kief

S. F Luna

J. G. McFadden
R. Munz

F. Nones

W. A. Richards
A. Stockmal

M. J. Walsh

W. T. Williams
B. W. Ball

C. F Aured

R. F. Rossbauer
R. A. Landthorn

Tennessee Valley Authority

E. I. du Pont de Nemours & Co., Inc.
Detroit Edison

E. I. du Pont de Nemours & Co., Inc.
Gismo Div. of GECO, Guarantee Electric Co.
BIF, Unit of General Signal

The Riley Co.

Stauffer Chemical Co.

Johnson Controls, Inc. — Panel Unit
Bristol Division of ACCO

Bechtel Associates Professional Corp.
Monsanto Co.

Emanon Co., Inc.

Gulf General Atomics

Public Service Electric & Gas

The Mundix Co.

The Foxboro Co.

General Electric Co.

Owens-lllinois, Fecker Systems Div.
Procon, Inc.

Robertshaw Controls Co.

Brown & Root, Inc.

Panels, Inc.

Fischer & Porter Co.

Panels, Inc.

This Recommended Practice was approved by the ISA Standards and Practices Board on

June 28, 1978.
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