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Preface 

This preface, as well as all footnotes and annexes, is included for information purposes only and 
is not part of ISA TR18.2.5-2012. 

This technical report has been prepared as part of the service of ISA, the International Society of 
Automation, toward a goal of helping in the understanding and use of ANSI/ISA-18.02-2009, 
Management of Alarm Systems for the Process Industries . To be of real value, this document 
should not be static but should be subject to periodic review. Toward this end, the Society 
welcomes all comments and criticisms and asks that they be addressed to the Secretary, 
Standards and Practices Board; ISA, 67 Alexander Drive; P.O. Box 12277; Research Triangle 
Park, NC 27709; Telephone (919) 549-8411; Fax (919) 549-8288; E-mail: standards@isa.org. 

This ISA Standards and Practices Department is aware of the growing need for attention to the 
metric system of units in general, and the International System of Units (SI) in particular, in the 
preparation of instrumentation standards, recommended practices, and technical reports. The 
Department is further aware of the benefits of USA users of ISA standards of incorporating 
suitable references to the SI (and the metric system) in their business and professional dealings 
with other countries. Toward this end, this Department will endeavor to introduce SI -acceptable 
metric units in all new and revised standards, recommended practices, and technical reports to 
the greatest extent possible.  Standard for Use of the International System of Units (SI): The 
Modern Metric System, published by the American Society for Testing & Materials as 
IEEE/ASTM SI 10-97, and future revisions, will be the reference guide for definitions, symbols, 
abbreviations, and conversion factors.  

It is the policy of ISA to encourage and welcome the participation of all concerned individua ls 
and interests in the development of ISA standards. Participation in the ISA standards -making 
process by an individual in no way constitutes endorsement by the employer of that individual, of 
ISA, or of any of the standards, recommended practices, and technical reports that ISA 
develops. 

This technical report is structured to follow the ISA Style Guide.  

CAUTION — ISA DOES NOT TAKE ANY POSITION WITH RESPECT TO THE EXISTENCE OR 
VALIDITY OF ANY PATENT RIGHTS ASSERTED IN CONNECTION WITH THIS DOCUMENT, AND 
ISA DISCLAIMS LIABILITY FOR THE INFRINGEMENT OF ANY PATENT RESULTING FROM THE 
USE OF THIS DOCUMENT. USERS ARE ADVISED THAT DETERMINATION OF THE VALIDITY OF 
ANY PATENT RIGHTS, AND THE RISK OF INFRINGEMENT OF SUCH RIGHTS, IS ENTIRELY THEIR 
OWN RESPONSIBILITY.  
  
PURSUANT TO ISA’S PATENT POLICY, ONE OR MORE PATENT HOLDERS OR PATENT 
APPLICANTS MAY HAVE DISCLOSED PATENTS THAT COULD BE INFRINGED BY USE OF THIS 
DOCUMENT AND EXECUTED A LETTER OF ASSURANCE COMMITTING TO THE GRANTING OF A 
LICENSE ON A WORLDWIDE, NON-DISCRIMINATORY BASIS, WITH A FAIR AND REASONABLE 
ROYALTY RATE AND FAIR AND REASONABLE TERMS AND CONDITIONS.  FOR MORE 
INFORMATION ON SUCH DISCLOSURES AND LETTERS OF ASSURANCE, CONTACT ISA OR 
VISIT WWW.ISA.ORG/STANDARDSPATENTS. 
  
OTHER PATENTS OR PATENT CLAIMS MAY EXIST FOR WHICH A DISCLOSURE OR LETTER OF 
ASSURANCE HAS NOT BEEN RECEIVED. ISA IS NOT RESPONSIBLE FOR IDENTIFYING PATENTS 
OR PATENT APPLICATIONS FOR WHICH A LICENSE MAY BE REQUIRED, FOR CONDUCTING 
INQUIRIES INTO THE LEGAL VALIDITY OR SCOPE OF PATENTS, OR DETERMINING WHETHER 
ANY LICENSING TERMS OR CONDITIONS PROVIDED IN CONNECTION WITH SUBMISSION OF A 
LETTER OF ASSURANCE, IF ANY, OR IN ANY LICENSING AGREEMENTS ARE REASONABLE OR 
NON-DISCRIMINATORY. 
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ISA REQUESTS THAT ANYONE REVIEWING THIS DOCUMENT WHO IS AWARE OF ANY PATENTS 
THAT MAY IMPACT IMPLEMENTATION OF THE DOCUMENT NOTIFY THE ISA STANDARDS AND 
PRACTICES DEPARTMENT OF THE PATENT AND ITS OWNER. 

ADDITIONALLY, THE USE OF THIS DOCUMENT MAY INVOLVE HAZARDOUS MATERIALS, OR 
EQUIPMENT. THE DOCUMENT CANNOT ANTICIPATE ALL POSSIBLE APPLICATIONS OR 
ADDRESS ALL POSSIBLE SAFETY ISSUES ASSOCIATED WITH USE IN HAZARDOUS 
CONDITIONS. THE USER OF THIS DOCUMENT MUST EXERCISE SOUND PROFESSIONAL 
JUDGMENT CONCERNING ITS USE AND APPLICABILITY UNDER THE USER’S PARTICULAR 
CIRCUMSTANCES. THE USER MUST ALSO CONSIDER THE APPLICABILITY OF ANY 
GOVERNMENTAL REGULATORY LIMITATIONS AND ESTABLISHED SAFETY AND HEALTH 
PRACTICES BEFORE IMPLEMENTING THIS DOCUMENT. 

The following people served as members of ISA18 Working Group 5 and contributed to this 
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Foreword 

In June 2009, ANSI/ISA-18.02-2009, Management of Alarm Systems for the Process Industries, 
commonly referred to as ISA-18.2, was issued. In that same year the ISA18 committee 
established working groups to develop a series of technical reports with guidance on how to 
implement the practices outlined in ISA-18.2. The six technical reports are listed below with a 
brief overview.  

 TR1 – Alarm Philosophy – provides guidance on the alarm philosophy. TR1 is limited to the 
scope of ANSI/ISA-18.02-2009 Clause 6. The alarm philosophy provides guidance for 
successful management of the alarm system. It covers the definitions, principles, and 
activities by providing overall guidance on methods for alarm identification, rationalization, 
classification, prioritization, monitoring, management of change, and audit.  

 Methods for rationalization activities are documented in TR2.  

 Methods for monitoring are documented in TR5. 
 

 TR2 – Alarm Identification and Rationalization - provides guidance on alarm identification 
and rationalization. TR2 was limited to the scope of ANSI/ISA-18.02-2009 Clauses 8 and 9. 
Identification and rationalization covers the processes to determine the possible need for an 
alarm or a change to an alarm; systematically compare alarms to the alarm philosophy; and 
determine the alarm setpoint, consequence, operator action, priority, and class. 

 
Activities include, but are not limited to, identification, justification, prioritization, 
classification, and documentation. 
 

 TR3 – Basic Alarm Design - provides guidance on basic alarm design. TR3 focuses on the 
scope of ANSI/ISA-18.02-2009 Clause 10 and may include other clauses as needed (e.g ., 
operations and maintenance). Basic alarm design covers the selection of alarm attributes 
(e.g., types, deadbands, and delay times) and may be specific to each control system . 
 

 TR4 – Enhanced and Advanced Alarm Methods - provides guidance on advanced and 
enhanced alarm methods. TR4 focuses on the scope of ANSI/ISA-18.02-2009 Clause 12.  
Enhanced alarm design covers guidance on additional logic, programming, or modeling used 
to modify alarm behavior. These methods may include: dynamic alarming, state-based 
alarming, adaptive alarms, logic-based alarming, predictive alarming, as well as most of the 
designed suppression methods. 
 

 TR5 – Alarm Monitoring, Assessment, and Audit - provides guidance on monitoring, 
assessment and audit of alarms. TR5 focuses on the scope of ANSI/ISA-18.02-2009 Clauses 
16 and 18. Monitoring, assessment, and audit cover the continuous monitoring, periodic 
performance assessment, and recurring audit of the alarm system. 
 

 TR6 – Alarm Systems for Batch and Discrete Processes - provides guidance on the 
application of ANSI/ISA-18.02-2009 alarm life cycle activities to batch and discrete 
processes, expanding on multiple c lauses of ANSI/ISA-18.02-2009. 

Each technical report is written to be a standalone document. In an effort to minimize repetition, 
the technical reports have cross references.  

The guidance as presented in this document is general in nature, and should be applied to each 
system as appropriate by personnel knowledgeable in the manufacturing process and control 
systems to which it is being applied. 
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Introduction 

ANSI/ISA-18.02-2009 gives requirements that address alarm systems for facilities in the process 
industries to improve safety, quality, and productivity. The general principles and processes in  
ANSI/ISA-18.02-2009 are intended for use in the lifecycle management of an alarm system 
based on programmable electronic controller and computer-based human-machine interface 
(HMI) technology. These requirements are presented in the standard using the alarm 
management lifecycle shown in ANSI/ISA-18.02-2009, Figure 1. 
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A 
A 
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A 
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I 
 

 

Note 1: The box used for stage B represents a process defined outside of this standard per ISA-18.2, 5.2.1.2. 
Note 2: The independent stage J represents a process that connects to all other stages per ISA-18.2, 5.2.1.10 
Note 3: The rounded shapes of stages A, H, and J represent entry  points to the lifecycle per ISA-18.2, 5.2.2. 
Note 4: The dotted lines represent the loops in the lifecycle per ISA-18.2, 5.2.4. 

ANSI/ISA-18.02-2009 Figure 1 

Clause 16 of ISA-18.2 covers Alarm System Monitoring and Assessment. Clause 18 covers 
Alarm System Auditing. Measurement is fundamental to control and improvement. Effective 
management of the alarm system requires ongoing measurement of its performance.  
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An alarm system that performs well may experience deterioration over time as sensors and 
process conditions change, or if an alarm change management policy is not in place and 
enforced. A system designed in accordance with good practices may still have poor performance 
when brought online. Ongoing performance measurement is needed to identify such situations in 
order to ensure a properly functioning alarm system. 

This technical report has been written to aid in the collection of alarm system data, the analysis 
of that data, and the application of that analysis to improvement in  the operation of the process. 
Sections of the report explain the calculation of the alarm system performance metrics and the 
basis for performance targets. 

The work process of alarm system monitoring, assessment, and audit are the subject of this 
report. These terms as used herein have these specific meanings. 

a) Monitoring is the measurement and reporting of quantitative (objective) aspects  of 
alarm system performance. 

b) Assessment is the comparison of information from monitoring and additional 
qualitative (subjective) measurements, against stated goals and defined performance 
metrics.  

c) Audit is a comprehensive assessment that additional ly includes the evaluation of the 
effectiveness of the work practices (such as management of change) used to 
administer the alarm system. 

Monitoring typically occurs at a higher frequency than assessment. The monitoring of some 
aspects of the alarm system performance is based upon continuous measurement. The intent of 
monitoring is to identify problems and take corrective actions.  
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1 Scope 

This technical report was written in support of the standard ANSI/ISA-18.2-2009, Management of 
Alarm Systems for the Process Industries (June 2009). 

This technical report is designed to provide guidance, rationale, and examples of Ala rm 
Monitoring and Assessment, (Clause 16 of ISA-18.2) and Audit (Clause 18 of ISA-18.2). This 
technical report provides guidance and information supplementing ISA-18.2 on the use of alarm 
system analysis for both ongoing monitoring and periodic performance assessment. Monitoring, 
assessment, and audit are essential to achieving and maintaining the performance objectives of 
the alarm system. These activities can identify improvement opportunities in the other lifecycle 
stages, such as philosophy, rationalization, detailed design, implementation, operation, 
maintenance, and management of change.  

Alarm system performance analysis can also play a part in overall plant performance metrics and 
be used as an input to process improvement efforts. This is typically in conjunction with process 
historian data and control loop effectiveness data. However, analysis of control system data, 
process data, and operator actions are not included in this report except to note the relationship 
between alarm metrics and other process metrics.  

The focus of the assessment process is to apply engineering judgment and review to determine 
whether the alarm system is performing properly. The evaluation of work processes relative to 
the alarm system is covered in the audit section.  

2 Normative references 

ANSI/ISA-18.02-2009, Management of Alarm Systems for the Process Industries  

3 Definitions 

3.1 General 

These defined terms are used in this technical report. Synonymous terms, which are not used in 
this report, are listed in parentheses. 

3.2 Definitions 

For the purposes of this technical report, all terms defined in ISA-18.2 Subclause 3.1 are used 
with their identical meaning. For ease of reference, these are repeated in this section. Subclause 
3.2 defines terms used in this document that are not specifically defined in ISA-18.2.  

3.2.1 absolute alarm  

an alarm generated when the setpoint is exceeded 

3.2.2 activate 

the process of enabling an alarm function within the alarm system 

3.2.3 adjustable alarm (operator-set alarm) 

an alarm for which the setpoint can be changed manually by the operator 
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3.2.4 advanced alarming 

a collection of techniques (e.g., state-based alarming, and dynamic prioritization) that can help 
manage alarm rates in specific situations 

3.2.5 alarm 

an audible and/or visible means of indicating to the operator an equipment malfunction, process 
deviation, or abnormal condition requiring a response 

3.2.6 alarm attributes (alarm parameters) 

the settings for an alarm within the process control system (e.g. , alarm setpoint, alarm priority)  

3.2.7 alarm flood (alarm shower) 

a condition during which the alarm rate is greater than the operator can effectively manage  (e.g., 
more than 10 alarms per 10 minutes) 

3.2.8 alarm deadband (alarm hysteresis) 

the change in signal from the alarm setpoint necessary to clear the alarm 

3.2.9 alarm message 

a text string displayed with the alarm indication that provides additional information to the 
operator (e.g., operator action) 

3.2.10 alarm off-delay (debounce) 

the time a process measurement remains in the normal state before the alarm is cleared 

3.2.11 alarm on-delay 

the time a process measurement remains in the alarm state before the alarm is annunciated 

3.2.12 alarm philosophy 

a document that establishes the basic definitions, principles, and processes to design, 
implement, and maintain an alarm system 

3.2.13 alarm priority 

the relative importance assigned to an alarm within the alarm system to indicate the urgency of 
response (e.g., seriousness of consequences and allowable response time) 

3.2.14 alarm setpoint (alarm limit, alarm trip point) 

the threshold value of a process variable or discrete state tha t triggers the alarm indication 

3.2.15 alarm summary 

a display that lists alarms with selected information (e.g., date, time, priority, and alarm type) 

3.2.16 alarm type (alarm condition) 

a specific alarm on a process measurement (e.g., low process variable alarm, high process 
variable alarm, or discrepancy alarm) 
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3.2.17 allowable response time 

the maximum time between the annunciation of the alarm and the time the operator must take 
corrective action to avoid the consequence 

3.2.18 bad measurement alarm 

an alarm generated when the signal for a process measurement is outside the expected range  
(e.g., 3.8mA for a 4-20mA signal) 

3.2.19 calculated alarm 

an alarm generated from a calculated value instead of a direct process measurement 

3.2.20 call-out alarm 

an alarm that notifies and informs an operator by means other than , or in addition to, a console 
display (e.g., pager or telephone) 

3.2.21 Chattering alarm 

An alarm that repeatedly transitions between the alarm state and the normal state in a short 
period of time. 

3.2.22 deviation alarm 

an alarm generated when the difference between two analog values exceeds a limit (e.g. , 
deviation between primary and redundant instruments or a deviation between process variable  
and setpoint) 

3.2.23 discrepancy alarm (mismatch alarm) 

an alarm generated by error between the comparison of an expected plant or device state to its 
actual state (e.g., when a motor fails to start after it is commanded to the on state) 

3.2.24 dynamic alarming 

the automatic modification of alarms based on process state or conditions 

3.2.25 enforcement 

an enhanced alarming technique that can verify and restore alarm attributes in the control 
system to the values in the master alarm database 

3.2.26 first-out alarm (first-up alarm) 

An alarm determined (i.e., by first-out logic) to be the first, in a multiple-alarm scenario. 

3.2.27 highly managed alarm 

an alarm belonging to a class with more requirements than general alarms (e.g., a safety alarm) 

3.2.28 instrument diagnostic alarm 

an alarm generated by a field device to indicate a fault  (e.g., sensor failure) 
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3.2.29 latching alarm 

an alarm that remains in alarm state after the process has returned to normal and requires an 
operator reset before it will clear 

3.2.30 manual safety function alarm (safety related alarm) 

an alarm that indicates an operator action is required to complete a safety function  (e.g., 
operator initiated instrumented function)  

3.2.31 master alarm database 

the authorized list of rationalized alarms and associated attributes 

3.2.32 nuisance alarm 

an alarm that annunciates excessively, unnecessarily, or does not return to normal after the 
correct response is taken (e.g., chattering, fleeting, or stale alarms) 

3.2.33 plant state (plant mode) 

a defined set of operational conditions for a process plant (e.g., shutdown, operating) 

3.2.34 rate-of-change alarm 

an alarm generated when the change in process variable per unit time, (dPV/dt), exceeds a 
defined limit 

3.2.35 rationalization 

the process to review potential alarms using the principles of the alarm philosophy, to select 
alarms for design, and to document the rationale for each alarm 

3.2.36 recipe-driven alarm 

an alarm with limits that depend on the recipe that is currently being executed 

3.2.37 remote alarm 

an alarm from a remotely operated facility or a remote interface 

3.2.38 reset 

the operator action that unlatches a latched alarm 

3.2.39 re-alarming alarm (re-triggering alarm) 

an alarm that is automatically re-annunciated to the operator under certain conditions 

3.2.40 safety alarm 

an alarm that is classified as critical to process safety or the protection of human life  

3.2.41 safety function alarm 

an alarm that indicates a demand on a safety function 

3.2.42 shelve 

a mechanism, typically initiated by the operator, to temporarily suppress an alarm 
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3.2.43 stale alarm 

an alarm that remains in the alarm state for an extended period of time (e.g. , 24 hours) 

3.2.44 state-based alarm (mode-based alarms) 

an alarm that is automatically modified or suppressed based on process state or conditions 

3.2.45 suppress 

any mechanism to prevent the indication of the alarm to the operator when the base alarm 
condition is present (i.e., shelving, suppressed by design, out-of-service) 

3.2.46 suppressed by design 

a mechanism implemented within the alarm system that prevents the transmission of the alarm 
indication to the operator based on plant state or other conditions 

3.2.47 system diagnostic alarm 

an alarm generated by the control system to indicate a fault within the system hardware, 
software or components (e.g., communication error) 

3.2.48 tag (point) 

the unique identifier assigned to a process measurement, calculation, or device within the control 
system 

3.3 Definitions specific to this technical report 

The following definitions are those used in this technical report but not defined in ISA -18.02: 

3.3.1 assessment 

assessment is the comparison of information from monitoring and additional qualitative 
(subjective) measurements, against stated goals and defined performance metrics.  

3.3.2 audit 

audit is a comprehensive assessment additionally including the evaluation of the effectiveness of 
the work practices (such as management of change) used to administer the alarm system.   

3.3.3 human factors 

a scientific discipline concerned with the understanding of interactions among human and other 
elements of a system that applies theory, principles, data and methods to design in order to 
optimize human well-being and overall system performance (IEC 62508, ed. 1.0 2010-06) 

3.3.4 human-machine interface (HMI) 

the collection of software and hardware (e.g., screens, displays, keyboards, switches, and other 
technologies) used by the operator to monitor and interact with the control system 

3.3.5 monitoring 

monitoring is the measurement and reporting of quantitative (objective) aspects of alarm system 
performance. 
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3.4 Acronyms 

3.4.1 Basic Process Control System (BPCS) 

3.4.2 Human-Machine Interface (HMI) 

3.4.3 Independent Protection Layer (IPL) 

3.4.4 Key Performance Indicator (KPI) 

3.4.5 Layer of Protection Analysis (LOPA) 

3.4.6 Management of Change (MOC)  

3.4.7 Object Linking and Embedding for Process Control (OPC)  

3.4.8 Supervisory Control and Data Acquisition (SCADA) 

4 Alarm systems and human factors 

4.1 General 

Alarm systems exist to notify a human operator of conditions requiring a response. Display and 
data processing technologies have rapidly evolved, but the human operator’s ability to view, 
understand, evaluate, and respond has remained relatively unchanged. In the analysis of alarm 
system performance, some of the key performance metrics are related to the ability of the human 
operator to process alarms, rather than of the control system’s ability to generate them . The 
derivation of the performance numbers mentioned in this technical report are based on a variety 
of research studies that have been subsequently published in various articles and publications. 

Many alarm system performance metrics are designed to incorporate human elements of 
comprehension and reaction.  

The common nature of human comprehension and reaction a llows for the design of metrics that 
are applicable for different process types and control systems, with little need for modification.  
Many of the metrics in this document are based on the alarms sent to a single operator, also 
called an operating position. This incorporates the span of the control of the operator, or the 
scope of the process and the related alarms, into these metrics.  The measurement techniques 
should thus be able to analyze the alarm data to that degree. 

The human factors issues involved in alarm response are subject to many variables . Even when 
metrics are normalized to an operating position, human and task variability make absolute, firm, 
or fixed performance numbers difficult to establish.  Alarm response is not an automated process 
involving deterministic machines; it is a human cognitive process involving thought , analysis, and 
action.  
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Figure 4-1: Feedback model of operator process interaction (ISA-18.2, Figure 6) 

4.2 Operator response to alarms 

The steps involved in alarm response require time. It is the human factors that limit the alarm 
rate that can be successfully handled by an operator. The time it takes to respond to an alarm is 
the sum of several steps. Figure 4-1 illustrates a model for the human response to an alarm. To 
understand and illustrate this, consider the mental and physical steps an operator takes during 
effective alarm response. These generic steps are the same regardless of industry segment, 
process type, or control system type. The operator’s steps are as follows. 

a) Detection of the alarm. This requires capturing the attention of the operator from other tasks 
and may include silencing or acknowledging the alarm. 

b) Diagnosis of the situation. This may include navigation to the appropriate screen(s) to obtain 
contextual information from the process of which the alarm is a part , followed by analysis of 
the process situation to determine the alarm’s cause. 

c) Determination of the action. The operator decides upon the proper action(s) to take in 
response to the alarm based upon the diagnosis. This may involve consulting reference 
information or other people. 

d) Taking the action. The operator implements the chosen action(s), generally through 
manipulation of the control system, contacting and directing other people to perform tasks, 
leaving the console to take action that cannot be accomplished without doing so, or a 
combination of all of these. 

e) Monitoring of the result. The operator monitors to ensure that the action(s) performed correct 
the situation that caused the alarm or if further action is needed. 

This sequence of operator steps indicates that alarm response cannot be instantaneous. Several 
of these steps can only be accomplished sequentially. It is possible to address several alarms at 
once, and some of the steps for the different alarms can be accomplished in parallel. From 
consideration of the human factors, it is obvious that an alarm handling rate of on e alarm per 
second is untenable, and one alarm per hour is certainly possible. The maximum rate that can be 
handled lies somewhere in between.  

The reference clause contains results of research indicating that the handling of one alarm in 10 
minutes can generally be accomplished without the significant sacrifice of other operational 
duties, and is termed “very likely to be acceptable.” More than this rate (~150 per day) may be 
problematic for the operator.  

Reference/ 
Objective  

Measurement 

Action 

Operator Sub-System 

Detect Process/
System 

Respond Diagnose 

Disturbance/ 
Malfunction 

Deviation 
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