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 Preface

The information contained in the preface, footnotes, and annexes is included for information only 
and is not part of ISA-TR67.04.08.

This Technical Report has been prepared as part of the service of ISA, the international society 
for measurement and control, toward a goal of uniformity in the field of instrumentation.  To be of 
real value, this document should not be static but should be subject to periodic review.  Toward 
this end, the Society welcomes all comments and criticisms and asks that they be addressed to 
the Secretary, Standards and Practices Board; ISA; 67 Alexander Drive; P. O. Box 12277; 
Research Triangle Park, NC  27709; Telephone (919) 549-8411; Fax (919) 549-8288; E-mail:  
standards@isa.org.

The ISA Standards and Practices Department is aware of the growing need for attention to the 
metric system of units in general, and the International System of Units (SI) in particular, in the 
preparation of instrumentation standards, recommended practices, and technical reports.  The 
Department is further aware of the benefits to USA users of ISA standards of incorporating 
suitable references to the SI (and the metric system) in their business and professional dealings 
with other countries.  Toward this end, this Department will endeavor to introduce SI and 
acceptable metric units in all new and revised standards to the greatest extent possible.  The 
Metric Practice Guide, which has been published by the Institute of Electrical and Electronics 
Engineers as ANSI/IEEE Std. 268-1992, and future revisions, will be the reference guide for 
definitions, symbols, abbreviations, and conversion factors.

It is the policy of ISA to encourage and welcome the participation of all concerned individuals and 
interests in the development of ISA standards, recommended practices, and technical reports.  
Participation in the ISA standards-making process by an individual in no way constitutes 
endorsement by the employer of that individual, of ISA, or of any of the standards, recommended 
practices, and technical reports that ISA develops.

The following people served as members of ISA Subcommittee SP67.04:

NAME COMPANY

*T. Hurst, Chairman Hurst Consulting Inc.
C. Sossman, Vice Chairman Westinghouse Savannah River Company

*R. Webb, Managing Director Pacific Gas & Electric Company
M. Adler EG&G Rocky Flats, Inc.
T. Albrigo Arizona Public Service Company
D. Alexander Detroit Edison Company

*R. Allen ABB Combustion Engineering, Inc.
J. Alvis Vectra Tech, Inc.

*J. Arpin ABB Combustion Engineering, Inc.
R. Atkisson Proto-Power Corporation

*B. Basu Southern California Edison Company
L. Bates ENSTAT, Inc.
F. Berté Tetra Engineering Group, Inc.
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*R. Chan Public Service Electric & Gas Company
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*G. Cooper Commonwealth Edison Company
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 Foreword

In the preparation of an earlier version of ANSI/ISA-S67.04-Part I-1994 it was deemed necessary 
to provide additional guidance regarding methods for implementing the standard.  In order to 
address this need, Standard Subcommittee SP67.15 was formed in 1988 (later incorporated into 
SP67.04) and has prepared a recommended practice (ISA-RP67.04-Part II-1994).  It was the 
intent of SP67.04 that the recommended practice's scope be consistent with the standard’s 
scope.

The recommended practice represents guidelines and examples of methods for the 
implementation of ANSI/ISA-S67.04 in order to facilitate the performance of instrument 
uncertainty calculations and setpoint determination for safety-related instrument setpoints in 
nuclear power plants.

However, the recommended practice could not adequately cover all of the topics related to 
setpoint uncertainties without becoming too voluminous a document.  This Technical Report is 
one in a series that supplements the recommended practice and standard.  

The topic of setpoints for sequenced actions is one that came up too late in the process of 
preparation for the recommended practice to be included in the 1994 issue.  This Technical 
Report represents work in progress in this area that may be incorporated into a future revision of 
the recommended practice.

 Abstract

This Technical Report supplements ANSI/ISA-S67.04-Part I-1994 and ISA-RP67.04-Part II-1994 
in the area of methods used to determine instrument setpoints for sequenced actions.

 Key Words

Error Identification, Instrumentation, Instrument Setpoints, Minimum Separation, Sequenced 
Actions, Setpoint Calculation, Standards, Uncertainty Determination.
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