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Foreword

ISO (the International Organization for Standardization) is a worldwide federation of national standards bodies
(ISO member bodies). The work of preparing International Standards is normally carried out through ISO technical
committees. Each member body interested in a subject for which a technical committee has been established has
the right to be represented on that committee. International organizations, governmental and non-governmental, in
liaison with ISO, also take part in the work. ISO collaborates closely with the International Electrotechnical
Commission (IEC) on all matters of electrotechnical standardization.

International Standards are drafted in accordance with the rules given in the ISO/IEC Directives, Part 3.

International Standard ISO 10294-3 was prepared by Technical Committee ISO/TC 92, Fire safety, Subcommittee
SC 2, Fire resistance.

Preparation of this part of ISO 10294 was necessary because of the need to provide a background to the test method
and a rationale to the procedures and the criteria selected with respect to the testing of fire dampers as given in
ISO 10294-1:1996.

ISO 10294 consists of the following parts, under the general title Fire-resistance tests — Elements of building
construction:

 Part 1: Test method

 Part 2: Classification, criteria and field of application of test results

 Part 3: Guidance on the test method

 Part 4: Thermal release mechanism test

Copyright International Organization for Standardization 
Provided by IHS under license with ISO 

Not for ResaleNo reproduction or networking permitted without license from IHS

-
-
`
,
,
`
`
`
,
,
,
,
`
`
`
`
-
`
-
`
,
,
`
,
,
`
,
`
,
,
`
-
-
-

Full document details: ISO 10294-3-1999

http://avadocuments2026.com/doc/iso-10294-3-1999
http://avadocuments2026.com/doc/iso-10294-3-1999


INTERNATIONAL STANDARD    © ISO ISO 10294-3:1999(E)

1

Fire resistance tests — Fire dampers for air distribution systems —

Part 3:
Guidance on the method

1 Scope

This part of ISO 10294 gives guidance on the application of the test method specified in ISO 10294-1:1996.

This test method is concerned with the assessment of a fire damper to prevent the spread of fire and hot gases from
one compartment to another. It is not intended for dampers used only in smoke control systems.

It is applicable to fire dampers included in an air distribution system.

The test is not designed to test fire protection devices which only deal with air transfer applications, or when a damper
is used in suspended ceilings as the installation of the damper and duct may have an adverse effect on the
performance of the suspended ceiling and other methods of evaluation may be required.

NOTE "Air transfer" is a low-pressure application through a fire separation door (or wall, floor) without any connection to an
air duct.

2 Normative references

The following normative documents contain provisions which, through reference in this text, constitute provisions of
this part of ISO 10294. For dated references, subsequent amendments to, or revisions of, any of these publications
do not apply. However, parties to agreements based on this part of ISO 10294 are encouraged to investigate the
possibility of applying the most recent editions of the normative documents indicated below. For undated
references, the latest edition of the normative document referred to applies. Members of ISO and IEC maintain
registers of currently valid International Standards.

ISO 834-1:— 1), Fire-resistance tests — Elements of building construction — Part 1: General requirements.

ISO 10294-1:1996, Fire resistance tests — Fire dampers for air distribution systems — Part 1: Test method.

ISO 10294-2, Fire resistance tests — Fire dampers for air distribution systems — Part 2: Classification, criteria and
field of application of test results.

ISO 5167-1, Measurement of fluid flow by means of pressure differential devices — Part 1: Orifice plates, nozzles
and Venturi tubes inserted in circular cross-section conduits running full.

                                                     

1)  To be published.
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3 Philosophy

3.1 General

The test described in ISO 10294-1:1996 is designed to measure the ability of a damper to:

a) close in the event of a fire under dynamic conditions;

b) to resist the spread of fire and gases from one compartment to another through an air distribution system.

During the early stages of developing the test, the requirements for air distribution systems in various countries were
examined in relation to spread of fire, and it became clear that the design philosophy (see also clause 4 of
ISO 10294-1:1996) varied considerably from country to country. The principle differences in philosophy and practice
that were identified are as given in 3.2 to 3.5.

3.2 Fan on/off

Design philosophies vary. In some applications, air distribution systems are designed so that in the event of a fire
occurring the fans switch off. Others are required to continue to provide air handling to parts of the building remote from
the fire. In such a situation, the dampers have to close under dynamic conditions and, once they are closed, they may
be subjected to high underpressures with a corresponding higher risk of leakage and consequently with potentially
more rapid spread of fire.

It cannot be guaranteed under fire conditions that a fan will be off and therefore a dynamic condition may exist. A
system failure can occur and the fan may not switch off. Therefore it is considered to be important to test the damper
under dynamic conditions. The standard underpressure of 300 Pa was chosen as it corresponded to the
underpressure used in ISO 6944:1985. This was considered adequate to cover most applications. It was recognized
that for special industrial applications dampers may be designed to withstand higher underpressures. To allow for these
special applications, allowance has been made to allow the test to be undertaken at increased underpressures.

The 0,15 m/s fire test velocity is a compromise between the need for a dynamic air flow test and fire safety within the
fire test laboratory. For these safety reasons, closure testing at higher velocities/pressures, if considered necessary,
should be carried out under ambient air flow conditions and not when the furnace is ignited at high temperatures.

It must be recognized that dynamic conditions at the damper can result from mechanical sources or a combination of
temperature and stack effects, hence all fire dampers shall be tested to the requirements of ISO 10294-1:1996.

3.3 Installation practice

Some countries and some design practices require that the dampers be installed within the plane of the wall and floor
and do not permit the damper to be remote from the separating construction. Other countries or design practices allow
the damper to be installed either on the face or remote from the wall or floor. The test method provides guidance for
testing all such possible installations but it is only necessary to test the installation method(s) applicable to the
individual country concerned.

3.4 Insulation

Dampers are available both insulated and uninsulated. The method provides for the testing of all types of dampers.

3.5 Integrity

Measurement of integrity is based on measurement of gap leakage through the damper, together with conventional
integrity measurements around the outside perimeter. The dynamic leakage measurements of ISO 10294-1:1996 give
a more precise indication of integrity performance.
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4 Principles of test

The basic philosophy behind the test is described in 3.1.

Prior to the determination of leakage the damper is subjected to 50 opening and closing cycles. This is intended to
represent approximately two inspections per year on an installed damper to check its correct operation. This number of
cycles may be inadequate for dampers which provide an air flow control function.

The fire test is started with the damper in the open position. This is intended to test the primary actuating mechanism
attached to the damper. Secondary control devices remote from the damper are not covered by this test. It is
considered important to start the test in this way as not only does it test the actuating mechanism, but it also checks
that during the time that the damper remains open it does not distort and prevent closure once the actuating
mechanism operates.

Whilst some difficulties may be experienced in controlling the furnace temperature and pressure whilst the damper is
open, there is adequate time provided the damper closes within the specified time of 2 min, to be within the defined
limits of the time-temperature curve defined in ISO 834-1 at 5 min.

See also clause 4 of ISO 10294-1:1996.

5 Apparatus

5.1 General

In general the information on furnace conditions and temperature measurements given in ISO 834-1 are adequate and
require no further elaboration. However, some additional elaboration is needed with respect to flow measurements in
ISO 5167-1 and ISO 5221 and this is detailed in 5.3. See also clause 5 of ISO 10294-1:1996.

5.2 Connecting duct

It is considered important to relate the length of the connecting duct to the diagonal dimension of the damper as
differences in performance could occur under some circumstances.

In practice most sizes of dampers tested would mean that the length of the connecting duct would equal the diagonal
dimension of the damper. However, the maximum length limit of 2 m was included to take into account size limitations
within the test laboratory.

See also 3.4 and 5.1 of ISO 10294-1:1996.

5.3 Measuring station

5.3.1 General

See 5.2 of ISO 10294-1:1996.

5.3.2 Volumetric flow

For the measurement of the volumetric flow in accordance with ISO 5167-1 and ISO 5221, the density of the fluid is
needed.

5.3.2.1 Flue gas

The flue gas from a furnace contains N2 and CO2 as well as H2O in unknown concentrations.
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