INTERNATIONAL ISO
STANDARD 10463

First edition
1993-06-01

Cylinders for permanent gases — Inspection at
time of filling

Bouteilles pour gaz permanents — Contréle au moment du remplissage
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Foreword

ISO (the International Organization for Standardization) is a worldwide
federation of nationai standards bodies (iSO member bodies). The work
of preparing International Standards is normally carried out through ISO
technical committees. Each member body interested in a subject for
which a technical commiitee has been established has the right to be
represented on that committee. International organizations, govern-
mental and non-governmental, in liaison with I1SO, also take part in the
work. ISO collaborates closely with the International Electrotechnical

Commission (IEC) on all matters of electrotechnical standardization.

Draft International Standards adopted by the technical committees are
circulated to the member bodies for voting. Publication as an Inter-
national Standard requires approval by at least 75% of the member
bodies casting a vote.

International Standard 1ISO 10463 was prepared by Technical Committee
ISO/TC 58, Gas cylinders, Sub-Committee SC 4, Operational require-
ments for gas cylinders.

Annex A of this International Standard is for information only.
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Introduction

Transportable gas cylinders require filling inspections in order to es-
tabiish that:

— the cylinder has no serious defects;

— the cylinder can be identified and complies with the relevant re-
quirements with regard to marking, colour coding and completeness
of its accessories;

— the cylinder valve functions satisfactorily.

A cylinder filling inspection is not a measure of quality control but
should, however, be assigned to persons who are competent in the
subject and can assure that a cylinder is safe for continued use.
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