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Foreword 
ISO (the International Organization for Standardization) is a worldwide federation of national standards bodies 
(ISO member bodies). The work of preparing International Standards is normally carried out through ISO 
technical committees. Each member body interested in a subject for which a technical committee has been 
established has the right to be represented on that committee. International organizations, governmental and 
non-governmental, in liaison with ISO, also take part in the work. ISO collaborates closely with the 
International Electrotechnical Commission (IEC) on all matters of electrotechnical standardization. 

International Standards are drafted in accordance with the rules given in the ISO/IEC Directives, Part 2. 

The main task of technical committees is to prepare International Standards. Draft International Standards 
adopted by the technical committees are circulated to the member bodies for voting. Publication as an 
International Standard requires approval by at least 75 % of the member bodies casting a vote. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of patent 
rights. ISO shall not be held responsible for identifying any or all such patent rights. 

ISO 15712-1 was prepared by CEN/TC 126, Acoustic properties of building products and of buildings (as 
EN 12354-1:2000), and was adopted without modification by Technical Committee ISO/TC 43, Acoustics, 
Subcommittee SC 2, Building acoustics. 

Throughout the text of this document, read "...this European Standard..." to mean "...this International 
Standard...". 
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Building acoustics — Estimation of acoustic performance of 
buildings from the performance of elements — 

Part 1: 
Airborne sound insulation between rooms 

 

1 Scope

This document describes calculation models designed to estimate the airborne sound insulation between rooms in
buildings, primarily using measured data which characterize direct or indirect flanking transmission by the
participating building elements and theoretically derived methods of sound propagation in structural elements.

A detailed model is described for calculation in frequency bands ; the single number rating can be determined from
the calculation results. A simplified model with a restricted field of application is deduced from this, calculating
directly the single number rating, using the single number ratings of the elements.

This document describes the principles of the calculation scheme, lists the relevant quantities and defines its
applications and restrictions. It is intended for acoustical experts and provides the framework for the development
of application documents and tools for other users in the field of building construction, taking into account local
circumstances.

The calculation models described use the most general approach for engineering purposes, with a clear link to
measurable quantities that specify the performance of building elements. The known limitations of these calculation
models are described in this document. Users should, however, be aware that other calculation models also exist,
each with their own applicability and restrictions.

The models are based on experience with predictions for dwellings ; they could also be used for other types of
buildings provided the construction systems and dimensions of elements are not too different from those in
dwellings.

2 Normative references

This European Standard incorporates by dated or undated reference, provisions from other publications. These
normative references are cited at the appropriate places in the text and the publications are listed hereafter. For
dated references, subsequent amendments to or revisions of any of these publications apply to this European
Standard only when incorporated in it by amendment or revision. For undated references the latest edition of the
publication referred to applies.

EN 20140-10, Acoustics - Measurement of sound insulation in buildings and of building elements -
Part 10 : Laboratory measurement of airborne sound insulation of small building elements (ISO 140-10:1991).

EN ISO 140-1, Acoustics - Measurement of sound insulation in buildings and of building elements –
Part 1 : Requirements for laboratory test facilities with suppressed flanking transmission (ISO 140-1:1997).

EN ISO 140-3, Acoustics - Measurement of sound insulation in buildings and of building elements –
Part 3 : Laboratory measurements of airborne sound insulation of building elements (ISO 140-3:1995).

EN ISO 140-4, Acoustics - Measurement of sound insulation in buildings and of building elements - Part 4 : Field
measurements of airborne sound insulation between rooms (ISO 140-4:1998).

EN ISO 717-1, Acoustics - Rating of sound insulation in buildings and of building elements - Part 1 : Airborne
sound insulation (ISO 717-1:1996).

prEN ISO 10848-1, Acoustics - Laboratory measurement of the flanking transmission of airborne and impact noise
between adjoining rooms – Part 1 : Frame document (ISO/DIS 10848-1:1998).
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3 Relevant quantities

3.1 Quantities to express building performance

The sound insulation between rooms in accordance with EN ISO 140-4 can be expressed in terms of several
related quantities. These quantities are determined in frequency bands (one-third octave bands or octave bands)
from which the single number rating for the building performance can be obtained in accordance with
EN ISO 717-1, for instance R'w, DnT,w or (DnT,w + C).

3.1.1 Apparent sound reduction index R'

Minus ten times the common logarithm of the ratio of the total sound power Wtot transmitted into the receiving room
to the sound power W1 which is incident on a separating element. This ratio is denoted by �'.

dBlg10 ' - =' �R (1)

where

1WW /' tot��

In general the total sound power transmitted into the receiving room consists of the power radiated by the
separating element, the flanking elements and other components.

The index R' it is normally determined from measurements according to :

dBlg 10 +     -  =' 21
A

S
LLR s (2)

where

L1 is the average sound pressure level in the source room, in decibels ;

L2 is the average sound pressure level in the receiving room, in decibels ;

A is the equivalent sound absorption area in the receiving room, in square metres ;

Ss is the area of the separating element, in square metres.

3.1.2 Standardized level difference DnT

The difference in the space and time average sound pressure levels produced in two rooms by one or more sound
sources in one of them, corresponding to a reference value of the reverberation time in the receiving room.

dBlg10    +  - = 
o

21nT
T

T
LLD  (3)

where

T is the reverberation time in the receiving room, in seconds ;

To is the reference reverberation time ; for dwellings given as 0,5 s.
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3.1.3 Normalized level difference Dn

The difference in the space and time average sound pressure levels produced in two rooms by one or more sound
sources in one of them, corresponding to the reference equivalent sound absorption area in the receiving room.

dBlg 10  
o

21n  - -  = 
A

A
LLD  (4)

where

Ao is the reference absorption area given as 10 m2.

3.1.4 Relation between quantities

The level differences are related to the apparent sound reduction index as follows :

dB
10

lg 10 +lg 10 +  
ss

n
S

R
S

A
  ' =  ' = oRD (5 a))

dB
0,32

lg 10 +
0,16

lg 10 +  ''
sso

  =   = 
S

V
R

ST

V
RD  nT (5 b))

where

V is the volume of the receiving room, in cubic metres.

It is sufficient to estimate one of these quantities in order to deduce the other ones. In this document the apparent
sound reduction index R' is chosen as the prime quantity to be estimated.

3.2 Quantities to express element performance

The quantities expressing the performance of the elements are used as part of the input data to estimate building
performance. These quantities are determined in one-third octave bands and can also be expressed in octave
bands. In relevant cases a single number rating for the element performance can be obtained from this, in
accordance with EN ISO 717-1, for instance Rw(C ; Ctr).

3.2.1 Sound reduction index R

Ten times the common logarithm of the ratio of the sound power W1 incident on a test specimen to the sound
power W2 transmitted through the specimen :

dBlg 10  
2

1

W

W
 = R (6)

This quantity is to be determined in accordance with EN ISO 140-3.

3.2.2 Sound reduction index improvement ��R

The difference in sound reduction index between a basic structural element with an additional layer (e.g. a resilient
wall skin, a suspended ceiling, a floating floor) and the basic structural element without this layer.

Annex D gives information on the determination and the use of this quantity.

Copyright International Organization for Standardization 
Reproduced by IHS under license with ISO 

Not for ResaleNo reproduction or networking permitted without license from IHS

-
-
`
,
,
,
`
,
`
-
`
-
`
,
,
`
,
,
`
,
`
,
,
`
-
-
-

Full document details: ISO 15712-1-2005

http://avadocuments2026.com/doc/iso-15712-1-2005
http://avadocuments2026.com/doc/iso-15712-1-2005


ISO 15712-1:2005(E) 

4  © ISO 2005 – All rights reserved
 

 3.2.3 Element normalized level difference Dn,e

The difference in the space and time average sound pressure level produced in two rooms by a source in one,
where sound transmission is only due to a small building element (e.g. transfer air devices, electrical cable ducts,
transit sealing systems). Dn,e is normalized to the reference equivalent sound absorption area (Ao) in the receiving

room ; Ao = 10 m2.

dBlg 10    - -=
oA

A
LLD  21en, (7)

where

A is the equivalent sound absorption area in the receiving room, in square metres.

This quantity is to be determined in accordance with EN 20140-10.

3.2.4 Normalized level difference for indirect airborne transmission Dn,s

The difference in the space and time average sound pressure level produced in two rooms by a source in one of
them. Transmission is only considered to occur through a specified path between the rooms (e.g. ventilation
systems, corridors). Dn,s is normalized to the reference equivalent sound absorption area (Ao) in the receiving

room ; Ao = 10 m2.

dBlg 10s
o

21n,
A

A
  - - = LLD (8)

The subscript s indicates the type of transmission system considered.

This quantity is to be determined with a measurement method which is comparable to EN 20140-10.

NOTE Dedicated measurement methods for specific systems should be prepared by CEN/TC 126 or CEN/TC 211 (see
annex F).

3.2.5 Flanking normalized level difference Dn,f

The difference in the space and time average sound pressure level produced in two rooms by a source in one of
them. Transmission is only considered to occur through a specified flanking path between the rooms (e.g.
suspended ceiling, access floor, façade). Dn,f is normalized to the reference equivalent sound absorption area (Ao)

in the receiving room ; Ao = 10 m2.

dBlg 10 
oA

A
LLD  - - = 21fn, (9)

This quantity is to be determined according to prEN ISO 10848-1.

NOTE For suspended ceilings EN 20140-9 is available, where the subscript 'c' is used instead of the more general 'f'. For
access floors a standard is in preparation : prEN ISO 140-11 (see annex F).
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3.2.6 Vibration reduction index Kij

This quantity is related to the vibrational power transmission over a junction between structural elements,
normalized in order to make it an invariant quantity. It is determined by normalizing the direction-averaged velocity
level difference over the junction, to the junction length and the equivalent sound absorption length, if relevant, of
both elements in accordance with the following equation :

dBlg 10 
2

ji

jiv,ijv,
ij

aa

ij   
lDD

K ��
 +

(10)

where

Dv,ij is the velocity level difference between element i and j, when element i is excited, in decibels ;

Dv,ji is the velocity level difference between element j and i, when element j is excited, in decibels ;

lij is the common length of the junction between element i and j, in metres ;

ai is the equivalent absorption length of element i, in metres ;

aj is the equivalent absorption length of element j, in metres.

The equivalent absorption length is given by :

f

f

T

S ref

so

22,2

c
a

�
� (11)

where

Ts is the structural reverberation time of the element i or j, in seconds ;

S is the area of element i or j, in square metres ;

f is the centre band frequency, in Hertz ;

fref is the reference frequency; fref = 1 000 Hz ;

co is the speed of sound in air, in metres per second.

NOTE 1 The equivalent absorption length is the length of a fictional totally absorbing edge of an element if its critical
frequency is assumed to be 1 000 Hz, giving the same loss as the total losses of the element in a given situation.

The quantity Kij  is to be determined in accordance with prEN ISO 10848-1.

NOTE 2 For the time being values for this quantity can be taken from annex E or be deduced from available data on the
junction velocity level difference according to annex E.

3.2.7 Other element data

For the calculations additional information on the element can be necessary, e.g. :

� mass per unit area m', in kilograms per square metre ;

� type of element ;

� material ;

� type of junction.
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3.3 Other terms and quantities

3.3.1 Direct transmission

Transmission due only to sound incident on a separating element and directly radiated from it (structure-borne) or
transmitted through parts of it (airborne) such as slits, air moving devices or louvres.

3.3.2 Indirect transmission

Transmission of sound from a source room to a receiving room, through transmission paths other than the direct
transmission path. It can be divided into airborne transmission and structure-borne transmission. The latter is called
flanking transmission.

3.3.3 Indirect airborne transmission

Indirect transmission of sound energy via an airborne transmission path mainly, e.g. ventilation systems,
suspended ceilings and corridors

3.3.4 Indirect structure-borne transmission (flanking transmission)

Transmission of sound energy from a source room to a receiving room via structural (vibrational) paths in the
construction mainly, e.g. walls, floors, ceilings.

3.3.5 Direction-averaged junction velocity level difference ijv,D

The average of the junction velocity level difference from element i to j and element j to i :

dB
2

jiv,ijv,
ijv,

DD
D

+
 = (12)

3.3.6 Flanking sound reduction index Rij

Minus ten times the common logarithm of the flanking transmission factor �ij , which is the ratio of the sound power
Wij  radiated from a flanking construction j in the receiving room due to incident sound on construction i in the
source room to the sound power W1 which is incident on a reference area in the source room. The area of the
separating element is chosen as the reference area.

dBlg 10 ijij �-=R (13)

where

1WW /ijij ��

NOTE The area of the separating element is chosen as the reference since then the contribution of each transmission path
to the total transmission is directly indicated, which is not the case with other choices.
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4 Calculation models

4.1 General principles

The sound power in the receiving room is due to sound radiated by the separating structural elements and the
flanking structural elements in that room and by the relevant direct and indirect airborne sound transmission. The
total transmission factor can be divided into transmission factors, related to each element in the receiving room and
the elements and systems involved in the direct and indirect airborne transmission :

dBlg10 ��' ��R (14)

� ��
� ��

����
m

le

k

ls
se

n

lf
fd �����  '

where the indices d, f, e and s refer to the different contributions to the sound transmission illustrated in Figure 1
and where

�' is the sound power ratio of total radiated sound power in the receiving room relative to incident sound
power on the common part of the separating element ;

�d is the sound power ratio of radiated sound power by the common part of the separating element relative to
incident sound power on the common part of the separating element. It includes the paths Dd and Fd
shown in Figure 2 ;

�f is the sound power ratio of radiated sound power by a flanking element f in the receiving room relative to
incident sound power on the common part of the separating element. It includes paths Ff and Df shown in
Figure 2 ;

�e is the sound power ratio of radiated sound power in the receiving room by an element in the separating
element due to direct airborne transmission of incident sound on this element, relative to incident sound
power on the common part of the separating element ;

�s is the sound power ratio of radiated sound power in the receiving room by a system s due to indirect
airborne transmission of incident sound on this transmission system, relative to incident sound power on
the common part of the separating element ;

n is the number of flanking elements ; normally n = 4, but it can be smaller or larger ;

m is the number of elements with direct airborne transmission ;

k is the number of systems with indirect airborne transmission.

Figure 1 — Illustration of the different contributions to the total sound transmission to a room : d - radiated
directly from the separating element, f1 and f2 – radiated from flanking elements, e – radiated from

components mounted in the separating element, s – indirect transmission
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The sound radiated by a structural element can be considered to be the sum of structure-borne sound transmission
through several paths. Each path can be identified by the element i on which the sound is incident in the source
room and the radiating element j in the receiving room. The paths for a flanking element and the separating
element are shown in Figure 2, where in the source room the elements i are designated by F for the flanking
element and D for the separating element and in the receiving room the elements j are designated by f for a
flanking element and d for the separating element.

Figure 2 — Definition of sound transmisson paths ij between two rooms

The main assumptions with this approach are that the transmission paths described can be considered to be
independent and that the sound and vibrational fields behave statistically. Within these restrictions this approach is
quite general, in principle allowing for various types of structural elements, i.e. monolithic elements, cavity walls,
lightweight double leaf walls, and different positioning of the two rooms. However, the available possibilities to
describe the transmission by each path imposes restrictions in this respect. The model presented is therefore
restricted to adjacent rooms, while the type of elements is mainly restricted by the available information on the
vibration reduction index to monolithic and lightweight double elements. Some indications are given in 4.2.4 for the
application to other double elements such as cavity walls.

The transmission factor for the separating element consists of contributions from the direct transmission and n
flanking transmission paths.

� ���
n

F
FdDdd

1=

+= (15)

The transmission factor for each of the flanking elements f in the receiving room consists of contributions from 2
flanking transmission paths.

    +  =  FfDff ��� (16)

The transmission factors for these structure-borne transmission paths are related to the sound reduction index for
direct transmission (RDd) and the flanking sound reduction index (Rij) as follows :

10/

10/

ij

Dd

10

10

ij

Dd

R

R

�

�

�

�

�

�

(17)
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The transmission factors for the direct and indirect airborne transmission are related to the element normalized
level difference (Dn,e) and the normalized level difference for indirect airborne transmission (Dn,s) as follows :

10/

10/

sn

en

10

10

s
s

s
e

�

�

�

�

�

�

Do

Do

S

A

S

A

�

�

(18)

where

Ss is the area of the separating element, in square metres ;

Ao is the reference equivalent sound absorption area, in square metres.

The detailed model calculates the building performance in frequency bands, based on acoustic data for the building
elements in frequency bands (one-third octave bands or octave bands). As a minimum the calculation has to be
performed for octave bands from 125 Hz to 2 000 Hz or for one-third octave bands from 100 Hz to 3 150 Hz. From
these results the single number rating for the building performance can be deduced in accordance
with EN ISO 717-1.

NOTE The calculations can be extended to higher or lower frequencies if element data are available for these frequencies.
However, especially for the lower frequencies no information is available at this time on the accuracy of calculations for these
extended frequency regions.

The detailed model deals with both the structure-borne transmission and the direct and indirect airborne
transmission. Since these transmission paths can be considered as independent they are treated separately. The
calculation of the structure-borne transmission is described in section 4.2. The direct and indirect airborne
transmission is described in section 4.3.

The simplified model calculates the building performance as a single number rating, based on the single number
ratings of the performance of the elements involved. The simplified model considers only the structure-borne
transmission and is described in section 4.4.

4.2 Detailed model for structure-borne transmission

4.2.1 Input data

The transmission for each of the paths can be determined from :

� sound reduction index of separating element : Rs ;

� sound reduction index for element i in source room : Ri ;

� sound reduction index for element j in receiving room : Rj ;

� sound reduction index improvement by additional layers for separating element in the source room and/or in
the receiving room : �RD, �Rd ;

� sound reduction index improvement by additional layers for element i in the source room and/or element j in
the receiving room : �Ri, �Rj ;

� structural reverberation time for an element in the laboratory : Ts,lab ;

� vibration reduction index for each transmission path from element i to element j : Kij ;

� area of separating element : Ss ;
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� area of element i in source room : Si ;

� area of element j in receiving room : Sj ;

� common coupling length between element i and element j as measured from surface to surface : l ij ;

NOTE If DnT or Dn is calculated, the area of the separating element serves as an arbitrary reference and could be taken as

10 m2 throughout the calculations.

The acoustic data on the elements involved should be taken primarily from standardized laboratory measurements.
However, they may also be deduced in other ways, using theoretical calculations, empirical estimations or
measurement results from field situations. Information on this is given in some annexes. The sources of the data
used, shall be clearly stated.

Information on the sound reduction index for homogeneous elements is given in annex B.

Information on the structural reverberation time for homogeneous elements is given in annex C.

Information on the sound reduction index improvement and flanking sound reduction index improvement is given in
annex D.

Information on the vibration reduction index for common junctions is given in annex E.

4.2.2 Transfer of input data to in-situ values

Acoustic data for the elements (structural elements, additional layers and junctions) have to be converted into
in-situ values before the actual determination of the sound transmission.

For the separating element  and each of the flanking elements  the in-situ value of the sound reduction index Rsitu
follows from :

dBlg 10
labs,

situs,
situ

T

T
RR -= (19)

where

Ts,situ is the structural reverberation time of the element in the actual field situation, in seconds ;

Ts,lab is the structural reverberation time of the element in the laboratory, in seconds.

For direct transmission R shall include the forced transmission as included in laboratory measurements.

For each flanking transmission path the sound reduction index R of the involved elements (including the separating
element) should relate to the resonant transmission only. It is correct to apply the laboratory sound reduction index
above the critical frequency. Below the critical frequency this can be considered a reasonable estimation which errs
on the low side, due to non-resonant transmission. If the values of the sound reduction index are based on
calculations from material properties, it is best to consider only resonant transmission over the whole frequency
range of interest.

For the following building elements the structural reverberation time Ts,situ shall be taken as being equal to Ts,lab
which leads to a correction term of 0 dB :

� lightweight, double leaf elements, such as timber framed or metal framed stud walls ;

� elements with an internal loss factor greater than 0,03 ;

� elements which are much lighter than the surrounding structural elements (by a factor of at least three) ;

� elements which are not firmly connected to the surrounding structural elements.
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Otherwise the structural reverberation time, both for the laboratory and for the actual field situation, is to be taken
into account; see annex C.

NOTE 1 As a first approximation the correction terms for all types of elements can be taken as 0 dB.

For the additional layers  the laboratory value can be used as an approximation for the in-situ value of the
improvement �Rsitu :

dBRR �� =situ (20)

For each flanking transmission path the sound reduction index improvement �R of the involved elements (including
the separating element) should relate to the resonant transmission only. However, measurement methods to
determine this are not readily available and there is some evidence, to indicate that the improvement for direct
transmission is also reasonable, as an estimate for the improvement for flanking transmission too; see annex D.

For the junctions  the in-situ transmission is characterized by the direction-averaged junction velocity level

difference situij,v,D . This follows from the vibration reduction index :

dB0dBlg 10 ��� situij,v,i ; D
aa

l
KD

situj,situi,

ij
jsituij,v, (21)

with

f

f

Tc

S
a

f

f

Tc

S
a

ref

j,situs,

j
j,situ

ref

s,i,situo

i
i,situ

o

2

2

2,2
=

2,2
=

�

�

(22)

where

ai,situ is the equivalent absorption length of element i in the actual field situation, in metres ;

aj,situ is the equivalent absorption length of element j in the actual field situation, in metres ;

f is the centre band frequency, in Hertz ;

fref is the reference frequency ; fref = 1 000 Hz ;

co is the speed of sound in air, in metres per second ;

l ij is the coupling length of the common junction between elements i and j, in metres ;

Si is the area of element i, in square metres ;

Sj is the area of element j, in square metres ;

Ts,i,situ is the structural reverberation time of element i in the actual field situation, in seconds ;

Ts,j,situ is the structural reverberation time of element j in the actual field situation, in seconds.
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For the following building elements the equivalent absorption length asitu is taken as numerically equal to the area
of the element, so ai,situ = Si/lo and/or aj,situ = Sj/lo, where the reference length lo = 1 m :

� lightweight, double leaf elements, such as timber framed or metal framed stud walls ;

� elements with an internal loss factor greater than 0,03 ;

� elements which are much lighter than the surrounding structural elements (by a factor of at least three) ;

� elements which are not firmly connected to the surrounding structural elements.

Otherwise the structural reverberation time for the actual field situation has to be taken into account ; see annex C.

NOTE 2 As a first approximation the equivalent absorption length can be taken as ai,situ = Si/lo and aj,situ = Sj/lo for all types

of elements with lo = 1 m. If in that case the vibration reduction index has a lower value than a minimum value Kij,min, that

minimum value is to be used. The minimum value is given by (ij  = Ff, Fd or Df) :

dB
11

lg 10
�
�
	




�
�
�




�
�

�

�

�
�

�

�
��

ji
oijminij,     

SS
llk (23)

4.2.3 Determination of direct and flanking transmission in-situ

The sound reduction index for direct transmission is determined from the adjusted input value for the separating
element according to the following :

dBsituD, situd,situs,Dd RR �� ++= RR (24)

The flanking sound reduction index is determined from the adjusted input values according to the following, with
ij = Ff, Fd and Df :

dBlg10�
2

�
2 ji

s
situij,v,situj,

situj,
situi,

situi,
ij

SS

S
DR

R
R

R
R ������ (25 a))

NOTE 1 If as a first approximation the terms with the structural reverberation time are  taken as 0 dB and the equivalent
absorption lengths are taken as ai,situ = Si / lo and aj,situ = Sj / lo for all types of elements, equation (25 a)) can be written as :

dBlg 10
22 ijo

s
ijj

j
i

i

ll

S
KR

R
R

R
R ������ ��ij (25 b))

NOTE 2 Equation (25 a)) is identical to the following equation :

dB
�

�
lg 10 lg 10

situj,

situi,
i       ������ ��

j

s
situij,v,situj,situi,situi,j

S

S
DRRRR (25 c))

However, since the junction velocity level difference is not an invariant quantity and the radiation factors are often
not known, this relation is less suited for predictions. It could be used in existing field situations to estimate flanking
transmission if appropriate data (measured or estimated) on the junction velocity level difference Dv,ij  and the

radiation factors �i and �j for that field situation are available.

NOTE 3 For certain building situations (combinations of lightweight elements or combinations of lightweight elements and
massive elements, e.g with suspended ceilings or lightweight facades) the flanking transmission is dominated by path Ff (the
contributions of path Df and Fd being negligible). Often that transmission also includes or is even dominated by indirect airborne
transmission paths. In that case it is feasible to characterize the flanking transmission for this construction as a whole by
laboratory measurements, expressed as Dn,f, from which the flanking sound reduction index RFf can be deduced ; see annex F.
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The sound transmission by the separating element and by the flanking elements can be calculated in accordance
with equations (15) and (16), applying the equations (17), (19) to (25) inclusive. The total sound transmission
(apparent sound reduction index) can be calculated with equation (14), using the results of section 4.3 if applicable.

4.2.4 Interpretation for several types of elements

� For flanking elements constructed of several parts the sound reduction index of the larger part directly
connected to the separating element should be taken into account. If complete discontinuities occur in the
element, such as doors or heavy cross elements, the parts behind these discontinuities can be neglected.

Legend

1 Structure to consider

2 Side views

3 Vertical cross section

Figure 3

� If a flanking construction consists of more types of elements, each directly connected to the separating
element, each of these types has to be considered as a separate flanking element (in the illustration the
flanking element f consists of the two types a and b).

Legend

1 Side view

Figure 4

� For flanking elements not in a single plane, i.e. with bends or other shapes, the total area can be used, unless
the angles at the discontinuities are large such as those with 90-degree corners ; in such cases an effective
total area can be used, taking into account the vibration level difference at the discontinuity.
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Legend

1 Horizontal cross section

Figure 5

� With additional layers such, as wall linings or floating floors, the sound reduction index and junction
transmission index relates to the basic structural element, the effect of the additional layer being taken into
account separately by �R.

Figure 6

� With additional external layers, such as lightweight external lining, which have negligible influence on the
behaviour of the basic structural element, the calculation should concern only the basic inner element. The
effect of the external lining or construction may be neglected or otherwise be taken into account through the
vibration reduction index.

Figure 7

� With cavity flanking elements the calculation should concern primarily the inner element with the effect of the
external element taken into account through the vibration reduction index. This index can be based on
measurements in similar situations or be estimated by considering the various transmission paths contributing
to the vibration reduction index.

Figure 8
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