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Foreword

ISO (the International Organization for Standardization) is a worldwide federation of national standards
bodies (ISO member bodies). The work of preparing International Standards is normally carried out
through ISO technical committees. Each member body interested in a subject for which a technical
committee has been established has the right to be represented on that committee. International
organizations, governmental and non-governmental, in liaison with ISO, also take part in the work.
ISO collaborates closely with the International Electrotechnical Commission (IEC) on all matters of
electrotechnical standardization.

The procedures used to develop this document and those intended for its further maintenance are
described in the ISO/IEC Directives, Part 1. In particular, the different approval criteria needed for the
different types of ISO documents should be noted. This document was drafted in accordance with the
editorial rules of the ISO/IEC Directives, Part 2 (see www.iso.org/directives).

Attention is drawn to the possibility that some of the elements of this document may be the subject of
patent rights. ISO shall not be held responsible for identifying any or all such patent rights. Details of
any patent rights identified during the development of the document will be in the Introduction and/or
on the ISO list of patent declarations received (see www.iso.org/patents).

Any trade name used in this document is information given for the convenience of users and does not
constitute an endorsement.

For an explanation of the voluntary nature of standards, the meaning of ISO specific terms and
expressions related to conformity assessment, as well as information about ISO's adherence to
the World Trade Organization (WTO) principles in the Technical Barriers to Trade (TBT), see
www.iso.org/iso/foreword.html.

This document was prepared by Technical Committee ISO/TC 300, Solid recovered materials, including
solid recovered fuels.

Alist of all parts in the ISO 21911 series can be found on the ISO website.

Any feedback or questions on this document should be directed to the user’s national standards body. A
complete listing of these bodies can be found at www.iso.org/members.html.
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Introduction

There is a continuous global growth in the trading and use of solid recovered fuels (SRFs). This has
resulted in an increased probability of fires, which has consequences for the handling, transporting
and storage of SRFs.

SRFs can generate heat spontaneously by exothermic biological, chemical and physical processes. The
heat build-up can be significant in large storage volumes if the heat conduction in the material is low. In
some conditions the heat generation can lead to pyrolysis and spontaneous ignition. The potential for
self-heating varies considerably for different types and qualities of SRFs and it is important to be able to
identify SRF fractions with high heat generation potential to avoid fires in stored materials.

The increasing number of incidents is a clear indicator that safety needs to be prioritized, first of all
for human safety and environmental concerns but also because interruptions in energy supply will
have significant consequences. SRF fires throughout the supply chain will also, in addition to safety and
environmental issues and direct economic losses, have a negative impact on the confidence in the SRFs
as areliable energy source. They can also lead to difficulties in obtaining insurance coverage.

It is difficult for SRF producers, logistics providers, SRF users, equipment suppliers and manufacturers,
consultants, authorities and insurance providers to determine reasonable safety measures and an
appropriate level of protection due to a lack of standards and recommendations.

As part of the determination and the assessment of risks for SRFs, defined test methods and standards
are established or need to be developed. However, ageing and degradation due to the handling and
storage of SRFs in actual environments affects their characteristics, so safety margins should be
established in relation to actual analysis results.

The test method described in this document, isothermal calorimetry, is a method where the heat flow
generated from the test portion is measured directly. The operating temperature for an isothermal
calorimeter is normally in the range of 5 °C to 90 °C (some calorimeters can reach even higher
temperatures) and can therefore measure low-temperature reactions, such as those from bacteria and
other microbes. However, isothermal calorimetry is used for monitoring the thermal activity or heat
flow of chemical, physical and biological processes. The technique is most commonly used in the fields
of pharmaceuticals, energetic materials and cement. Isothermal calorimetry has also been applied for
the measurement of heat flow from the self-heating of solid biofuel pelletsle]-[10],

For investigating heat generation at high temperatures, other types of test methods, such as basket
heating tests, are possibly more suitable.

Data on spontaneous heat generation determined using this document are only associated with the
specific quality, composition and age of the sample material.

The information derived using this document is for use in quality control and in hazard and risk
assessments.
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