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Foreword 

ISO (the International Organization for Standardization) and IEC (the International Electrotechnical 
Commission) form the specialized system for worldwide standardization. National bodies that are members of 
ISO or IEC participate in the development of International Standards through technical committees 
established by the respective organization to deal with particular fields of technical activity. ISO and IEC 
technical committees collaborate in fields of mutual interest. Other international organizations, governmental 
and non-governmental, in liaison with ISO and IEC, also take part in the work. In the field of information 
technology, ISO and IEC have established a joint technical committee, ISO/IEC JTC 1. 

International Standards are drafted in accordance with the rules given in the ISO/IEC Directives, Part 2. 

The main task of the joint technical committee is to prepare International Standards. Draft International 
Standards adopted by the joint technical committee are circulated to national bodies for voting. Publication as 
an International Standard requires approval by at least 75 % of the national bodies casting a vote. 

Attention is drawn to the possibility that some of the elements of this document may be the subject of patent 
rights. ISO and IEC shall not be held responsible for identifying any or all such patent rights. 

ISO/IEC 24762 was prepared by Joint Technical Committee ISO/IEC JTC 1, Information technology, 
Subcommittee SC 27, IT Security techniques. 
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0 Introduction 

0.1 General 

This International Standard is aimed at aiding the operation of an Information Security Management System 
(ISMS) by providing guidance on the provision of information and communications technology disaster 
recovery (ICT DR) services as part of business continuity management. 

Information security management is the process by which management aims to achieve effective 
confidentiality, integrity and availability of information and service. When an organization implements an ISMS 
the risks of interruptions to business activities for any reason should always be identified. 

ISO/IEC 27001 and ISO/IEC 27002 include a control objective for information security aspects of business 
continuity management (refer to Control Objective 14.1 in ISO/IEC 27002:2005), the implementation of which 
will reduce those risks. That control objective is supported by controls to be selected and implemented as part 
of the ISMS process. 

Business continuity management is an integral part of a holistic risk management process that safeguards the 
interests of an organization’s key stakeholders, reputation, brand and value creating activities through: 

identifying potential threats that may cause adverse impacts on an organization’s business operations, and 
associated risks; 

providing a framework for building resilience for business operations; 

providing capabilities, facilities, processes, action task lists, etc., for effective responses to disasters and 
failures. 

In planning for business continuity, the fallback arrangements for information processing and communication 
facilities become beneficial during periods of minor outages and essential for ensuring information and service 
availability during a disaster or failure for the (complete) recovery of activities over a period of time. Such 
fallback arrangements may include arrangements with third parties in the form of reciprocal agreements, or 
commercial subscription services. 

0.2 Structure 

This International Standard provides guidelines for the ICT DR services, which include both those provided in-
house and outsourced. It covers facilities and services capability and provides fallback and recovery support 
to an organization’s ICT systems. It includes the implementation, testing and execution aspects of disaster 
recovery. It does not include other aspects of business continuity management. 

The guidelines are applicable to both “in-house” and “outsourced” ICT DR service providers of physical 
facilities and services in varying degrees. ICT DR service providers should interpret the intent of these 
guidelines within the context of the services they offer. 

These guidelines include the requirements for implementing, operating, monitoring and maintaining ICT DR 
services, divided into two areas: 

a) ICT disaster recovery (Clause 5); and 

b) ICT disaster recovery facilities (Clause 6). 
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Clause 7, “outsourced service provider’s capability”, specifies the capabilities which outsourced ICT DR 
service providers should possess, and the practices they should follow, for them to be able to provide basic 
secure operating environments and facilitate organizations’ recovery efforts. The capabilities required are 
specified in terms of the infrastructure and services needed to enable organizations to implement and execute 
their ICT DR plans. (It should be noted that although this clause is targeted at outsourced service providers, 
the guidelines it contains are also recommended for adoption by service providers in general.) 

Clause 8, “selection of recovery sites”, provides guidance for: 

a) organizations that are in the process of selecting an external recovery site as part of their ICT DR 
practices; 

b) ICT DR service providers who are in the process of building (additional) recovery sites to expand their 
operations. 

Factors such as environmental stability, good infrastructure and availability of skilled manpower locally, may 
provide a favourable environment for the operation of ICT DR recovery sites. Further, the presence of other 
ICT DR service providers and their suppliers may create a critical mass for a vibrant local industry. The track 
record of key players is another indicator of the maturity and vibrancy of the local ICT DR industry. Where 
applicable, proactive support of the local authority may also contribute to the growth and expansion of this 
industry. 

Clause 9, “continuous improvement”, provides guidance for ICT DR service providers on ensuring continuous 
improvement to their ICT DR services through a set of practices. These practices can enable service 
providers to continuously maintain and improve the level of their services and thus provide an additional level 
of assurance to organizations engaging these services. 

0.3 Framework 

0.3.1 ICT DR service provision framework 

This International Standard is based on a multi-tier framework comprising different elements in the ICT DR 
services provision, as illustrated in Figure 1. The “foundation” layer comprises the important aspects of ICT 
DR services, namely Policies, Performance Measurement, Processes and People. This layer helps to define 
the supporting infrastructure and services capability. The “continuous improvement” layer highlights practices 
that help to improve ICT DR activities in specific areas, and represents an added level of provision to the 
services provided. Thus the guidelines in this International Standard are drawn from a composite view of 
these layers, and with a balance between cost effectiveness and standard rigor considerations. 

Policies

People

Performance
Measurement

Processes

Services
Capability

 
Infrastructure

Continuous  Improvement

ICT DR Framework

Effective Provision of 
ICT DR Services in 
Support of 
Organization’s 
Business Continuity 
Management 

Organization’s 
ICT DR 
Requirements 

 
Figure 1 ― ICT DR service provision framework 
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0.3.2 Policies 

“Policies” enable ICT DR service providers to set the direction on the other, related, areas of their ICT DR 
services, and also enable clear communication to the relevant parties on the requirements that can be met by 
ICT DR service provider facilities. 

The “Policies” aspect is elaborated on in clauses 5 to 9 of this International Standard. An established policy is 
usually expressed as “the system should include the following policies …” or “there should be documented 
policies and procedures …”. 

0.3.3 Performance measurement 

“Performance Measurement” enables ICT DR service providers to review and improve their services, and at 
the same time provides a means for service providers to demonstrate that their services meet organization 
requirements. This will in turn help to promote the ICT DR industry service level as a whole. 

The “Performance Measurement” aspect is elaborated on in clause 9.3 of this International Standard, which 
explains the need for measuring the performance of ICT DR services and illustrates some examples of 
measurement metrics that service providers can select.” 

0.3.4 Processes 

“Processes” ensures that a consistent approach will be adopted in the other areas of ICT DR services, making 
possible the continuous maintenance of service levels and the ease of training of ICT DR personnel. 

The “Processes” aspect is elaborated on in clauses 5 to 9 of this International Standard. An established 
process is usually expressed as “… according to appropriate established procedures”, “establish a set of 
procedures to ensure …”, or “there should be documented policies and procedures …”. 

0.3.5 People 

“People”, relates to the pool of skilled and knowledgeable service provider, organization and as relevant, third 
party personnel needed to help operate, uphold and maintain ICT DR practices. Further, the safety and 
welfare of personnel is also one of the aspects ICT DR service providers will need to take care of. 

The “People” aspect is elaborated in various clauses of this International Standard. Clause 5.9 covers the 
general training and education guidelines, and clause 7.4 elaborates on the need for service provider 
management expertise. Clauses 6.10 and part of 6.12 cover personnel health and safety, and clause 6.13 
provides guidance on personnel welfare aspects. 

0.4 Interpretation of clauses 

0.4.1 Statements on capability expectations 

Statements on capability expectations typically contain the phrase – “ … service providers should be capable 
of providing organizations with … " – meaning that service providers should possess certain capabilities. Such 
capabilities could be a latent potential that can be swiftly activated by service providers if there is organization 
demand. For example, additional resources could be readily channelled from another unit (e.g. from 
elsewhere in the region or country, or from overseas) in response to an organization requirement. Obviously 
the actual provision of a particular stated capability to any organization would be subject to contract 
negotiations between service provider and organization. 

0.4.2 Supplementary requests by organizations 

Certain statements in this International Standard can lead organizations to making supplementary requests to 
service providers based on their specific ICT DR requirements. Such requests will be subject to further 
negotiations between service providers and organizations and not within the purview of this International 
Standard. For example, organizations may request audits of their service providers. The latter may levy fees 
for such requests. 
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0.4.3 Service level agreement (SLA)/Service level commitment (SLC) 

Certain subjects raised in this International Standard can be SLA/SLC issues. However, they do not dictate 
the content of the SLA/SLC between service providers and organizations. The subjects raised are intended to 
build common understanding and expectation between service providers and organizations. In particular they 
serve to draw organizations’ attention to the typical items that could be included in SLA/SLC negotiations. 
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Information technology — Security techniques — Guidelines for 
information and communications technology disaster recovery 
services 

1 Scope 

1.1 General 

This International Standard describes the basic practices which ICT DR service providers, both in-house and 
outsourced, should consider. 

It covers the requirements that service providers should meet, recognizing that individual organizations may 
have additional requirements that are specific to them (which would have to be addressed in the 
agreements/contracts with service providers). Examples of such organization requirements may include 
special encryption software and secured operation procedures, equipment, knowledgeable personnel and 
application documentation. Such additional organization specific requirements, if necessary, are generally 
negotiated on a case-by-case basis and are the subject of detailed contract negotiations between 
organizations and their ICT DR service providers and are not within the scope of this International Standard. 

1.2 Exclusions 

This International Standard does not: 

a) provide any guidance on business continuity management as a whole for organizations; 

b) take precedence over any laws and regulations, both existing and those in the future; 

c) have any legal power over the Service Level Agreements (SLAs) included in negotiated contracts 
between organizations and service providers; 

d) address requirements, legal or otherwise, governing normal business operations to be adhered to by 
service providers. Examples of such requirements include detailed regulations covering building and fire 
safety, occupational health and safety, copyright regulation and prevailing human resource practices; 

e) provide an exhaustive list, and thus technical security controls are not covered. Readers should refer to 
ISO/IEC 27001 and ISO/IEC 27002, vendor literature and other technical references, as necessary. 

1.3 Audience 

This International Standard applies to: 

a) all organizations requiring the ICT DR services as part of their business (whether in-house and/or 
outsourced); 

b) ICT DR service providers in their provision of ICT DR services; 

c) communities of organizations with reciprocal or mutual arrangements. 
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2 Normative references 

The following referenced documents are indispensable for the application of this document. For dated 
references, only the edition cited applies. For undated references, the latest edition of the referenced 
document (including any amendments) applies. 

ISO/IEC 27001:2005, Information technology — Security techniques — Information security management 
systems — Requirements 

ISO/IEC 27002:2005, Information technology — Security techniques — Code of practice for information 
security management 

3 Terms and definitions 

For the purposes of this document, the following terms and definitions apply. 

3.1 
computing and related equipment 
computer, network, telecommunications and peripheral equipment that support the information processing 
activities of organizations 

3.2 
ICT systems 
hardware, software and firmware of computers, telecommunications and network equipment or other 
electronic information handling systems and associated equipment 

NOTE ICT systems include any equipment or interconnected systems or subsystems of equipment that are used in 
the acquisition, storage, manipulation, management, movement, control, display, switching, interchange, transmission or 
reception of data/information. 

3.3 
information security 
preservation of confidentiality, integrity and availability of information 

NOTE 1 In addition, other properties such as authenticity, accountability, non-repudiation and reliability can also be 
involved. 

NOTE 2 Adapted from ISO/IEC 27002:2005. 

3.4 
infrastructure 
facilities and equipments to enable the ICT DR services, including but not limited to power supply, 
telecommunications connections and environmental controls 

3.5 
organizations 
entities which utilize ICT DR services 

3.6 
outsourced service providers 
external service providers of ICT DR services 

3.7 
service providers 
in-house teams or external parties providing ICT DR services to organizations 
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3.8 
service level agreement 
written agreement between a service provider and an organization that documents services and agreed 
service levels 

NOTE In the case of outsourced service providers, the service level agreement is a written contractually binding 
agreement 

3.9 
service level commitment 
commitment from a service provider (usually an internal service provider) to an organization that defines 
services and agreed service levels 

4 Abbreviated terms 

DBA Data Base Administrator 

EMF Electro Magnetic Field 

ICT DR Information and Communications Technology Disaster Recovery 

MDF Main Distribution Frame 

PDA Personal Digital Assistant 

SLA Service Level Agreement  

SLC Service Level Commitment  

UPS Uninterruptible Power Supply 

USB Universal Serial Bus 

VFI Voltage and Frequency Independent 

WAR Work Area Recovery 

5 ICT disaster recovery 

5.1 General 

ICT DR service provision, irrespective of whether it is provided in-house or outsourced, should follow best 
practice guidelines as outlined in the following clauses. If the guidelines are followed there will be assurance 
that ICT DR services have been implemented after due consideration of unforeseen events that could affect 
the ability to fulfil service obligations, and related risk mitigation via prior arrangements with other service 
providers in the industry.  

It should be noted that: 

a) these guidelines will be applicable to ICT DR service providers (of physical facilities and services) in 
varying degrees. ICT DR service providers should interpret the intent of the guidelines in the context of 
the particular facilities and services they offer or intend to offer; 

b) the issue of site proximity should be taken into consideration when ICT DR service providers contract and 
agree SLAs with organizations. 
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5.2 Environmental stability 

Environmental stability is important for the direct operation of a recovery center as well as personnel travel, 
safety and welfare. The utilities required for the operation of a recovery center, such as power supply and 
telecommunications, can be affected by environmental instability. Personnel travel and safety to/from a 
recovery center can be affected by disruption to the transportation system. Personnel welfare and social 
activities after work can also be limited by an unsafe external environment. The frequent occurrence on a 
large scale of the following type of activities would indicate underlying environmental instability: 

a) strikes; 

b) demonstrations; 

c) riots; 

d) violent crimes; 

e) natural disasters; 

f) pandemics; 

g) deliberate attacks, e.g. terrorist bombing, biological attacks. 

5.3 Asset management 

5.3.1 General 

Service providers should ensure that assets placed in their ICT DR premises are capable of being uniquely 
identified, located and retrieved in a timely manner when required by organizations. In addition to computing 
and related equipment, assets include: application software, vital records stored on media (magnetic or 
otherwise), and necessary operational documentation placed in service providers’ operational premises to 
facilitate recovery from disasters and failures. 

5.3.2 Organization ownership rights and privileges 

Service providers should explicitly document and maintain the listing of assets that are in their ICT DR 
premises. In the case of outsourced service providers, the asset list should be included in service contracts 
with appropriate clauses inserted to identify their ownership rights and privileges. 

5.3.3 Asset protection 

For all assets located in their ICT DR premises, service providers should ensure that: 

a) a list of the assets is maintained [this could be through use of a configuration management “system” and 
associated processes that maintain details of current versions of documentation, software, and all other 
assets (ISO/IEC 20000 provides guidance on establishing configuration management)]; 

b) all assets are tagged/marked in a manner that uniquely identifies ownership; 

c) in the case of outsourced ICT DR service provision, organizations and outsourced service providers do 
not display explicit organization names in the asset tagging/marking to ensure that security is not 
compromised. For example, equipment mounted on shared racks should not have explicit organization 
names as part of the tag/mark. 
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Service providers should establish “systems”1) to protect, maintain, locate, retrieve and return all organization 
tagged/marked assets located at their premises, and ensure that organization ICT DR assets are: 

a) located and kept in safe environments; 

b) maintained in good operating conditions, with the installation of appropriate environmental controls; 

c) not used or redeployed for other than contracted purposes; 

and that the location of organizations’ ICT DR assets is accurately tracked for retrieval. 

In the case of outsourced ICT DR service provision, outsourced service providers should ensure that: 

a) organizations are informed when their assets are being relocated; 

b) organizations’ assets are retrieved and returned within a predetermined and agreed timeframe when 
requested by organizations; 

c) organizations are forewarned and their assets returned to them according to appropriate established and 
agreed procedures before the onset of any seizure or stoppages. 

Organizations should consider the implications of disaster recovery data and other assets being stored across 
national boundaries, and ensure that compliance is maintained with all relevant legal and regulatory 
requirements. 

5.3.4 Availability of documentation 

Service providers (if required by their SLAs) and organizations should maintain duplicate copies of plans, 
disaster/failure procedures and other essential information for managing disasters and failures, including 
details of how to contact staff and of access points for emergency services. Such duplicate plans, procedures 
and other essential information should be kept off site at easily accessible locations. 

5.4 Proximity of site 

DR sites should be in geographic areas that are unlikely to be affected by the same disaster/failure events as 
organizations’ primary sites. The issue of site proximity and associated risks should be taken into 
consideration when ICT DR service providers contract and agree SLAs with organizations. 

5.5 Vendor management 

5.5.1 General 

Service providers should assess the relevant risks and then take adequate steps to ensure that critical 
equipment and services can be provided by their vendors within predetermined and agreed timeframes. Such 
vendors could include original equipment manufacturers and/or suppliers. 

The following guidelines are applicable only to equipment supplied by service providers. Organizations that 
place their equipment in a recovery site should make their own arrangements with their equipment vendors or 
suppliers. 

                                                      

1) “Systems” are composed of integrated and interacting components of processes, resources and implementation 
elements (such as technical implementation of controls or practices) to achieve their stated purpose. 
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5.5.2 Critical equipment support 

Service providers should establish procedures to ensure dedicated support of critical equipment from their 
vendors, e.g. procedures to ensure replacement and delivery of critical ICT components within a predefined 
and agreed time. 

5.5.3 Procurement system 

Service providers should ensure that a procurement “system” is established to govern the supply of equipment, 
both new purchases and replacement. The “system” should encompass the following: 

a) delivery modes and lead time of equipment and spares; 

b) warranty period in case of any emerging defects; 

c) associated support offered in terms of installation, commission and training, as appropriate; 

d) for each critical ICT component, the provision of additional information, including: 

1) description – name, device number and date purchased; 

2) manufacturers; 

3) suppliers; 

4) availability; 

5) delivery and installation time. 

5.5.4 Equipment supplied by third-parties 

Service providers should ensure that, as equipment may be supplied by third-party vendors on a rental or 
lease basis, the contractual agreements with these vendors includes the following provisions: 

a) repair and replacement of faulty parts in the event of equipment malfunction; 

b) identification of equipment not covered by insurance; 

c) terms and conditions for withdrawal of rental equipment by suppliers. 

5.5.5 Staff supplied by third-parties 

Service providers should establish procedures to ensure the quality and integrity of vendor staff directly 
involved in the support of their recovery services. This should encompass personnel supplied by vendors to: 

a) maintain and repair facilities and equipment, both on site and off site; 

b) provide permanent support to services at the service provider premises, as contracted staff to service 
providers. The contracts should encompass the: 

1) provision of replacements within predetermined and agreed times if the supplied contract staff are 
not available or unable to perform the assigned ICT DR tasks; 

2) confirmation of any required security clearances of these contract staff. 
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5.6 Outsourcing arrangements 

5.6.1 General 

Service providers could make outsourcing arrangements with their vendors on a temporary or permanent 
basis. Unlike with third-party vendor management relating to equipment and services supplied by vendors, 
service providers may have a lesser degree of control in any outsourcing arrangement. Thus, greater 
emphasis should be placed on the selection and management of outsourced vendors. This includes ensuring 
vendor awareness of the peculiarity of service provider business needs, more stringent contractual 
agreements, more thorough periodic review of outsourced arrangements, and close review of vendor security 
controls and the quality of vendor staff. 

Such outsourcing arrangements should not affect the ability of service providers to fulfil their services to 
organizations. In addition, the primary service responsibility still lies with service providers and cannot be 
transferred to these outsourced parties. 

5.6.2 Vendor awareness 

Service providers should ensure that all external parties involved in outsourcing, including subcontractors, are 
made aware of their responsibilities and liabilities in support of service provider services, e.g. periodic 
briefings should be held for all outsourced vendors. 

5.6.3 Contractual agreement 

Service providers should ensure that the responsibilities and liabilities of outsourced vendors, including their 
subcontractors, are spelt out formally in contractual agreements, e.g. outsourced vendors should replenish 
supplies within a predetermined and agreed period of time. 

5.6.4 Periodic review 

Service providers should review the risks of outsourcing to vendors at least once a year. The reviews should 
examine the following concerns: 

a) financial health and viability of the vendors; 

b) new avenues for alternate supplies. 

5.6.5 Vendor security controls 

Service providers should ensure that the same level of physical, logical and other security controls are 
adopted by all parties involved in outsourcing arrangements, to restrict, limit and protect access to service 
provider outsourced functions. This should encompass all associated equipment, computer hardware and 
software, and facilities. 

Service providers should also ensure that they regularly audit all physical, logical and other relevant security 
controls put in place by outsourced parties. 

5.6.6 Quality of vendor staff 

Service providers should ensure that their outsourced vendors have formal policies and procedures in place in 
relation to the hire of staff to provide services. These policies and procedures should be included as part of 
contractual agreements with outsourced vendors, and include the required: 

a) staff qualifications and experience; 

b) security clearance(s) of vendor staff, as appropriate; 
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c) policies on such as ethics, behaviour, sexual or racial harassment; 

d) policies and procedures on performance monitoring; 

e) policies and procedures on replacement of staff. 

5.7 Information security 

5.7.1 General 

Service providers should ensure that organizations’ information security is not compromised, and in doing so 
may need to invest in additional resources to segregate and maintain organizations’ information security. 

Service providers should communicate the physical, logical and other relevant security arrangements 
(including for information security incident (and weakness) management) to organizations, and agree with 
organizations the applicability of the security arrangements were a disaster plan to be activated. The DR 
facilities and equipment should be assessed to be sure that they meet the protection requirements of 
organizations. 

Service providers should consider adopting ISO/IEC 27001 and ISO/IEC 27002 to ensure that relevant 
security requirements will be met. 

5.7.2 Isolation of ICT systems 

Service providers should ensure that information from one organization’s ICT system is not accessible or 
made known to another organization’s ICT system, unless authorised. Service providers should establish a 
means to identify and physically and logically isolate the different ICT systems which are located in their 
premises, and are: 

a) supported and maintained by different external vendors; 

b) subscribed to by different organizations. 

5.7.3 Personnel restriction and segregation 

Service providers should establish a means to identify and segregate different personnel at their recovery 
facilities from access to ICT systems and information, based on the need, to ensure that: 

a) there are restrictions on physical access to facilities housing ICT systems. For example, ICT systems with 
different protection requirements should be located in separate buildings or areas/rooms to enable 
physical access control to be properly implemented; 

b) work areas used by service provider, organization and vendor personnel are planned and designed with 
information privacy and confidentiality as a prime consideration, e.g. with buildings and/or assigned 
separate areas/rooms for use by different personnel. 

5.7.4 Data transfer 

Service providers should ensure that the integrity and confidentiality of organization DR data are maintained 
whilst being transferred (either electronically or physically) to and from DR sites, subject to contractual 
obligations with organizations. 

5.7.5 Information security incident management 

Service providers should ensure that all security incidents and weaknesses are promptly reported to the 
relevant authority and that appropriate action is taken. There should be an information security incident 
management scheme in place that is fully compatible with ISO/IEC 18044:2004. 
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5.7.5.1 Procedures 

A formal set of procedures should be established to deal with information security incidents (and weaknesses) 
(including physical). This should encompass: 

a) detection of all information security incidents (and weaknesses), and related escalation procedures and 
channels; 

b) reporting and logging of all information security incidents (and weaknesses); 

c) logging the responses, and preventive and corrective action taken; 

d) periodic evaluation of all information security incidents (and weaknesses); 

e) learning from reviews of information security incidents (and weaknesses), and making improvements to 
security and to the information security incident (and weakness) management scheme. 

5.7.5.2 Assessment criteria 

All information security incidents (and weaknesses) should be assessed, as relevant aided by examining log 
files. The assessment criteria for information security incidents (and weaknesses), and/or personnel 
responses, should be made based on: 

a) detection: How was the information security incident (or weakness) detected? Can detection be improved 
by technical measures or otherwise? 

b) notification: How was the information security incident (or weakness) reported to the relevant personnel? 
Were all parties affected informed at the appropriate juncture? Are there alternate and better notification 
or escalation channels? 

c) response: How were the decisions and responses made? Can further improvements be made to improve 
the decision-making process? 

d) effectiveness: Were assessments of the information security incident (or weakness) and/or the related 
damage appropriate? Was the response effective, e.g. in terms of containing or preventing further 
information security incidents (and weaknesses) and/or related damage? 

5.8 Activation and deactivation of disaster recovery plan 

5.8.1 General 

Service providers should establish with organizations the conditions and procedures for invoking and 
deactivating disaster recovery services. 

Organizations, together with their service providers (subject to service provider contractual obligations with 
organizations), should maintain duplicate copies of plans, disaster/failure procedures and other essential 
information (such as contact lists and ‘call trees’) for managing disasters and failures. 

5.8.2 Prior agreements 

Service providers should ensure that, to prevent confusion and misunderstanding, prior agreements are 
established between themselves and organizations. These agreements should be documented and 
communicated to all relevant personnel. They should include: 

a) a list of authorized organization representatives who can invoke or deactivate subscribed services; 

b) the communication media to be adopted between service provider and organization representatives for 
notification, confirmation, activating and deactivating the subscribed services; 
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c) conditions whereby organizations can invoke or deactivate subscribed services; 

d) a protocol for notifying either party of key personnel departures and changes (to guard against wrongful 
invocations etc.); 

e) a list of organization personnel authorized to access the ICT DR facility following plan activation. 

5.8.3 Notification 

Service providers should ensure that agreements made with organizations include the following notification 
procedures as appropriate: 

a) initial notification from organization representatives to service provider representatives; 

b) confirmation by service provider representatives to organization representatives; 

c) notification to service provider staff directly involved in the subscribed services to be on stand by; 

d) notification to service provider external vendors or suppliers involved in the subscribed services to be on 
stand by; 

e) consultation with organization representatives on one of the following courses of action: 

1) continue to stand by; 

2) stand down the notification; 

3) activate the subscribed services within a pre-determined period. 

All communications between service provider and organization representatives in the notification stage should 
be via the communication media pre-agreed between service providers and the organizations. 

5.8.4 Activation 

Service providers should ensure that agreements to be made with the organizations include the following 
procedures for activating the subscribed services as appropriate: 

a) informing service provider management of organization activation; 

b) collection of vital records from secure storage (subject to contractual obligations with organizations); 

c) activation of service provider staff directly involved in the subscribed services; 

d) activation of service provider external vendors or suppliers involved in the subscribed services; 

e) preparation of subscribed services, e.g. recovery site, for handover to organization recovery staff; 

f) handover of subscribed services, e.g. recovery site and equipment by service providers to organization 
recovery staff. 

The response times for the above procedures should also be included in the agreements with each 
organization. 

5.8.5 Deactivation 

Service providers should ensure that agreements made with organizations include procedures to effect the 
orderly handover of facilities and equipment from organizations to service providers when services are 
deactivated. 
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5.9 Training and education 

5.9.1 General 

Service providers and organizations should ensure that ICT DR training is provided for all service provider 
staff and any relevant organization staff, and in particular that all new staff are appropriately trained to assume 
and discharge their job responsibilities in a competent manner. They should be assessed as competent before 
being assigned their responsibilities. The training can be conducted by own in-house staff or provided by 
external parties. Introduction DR training should be provided for all personnel, and specific training for staff 
assigned with key DR functions and roles. 

5.9.2 Service provider staff training 

Service providers should ensure that a “system” is established to ensure that all staff directly involved in 
providing ICT DR services to organizations, including those operating the physical facilities, are appropriately 
trained and educated. This should include: 

a) all service provider staff undergoing formal ICT DR training and education commensurate with their roles 
in organization recovery. Those operating the physical facilities should undergo formal training and 
education commensurate with their operational roles. For key functions and roles there should be formal 
assessment of the trainees during and/or at the end of each training course; 

b) all training exercises documented, with the results recorded and steps taken to address exceptions and 
failures. 

5.9.3 Organization staff training 

Organizations should establish programmes for training their personnel who will be assigned at the time of a 
disaster or failure (e.g. DBA, senior application development staff, communications managers, first aid 
workers, fire wardens and possibly some senior user staff) in order to ensure satisfactory outcomes during 
disaster/failure activation. For similar reasons, relevant organization personnel should also be involved in 
exercises of DR plans. 

Organizations should also ensure that deputies for key staff are trained and involved in DR exercises in case 
the primary persons are not available when needed. 

Organization testing, including simulated disaster/failure invocation, though valuable should not be regarded 
as the only part of formal training. These events provide practical experience, but do not provide systematic 
and thorough training. 

5.9.4 Types of training 

Service providers and organizations should ensure that the types of training to be provided to staff are 
commensurate with their assigned tasks and responsibilities. The types of training include: 

a) introduction training, to provide basic understanding and awareness; 

b) advanced level training, to equip staff with specific knowledge and skills to undertake assignments; 

c) continuous training, to keep staff up-to-date and ensure that they remain competent in performing their 
assigned tasks; 

d) training to assess and maintain the competency and readiness of staff. 
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5.9.5 Scope and frequency of training 

Service providers and organizations should schedule appropriate training for all staff, and maintain records of 
the training delivered, encompassing: 

a) for all new staff, introduction level training on joining; 

b) for specific staff, advanced level training to prepare them to undertake key tasks. 

Training should be conducted at least once a year for staff performing key functions and roles, and for all staff 
as relevant after significant changes to the facilities and services that could affect those offered to 
organizations. 

5.9.6 Assessment 

Service providers and organizations should ensure, as far as practicable, that all training is assessed. 
Assessment should evaluate staff on one or more of the following: 

a) staff understanding and interpretation of policies, procedures and operation of equipment and facilities, 
e.g. revocation of physical access upon staff resignation; 

b) staff response to specific events, e.g. physical intrusion. 

5.10 Testing on ICT systems 

Service providers should ensure that all ICT systems essential for disaster recovery are tested regularly to 
ensure their continuing capability to support DR plans.  

Tests should also be conducted when there are any significant changes in organization requirements and/or 
changes in service provider capacity and capability that affect services to organizations. Examples of such 
changes include relocation of DR sites, major upgrades of ICT systems or new ICT systems commissioned. 

5.11 Business continuity planning for ICT DR service providers 

Service providers should ensure that they have properly addressed their own business continuity, including 
disaster recovery, needs. 

The end result for service providers should be to have business continuity plans produced, tested, maintained 
and updated covering all business functions. However, service providers should not go directly to producing 
the plans without some critical work beforehand. Service providers should first identify their business priorities 
and then the correct and most cost effective business continuity strategy appropriate to their business 
environment. Only when service providers have agreed business continuity strategies, and thus know their 
best way forward, should they produce, test and use the business continuity plans. They should also manage 
the risks to further reduce the likelihood of having to invoke the plans, and/or reduce the impact of a disaster 
or failure should one occur. The overall recommended approach to follow for business continuity planning is 
shown in Figure 2 below. 
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Figure 2 — Business Continuity Planning Approach 

The recommended approach consists of a number of discrete stages, together aimed at achieving a 
comprehensive and viable business continuity plan that will fully meet the requirements of service providers’ 
business in the event of a disaster or failure. These stages are: 

a) Establishing business recovery priorities, timescales and requirements (including first conducting 
business impact analysis review and risk assessment);  

b) Business continuity strategy formulation; 

c) Business continuity plan production; 

d) Business continuity plan testing; 

e) Ensuring business continuity awareness for all staff; 

f) Ongoing business continuity plan maintenance;  

g) Risk reduction. 
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The first five stages are consecutive. When a plan has first been produced and tested, the sixth stage follows 
on over time, and is conducted at regular intervals and after any significant changes that might affect the 
validity of the plans, revisiting any of the other stages for update purposes as is necessary. The seventh stage 
is conducted in parallel with the other stages.  

5.12 Documentation and periodic review 

All policies, plans and provisions made should be documented. Staff at the relevant levels should be assigned 
to ensure that each document is reviewed and updated periodically. A configuration management system 
should be used to maintain current versions of documents, as well as of such as software and asset 
inventories. 

6 ICT disaster recovery facilities 

6.1 General 

Basic requirements need to be fulfilled by ICT DR service providers so that they can provide secure physical 
operating environments to facilitate organization recovery efforts. In addition to covering basic physical facility 
requirements, requirements for environmental controls, telecommunications, continuous power supply and 
non recovery amenities such as parking and accessibility to food and drinks also need to be considered. For 
service providers with multiple recovery sites, the guidance should be equally applied to each and every site. 

6.2 Location of recovery sites 

6.2.1 General 

Locations of recovery sites could have certain undesirable vulnerabilities, which could mean that the best 
designed and equipped recovery site had residual risks that could not be mitigated. Examples of such 
potential threats are described below. 

6.2.2 Natural hazards 

Recovery sites should not be located in areas exposed to natural hazards, or the risks should be assessed 
and mitigated or accepted. The natural hazards include but are not limited to: 

a) volcanoes and earthquakes; 

b) typhoons, hurricanes and storms; 

c) low lying grounds adjacent to rivers which are susceptible to flooding after rain; 

d) lightning. 

6.2.3 Weather changes 

Extreme and sudden changes in the environment could impact physical facilities and accessibility to recovery 
sites. Recovery sites should be selected based on assessments of the extent and speed of climatic changes 
and probable impact to: 

a) physical facilities, e.g. sudden changes in environmental temperature could cause a water pipe to burst 
and flood basement areas; 

b) accessibility, e.g. heavy downpours could affect large transportation system segments and limit or restrict 
accessibility to recovery sites. 
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