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Foreword 

IS0 (the International Organization for Standardization) is a worldwide federation of 
national standards bodies (IS0 member bodies). The work of preparing International 
Standards is normally carried out through IS0 technical committees. Each member 
body interested in a subject for which a technical committee has been established has 
the right to be represented on that committee. International organizations, 
govemmentaI and non-governmental, in liaison with ISO, also take part in the work. 
IS0 collaborates closely with the International Electrotechnical Commission (IEC) on 
all matters of electrotechnical standardization. 

The main task of technical committees is to prepare International Standards, but in 
exceptional circumstances a technical committee may propose the publication of a 
Technical Report of one of the following types: 

- type 1, when the required support cannot be obtained for the publication of an 
International Standard, despite repeated efforts; 

- type 2, when the subject is still under technical development or where for any 
other reason there is the future but not immediate possibility of an agreement on an 
International Standard; 

- type 3, when a technical committee has collected data of a different kind from that 
which is normally published as an International Standard (“state of the art”, for 
example). 

Technical Reports of types 1 and 2 are subject to review within three years of 
publication, to decide whether they can be transformed into International Standards. 
Technical Reports of type 3 do not necessarily have to be reviewed until the data they 
provide are considered to be no longer valid or useful. 

ISO/IR 13763, which is a Technical Report of type 3, was prepared by Technical 
Committee ISOBC 58, Gels q~irz&rs, Subcommittee SC 3, Cylinder design. 

. . . 
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Introduction 

Current International Standards for the design, inspection and testing of gas cylinders 
are based on good contemporary practice and experience in several IS0 member 
countries. Revisions to these standards should take into account developments in gas 
cylinder technology so that cylinders may employ different metallic materials, design 
criteria and methods of test appropriate to the higher stresses and the environmental 
conditions they may encounter in service. 
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TECHNICAL REPORT @ ISO ISOflR 13763:1994(E) 

Safety and performance criteria for seamless gas 
cylinders 

1 Scope 

This document offers guidance towards the preparation of future gas cylinder standards, 
revisions to existing gas cylinder standards, and identifies aspects of de-sign criteria and tests 
which are recognized as providing information relevant to the safety and performance in 
service of searnless gas cylinders of water capacities between 0,5 1 and 150 1. These principles 
shall also be applied where possible, to cylinders with water capacities outside of the limits 
stated. 

Where applicable guidance is given on recommended procedures and limiting requirements. 

2 Safety and performance criteria 

During their life, cylinders can be subjected to rough handling-, varying temperatures and 
corrosive environments. 

Under these circumstances it is important to make available products vhich are able to 
withstand the most arduous service conditions envisaged. 

It is essential that the gas cylinder will: 

a) withstand severe impact; 

b) in the event of accidental rupture, fail in a ductile manner; 

c) withstand successive pressurizations and depressurizations; 

d) withstand the extremes of normal environmental conditions; 

e) withstand pressure up to the test pressure; 
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f) remain gas-tight; 

g) be compatible with the gas it contains. 

Tables 1 and 2 list factors which ensure compliance with the above criteria, tests for each 
factor, and acceptable quantitative values where applicable. 

3 Definitions and symbols 

The following definitions and symbols apply to this specification: 

3.1 application safety factor: The ratio of the test pressure to the maximum developed 
pressure. 

3.2 burst safety factor: The ratio of the minimum bursting pressure to the test pressure. 

3.3 total safety factor: The product of the application safety factor and the burst safety factor 
(i.e. the ratio of the minimum bursting pressure to the maximum developed pressure). 

3.4 yield factor (design safety factor): The ratio of the pressure at the onset of plastic 
deformation to the test pressure. 

3.5 design stress factor (I?) (variable): The ratio of equivalent wall stress at test pressure to 
guaranteed minimum yield stress &. 

Where generally F = o’65 
Re/W 

Except that F I 0,85 
Re/Rg I 0,90 

and the burst ratio Pdph 2 1,6 shall be satisfied by test. 

3.6 yield strength: The resistance of a material to plastic deformation. 

3.7 tensile streqth: Ihe resistance of a material to rupture. 

3.8 hardness: Resistance to indentation. 

3.9 hardenability: The ability of a material to harden throughout its mass. 

3.10 toughness: The ability of a material to resist crack propagation. 
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3.11 ductility: The ability of the material to deform in a plastic manner. 

3.12 ductile fracture: Fracture with apparent plastic deformation. 

3.13 brittle fracture: Fracture without apparent plastic deformation. 

3.14 resistance to impact: The ability to withstand impact without rupture. 

3.15 impact transition temperature: The temperature at which the fracture mode changes 
from ductile to brittle. 

3.16 permanent gas: A gas whose critical temperature is lower than -10 “C. 

3.17 liquefiable gas: A gas whose critical temperature is above -10 “C. 

3.18 fatigue failure: Failure caused by cyclic stressing. 

3.19 new design: A cylinder is considered to be of a new design compared with an existing 
approved design when: 

a) it is manufactured in a different factory; 

b) it is manufactured by a different process; 

c) it is manufactured from a material of different nominal chemical composition; 

d) it is given a different heat treatment; 

e) the base profile and base thickness have changed relative to the cylinder diameter 
and calculated minimum wall thickness; 

f) the guaranteed minimum yield stress has changed by more than 50 N/mm2; 

g) the length of the cylinder has increased by more than 50 %; 

NOTE - Cylinders with an L/D ratio less than 3 shall not be used as reference 
cylinders for any new design with an UD ratio greater than 3. 

h) the diameter has changed by more than 5 %; 

j) an increase in hydraulic test pressure requires a change in design wall thickness. 

NOTE - Where a cylinder is to be used at a lower pressure duty than that for which 
design approval has been given, it shah not lx deemed to be of a new design. 
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3.20 Symbols 

0 IS0 

Calculated minim um thickness, in millimetres, of the cyhndrical shell. 
Percentage elongation. 
Calculated minimum thickness, in millimetres, of the dished end. 
Shape factor. 
Outside diameter of the cylinder, in millimetrcs. 
Design stress factor (variable) see 3.5. 
Height, in millimetres, of the cylindrical part of the dished end. 
Outside height, in millimetres, of the domed part of the dished end. 
Stress reduction factor. 
Length, in millimetres, of the cylinder. 
Original gauge length, in millimetres, according to IS0 6892. 
Ratio of diameter of bend test former to the thickness of the test piece. 
Maximum pressure, in bars, attained during the burst test. 
Charged pressure at 15 “C, in bar. 
Maximum developed pressure in service at reference pressure, in bar. 
Test pressure in bars, above atmospheric pressure. 
Inside knuckle radius, in millimetres, of the dished end. 
Inside dishing radius, in millimetres, of the dished end. 
Minimum value of yield stress (apparent), in newtons per square millimetre, 
guaranteed by the cylinder manufacturer for the ftished cylinder. 

NOTE - The term yield stress means the upper yield stress Kh, or (for materials that 
do not exhibit a defined yield) the 0,2 % proof stress (non-proportioned elongation) 
bo,2. 

Minimum value of tensile strength in newtons per square millimetre, guaranteed by 
the cylinder manufacturer for the finished cylinder. 

Actual value of tensile strength in newtons per square millimetre, determined by the 
tensile test. 
Original cross-sectional area, in square millimetres, of tensile test piece according to 
IS0 6892. 

4 Materials of construction 

Materials used for the construction of gas cylinders shall be manufactured by processes that 
guarantee acceptable material cleanliness. They shall be suitable for manufacture into 
cylinders by the chosen process and provide the properties required, where necessary by heat 
treatment, to prevent failure in service. The materials shall not degrade by natural ageing. 
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5 Design 

5.1 Design parameters 

Design stress is the equivalent wall stress at test pressure (Ph). Design stress is rated as a 
fraction of guaranteed minimum yield (or 0,2 % proof) stress of the material of construction. 
IS0 cylinder design and construction specifications shall use a design stress equal to a design 
stress factor F x guaranteed minimum yield stress R, of the material of construction. Values 
for F are given in figure 1 for a range of materials. 

5.2 Developed pressure in service 

The maximurn developed pressure in service shall be the pressure developed in the cylinder 
at the National reference temperature. Cylinders intended for worldwide usage shall be 
designed using a reference temperature of 65 “C at which the maximum developed pressure 
in service shall not exceed the test pressure. 

NOTE - ‘Ihe reference temperature adopted nationally shall be determined by the 
National Authority. 

5.3 Test pressure 

The test pressure is used to calculate the minimum cylinder wall thickness and to prove the 
cylinder. For calculation purposes it shall be 1,5 x the settled filling pressure at 15 “C for 
permanent gases. 

5.4 Burst pressure 

The burst pressure is the pressure at which the cylinder fails under pressure. 

It shall be not less than the calculated value P,, 2 1,6 P,,. 
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5.5 Design formula 

The cylinder wall thickness design formula shall be: 

a=; (l- 
10 F R, - ,/q 

10 FR, 
> 

except that the wall thickness shall also satisfl the formula 

D a> - 
250 

+ 1 mm for steel cylinders, 

or 

D a> - 100 
+ 1 mm for aluminium cylinders 

with an absolute minimum of a = 1,5 mm. 

I I 

(0,76) 0,90 max. 

- &IRS - 

Figure l- “F” factors for quenched and tempered steels 

6 Inspection and testing 

The number, type and fiquency of tests are intended to show that the cylinder is free from 
harmM defects that may cause failure, and to ensure consistency and conformity to its design. 

Tables 1 and 2 detail the tests and the annexes provide information on the procedures to be 
undertaken with some of the lessa known tests. 
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