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Recommendation ITU-T L.1306

Specification of an edge data centre infrastructure

Summary

Recommendation ITU-T L.1306 defines systematic requirements for infrastructure equipment utilized
in the edge data centre including information and communications technology (ICT) equipment, power
feeding system, cooling system, monitoring system, etc. to get green, safe, reliable, smart energy

saving.
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FOREWORD

The International Telecommunication Union (ITU) is the United Nations specialized agency in the field of
telecommunications, information and communication technologies (ICTs). The ITU Telecommunication
Standardization Sector (ITU-T) is a permanent organ of ITU. ITU-T is responsible for studying technical,
operating and tariff questions and issuing Recommendations on them with a view to standardizing
telecommunications on a worldwide basis.

The World Telecommunication Standardization Assembly (WTSA), which meets every four years, establishes
the topics for study by the ITU-T study groups which, in turn, produce Recommendations on these topics.

The approval of ITU-T Recommendations is covered by the procedure laid down in WTSA Resolution 1.

In some areas of information technology which fall within ITU-T's purview, the necessary standards are
prepared on a collaborative basis with 1ISO and IEC.

NOTE

In this Recommendation, the expression "Administration” is used for conciseness to indicate both a
telecommunication administration and a recognized operating agency.

Compliance with this Recommendation is voluntary. However, the Recommendation may contain certain
mandatory provisions (to ensure, e.g., interoperability or applicability) and compliance with the
Recommendation is achieved when all of these mandatory provisions are met. The words "shall" or some other
obligatory language such as "must™ and the negative equivalents are used to express requirements. The use of
such words does not suggest that compliance with the Recommendation is required of any party.

INTELLECTUAL PROPERTY RIGHTS

ITU draws attention to the possibility that the practice or implementation of this Recommendation may involve
the use of a claimed Intellectual Property Right. ITU takes no position concerning the evidence, validity or
applicability of claimed Intellectual Property Rights, whether asserted by ITU members or others outside of
the Recommendation development process.

As of the date of approval of this Recommendation, ITU had not received notice of intellectual property,
protected by patents/software copyrights, which may be required to implement this Recommendation.
However, implementers are cautioned that this may not represent the latest information and are therefore
strongly urged to consult the appropriate ITU-T databases available via the ITU-T website at
http://www.itu.int/ITU-T/ipr/.

© ITU 2023

All rights reserved. No part of this publication may be reproduced, by any means whatsoever, without the prior
written permission of ITU.
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Recommendation ITU-T L.1306

Specification of an edge data centre infrastructure

1 Scope

This Recommendation focuses on the specification of edge data centre infrastructure, such as
principles, basic components, technical specification of power feeding systems, cooling systems
(design, maintenance, operation and energy consumption), monitoring systems and others.

2 References

The following ITU-T Recommendations and other references contain provisions which, through
reference in this text, constitute provisions of this Recommendation. At the time of publication, the
editions indicated were valid. All Recommendations and other references are subject to revision;
users of this Recommendation are therefore encouraged to investigate the possibility of applying the
most recent edition of the Recommendations and other references listed below. A list of the currently
valid ITU-T Recommendations is regularly published. The reference to a document within this
Recommendation does not give it, as a stand-alone document, the status of a Recommendation.

[ITU-T L.1205] Recommendation ITU-T L.1205 (2016), Interfacing of renewable energy or
distributed power sources to up to 400 VDC power feeding systems.

[ITU-T L.1221] Recommendation ITU-T L.1221 (2018), Innovative energy storage technology
for stationary use — Part 2: Battery.

[ITU-T L.1305] Recommendation ITU-T L.1305 (2019), Data centre infrastructure
management system based on big data and artificial intelligence technology.

[ITU-T L.1381] Recommendation ITU-T L.1381 (2020), Smart energy solutions for data
centres.

[IEC 62040-3] IEC 62040-3:2021, Uninterruptible power systems(UPS) - Part 3: Method of
specifying the performance and test requirements.

3 Definitions

3.1 Terms defined elsewhere
This Recommendation uses the following terms defined elsewhere:

3.1.1 air-handling unit (AHU) [b-ASHRAE Terminology]: Assembly consisting of sections
containing a fan or fans and other necessary equipment to perform one or more of the following
functions: circulating, filtration, heating, cooling, heat recovery, humidifying, dehumidifying, and
mixing of air. It is usually connected to an air-distribution system.

3.1.2 cooling system [b-IEC 60050-841]: Set of devices and circuits ensuring the flow of the
cooling medium, e.g., air or water, through elements and parts of the induction heating installation.

3.1.3 data centre [b-ITU-T L.1301]: A physical location dedicated to computing, as well as a
telecom operator location, with equipment dedicated to telecommunication functions (e.g., switching
functionality, billing).

3.1.4 infrastructure [b-ITU-T L.1325]: Equipment that supports the ICT equipment, e.g., power
delivery components and cooling system components.
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