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Recommendation ITU-T L.330

Telecommunication infrastructure facility management

Summary

Recommendation ITU-T L.330 identifies facilities, items, typical frequency and criteria to be
inspected by operators, along with fundamentals of telecommunication infrastructure facility
management. Its intended users are not only operators who need to improve life-cycle management,
but also developers who consider applying rapidly progressing technologies.

Extensive outside telecommunication infrastructure facilities that support information technology
continue to deteriorate due to aging. To provide telecommunication services continuously and to
upkeep infrastructure safety, it is important to maintain service functions based on appropriate facility
management as a series of maintenance tasks that includes inspection, diagnosis and repair. Demand
is dramatically increasing for cost-effective technologies that can improve maintenance productivity
for various types of infrastructure.

History

Edition Recommendation  Approval  Study Group Unique ID*
1.0 ITU-T L.330 2020-10-29 15 11.1002/1000/14515
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FOREWORD

The International Telecommunication Union (ITU) is the United Nations specialized agency in the field of
telecommunications, information and communication technologies (ICTs). The ITU Telecommunication
Standardization Sector (ITU-T) is a permanent organ of ITU. ITU-T is responsible for studying technical,
operating and tariff questions and issuing Recommendations on them with a view to standardizing
telecommunications on a worldwide basis.

The World Telecommunication Standardization Assembly (WTSA), which meets every four years, establishes
the topics for study by the ITU-T study groups which, in turn, produce Recommendations on these topics.

The approval of ITU-T Recommendations is covered by the procedure laid down in WTSA Resolution 1.

In some areas of information technology which fall within ITU-T's purview, the necessary standards are
prepared on a collaborative basis with ISO and IEC.

NOTE

In this Recommendation, the expression "Administration” is used for conciseness to indicate both a
telecommunication administration and a recognized operating agency.

Compliance with this Recommendation is voluntary. However, the Recommendation may contain certain
mandatory provisions (to ensure, e.g., interoperability or applicability) and compliance with the
Recommendation is achieved when all of these mandatory provisions are met. The words "shall" or some other
obligatory language such as "must" and the negative equivalents are used to express requirements. The use of
such words does not suggest that compliance with the Recommendation is required of any party.

INTELLECTUAL PROPERTY RIGHTS

ITU draws attention to the possibility that the practice or implementation of this Recommendation may involve
the use of a claimed Intellectual Property Right. ITU takes no position concerning the evidence, validity or
applicability of claimed Intellectual Property Rights, whether asserted by ITU members or others outside of
the Recommendation development process.

As of the date of approval of this Recommendation, ITU had not received notice of intellectual property,
protected by patents/software copyrights, which may be required to implement this Recommendation.
However, implementers are cautioned that this may not represent the latest information and are therefore
strongly urged to consult the appropriate ITU-T databases available via the ITU-T website at
http://www.itu.int/ITU-T/ipr/.

© ITU 2021

All rights reserved. No part of this publication may be reproduced, by any means whatsoever, without the prior
written permission of ITU.
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Recommendation ITU-T L.330

Telecommunication infrastructure facility management

1 Scope

This Recommendation covers:

- fundamentals of telecommunication infrastructure facility management including the
physical cabling and outdoor supporting infrastructures,

- maintenance cycle/frequency as a series of inspection, diagnosis and repair for the purpose
of maintaining telecommunication services and infrastructure safety,

— considerations on infrastructure structural risks and their rating,

- requirements for facilities management and items to be inspected, typical inspection
frequency and criteria.

Inspection test methods and repair methods for each facility, which are described in other
Recommendations, lie outside the scope of this Recommendation.

2 References
None.
3 Definitions

3.1 Terms defined elsewhere
This Recommendation uses the following terms defined elsewhere:

3.1.1 guy-line [b-1TU-T L.261]: A wire installed to prevent poles collapsing as a result of tension
imbalances that occur during or after cable installation. One end of the guy-line is fixed to the pole
and the other end is fixed to the ground by a guy anchor.

3.1.2 risk [b-1SO 31000]: Effect of uncertainty on objectives.

NOTE 1 - An effect is a deviation from the expected. It can be positive, negative or both, and can address,
create or result in opportunities and threats.

NOTE 2 — Objectives can have different aspects and categories, and can be applied at different levels

NOTE 3 — Risk is usually expressed in terms of risk sources, potential events, their consequences and their
likelihood.

3.1.3 suspension wire [b-ITU-T L.261]: Wire that is installed in advance between
telecommunication poles from which aerial optical cables are suspended. It supports a tension
applying to non-self-supporting aerial optical cables.

3.2 Terms defined in this Recommendation

This Recommendation defines the following terms:

3.2.1 aerial cable: An optical fibre cable for aerial applications.
NOTE — See [b-ITU-T L.102].

3.2.2  bridge-supported conduit: A steel or poly(vinyl chloride) (PVC) conduit used when a cable
is installed across rivers, and supported by brackets and bolts in the middle of bridges.

3.2.3 cabinet; pillar: Terminals designed to accommodate telecommunication cables and to
protect spliced connections on the telecommunication network. Moulded in sheet moulding
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compound (SMC) composite or metal, these terminals protect the subscriber connection material
against external aggressions (resistance to shocks, resistance to fire and weather conditions,
protection against deterioration, etc.) They have to guarantee specific ingress protection (IP).

3.2.4 drop cable: An optical fibre cable used for drop applications.
NOTE — See [b-ITU-T L.105].

3.2.5 ground height: The clearance from ground level.
NOTE — See [b-ITU-T L.261].

3.2.6  handhole: An underground structure smaller than a manhole for installing smaller count
cable and smaller enclosures. It is composed of a cover and a main frame. The cover can be made in
steel, cast iron or glass reinforced plastics (GRPs). The main frame is made of reinforced concrete or
polymer concrete, and this is assumed in this Recommendation.

3.2.7 manhole: An underground structure less than 10 m long for cable and enclosure installation
and maintenance that consists of a cover and a main frame. The cover can be made in steel, cast iron
or glass reinforced plastics (GRPs). The main frame is made of reinforced concrete or polymer
concrete and this is assumed in this Recommendation.

3.2.8 offset distance: The clearance from cables of other owners.
NOTE — See [b-ITU-T L.261].
3.2.9 open-cut tunnel: An underground tunnel for telecommunication of diameter 2 m to 5 m used

for installation or maintenance and with a reinforced concrete main frame. It has a rectangular
cross-section.

NOTE — See [b-ITU-T L.340].
3.2.10 pole: Support commonly used to carry aerial fibre optic cables or for joint use with electrical
power cables.

NOTE - Poles made of concrete, wood, steel or glass-reinforced plastics (GRPs) are widely used, as mentioned
in [b-ITU-T L.261]. Most concrete poles are made of pre-stressed concrete [b-1SO 22965-1], and this is
assumed in this Recommendation.

3.2.11 shelter: An enclosed space, constructed from brick, steel or concrete, which is a permanent
or prefabricated structure, designed for protection against climatic effects.

3.2.12 shield tunnel: An underground tunnel for telecommunications of diameter 2 m to 5 m that is
used for installation or maintenance and that consists of a steel shield with a concrete lining. It has a
circular cross-section.

NOTE — See [b-ITU-T L.340].

3.2.13 tower: A self-supporting or cantilevered structure, while a mast is held up by stays or guys.
A mast is a ground-based or rooftop structure that supports antennas at a height where they can
satisfactorily send or receive radio waves.

4 Abbreviations and acronyms
This Recommendation uses the following abbreviations and acronyms:

GRP Glass-Reinforced Plastic
IP Ingress Protection
PDCA Plan-Do-Check-Action
PVC Poly(Vinyl Chloride)
SMC Sheet Moulding Compound
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5 Conventions
None.

6 Fundamentals of outside plant facility management

6.1 Plan-do-check-action cycle

The plan-do-check-action (PDCA) cycle in the field of telecommunication facility management
consists of the following four tasks as depicted in Figure 1.

a) Facility management

This task includes data management for recording and referencing the history of past
inspection and repair works in different types of fault prone locations or areas. It also includes
planning for inspection and repair based on appropriate prioritization, considering the history,
installation environment and importance of the facility in terms of compliance with regional
regulations, safety and service continuity. Facilities should be categorized based on the
criticality of network (core, aggregate and access) availability.

b) Inspection

This task includes the implementation of inspection and diagnosis by means of visual
observations, or appropriate measurement or sensing methods. It is recommended that
quantitative rather than subjective methods be used by field engineers, except when there is
no alternative. The inspection category is described in clause 6.2.

C) Evaluation

This task includes a risk rating assessment based on inspection results. The risk rating is
described in clause 6.3.

d) Restoration and repair

This task includes the implementation of a restoration and repair with a method appropriate
for each facility. It includes replacement with a new facility.

<Plan>
* Store the history of past inspection

Facility
management » Collect records regarding terrain and fault prone locations

+ Establish network availability criteria based on network criticality
(core, aggregate and access)

Y

Inspection * Prioritize facility

* Plan inspection

v <Do>
Evalu@— * Implement daily/periodic/precise inpection (See Table 1)
<Check>
* Assess risk rating based on inscription results
4

Restoration

v <Action>
and repair

* Implement restoration and repair

L.330(20)_F01

Figure 1 — Plan-do-check-action cycle for telecommunication facility management

6.2 Inspection category
Inspection categories for telecommunication infrastructure facilities are listed in Table 1.
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Table 1 — Inspection categories

Inspection category

Daily inspection Inspection performed visually or with simple tools when working on-site

Inspection performed at planned intervals. Some inspection items may include
quantitative records

Periodic inspection

Inspections performed to determine risk rating when more detailed assessments

Precise Inspection are required after result of the daily/periodic inspection

6.3 Risk rating
Risk ratings determined from the results of inspections are classified into four levels as listed in

Table 2.
Table 2 — Risk rating
Risk rating
I (normal) No action is required
Il (low) Follow-up inspection is required. Defects have no immediate effect, but are
expected to move to a higher rating in the long term
11 (high) Planned repair is required. Defects will progress quickly and can be expected to
g move to the higher rating
IV (emergency) Immediate repair is required. Defect induced accidents may occur

6.4 Problem identification, restoration and repair

Restoration and repair time determined from the results of inspections are described using the four
area grid in Table 3.

Table 3 — Restoration and repair

Fixing problems
Finding problems
Easy Hard
Easy Problem easily identified Problem easily identified
Standard repairs methods, mean time | Lengthy time to repair, longer than 4 h,
to repair is less than 4 h could require several repair personnel
Hard Problem takes a long time to identify | Problem takes a long time to identify and
and troubleshooting may require troubleshooting may require several
several personnel personnel
Standard repairs methods, mean time | Lengthy time to repair, longer than 4 h,
to repair is less than 4 h could require several repair personnel
7 Considerations on infrastructure risk
The infrastructure risks and their typical factors for each facility that should be considered are listed
in Table 4.
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