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Inspection Standard of Rolling Fire Doors A 1313-1984

1. Scope

This Japanese Industrial Standard specifies the inspection items, in-
specting methods and criteria for inspecting the functions of the rolling
fire doors which have been established in buildings and structures.

Remark: The units and numerical values given in { } in this standard are
in accordance with the International System of Units (SI), and

are appended for reference.

2. Inspection Items

2.1 Completion Inspection In the completion inspection, the rolling fire
doors shall be inspected whether these are in compliance with respective
items stated in drawings and specifications or not, and, in addition, be
inspected on the all items specified in 3., and the records of the inspection
specified in 4. shall be prepared (see Attached Table).

2.2 Periodic Inspection In the periodic inspection for the purposes of
the maintenance control, all items excluding 3.1 specified in 3. shall be
inspected, and the records of the inspection specified in 4., shall be
prepared. '

Applicable Standards:
JIS C 1301-Insulation Resistance Testers (Magneto Generator Operated)
JIS C 1302-Insulation Resistance Testers (Battery Operated)

Reference Standards:
JIS A 1311-Method of Fire Protecting Test of Fire Door for Buildings

JIS A 4705-Construction Parts of Rolling Fire Door for Buildings
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