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JAPANESE INDUSTRIAL STANDARD JIS
Method of Test for Leakage A 1704-1976
of Equipment Units (Reaffirmed: 1983)
for Dwellings
1. Scope

This Japanese Industrial Standard specifies the methods of test

for leakage of piping( ) to be used in the equipment units( ),
hereinafter referred to as the "units", for dwellings.

Notes ( ) The equipment unit mentioned in this standard is a
« generic term of kitchen unit, sanitary unit,
air-conditioning unit and piping unit.

( ) The piping mentioned in this standard is a generic term
of water pipings, drainage pipings (including
ventilation pipings), fuel pipings, air ducts and
exhaust air discharge pipes (including chimneys).

Remarx: The units and numerical values given in { } in this
standard asre in accordance with the Intarnational Svetem
of Units (SI), end are appended for reference.

2. Types of Tests

The tests shall be carried out according to respective uses on the
pipings being used in the units, and the types shzll be as given in
Table 1.

Applicable Standard:

JIS S 2121-Test Methods for Gas Appliances Used with Town Gas
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