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JAPANESE INDUSTRIAL STANDARD J IS
Method of Test for Heat Insulation A 1710-1976
of Equipment Units (Reaffirmed: 1983)

for Dwellings

1. Scoge

This Japanese Industrial Standard specifies the methods of test
for heat insulating performances of water supply pipes, drainage pipes,
cold and warm water pipings, hot water supply pipes, cool and warm air
ducts, outside air intake ducts, water tanks, bath tubs, hot water
reserving boilers, flues and others to be used for the purposes of
convevance or storage of water, air and others of high temperature or
low temperature in the equipment units for dwellings (!), hereinafter
referred to as the "units".

Yote (!) The equipment unit mentioned in this standard is a
generic term of the kitchen unit, sanitary unit, air-
conditiening unit and piping unit.

Remark: In this standzrd, units and numerizzl values given in {}
are in sccordance with the Internztionzal System of
Units (SI), and are given for informative reference.

Applicable Standards:

JIS A 1412-Standard Method of Test for Thermal Conductivity of
Heat Insulating Materials by Means of Comparison with
& Standard Plate of Known Conductivity

JIS A 1l413-Standard Method of Test for Thermal Conductivity of
Heat Insulating Materials by Means of the Guarded Hot
Plate
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