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JAPANESE INDUSTRIAL STANDARD JIS

Illuminance Measurements for C 7612-1985
Lighting Installations

1. ScoRe

This Japanese Industrial Standard specifies general methods mainly used for
measurement of illuminace due to artificial lighting.

This standard applies also to the measurement of illuminance due to
daylighting, with some necessary modification.

2. Definitions
For the purposes of this standard, the definitions given in JIS C 1609 and JIS

Z 8113 apply.

3. Purposes of Illuminance Measurement

The main purposes of the illuminance measurement are as follows:

(1) To obtain the basic data to decite whether the illuminance of conforms to
the appropriate standards or specifications.

(2) To obtain the basic data to decite whether the illuminance conforms to the
design conditions.

(3) To obtain the necessary data for maintenance and improvement of lighting
level by looking for the change of illuminance due to the lapse of time.

(4) To compare the values of illuminance for various lighting installations.

Applicable ‘Standards:
JIS C 1609-1lluminance Meters

JIS Z 8113-Glossary of Lighting Terms :
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