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. ' JAPANESE INDUSTRIAL STANDARD JIS
Underfloor Ducts (Steel) C 8351-1985

1. Scope

This Japanese Industrial Standard specifies steel underfloor ducts
intended to protect wires in electrical wiring, hereinafter referred to as
the "ducts".

2. Classification

Ducts are classified as given in Table in accordance with the shape of
cross sgection. .

Table
. . Class Nominal size
‘ F 5, 7
FC 6

Remark: The classification symbols
are such that F indicates
"Floor duct" and C indicates
"Convex type".

3. Performances

The duct shall be applied with the rust prevention specified in 3.2.4 of
JIS C 8305 on its inside and outside surfaces, and shall comply with the
provisiens of 5. and 6. of JIS C 8305 when subjected to the test specified in
7.2 of this standard.

Applicable Standards:

‘ JIS B 0204-Screw Threads for Rigid Metal Conduits and Fittings
JIS C 8305-Rigid Steel Conduits
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