Measuring Congelation
out of Industrial Water
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1. Scope of Application

This shall regulate test methods of industrial water.

2. Purpose

This shall intend to determine conformity or not on some usage by means of analyzing

Industrial water.

3. Test Equipments and Tools
Glass filter : (Conform to KS L 2302) : Desiccator, evaporating dish, centrifugal separator:

equipment of which rpm can be up to approximate 2000 rpm.

Centrifugal separating tube : 50 ~ 100 m¢

4. Test Methods

4.1 Filtering method
(1) Tool
Glass filter : KS L 2302 3G2 of the same shape of which weight is similar.
(2) Operation
Adopting KS L 2302 3G2 with similar weight, cover dense filter and take sucking
filtration as putting proper amount of sample water into a little heavier filter out of things
obtained by washing with water and desiccating and wash it off on filter paper several

times with liquid filtering matter adhered on wall of filter. Thereafter putting it with glass
filter in desiccator, desiccate it at 105 ~ 110 °C for 2 hours and take chamber cooling.

Make background test dish by filtering with the same operation at evaporating and

calculate ppm of suspensory material with it according to following equation.

(3) Calculation
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