
NFPA® 160

Standard for the
Use of Flame Effects Before an

Audience

2016 Edition

NFPA, 1 Batterymarch Park, Quincy, MA 02169-7471
An International Codes and Standards Organization

Full document details: NFPA 160 2016

http://www.avadocuments.com/doc/nfpa-160-2016
http://www.avadocuments.com/doc/nfpa-160-2016


IMPORTANT NOTICES AND DISCLAIMERS CONCERNING NFPA® DOCUMENTS

NOTICE AND DISCLAIMER OF LIABILITY CONCERNING THE USE OF NFPA DOCUMENTS

NFPA® codes, standards, recommended practices, and guides (“NFPA Standards”), of which the document contained herein
is one, are developed through a consensus standards development process approved by the American National Standards
Institute. This process brings together volunteers representing varied viewpoints and interests to achieve consensus on fire and
other safety issues. While the NFPA administers the process and establishes rules to promote fairness in the development of
consensus, it does not independently test, evaluate, or verify the accuracy of any information or the soundness of any
judgments contained in NFPA Standards.

The NFPA disclaims liability for any personal injury, property or other damages of any nature whatsoever, whether special,
indirect, consequential or compensatory, directly or indirectly resulting from the publication, use of, or reliance on NFPA
Standards. The NFPA also makes no guaranty or warranty as to the accuracy or completeness of any information published
herein.

In issuing and making NFPA Standards available, the NFPA is not undertaking to render professional or other services for
or on behalf of any person or entity. Nor is the NFPA undertaking to perform any duty owed by any person or entity to
someone else. Anyone using this document should rely on his or her own independent judgment or, as appropriate, seek the
advice of a competent professional in determining the exercise of reasonable care in any given circumstances.

The NFPA has no power, nor does it undertake, to police or enforce compliance with the contents of NFPA Standards. Nor
does the NFPA list, certify, test, or inspect products, designs, or installations for compliance with this document. Any
certification or other statement of compliance with the requirements of this document shall not be attributable to the NFPA
and is solely the responsibility of the certifier or maker of the statement.

REMINDER: UPDATING OF NFPA STANDARDS

Users of NFPA codes, standards, recommended practices, and guides (“NFPA Standards”) should be aware that
NFPA Standards may be amended from time to time through the issuance of Tentative Interim Amendments or
corrected by Errata. An official NFPA Standard at any point in time consists of the current edition of the document
together with any Tentative Interim Amendment and any Errata then in effect.

In order to determine whether an NFPA Standard has been amended through the issuance of Tentative Interim
Amendments or corrected by Errata, visit the Document Information Pages on NFPA’s website. The Document
Information Pages provide up-to-date, document specific information including any issued Tentative Interim
Amendments and Errata.

To access the Document Information Page for a specific NFPA Standard, go to http://www.nfpa.org/docinfo to
choose from the list of NFPA Standards or use the search feature on the right to select the NFPA Standard number
(e.g., NFPA 101). In addition to posting all existing Tentative Interim Amendments and Errata, the Document
Information Page also includes the option to sign-up for an “Alert” feature to receive an email notification when
new updates and other information are posted regarding the document.

ISBN: 978-145591172-1 (Print)
ISBN: 978-145591209-4 (PDF)

Full document details: NFPA 160 2016

http://www.avadocuments.com/doc/nfpa-160-2016
http://www.avadocuments.com/doc/nfpa-160-2016


IMPORTANT NOTICES AND DISCLAIMERS CONCERNING NFPA® STANDARDS

ADDITIONAL NOTICES AND DISCLAIMERS

Updating of NFPA Standards

Users of NFPA codes, standards, recommended practices, and guides (“NFPA Standards”) should be aware that these
documents may be superseded at any time by the issuance of new editions or may be amended from time to time through the
issuance of Tentative Interim Amendments or corrected by Errata. An official NFPA Standard at any point in time consists of
the current edition of the document together with any Tentative Interim Amendments and any Errata then in effect. In order
to determine whether a given document is the current edition and whether it has been amended through the issuance of
Tentative Interim Amendments or corrected through the issuance of Errata, consult appropriate NFPA publications such as the
National Fire Codes® Subscription Service, visit the NFPA website at www.nfpa.org, or contact the NFPA at the address listed
below.
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Law and Regulations
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Copyrights
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This edition of NFPA 160, Standard for the Use of Flame Effects Before an Audience, was prepared by the
Technical Committee on Special Effects. It was issued by the Standards Council on May 26, 2015,
with an effective date of June 15, 2015, and supersedes all previous editions.

This edition of NFPA 160 was approved as an American National Standard on June 15, 2015.

Origin and Development of NFPA 160

NFPA 160, Standard for Flame Effects Before an Audience, was developed by the Technical Committee
on Special Effects, which was established in 1994, in response to a recognized need for a document
to provide guidance to public safety officials, designers, and operators of flame effects. The purpose
of this standard is to provide requirements for reasonable protection for viewing audiences and
performers of flame effects. The first edition of the standard was 1998.

For the 2001 edition, the Committee completed a partial revision of the standard. Revisions
included amendments to standardized definitions, harmonization with the pyrotechnics special
effects document, and editorial changes according to the Manual of Style for NFPA Technical Committee
Documents.

The 2006 edition included a complete revision of the standard by the Committee. Key changes
found in the 2006 edition included revisions to Chapter 3, Definitions; clarification of the document
applicability by modifying the document title; definitions for temporary and permanent installations
to correlate with the effect classifications based upon those terms; a new requirement for inspection
intervals; and a new Annex C on inspection guidelines.

The 2006 edition of the standard also incorporated editorial changes according to the Manual of
Style for NFPA Technical Committee Documents.

The 2011 edition of the standard incorporated amendments to the application section to clarify
that NFPA 140, Standard on Motion Picture and Television Production Studio Soundstages, Approved
Production Facilities, and Production Locations, applies to flame effect use when no audience is present.
The Committee added definitions for the terms performer and support personnel extracted from NFPA
1126, Standard for the Use of Pyrotechnics Before a Proximate Audience, for consistency between the special
effects documents. Requirements for development and approval of the flame effects plan were
included. The Committee revised the separation distance requirements to eliminate the thermal flux
provision and retain the skin surface temperature requirements. The skin surface temperature is
based on a test method that can be more easily performed in the field.

The 2016 edition of NFPA 160 defines a hybrid flame effect and adds requirements for their use.
The new edition of NFPA 160 indicates which portions of hybrid flame effects are covered by NFPA
160 and which are covered by NFPA 1126, since both documents apply, and adds explanatory annex
material to provide further guidance on the simultaneous application of NFPA 160 and NFPA 1126.
The 2016 edition also clarifies that the use of ground-based effects utilizing explosives, liquid fuels,
or other combustibles in air show environments is not covered by NFPA 160 and provides a reference
for the use of such effects.
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Committee Scope: This Committee shall have primary responsibility for documents on the
controlled use of flame, pyrotechnics, or other means of special effects for entertainment,
exhibition, demonstration, or simulation before a proximate audience; and the design,
fabrication, installation, testing, control, operation, and maintenance of user equipment,
fuel storage, and sources for special effects before a proximate audience. This Committee
does not have responsibility for documents on hazards other than those involving a
proximate audience and the life safety considerations of the audience.
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IMPORTANT NOTE: This NFPA document is made available for
use subject to important notices and legal disclaimers. These notices
and disclaimers appear in all publications containing this document
and may be found under the heading “Important Notices and
Disclaimers Concerning NFPA Documents.” They can also be
obtained on request from NFPA or viewed at www.nfpa.org/disclaim‐
ers.

UPDATES, ALERTS, AND FUTURE EDITIONS: New editions of
NFPA codes, standards, recommended practices, and guides (i.e.,
NFPA Standards) are released on scheduled revision cycles. This
edition may be superseded by a later one, or it may be amended
outside of its scheduled revision cycle through the issuance of Tenta‐
tive Interim Amendments (TIAs). An official NFPA Standard at any
point in time consists of the current edition of the document, together
with any TIAs and Errata in effect. To verify that this document is
the current edition or to determine if it has been amended by any
TIAs or Errata, please consult the National Fire Codes® Subscription
Service or visit the Document Information (DocInfo) pages on the
NFPA website at www.nfpa.org/docinfo. In addition to TIAs and
Errata, the DocInfo pages also include the option to sign up for Alerts
for each document and to be involved in the development of the next
edition.

NOTICE: An asterisk (*) following the number or letter
designating a paragraph indicates that explanatory material on
the paragraph can be found in Annex A.

A reference in brackets [ ] following a section or paragraph
indicates material that has been extracted from another NFPA
document. As an aid to the user, the complete title and edition
of the source documents for extracts in mandatory sections of
the document are given in Chapter 2 and those for extracts in
informational sections are given in Annex D. Extracted text
may be edited for consistency and style and may include the
revision of internal paragraph references and other references
as appropriate. Requests for interpretations or revisions of
extracted text shall be sent to the technical committee respon‐
sible for the source document.

Information on referenced publications can be found in
Chapter 2 and Annex D.

Chapter 1   Administration

1.1* Scope. This standard shall provide requirements for the
protection of the audience, support personnel, performers, the
operator, assistants, and property where flame effects are used.

1.2 Purpose. The purpose of this standard shall be to provide
minimum requirements for the design, manufacture, and oper‐
ation of flame effects.

1.3 Application.

1.3.1* This standard shall apply to flame effects for entertain‐
ment, exhibition, demonstration, or simulation before an audi‐
ence, including their design, fabrication, installation, testing,
control, operation, and maintenance.

1.3.2 This standard shall apply to the following:

(1) Use of flame effects before an audience (see 3.3.12, Flame
Effect)

(2) Design, fabrication, installation, testing, control, opera‐
tion, and maintenance of equipment, materials, proce‐
dures, and systems used to produce flame effects

(3) Rehearsal, videotaping, audiotaping, or filming of any
television, radio, or movie production if such production
is before an audience and includes the use of flame
effects

(4) Rehearsal of any production incorporating flame effects
intended to be presented before an audience

(5) Storage and holding at a venue where flammable and
combustible materials are to be used to create flame
effects

(6) That portion or component of any hybrid flame effect
that utilizes fuels, materials, devices, and methodologies
governed by this standard.

1.3.3 This standard shall not apply to the following:

(1)* Flame effects produced solely by pyrotechnic special
effects devices or pyrotechnic material

(2)* Use of pyrotechnic special effects
(3)* Storage of flammable solids, liquids, and gases not to be

used to create flame effects
(4) Nitrocellulose-based flame projectors
(5) Manufacture, off-site storage, and transportation of

materials and equipment used to produce flame effects
(6) Use of flame effects in fire training, except where there

is an audience that is not part of the training
(7)* Manufacture, transportation, storage, sale, or use of

model or high-power rocket motors
(8) Traditional nontheatrical public display of flames such

as the following:

(a) Use of lighted candles in restaurants or religious
services

(b) Fireplaces in areas open to the public
(c) Restaurant cooking visible to the patrons
(d) Listed Group II flame effects
(e) Flame effects used in a fireworks display (see

NFPA 1123)
(9) Use of consumer fireworks by the public

(10) Use of motor vehicles in races or sanctioned competitive
sporting events

(11)* Use of ground-based effects utilizing explosives, liquid
fuels, or other combustibles in air show environments

1.3.4* This standard shall not be used as a product standard.

1.3.5 When there is no audience present, NFPA 140. shall be
used to regulate any flame effect use.

1.4 Retroactivity. The provisions of this standard reflect a
consensus of what is necessary to provide an acceptable degree
of protection from the hazards addressed in this standard at
the time the standard was issued.

1.4.1 Unless otherwise specified, the provisions of this stand‐
ard shall not apply to facilities, equipment, structures, or instal‐
lations that existed or were approved for construction or
installation prior to the effective date of the standard. Where
specified, the provisions of this standard shall be retroactive.

1.4.2 In those cases where the authority having jurisdiction
determines that the existing situation presents an unacceptable
degree of risk, the authority having jurisdiction shall be permit‐
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ted to apply retroactively any portions of this standard deemed
appropriate.

1.4.3 The retroactive requirements of this standard shall be
permitted to be modified if their application clearly would be
impractical in the judgment of the authority having jurisdic‐
tion, and only where it is clearly evident that a reasonable
degree of safety is provided.

1.5 Equivalency. Nothing in this standard is intended to
prevent the use of systems, methods, or devices of equivalent or
superior quality, strength, fire resistance, effectiveness, durabil‐
ity, and safety over those prescribed by this standard.

1.5.1 Technical documentation shall be submitted to the
authority having jurisdiction to demonstrate equivalency.

1.5.2 The system, method, or device shall be approved for the
intended purpose by the authority having jurisdiction.

Chapter 2   Referenced Publications

2.1 General. The documents or portions thereof listed in this
chapter are referenced within this standard and shall be
considered part of the requirements of this document.

2.2 NFPA Publications. National Fire Protection Association, 1
Batterymarch Park, Quincy, MA 02169-7471.

NFPA 10, Standard for Portable Fire Extinguishers, 2013 edition.
NFPA 140, Standard on Motion Picture and Television Production

Studio Soundstages, Approved Production Facilities, and Production
Locations, 2013 edition.

NFPA 1123, Code for Fireworks Display, 2014 edition.

2.3 Other Publications.

2.3.1 ASME Publications. American Society of Mechanical
Engineers, Three Park Avenue, New York, NY 10016-5990.

Boiler Pressure Vessel Code, 2013.

2.3.2 Other Publications.

Merriam-Webster's Collegiate Dictionary, 11th edition, Merriam-
Webster, Inc., Springfield, MA, 2003.

2.4 References for Extracts in Mandatory Sections.

NFPA 1126, Standard for the Use of Pyrotechnics Before a Proxi‐
mate Audience, 2016 edition.

Chapter 3   Definitions

3.1 General. The definitions contained in this chapter shall
apply to the terms used in this standard. Where terms are not
defined in this chapter or within another chapter, they shall be
defined using their ordinarily accepted meanings within the
context in which they are used. Merriam-Webster’s Collegiate
Dictionary, 11th edition, shall be the source for the ordinarily
accepted meaning.

3.2 NFPA Official Definitions.

3.2.1* Approved. Acceptable to the authority having jurisdic‐
tion.

3.2.2* Authority Having Jurisdiction (AHJ). An organization,
office, or individual responsible for enforcing the requirements

of a code or standard, or for approving equipment, materials,
an installation, or a procedure.

3.2.3 Labeled. Equipment or materials to which has been
attached a label, symbol, or other identifying mark of an organ‐
ization that is acceptable to the authority having jurisdiction
and concerned with product evaluation, that maintains peri‐
odic inspection of production of labeled equipment or materi‐
als, and by whose labeling the manufacturer indicates
compliance with appropriate standards or performance in a
specified manner.

3.2.4* Listed. Equipment, materials, or services included in a
list published by an organization that is acceptable to the
authority having jurisdiction and concerned with evaluation of
products or services, that maintains periodic inspection of
production of listed equipment or materials or periodic evalua‐
tion of services, and whose listing states that either the equip‐
ment, material, or service meets appropriate designated
standards or has been tested and found suitable for a specified
purpose.

3.2.5 Shall. Indicates a mandatory requirement.

3.3 General Definitions.

3.3.1 Accumulator. A container or piping that holds a prede‐
termined volume of fuel that is ready for use in a flame effect.

3.3.2 Area.

3.3.2.1 Hazard Area. The area made hazardous by the oper‐
ation of the flame effect.

3.3.2.1.1 Accessible Hazard Area. That area made hazardous
by the flame effect that is normally accessible to a person with‐
out the deliberate use of an additional means of access that is
not normally in place.

3.3.2.2 Holding Area. An area where flame effect material
or loaded flame effect devices are held prior to use.

3.3.2.3 Storage Area. An area where flame effect material or
flame effect devices are stored prior to use or movement to
a holding area.

3.3.3* Arm. That sequence of control system functions for the
establishing of a source of ignition that must be complete and
verified immediately before the firing of the flame effect.

3.3.4 Assistant. A person who works under the supervision of
the flame effect operator.

3.3.5 Cast Members. Performers involved in a production
involving the use of flame effects that may or may not be
employees. (Many amusement employees are also referred to
as “cast members.”)

3.3.6 Direct Ignition. An automatic or manual ignition system
that ignites fuel without a pilot.

3.3.7 Emergency Stop [Emergency Shutdown (ESD) System].
A circuit or other mechanism that, when actuated, results in
the complete shutdown and extinguishment of all flame effects
that are controlled by it.

3.3.8* Enable. The final set of control system functions that
must be verified to be in a specific control mode immediately
before the arming and firing of a flame effect may be imple‐
mented.
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3.3.9 Enable Button. The control operator that is manually
actuated by the operator prior to and during the arming and
firing of the effect.

3.3.10 Fail-Safe. A state or an attribute of a system such that
every single point failure in the system results in all controlling
parts of the system with the ability to do harm to humans,
animals, or equipment being disconnected from all sources of
power and stored energy at the primary disconnect point.

3.3.11* Fire. The sequence of control system functions that
result in the deliberate release of fuel for ignition.

3.3.12 Flame Effect. The combustion of solids, liquids, or
gases utilizing atmospheric oxygen to produce thermal, physi‐
cal, visual, or audible phenomena before an audience.

3.3.12.1 Automatic Flame Effect. A flame effect that is super‐
vised and fired by an automatic control system.

3.3.12.2* Hybrid Flame Effect. A flame effect that is used in
combination with a pyrotechnic material or device.

3.3.12.3 Manual Flame Effect. A flame effect that is operated
manually without the use of an automatic control system.

3.3.12.4 Portable Flame Effects. Flame effects that are
designed and installed, either in a permanent or temporary
installation, and that are designed to move or be moved in
the course of operation or installation.

3.3.13 Flame Effect Appliance. The complete assembly of
components and devices that controls and generates a flame
effect.

3.3.14 Flame Effect Burner. A burner designed to produce
specific sizes and configurations of flames for flame effects.

3.3.15 Flame Effect Material. Any solid, liquid or gas fuel, or
combination thereof, that requires the addition of oxygen in
order to initiate and maintain combustion.

3.3.16 Flame Effect Operator. The single person with overall
responsibility for flame effect operations and safety.

3.3.17 Flame Effect Safety Controller. A control system that is
part of a flame effect appliance that is used to prove that the
source of ignition is present (“flame safeguard control”).

3.3.18* Flame Effect System. The complete assembly of inter‐
connected components, devices, and/or appliances that
provides all of the functions necessary to fuel, monitor, super‐
vise, generate, and control flame effects, including the emer‐
gency shutdown of the flame effects and, where necessary, the
monitoring of external conditions that affect operation.

3.3.19* Flame Effect Systems, Classifications.

3.3.19.1 Group I Flame Effect. An attended, manually
controlled flame effect.

3.3.19.2 Group II Flame Effect. An individual or group flame
effect designed for unattended operation that is temporarily
or permanently installed outside any structure.

3.3.19.3 Group III Flame Effect. An attended, temporarily
installed flame effect for a specific production with limited
operation and fixed time for removal.

3.3.19.4 Group IV Flame Effect. A large individual or group
flame effect that is permanently installed inside or outside

any structure designed for unattended operation without a
main show supervisory control system.

3.3.19.5 Group V Flame Effect. A large individual or group
flame effect that is temporarily or permanently installed
inside or outside any structure and is designed for intermit‐
tent or continuous operation under the supervision of a
main show control system but without full-time supervision
by a technician.

3.3.19.6 Group VI Flame Effect. A large individual or group
flame effect that is temporarily or permanently installed
inside or outside any structure and is designed for intermit‐
tent operation under the supervision of a main show control
system and a technical director, with cast members in close
proximity to the effect at the time of operation.

3.3.19.7 Group VII Flame Effect. An individual flame effect
that can be temporarily or permanently installed inside or
outside any structure that, due to its unique operating
requirements, does not fit into any other classification.

3.3.20 Hybrid Flame Effect. See 3.3.12.2.

3.3.21 Installation, Term of.

3.3.21.1 Permanent Installation. An installation of flame
effects for which the governing use permit has a duration
longer than 180 days.

3.3.21.2 Temporary Installation. An installation of flame
effects for which the governing use permit has a duration of
180 days or less within a twelve-month period in a single
venue.

3.3.22* Performer.  Any person active in a performance
during which pyrotechnics are used and who is not part of the
audience or support personnel. [1126, 2016]

3.3.23 Permit. A document issued by the AHJ for the purpose
of authorizing performance of a specified activity. Unless other‐
wise specified, the word permit, when used in this document,
refers to a use permit.

3.3.23.1 Use Permit. A document issued by the AHJ for the
purpose of authorizing the use of specific flame effects in a
specific venue on a specified date and time or within a speci‐
fied period.

3.3.24 Plan.

3.3.24.1 Design Plan. The plan for a flame effect appliance
or design that presents the design criteria and/or assump‐
tions used in the design, along with complete design infor‐
mation.

3.3.24.2 Flame Effect Plan. The document that is used to
convey to the AHJ the information needed to evaluate the
flame effect for the purpose of applying for a permit.

3.3.25* Primary Safety Control. A control with a sensor that is
directly responsive to the ignition device attributes necessary
for the safe operation of the effect.

3.3.26 Rated. A description of performance derived from test‐
ing or evaluation that guides appropriate selection, installation,
and use of equipment that is not listed.

3.3.27* Safety Shutdown (Lockout). The safe shutdown of the
flame effect in the event of the actuation of any flame effect
primary safety control or limit switch.
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3.3.28 Safety-Critical. The failure of a device, component,
system, or mechanism, which results in a situation that is imme‐
diately dangerous to life, health, or property.

3.3.29* Supervisory Control System. A manual or automatic
control system that supervises the operation of the flame effect.

3.3.30* Support Personnel. Any individual who is not a
performer or member of the audience. [1126, 2016]

3.3.31 Valve.

3.3.31.1 Accumulator Charge Valve. A valve used to control
the flow of fuel into an accumulator.

3.3.31.2 Effect Valve. The last fuel shutoff valve before the
flame effect burner.

3.3.31.3 Safety Shutoff Valve. A fast-closing valve that auto‐
matically and completely shuts off the fuel supply in
response to a normal or safety shutdown.

3.3.31.4 Vent Valve. A normally open, power-closed valve,
normally located between the two safety shutoff valves.

3.3.32* Venue. The property, facility, building, or room within
a building where flame effects are used, intended to be used,
or are prohibited.

Chapter 4   Holding Areas for Flame Effect Materials and
Devices

4.1* General. All flame effect materials and devices not
connected for use shall be stored in accordance with applicable
codes and standards and any state and local regulations.

4.2 Holding Areas. All flammable flame effect materials and
loaded devices that have been removed from storage areas in
anticipation of use shall be stored in a holding area acceptable
to the authority having jurisdiction.

4.2.1 Quantity Limitations.

4.2.1.1 The maximum quantity of flammable flame effect
materials and loaded devices stored in a holding area shall be
that quantity used in one day.

4.2.1.2 Quantities of flammable flame effect materials and
devices in excess of those used in one day shall be permitted to
be stored in holding areas with the approval of the authority
having jurisdiction.

4.2.2 Flammable flame effect materials and loaded devices in
holding areas shall be secured or supervised continuously by an
attendant trained in emergency response procedures.

Chapter 5   Permit and Approval Requirements and Terms of
Installation

5.1 Permit Requirements.

5.1.1* Permit Required. Except when otherwise required by
the jurisdiction, a use permit shall be required for the use of
flame effects before an audience.

5.1.2* Terms of Installation.

5.1.2.1 Permanent Installation. An installation of flame effects
for which the governing use permit has a duration longer than
180 days shall be considered a permanent installation.

5.1.2.2 Temporary Installation. An installation of flame effects
for which the governing use permit has a duration of 180 days
or less within a 12-month period in a single venue shall be
considered a temporary installation.

5.1.3 Use Permits.

5.1.3.1 A use permit shall authorize the use of only the
number and types of flame effects in the venue as specified in
the flame effect plan, as described in Section 5.3.

5.1.3.2 Use permits shall have a specified expiration date.

5.1.3.2.1 Use permits for temporarily installed flame effects
shall specify the date(s) and time(s) of use and the expiration
date of the permit.

5.1.3.2.2 Use permits for permanently installed flame effects
shall specify the duration and expiration date of the permit.

5.1.3.3 Any activity authorized by the use permit shall be
conducted by the permittee or the permittee's agents or
employees in compliance with all requirements of this standard
applicable thereto and in accordance with the approved plans
and conditions.

5.2 Approval Requirements.

5.2.1 Prior Approval Required. Other than during the flame
effect demonstration, as described in Section 5.4, the use of all
flame effects shall be first approved by the authority having
jurisdiction (AHJ).

5.2.1.1* Hybrid flame effects shall meet the requirements of
5.2.1.1.1 and 5.2.1.1.2.

5.2.1.1.1 That portion of the hybrid flame effect that is
governed by NFPA 160 shall meet all of the requirements of
NFPA 160.

5.2.1.1.2 That portion of the hybrid flame effect that is
governed by NFPA 1126 shall meet all of the requirements of
NFPA 1126.

5.2.2 Approval of Flame Effect Plan. A plan for the use of
flame effects shall be submitted to the AHJ for approval.

5.2.2.1 After a flame effect plan has been approved, the plan
shall be maintained to be readily accessible at the venue and
shall be subject to inspection as specified by the AHJ.

5.2.2.2* If any addition or modification of flame effects to that
described in the approved plan is made, that addition or modi‐
fication shall be approved by the AHJ prior to use of the modi‐
fied flame effects.

5.2.2.3 In the case of a hybrid flame effect, the plan shall iden‐
tify those portions of the flame effect that require compliance
with NFPA 160 and those portions that require compliance
with NFPA 1126.

5.3* Content of Flame Effect Plans.

5.3.1 Flame Effect Plan Requirements.

5.3.1.1 The plan for the use of flame effects shall be submitted
in writing or other form acceptable to the authority having
jurisdiction.

5.3.1.2* The plan shall include the following:

(1) The name of the person, group, or organization responsi‐
ble for the production
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