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IMPORTANT NOTICES AND DISCLAIMERS CONCERNING NFPA DOCUMENTS

NOTICE AND DISCLAIMER OF LIABILITY CONCERNING THE USE OF NFPA DOCUMENTS

NFPA codes, standards, recommended practices, and guides, of which the document contained herein is one, are de-
veloped through a consensus standards development process approved by the American National Standards Institute.
This process brings together volunteers representing varied viewpoints and interests to achieve consensus on fire and
other safety issues. While the NFPA administers the process and establishes rules to promote fairness in the develop-
ment of consensus, it does not independently test, evaluate, or verify the accuracy of any information or the soundness
of any judgments contained in its codes and standards.

The NFPA disclaims liability for any personal injury, property or other damages of any nature whatsoever, whether
special, indirect, consequential or compensatory, directly or indirectly resulting from the publication, use of, or reliance
on this document. The NFPA also makes no guaranty or warranty as to the accuracy or completeness of any information
published herein.

In issuing and making this document available, the NFPA is not undertaking to render professional or other services
for or on behalf of any person or entity. Nor is the NFPA undertaking to perform any duty owed by any person or entity
to someone else. Anyone using this document should rely on his or her own independent judgment or, as appropriate,
seek the advice of a competent professional in determining the exercise of reasonable care in any given circumstances.

The NFPA has no power, nor does it undertake, to police or enforce compliance with the contents of this document.
Nor does the NFPA list, certify, test or inspect products, designs, or installations for compliance with this document.
Any certification or other statement of compliance with the requirements of this document shall not be attributable to
the NFPA and is solely the responsibility of the certifier or maker of the statement.
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ADDITIONAL NOTICES AND DISCLAIMERS

Updating of NFPA Documents

Users of NFPA codes, standards, recommended practices, and guides should be aware that
these documents may be superseded at any time by the issuance of new editions or may be
amended from time to time through the issuance of Tentative Interim Amendments. An offi-
cial NFPA document at any point in time consists of the current edition of the document
together with any Tentative Interim Amendments and any Errata then in effect. In order to
determine whether a given document is the current edition and whether it has been amended
through the issuance of Tentative Interim Amendments or corrected through the issuance of
Errata, consult appropriate NFPA publications such as the National Fire Codes® Subscription
Service, visit the NFPA website at www.nfpa.org, or contact the NFPA at the address listed
below.

Interpretations of NFPA Documents

A statement, written or oral, that is not processed in accordance with Section 6 of the Reg-
ulations Governing Committee Projects shall not be considered the official position of NFPA
or any of its Committees and shall not be considered to be, nor be relied upon as, a Formal
Interpretation.

Patents

The NFPA does not take any position with respect to the validity of any patent rights
asserted in connection with any items which are mentioned in or are the subject of NFPA
codes, standards, recommended practices, and guides, and the NFPA disclaims liability for
the infringement of any patent resulting from the use of or reliance on these documents.
Users of these documents are expressly advised that determination of the validity of any such
patent rights, and the risk of infringement of such rights, is entirely their own responsibility.

NFPA adheres to applicable policies of the American National Standards Institute with
respect to patents. For further information contact the NFPA at the address listed below.

Law and Regulations

Users of these documents should consult applicable federal, state, and local laws and reg-
ulations. NFPA does not, by the publication of its codes, standards, recommended practices,
and guides, intend to urge action that is not in compliance with applicable laws, and these
documents may not be construed as doing so.

Copyrights

This document is copyrighted by the NFPA. It is made available for a wide variety of both
public and private uses. These include both use, by reference, in laws and regulations, and
use in private self-regulation, standardization, and the promotion of safe practices and
methods. By making this document available for use and adoption by public authorities and
private users, the NFPA does not waive any rights in copyright to this document.

Use of NFPA documents for regulatory purposes should be accomplished through adop-
tion by reference. The term “adoption by reference” means the citing of title, edition, and
publishing information only. Any deletions, additions, and changes desired by the adopting
authority should be noted separately in the adopting instrument. In order to assist NFPA in
following the uses made of its documents, adopting authorities are requested to notify the
NFPA (Attention: Secretary, Standards Council) in writing of such use. For technical assis-
tance and questions concerning adoption of NFPA documents, contact NFPA at the address
below.

For Further Information

All questions or other communications relating to NFPA codes, standards, recommended
practices, and guides and all requests for information on NFPA procedures governing its
codes and standards development process, including information on the procedures for
requesting Formal Interpretations, for proposing Tentative Interim Amendments, and for
proposing revisions to NFPA documents during regular revision cycles, should be sent to
NFPA headquarters, addressed to the attention of the Secretary, Standards Council, NFPA,
1 Batterymarch Park, P.O. Box 9101, Quincy, MA 02269-9101.

For more information about NFPA, visit the NFPA website at www.nfpa.org.
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This edition of NFPA 17A, Standard for Wet Chemical Extinguishing Systems, was prepared by
the Technical Committee on Dry and Wet Chemical Extinguishing Systems, and acted on by
NFPA at its June Association Technical Meeting held June 2–5, 2008, in Las Vegas, NV. It was
issued by the Standards Council on July 24, 2008, with an effective date of September 5, 2008,
and supersedes all previous editions.

This edition of NFPA 17A was approved as an American National Standard on September 5,
2008.

Origin and Development of NFPA 17A
The Dry Chemical Extinguishing Systems Committee was activated in 1952. On April 6, 1983,

the Standards Council received a request to assign the subject of wet chemical extinguishing
systems to the appropriate committee. Listed systems had been available for some time. After the
Foam Committee declined the request, the Dry Chemical Committee was asked to assume re-
sponsibility for the project. In May 1983, the Dry Chemical Extinguishing Systems Committee
voted to accept the assignment and requested that the Standards Council expand the Committee
Scope to include the new topic. The Committee also requested that the new document be iden-
tified as NFPA 17A, Standard for Wet Chemical Extinguishing Systems. A subcommittee met in June
1983 to develop the text. In November 1984, the Council approved a request to change the name
of the Committee to the Committee on Dry and Wet Chemical Extinguishing Systems. The 1990
edition was a partial revision of the 1986 edition.

The 1998 edition of this standard was revised to clarify the requirements for protection of
unclosable openings and equipment shutdown.

The changes to the 2002 edition consisted of an editorial reformatting of the standard to
comply with the Manual of Style for NFPA Technical Committee Documents. Technical changes
included clarification of requirements for fuel and power shutoff upon actuation of the
system and rewriting the requirement for simultaneous systems operation.

The changes to the 2009 edition consist of clarification of inspection, maintenance, and
service requirements and qualifications for service personnel.
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Technical Committee on Dry and Wet Chemical Extinguishing Systems

Edward J. Kaminski, Chair
Schirmer Engineering Corporation, NV [I]

Thomas C. Brown, The RJA Group, Inc., MD [SE]
Paul E. Buchhofer, Building Inspection Underwriters,
Inc., PA [E]
Samuel S. Dannaway, S. S. Dannaway Associates, Inc.,
HI [SE]
Jack K. Dick, Heiser Incorporated, NY [M]
Robert Kasiski, FM Global, MA [I]
William Klingenmaier, Tyco Suppression Systems, WI [M]
Timothy Krulan, Kamp Fire Equipment & Service
Company, NJ [IM]

Rep. National Assn. of Fire Equipment Distributors

Michael P. McGreal, Firedyne Engineering, PC, IL [SE]
J. R. Nerat, Kidde/Badger Fire Protection, MI [M]

Rep. NFPA Industrial Fire Protection Section
Jack Nicholas, Northeast Wisconsin Technical College,
WI [SE]
Blake M. Shugarman, Underwriters Laboratories Inc.,
IL [RT]
Craig Voelkert, Amerex Corporation, AL [M]

Alternates

Richard J. Biehl, Tyco Suppression Systems, WI [M]
(Alt. to W. Klingenmaier)

George E. Laverick, Underwriters Laboratories Inc. IL [RT]
(Alt. to B. M. Shugarman)

Richard L. Lupien, Kidde-Fenwal, Inc., MA [M]
(Alt. to J. R. Nerat)

Norbert W. Makowka, National Association of Fire
Equipment Distributors, IL [IM]

(Alt. to T. Krulan)
Kenneth A. Mier, Amerex Corporation, AL [M]

(Alt. to C. Voelkert)

Nonvoting

Edward D. Leedy, Naperville, IL
(Member Emeritus)

David Hague, NFPA Staff Liaison

This list represents the membership at the time the Committee was balloted on the final text of this edition. Since that time,
changes in the membership may have occurred. A key to classifications is found at the back of the document.

NOTE: Membership on a committee shall not in and of itself constitute an endorsement of the Association or
any document developed by the committee on which the member serves.

Committee Scope: This Committee shall have primary responsibility for documents on the design, installation,
operation, testing, maintenance, and use of dry and wet chemical extinguishing systems for fire protection.
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IMPORTANT NOTE: This NFPA document is made available for
use subject to important notices and legal disclaimers. These notices
and disclaimers appear in all publications containing this document
and may be found under the heading “Important Notices and Dis-
claimers Concerning NFPA Documents.” They can also be obtained
on request from NFPA or viewed at www.nfpa.org/disclaimers.

NOTICE: An asterisk (*) following the number or letter
designating a paragraph indicates that explanatory material
on the paragraph can be found in Annex A.

Changes other than editorial are indicated by a vertical
rule beside the paragraph, table, or figure in which the
change occurred. These rules are included as an aid to the
user in identifying changes from the previous edition. Where
one or more complete paragraphs have been deleted, the de-
letion is indicated by a bullet (•) between the paragraphs that
remain.

A reference in brackets [ ] following a section or paragraph
indicates material that has been extracted from another NFPA
document. As an aid to the user, the complete title and edition
of the source documents for extracts in mandatory sections of
the document are given in Chapter 2 and those for extracts in
informational sections are given in Annex B. Extracted text
may be edited for consistency and style and may include the
revision of internal paragraph references and other refer-
ences as appropriate. Requests for interpretations or revisions
of extracted text shall be sent to the technical committee re-
sponsible for the source document.

Information on referenced publications can be found in
Chapter 2 and Annex B.

Chapter 1 Administration

1.1* Scope. The provisions of this standard apply to the de-
sign, installation, operation, testing, and maintenance of pre-
engineered wet chemical fire extinguishing systems that dis-
charge wet chemical from fixed nozzles and piping by means
of expellant gas. It contains only the essential requirements
and recommendations needed to make the standard workable
in the hands of those skilled in this field.

1.2 Purpose. This standard is prepared for the use and guid-
ance of those charged with the purchasing, designing, install-
ing, testing, inspecting, approving, listing, operating, or main-
taining of pre-engineered wet chemical fire-extinguishing
systems in order that such equipment will function as in-
tended throughout its life.

1.3 Application. Minimum requirements are specified for res-
taurant, commercial, and institutional hoods, plenums, ducts,
and associated cooking appliances.

1.4 Retroactivity.

1.4.1 The provisions of this document are considered neces-
sary to provide a reasonable level of protection from loss of life

and property from fire. They reflect situations and the state of
the art at the time the standard was issued.

1.4.2 Unless otherwise noted, it is not intended that the pro-
visions of this document be applied to facilities, equipment,
structures, or installations that were existing or approved for
construction or installation prior to the effective date of this
document.

1.5 Equivalency. Nothing in this standard is intended to pre-
vent the use of new methods or devices, provided sufficient
technical data are submitted to the authority having jurisdic-
tion to demonstrate that the new method or device is equiva-
lent in quality, effectiveness, durability, and safety to that pre-
scribed by this standard.

1.6 Units and Formulas.

1.6.1 When a primary value for measurement in English units
as given in this standard is followed by a parenthetical equiva-
lent value in metric units, the primary English value stated is to
be regarded as the requirement.

1.6.1.1* Metric units of measurement in this standard are in
accordance with the modernized metric system known as the
International System of Units (SI).

1.6.1.2 The conversion procedure used for the SI units is to
multiply the primary English quantity by the conversion factor
and then round the result if necessary to the appropriate num-
ber of significant digits.

1.7* Qualifications. Only persons properly trained shall be
considered competent to design, install, and service pre-
engineered wet chemical systems.

Chapter 2 Referenced Publications

2.1 General. The documents or portions thereof listed in this
chapter are referenced within this standard and shall be con-
sidered part of the requirements of this document.

2.2 NFPA Publications. National Fire Protection Association,
1 Batterymarch Park, Quincy, MA 02169-7471.

NFPA 70®, National Electrical Code®, 2008 edition.
NFPA 72®, National Fire Alarm Code®, 2007 edition.
NFPA 96, Standard for Ventilation Control and Fire Protection of

Commercial Cooking Operations, 2008 edition.

2.3 Other Publications.

2.3.1 UL Publications. Underwriters Laboratories Inc., 333
Pfingsten Road, Northbrook, IL 60062-2096.

ANSI/UL 300, Fire Testing of Fire Extinguishing Systems for Pro-
tection of Commercial Cooking Equipment, 2005.

2.3.2 Other Publications.

Merriam-Webster’s Collegiate Dictionary, 11th edition, Merriam-
Webster, Inc., Springfield, MA, 2003.

2.4 References for Extracts in Mandatory Sections.
NFPA 17, Standard for Dry Chemical Extinguishing Systems,

2009 edition.
NFPA 25, Standard for the Inspection, Testing, and Maintenance

of Water-Based Fire Protection Systems, 2008 edition.
NFPA 72®, National Fire Alarm Code®, 2007 edition.
NFPA 820, Standard for Fire Protection in Wastewater Treatment

and Collection Facilities, 2008 edition.
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