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IMPORTANT NOTICES AND DISCLAIMERS CONCERNING NFPA® STANDARDS

NFPA® codes, standards, recommended practices, and guides (“NFPA Standards”), of which the document
contained herein is one, are developed through a consensus standards development process approved by the
American National Standards Institute. This process brings together volunteers representing varied viewpoints
and interests to achieve consensus on fire and other safety issues. While the NFPA administers the process and
establishes rules to promote fairness in the development of consensus, it does not independently test, evaluate, or
verify the accuracy of any information or the soundness of any judgments contained in NFPA Standards.

The NFPA disclaims liability for any personal injury, property, or other damages of any nature whatsoever,
whether special, indirect, consequential or compensatory, directly or indirectly resulting from the publication, use
of, or reliance on NFPA Standards. The NFPA also makes no guaranty or warranty as to the accuracy or
completeness of any information published herein.

In issuing and making NFPA Standards available, the NFPA is not undertaking to render professional or other
services for or on behalf of any person or entity. Nor is the NFPA undertaking to perform any duty owed by any
person or entity to someone else. Anyone using this document should rely on his or her own independent
judgment or, as appropriate, seek the advice of a competent professional in determining the exercise of
reasonable care in any given circumstances.

The NFPA has no power, nor does it undertake, to police or enforce compliance with the contents of NFPA
Standards. Nor does the NFPA list, certify, test, or inspect products, designs, or installations for compliance with
this document. Any certification or other statement of compliance with the requirements of this document shall
not be attributable to the NFPA and is solely the responsibility of the certifier or maker of the statement.

REVISION SYMBOLS IDENTIFYING CHANGES FROM THE PREVIOUS EDITION

Text revisions are shaded. A A before a section number indicates that words within that section were
deleted and a A to the left of a table or figure number indicates a revision to an existing table or
figure. When a chapter was heavily revised, the entire chapter is marked throughout with the A
symbol. Where one or more sections were deleted, a ® is placed between the remaining sections.
Chapters, annexes, sections, figures, and tables that are new are indicated with an ‘N.

Note that these indicators are a guide. Rearrangement of sections may not be captured in the
markup, but users can view complete revision details in the First and Second Draft Reports located in
the archived revision information section of each code at www.nfpa.org/docinfo. Any subsequent
changes from the NFPA Technical Meeting, Tentative Interim Amendments, and Errata are also
located there.

REMINDER: UPDATING OF NFPA STANDARDS

Users of NFPA codes, standards, recommended practices, and guides (“NFPA Standards”) should be
aware that these documents may be superseded at any time by the issuance of a new edition, may be
amended with the issuance of Tentative Interim Amendments (TIAs), or be corrected by Errata. It is
intended that through regular revisions and amendments, participants in the NFPA standards
development process consider the then-current and available information on incidents, materials,
technologies, innovations, and methods as these develop over time and that NFPA Standards reflect
this consideration. Therefore, any previous edition of this document no longer represents the current
NFPA Standard on the subject matter addressed. NFPA encourages the use of the most current edition
of any NFPA Standard [as it may be amended by TIA(s) or Errata] to take advantage of current
experience and understanding. An official NFPA Standard at any point in time consists of the current
edition of the document, including any issued TIAs and Errata then in effect.

To determine whether an NFPA Standard has been amended through the issuance of TIAs or
corrected by Errata, visit the “Codes & Standards” section at www.nfpa.org.
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ADDITIONAL IMPORTANT NOTICES AND DISCLAIMERS CONCERNING NFPA® STANDARDS

Updating of NFPA Standards

Users of NFPA codes, standards, recommended practices, and guides (“NFPA Standards”) should be aware that these
documents may be superseded at any time by the issuance of a new edition, may be amended with the issuance of Tentative
Interim Amendments (TIAs), or be corrected by Errata. It is intended that through regular revisions and amendments,
participants in the NFPA standards development process consider the then-current and available information on incidents,
materials, technologies, innovations, and methods as these develop over time and that NFPA Standards reflect this
consideration. Therefore, any previous edition of this document no longer represents the current NFPA Standard on the
subject matter addressed. NFPA encourages the use of the most current edition of any NFPA Standard [as it may be amended
by TIA(s) or Errata] to take advantage of current experience and understanding. An official NFPA Standard at any point in
time consists of the current edition of the document, including any issued TIAs and Errata then in effect.

To determine whether an NFPA Standard has been amended through the issuance of TIAs or corrected by Errata, visit the
“Codes & Standards” section at www.nfpa.org.

Interpretations of NFPA Standards

A statement, written or oral, that is not processed in accordance with Section 6 of the Regulations Governing the
Development of NFPA Standards shall not be considered the official position of NFPA or any of its Committees and shall not
be considered to be, nor be relied upon as, a Formal Interpretation.

Patents

The NFPA does not take any position with respect to the validity of any patent rights referenced in, related to, or asserted in
connection with an NFPA Standard. The users of NFPA Standards bear the sole responsibility for determining the validity of
any such patent rights, as well as the risk of infringement of such rights, and the NFPA disclaims liability for the infringement
of any patent resulting from the use of or reliance on NFPA Standards.

NFPA adheres to the policy of the American National Standards Institute (ANSI) regarding the inclusion of patents in
American National Standards (“the ANSI Patent Policy”), and hereby gives the following notice pursuant to that policy:

NOTICE: The user’s attention is called to the possibility that compliance with an NFPA Standard may require use of an
invention covered by patent rights. NFPA takes no position as to the validity of any such patent rights or as to whether such
patent rights constitute or include essential patent claims under the ANSI Patent Policy. If, in connection with the ANSI Patent
Policy, a patent holder has filed a statement of willingness to grant licenses under these rights on reasonable and
nondiscriminatory terms and conditions to applicants desiring to obtain such a license, copies of such filed statements can be
obtained, on request, from NFPA. For further information, contact the NFPA at the address listed below.

Law and Regulations

Users of NFPA Standards should consult applicable federal, state, and local laws and regulations. NFPA does not, by the
publication of its codes, standards, recommended practices, and guides, intend to urge action that is not in compliance with
applicable laws, and these documents may not be construed as doing so.

Copyrights
NFPA Standards are copyrighted. They are made available for a wide variety of both public and private uses. These include
both use, by reference, in laws and regulations, and use in private self-regulation, standardization, and the promotion of safe

practices and methods. By making these documents available for use and adoption by public authorities and private users, the
NFPA does not waive any rights in copyright to these documents.

Use of NFPA Standards for regulatory purposes should be accomplished through adoption by reference. The term
“adoption by reference” means the citing of title, edition, and publishing information only. Any deletions, additions, and
changes desired by the adopting authority should be noted separately in the adopting instrument. In order to assist NFPA in
following the uses made of its documents, adopting authorities are requested to notify the NFPA (Attention: Secretary,
Standards Council) in writing of such use. For technical assistance and questions concerning adoption of NFPA Standards,
contact NFPA at the address below.

For Further Information

All questions or other communications relating to NFPA Standards and all requests for information on NFPA procedures
governing its codes and standards development process, including information on the procedures for requesting Formal
Interpretations, for proposing Tentative Interim Amendments, and for proposing revisions to NFPA standards during regular
revision cycles, should be sent to NFPA headquarters, addressed to the attention of the Secretary, Standards Council, NFPA, 1
Batterymarch Park, P.O. Box 9101, Quincy, MA 02269-9101; email: stds_admin@nfpa.org.

For more information about NFPA, visit the NFPA website at www.nfpa.org. All NFPA codes and standards can be viewed at
no cost at www.nfpa.org/docinfo.
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415-1

Copyright © 2021 National Fire Protection Association®. All Rights Reserved.

NFPA® 415

Standard on
Airport Terminal Buildings, Fueling Ramp Drainage, and Loading Walkways

2022 Edition

This edition of NFPA 415, Standard on Airport Terminal Buildings, Fueling Ramp Drainage, and
Loading Walkways, was prepared by the Technical Committee on Airport Facilities. It was issued by the
Standards Council on October 2, 2021, with an effective date of October 22, 2021, and supersedes all
previous editions.

This edition of NFPA 415 was approved as an American National Standard on October 22, 2021.

Origin and Development of NFPA 415

NFPA 415, Standard on Aircraft Fueling Ramp Drainage, was first adopted in 1961. Subsequent
editions were published in 1966, 1973, 1977, 1983, 1987, and 1992.

NFPA 416, Standard on Construction and Protection of Airport Terminal Buildings, was first adopted in
1962. Subsequent editions were published in 1967, 1972, 1973, 1975, 1983, 1987, and 1993.

NFPA 417, Standard on Construction and Protection of Aircraft Loading Walkways, was first adopted in
1963. Subsequent editions were published in 1968, 1973, 1977, 1985, and 1990.

The 1997 edition of NFPA 415 combined those three documents and was given a new title,
Standard on Airport Terminal Buildings, Fueling Ramp Drainage, and Loading Walkways.

The 2002 edition was a partial revision of the 1997 edition.

The 2008 edition of this standard was a partial revision of the 2002 edition and included the
following changes:

(1) Revision of 4.1.2 to correlate with the provisions of NFPA 101°, Life Safety Codé®, for interior
finish

(2) Revision of 6.2.4 to restrict the use of transparent and translucent walls in aircraft loading
walkways

(3) Revision of 6.3.2 and the addition of 6.3.2.1 to replace a reference to certain provisions of
NFPA 701, Standard Methods of Fire Tests for Flame Propagation of Textiles and Films, that no
longer exist in that standard

The 2013 edition provided updated references to test standards.
The 2016 edition permitted passenger loading walkways to utilize transparent walls.

The 2022 edition provided a new definition for “glazing” found within Chapter 3, as well as
updates to interior finish requirements found within Chapter 6. Additionally, reference updates have
been provided in both Chapter 2 and Annex D.

Documents

NFPA and National Fire Protection Association are registered trademarks of the National Fire Protection Associtiich Ouincy, Massachusetts 02169.

Document Sharing Hub

Full document details: NFPA 415 2022


http://www.avadocuments.com/doc/nfpa-415-2022
http://www.avadocuments.com/doc/nfpa-415-2022

415-2

AIRPORT TERMINAL BUILDINGS, FUELING RAMP DRAINAGE, AND LOADING WALKWAYS

Technical Committee on Airport Facilities

Matthew J. Daelhousen, Chair
FM Global, MA [I]
Rep. FM Global

Michael E. Aaron, Wiss, Janney, Elstner Associates, Inc., IL [SE]
James Brent Abbott, US Department of Defense, AR [E]
Bryan Eugene Batt, Lockheed Martin Space Corporation, TX [M]
Gene E. Benzenberg, Alison Control Inc., NJ [M]
James J. Blake, Vancouver Airport Authority, Canada [E]
David Brandenburg, Continental Airlines, TX [U]
David E. Burns, Siemens, NJ [M]

Rep. National Electrical Manufacturers Association
Craig W. Cook, Johnson Controls, WI [M]
Patrick Corcoran, Wolverine Fire Protection Company, MI [IM]
James Devonshire, Buckeye Fire Equipment Company, TX [M]
Richard M. DiMisa, Code Consultants, Inc., MO [SE]
Megan Eisenstein, National Air Transportation Association (NATA),
DC [U]

Rep. National Air Transportation Association (NATA)
Denny Ellison, Southwest Airlines Company, TX [U]
Scott Enides, S.R.I. Fire Sprinkler LLC, NY [M]

Rep. National Fire Sprinkler Association

John A. Frank, Global Asset Protection Services, LLC, GA [I]
Rep. Global Asset Protection Services, LLC

Thomas D. Gambino, Prime Engineering, Inc., GA [SE]

Robert Garrett, VSC Fire and Security Inc., VA [IM]
Rep. American Fire Sprinkler Association

Eli Horden, The Boeing Company, WA [U]
Aaron Johnson, Rural/Metro Corporation, FL. [E]

Elwin G. Joyce, II, Eastern Kentucky University, KY [E]
Rep. International Fire Marshals Association

Jeffrey S. Kidd, The Hiller Companies, MA [M]
Rep. Fire Suppression Systems Association

Tristan Mackintosh, Safespill Systems, TX [M]

Jeffrey Nelson, Port of Seattle Fire Department, WA [E]

Timo Niiranen, UTC/Marioff Corporation Oy/Carrier, Finland
[M]

Liane Frank Ozmun, Frankfurt Short Bruza, OK [SE]

Maurice M. Pilette, Mechanical Designs Ltd., MA [SE]

Jack Poole, Poole Fire Protection, Inc., KS [SE]

Lee T. Rindfuss, Marsh Risk Consulting, MA [I]

Paul E. Rivers, Sidsson LLC, MN [SE]

Robert Saunders, Wasatch Design Consultants, UT [SE]
(VL to Document: 415)

Anthony J. Schoenecker, Burns & McDonnell, MN [SE]

Joseph A. Simone, US Department of the Navy, DC [E]

Fred K. Walker, US Department of the Air Force, FL [E]

Martin H. Workman, The Viking Corporation, MI [M]

Kevin M. Wypychoski, Precision Mechanical Services, Inc., CT [IM]

Alternates

Gerard G. Back, JENSEN HUGHES, MD [SE]
(Alt. to Maurice M. Pilette)
John Grant Campbell, Fire & Life Safety Amercica, VA [IM]
(Alt. to Robert Garrett)
Andrew S. Carmean, US Department of the Air Force, FL [E]
(Alt. to Fred K. Walker)
Robert Coonts, Viking Corporation, CO [M]
(Alt. to Martin H. Workman)
Daniel P. Finnegan, Siemens Smart Infrastructure, IL [M]
(Alt. to David E. Burns)
Michael E. France, National Air Transportation Association, VA [U]
(Alt. to Megan Eisenstein)
Kyle Giubbini, Safespill Systems, TX [M]
(Alt. to Tristan Mackintosh)
Donald G. Goosman, Wiss, Janney, Elstner Associates, Inc., IL [SE]
(Alt. to Michael E. Aaron)
Edward A. Jonak, Southwest Airlines Company, TX [U]
(Alt. to Denny Ellison)

Jim Kinslohr, Code Consultants, MO [SE]
(Alt. to Richard M. DiMisa)

Ronald J. Megasko, Marsh Risk Consulting, PA [I]
(Alt. to Lee T. Rindfuss)

John H. Pecot, Johnson Controls, TX [M]
(Alt. to Craig W. Cook)

Andrew W. Poole, Poole Fire Protection, Inc., KS [SE]
(Alt. to Jack Poole)

Steve Rice, ABCO Fire, LL.C, OH [M]
(Alt. to Jeffrey S. Kidd)

William E. Seawright, Lockheed Martin Corporation, SC [M]
(Alt. to Bryan Eugene Batt)

Philip C. Smith, The Boeing Company, SC [U]
(Alt. to Eli Horden)

Robert Vincent, Shambaugh & Son, L.P., IN [M]
(Alt. to Scott Enides)

Nonvoting

Nathaniel J. Addleman, Addleman Engineering PLLC, TX [O]
(Member Emeritus)

Kevin Carr, NFPA Staff Liaison

L. M. Krasner, Medfield, MA [O]
(Member Emeritus)

This list represents the membership at the time the Committee was balloted on the final text of this edition.
Since that time, changes in the membership may have occurred. A key to classifications is found at the
back of the document.

NOTE: Membership on a committee shall not in and of itself constitute an endorsement of
the Association or any document developed by the committee on which the member serves.
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COMMITTEE PERSONNEL 415-3

Committee Scope: This Committee shall have primary responsibility for documents on fire
safety for the construction and protection at airport facilities involving construction
engineering but excluding airport fixed fueling systems.
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