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IMPORTANT NOTICE ABOUT THIS DOCUMENT

NFPA codes and standards, of which the document contained herein is one, are developed through a consensus stan-

dards development process approved by the American National Standards Institute. This process brings together volunteers

representing varied viewpoints and interests to achieve consensus on fire and other safety issues. While the NFPA admin-

isters the process and establishes rules to promote fairness in the development of consensus, it does not independently test,

evaluate, or verify the accuracy of any information or the soundness of any judgments contained in its codes and standards.

The NFPA disclaims liability for any personal injury, property or other damages of any nature whatsoever, whether

special, indirect, consequential or compensatory, directly or indirectly resulting from the publication, use of, or reliance on

this document. The NFPA also makes no guaranty or warranty as to the accuracy or completeness of any information pub-

lished herein.

In issuing and making this document available, the NFPA is not undertaking to render professional or other services

for or on behalf of any person or entity. Nor is the NFPA undertaking to perform any duty owed by any person or entity to

someone else. Anyone using this document should rely on his or her own independent judgment or, as appropriate, seek the

advice of a competent professional in determining the exercise of reasonable care in any given circumstances.

The NFPA has no power, nor does it undertake, to police or enforce compliance with the contents of this document.

Nor does the NFPA list, certify, test or inspect products, designs, or installations for compliance with this document. Any

certification or other statement of compliance with the requirements of this document shall not be attributable to the NFPA

and is solely the responsibility of the certifier or maker of the statement.

NOTICES

All questions or other communications relating to this document and all requests for information on NFPA procedures

governing its codes and standards development process, including information on the procedures for requesting Formal

Interpretations, for proposing Tentative Interim Amendments, and for proposing revisions to NFPA documents during

regular revision cycles, should be sent to NFPA headquarters, addressed to the attention of the Secretary, Standards Coun-

cil, National Fire Protection Association, 1 Batterymarch Park, P.O. Box 9101, Quincy, MA 02269-9101.

Users of this document should be aware that this document may be amended from time to time through the issuance of

Tentative Interim Amendments, and that an official NFPA document at any point in time consists of the current edition of

the document together with any Tentative Interim Amendments then in effect. In order to determine whether this document

is the current edition and whether it has been amended through the issuance of Tentative Interim Amendments, consult ap-

propriate NFPA publications such as the National Fire Codes
®
 Subscription Service, visit the NFPA website at

www.nfpa.org, or contact the NFPA at the address listed above.

A statement, written or oral, that is not processed in accordance with Section 16 of the Regulations Governing Com-

mittee Projects shall not be considered the official position of NFPA or any of its Committees and shall not be considered

to be, nor be relied upon as, a Formal Interpretation.

The NFPA does not take any position with respect to the validity of any patent rights asserted in connection with any

items which are mentioned in or are the subject of this document, and the NFPA disclaims liability of the infringement of

any patent resulting from the use of or reliance on this document. Users of this document are expressly advised that deter-

mination of the validity of any such patent rights, and the risk of infringement of such rights, is entirely their own responsi-

bility.

Users of this document should consult applicable federal, state, and local laws and regulations. NFPA does not, by the

publication of this document, intend to urge action that is not in compliance with applicable laws, and this document may

not be construed as doing so.
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Licensing Policy

This document is copyrighted by the National Fire Protection Association (NFPA). By making this document avail-

able for use and adoption by public authorities and others, the NFPA does not waive any rights in copyright to this docu-

ment.

1. Adoption by Reference – Public authorities and others are urged to reference this document in laws, ordinances,

regulations, administrative orders, or similar instruments. Any deletions, additions, and changes desired by the adopting

authority must be noted separately. Those using this method are requested to notify the NFPA (Attention: Secretary, Stan-

dards Council) in writing of such use. The term “adoption by reference” means the citing of title and publishing information

only.

2. Adoption by Transcription – A. Public authorities with lawmaking or rule-making powers only, upon written no-

tice to the NFPA (Attention: Secretary, Standards Council), will be granted a royalty-free license to print and republish this

document in whole or in part, with changes and additions, if any, noted separately, in laws, ordinances, regulations, admin-

istrative orders, or similar instruments having the force of law, provided that: (1) due notice of NFPA’s copyright is con-

tained in each law and in each copy thereof; and (2) that such printing and republication is limited to numbers sufficient to

satisfy the jurisdiction’s lawmaking or rule-making process. B. Once this NFPA Code or Standard has been adopted into

law, all printings of this document by public authorities with lawmaking or rule-making powers or any other persons desir-

ing to reproduce this document or its contents as adopted by the jurisdiction in whole or in part, in any form, upon written

request to NFPA (Attention: Secretary, Standards Council), will be granted a nonexclusive license to print, republish, and

vend this document in whole or in part, with changes and additions, if any, noted separately, provided that due notice of

NFPA’s copyright is contained in each copy. Such license shall be granted only upon agreement to pay NFPA a royalty.

This royalty is required to provide funds for the research and development necessary to continue the work of NFPA and its

volunteers in continually updating and revising NFPA standards. Under certain circumstances, public authorities with law-

making or rule-making powers may apply for and may receive a special royalty where the public interest will be served

thereby.

3. Scope of License Grant – The terms and conditions set forth above do not extend to the index of this document.

(For further explanation, see the Policy Concerning the Adoption, Printing, and Publication of NFPA Documents,

which is available upon request from the NFPA.)
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NFPA 50A

Standard for

Gaseous Hydrogen Systems 
at Consumer Sites

1999 Edition

This edition of NFPA 50A, Standard for Gaseous Hydrogen Systems at Consumer Sites, was pre-
pared by the Technical Committee on Industrial and Medical Gases and acted on by the
National Fire Protection Association, Inc., at its Fall Meeting held November 16–18, 1998, in
Atlanta, GA. It was issued by the Standards Council on January 15, 1999, with an effective date
of February 4, 1999, and supersedes all previous editions.

Changes other than editorial are indicated by a vertical rule in the margin of the pages on
which they appear. These lines are included as an aid to the user in identifying changes from
the previous edition.

This edition of NFPA 50A was approved as an American National Standard on February 4,
1999.

Origin and Development of NFPA 50A
Development of NFPA 50A was initiated by the Compressed Gas Association, Inc., which

submitted a complete text to the NFPA Committee on Gases in 1959. Working responsibility
for the project was assigned to the Sectional Committee on Industrial Gases, and the standard
was tentatively adopted at the Annual Meeting in 1961. Official adoption, as NFPA 567, fol-
lowed at the 1963 Annual Meeting as recommended by the Committee on Gases.

In June 1966, responsibility for NFPA 567 was reassigned to the Committee on Industrial
and Medical Gases. With the 1969 edition, which superseded the 1963 edition, the standard
was redesignated as NFPA 50A. Subsequent editions were adopted in 1973, 1978, 1984, 1989,
and 1994.
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Technical Committee on Industrial and Medical Gases

Charles B. Henrici, Chair 
River Forest Fire Dept., IL [E]
Rep. Int’l Assn. of Fire Chiefs

William H. Barlen, Airgas, CT [M]
Francis X. Bender, Hazards Research Corp., NJ [SE]
Carl A. Caves, U.S. Dept. of Energy, MD [U]
Rick Ginn,  Wright Brothers, Inc., OH [M]

Rep. Nat’l Welding Supply Assn.
Douglas F. Nelson, HSB Industrial Risk Insurers, PA [I]
John T. Pavlovcak, Air Products & Chemicals, Inc., PA [IM]

Rep. Compressed Gas Assn., Inc.
William J. Satterfield, III, RODE & Assoc., LLC, CT [SE]
Samir Shiban, Intel Corp., AZ [U]

David N. Simon, Air Liquide America Corp., TX [IM]
Rep. Compressed Gas Assn., Inc.

Michael W. St. Clair, Ohio State University, OH [U]
Rep. NFPA Industrial Fire Protection Section

Gary F. Trojak,  The Chlorine Inst., Inc., DC [M]
Randolph Viscomi, ARC Chemical, NY [IM]
Lionel Wolpert, BOC Gases, NJ [IM]

Rep. Compressed Gas Assn., Inc.
Robert A. Zeman, Underwriters Laboratories Inc., IL [RT]

Alternates

John Anicello, BOC Gases, CA [IM]
(Alt. to L. Wolpert)

Marshall Issen, Underwriters Laboratories Inc., IL [RT]
(Alt. to R. A. Zeman)

Michael E. Lyden, The Chlorine Inst., Inc., DC [M]
(Alt. to G. F. Trojak)

Anthony J. McErlean, Messer Group (MG Industries), PA 
[IM]

(Alt. to D. N. Simon)
Roger A. Smith, Compressed Gas Assn., Inc., VA [IM]

(Alt. to J. T. Pavlovcak)
William A. Thornberg, Industrial Risk Insurers, CT [I]

(Alt. to D. F. Nelson)

Nonvoting

Wendell Glasier, U.S. Dept. of Labor OSHA, DC [E]
(Alt. to J. E. Slattery)

Fred K. Kitson, F K Kitson Safety Assoc., VA [SE]
Joanne E. Slattery, U.S. Dept. of Labor OSHA, DC [E]

Carl Rivkin, NFPA Staff Liaison

This list represents the membership at the time the Committee was balloted on the text of this edition. Since that time,
changes in membership may have occurred. A key to classifications is found at the back of this document.

NOTE: Membership on a committee shall not in and of itself constitute an endorsement of the Association
or any document developed by the committee on which the member serves.

Committee Scope: This Committee shall have primary responsibility for documents on the storage, transfer,
and use of industrial gases. Included are the storage and handling of such gases in their gaseous or liquid
phases; the installation of associated storage, piping, and distribution equipment; and operating practices.
The Committee also has a technical responsibility for contributions in the same areas for medical gases and
clean rooms.
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