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IMPORTANT NOTICE ABOUT THIS DOCUMENT

NFPA codes and standards, of which the document contained herein is one, are developed through a consensus stan-
dards development process approved by the American National Standards Institute. This process brings together volunteers
representing varied viewpoints and interests to achieve consensus on fire and other safety issues. While the NFPA admin-
isters the process and establishes rules to promote fairness in the development of consensus, it does not independently test,
evaluate, or verify the accuracy of any information or the soundness of any judgments contained in its codes and standards.

The NFPA disclaims liability for any personal injury, property or other damages of any nature whatsoever, whether
special, indirect, consequential or compensatory, directly or indirectly resulting from the publication, use of, or reliance on
this document. The NFPA also makes no guaranty or warranty as to the accuracy or completeness of any information pub-
lished herein.

In issuing and making this document available, the NFPA is not undertaking to render professional or other services
for or on behalf of any person or entity. Nor is the NFPA undertaking to perform any duty owed by any person or entity to
someone else. Anyone using this document should rely on his or her own independent judgment or, as appropriate, seek the
advice of a competent professional in determining the exercise of reasonable care in any given circumstances.

The NFPA has no power, nor does it undertake, to police or enforce compliance with the contents of this document.
Nor does the NFPA list, certify, test or inspect products, designs, or installations for compliance with this document. Any
certification or other statement of compliance with the requirements of this document shall not be attributable to the NFPA
and is solely the responsibility of the certifier or maker of the statement.

NOTICES

All questions or other communications relating to this document and all requests for information on NFPA procedures
governing its codes and standards development process, including information on the procedures for requesting Formal
Interpretations, for proposing Tentative Interim Amendments, and for proposing revisions to NFPA documents during
regular revision cycles, should be sent to NFPA headquarters, addressed to the attention of the Secretary, Standards Coun-
cil, National Fire Protection Association, 1 Batterymarch Park, P.O. Box 9101, Quincy, MA 02269-9101.

Users of this document should be aware that this document may be amended from time to time through the issuance of
Tentative Interim Amendments, and that an official NFPA document at any point in time consists of the current edition of
the document together with any Tentative Interim Amendments then in effect. In order to determine whether this document
is the current edition and whether it has been amended through the issuance of Tentative Interim Amendments, consult ap-
propriate NFPA publications such as the National Fire Codes” Subscription Service, visit the NFPA website at
www.nfpa.org, or contact the NFPA at the address listed above.

A statement, written or oral, that is not processed in accordance with Section 16 of the Regulations Governing Com-
mittee Projects shall not be considered the official position of NFPA or any of its Committees and shall not be considered
to be, nor be relied upon as, a Formal Interpretation.

The NFPA does not take any position with respect to the validity of any patent rights asserted in connection with any
items which are mentioned in or are the subject of this document, and the NFPA disclaims liability of the infringement of
any patent resulting from the use of or reliance on this document. Users of this document are expressly advised that deter-
mination of the validity of any such patent rights, and the risk of infringement of such rights, is entirely their own responsi-
bility.

Users of this document should consult applicable federal, state, and local laws and regulations. NFPA does not, by the
publication of this document, intend to urge action that is not in compliance with applicable laws, and this document may
not be construed as doing so.
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Licensing Policy

This document is copyrighted by the National Fire Protection Association (NFPA). By making this document avail-
able for use and adoption by public authorities and others, the NFPA does not waive any rights in copyright to this docu-
ment.

1. Adoption by Reference — Public authorities and others are urged to reference this document in laws, ordinances,
regulations, administrative orders, or similar instruments. Any deletions, additions, and changes desired by the adopting
authority must be noted separately. Those using this method are requested to notify the NFPA (Attention: Secretary, Stan-
dards Council) in writing of such use. The term “adoption by reference” means the citing of title and publishing information
only.

2. Adoption by Transcription — A. Public authorities with lawmaking or rule-making powers only, upon written no-
tice to the NFPA (Attention: Secretary, Standards Council), will be granted a royalty-free license to print and republish this
document in whole or in part, with changes and additions, if any, noted separately, in laws, ordinances, regulations, admin-
istrative orders, or similar instruments having the force of law, provided that: (1) due notice of NFPA’s copyright is con-
tained in each law and in each copy thereof; and (2) that such printing and republication is limited to numbers sufficient to
satisfy the jurisdiction’s lawmaking or rule-making process. B. Once this NFPA Code or Standard has been adopted into
law, all printings of this document by public authorities with lawmaking or rule-making powers or any other persons desir-
ing to reproduce this document or its contents as adopted by the jurisdiction in whole or in part, in any form, upon written
request to NFPA (Attention: Secretary, Standards Council), will be granted a nonexclusive license to print, republish, and
vend this document in whole or in part, with changes and additions, if any, noted separately, provided that due notice of
NFPA’s copyright is contained in each copy. Such license shall be granted only upon agreement to pay NFPA a royalty.
This royalty is required to provide funds for the research and development necessary to continue the work of NFPA and its
volunteers in continually updating and revising NFPA standards. Under certain circumstances, public authorities with law-
making or rule-making powers may apply for and may receive a special royalty where the public interest will be served
thereby.

3. Scope of License Grant — The terms and conditions set forth above do not extend to the index of this document.

(For further explanation, see the Policy Concerning the Adoption, Printing, and Publication of NFPA Documents,
which is available upon request from the NFPA.)
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Copyright © 1998 NFPA, All Rights Reserved

NFPA 513

Standard for

Motor Freight Terminals

1998 Edition

This edition of NFPA 513, Standard for Motor Freight Terminals, was prepared by the Technical
Committee on Motor Vehicle and Highway Fire Protection and acted on by the National
Fire Protection Association, Inc., at its Annual Meeting held May 18-21, 1998, in Cincinnati,
OH. It was issued by the Standards Council on July 16, 1998, with an effective date of August
5, 1998, and supersedes all previous editions.

Changes other than editorial are indicated by a vertical rule in the margin of the pages
on which they appear. These lines are included as an aid to the user in identifying changes
from the previous edition.

This edition of NFPA 513 was approved as an American National Standard on August 6,
1998.

Origin and Development of NFPA 513

The first edition of NFPA 513 was prepared by the NFPA Committee on Truck Transporta-
tion. It was tentatively adopted in 1958 and officially adopted by the Association as an NFPA
standard in 1959. In 1967, the committee was reorganized as the Committee on Motor
Vehicle and Highway Fire Protection.

The 1973 edition was a complete revision and reorganization of the 1971 edition. The
1973 edition was partially revised in 1975, 1978, and 1984. The 1990 edition contained minor
changes, such as an update of Table 3-1.2, which is extracted from NFPA 30, Flammable and
Combustible Liquids Code. Minor changes were incorporated in Chapters 3 and 6 of the 1994
edition, and in Chapters 1 and 4 of this 1998 edition.
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MOTOR FREIGHT TERMINALS

Technical Committee on Motor Vehicle and Highway Fire Protection

Arthur G. Bendelius, Chair
Bechtel/Parsons Brinckerhoff Quade & Douglas, Inc., NY [SE]

Dennis J. Becker, Richard D. Kimball Co., Inc., MA [IM]
Anthony S. Caserta, U.S. Department of Transportation,
DC [E]

Neill Darmstadter, American Trucking Assn. Inc., VA

(U]

William A. Eppich, The Protectowire Co., Inc., MA [M]
Edward E. Friloux, Sr., American Fire Retardant Corp.,
LA [M]

Roger Lichtenwald, American Warming & Ventilating,
OH [M]

Enoch Lipson, The Port Authority of NY & NJ [E]
Sergiu F. Luchian, Massachusetts Highway — Central
Artery/Tunnel Project, MA [U]

Colin Macedo, Sverdrup Civil Inc., WA [SE]

Maurice M. Pilette, Mechanical Designs Ltd, MA [SE]
Michael P. Wilson, American Insurance Services Group

Clifford J. Harvison, Nat’l Tank Truck Carriers Inc., VA Inc., NY [I]
[U]
Alternate
William G. Connell, Bechtel/Parsons Brinckerhoff
Quade & Douglas, Inc., MA [SE]
(Alt. to A. G. Bendelius)
Nonvoting

A. L. Elliott, Sacramento, CA
(Member Emeritus)

George E. Ralph, Southport, ME
(Member Emeritus)

Richard Ortisi-Best, NFPA Staff Liaison

This list represents the membership at the time the Committee was balloted on the text of this edition. Since that time,
changes in the membership may have occurred. A key to classifications is found at the back of this document.

NOTE: Membership on a Committee shall not in and of itself constitute an endorsement of the Association
or any document developed by the committee on which the member serves.

Committee Scope: This Committee shall have primary responsibility for documents on motor vehicle fire
prevention and protection measures to reduce loss of life and property damage in the operation and
maintenance (repair) of such vehicles (except as specified herein); fire prevention and protection recom-
mendations for motor freight terminals; protection for tunnels, air right structures and bridges; and to
recommend protection facilities on limited-access highways. Included as motor vehicles are trucks, buses,
taxicabs, limousines, and passenger cars; excluded are the design, fire protection, and operational proce-
dures for fire apparatus, manufactured homes and recreational vehicles, tank vehicles of all kinds for
handling flammable and combustible liquids and liquefied petroleum gases, and vehicles transporting
explosives and other hazardous chemicals. The construction and protection of garages is handled by the
NFPA Committee on Garages.
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