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IMPORTANT NOTICES AND DISCLAIMERS CONCERNING NFPA® STANDARDS

NFPA® codes, standards, recommended practices, and guides (“NFPA Standards”), of which the document
contained herein is one, are developed through a consensus standards development process approved by the
American National Standards Institute. This process brings together volunteers representing varied viewpoints
and interests to achieve consensus on fire and other safety issues. While the NFPA administers the process and
establishes rules to promote fairness in the development of consensus, it does not independently test, evaluate, or
verify the accuracy of any information or the soundness of any judgments contained in NFPA Standards.

The NFPA disclaims liability for any personal injury, property, or other damages of any nature whatsoever,
whether special, indirect, consequential or compensatory, directly or indirectly resulting from the publication, use
of, or reliance on NFPA Standards. The NFPA also makes no guaranty or warranty as to the accuracy or
completeness of any information published herein.

In issuing and making NFPA Standards available, the NFPA is not undertaking to render professional or other
services for or on behalf of any person or entity. Nor is the NFPA undertaking to perform any duty owed by any
person or entity to someone else. Anyone using this document should rely on his or her own independent
judgment or, as appropriate, seek the advice of a competent professional in determining the exercise of
reasonable care in any given circumstances.

The NFPA has no power, nor does it undertake, to police or enforce compliance with the contents of NFPA
Standards. Nor does the NFPA list, certify, test, or inspect products, designs, or installations for compliance with
this document. Any certification or other statement of compliance with the requirements of this document shall
not be attributable to the NFPA and is solely the responsibility of the certifier or maker of the statement.

REVISION SYMBOLS IDENTIFYING CHANGES FROM THE PREVIOUS EDITION

Text revisions are shaded. A Δ before a section number indicates that words within that section were
deleted and a Δ to the left of a table or figure number indicates a revision to an existing table or
figure. When a chapter was heavily revised, the entire chapter is marked throughout with the Δ
symbol. Where one or more sections were deleted, a • is placed between the remaining sections.
Chapters, annexes, sections, figures, and tables that are new are indicated with an N .

Note that these indicators are a guide. Rearrangement of sections may not be captured in the
markup, but users can view complete revision details in the First and Second Draft Reports located in
the archived revision information section of each code at www.nfpa.org/docinfo. Any subsequent
changes from the NFPA Technical Meeting, Tentative Interim Amendments, and Errata are also
located there.

REMINDER: UPDATING OF NFPA STANDARDS

Users of NFPA codes, standards, recommended practices, and guides (“NFPA Standards”) should be
aware that these documents may be superseded at any time by the issuance of a new edition, may be
amended with the issuance of Tentative Interim Amendments (TIAs), or be corrected by Errata. It is
intended that through regular revisions and amendments, participants in the NFPA standards
development process consider the then-current and available information on incidents, materials,
technologies, innovations, and methods as these develop over time and that NFPA Standards reflect
this consideration. Therefore, any previous edition of this document no longer represents the current
NFPA Standard on the subject matter addressed. NFPA encourages the use of the most current edition
of any NFPA Standard [as it may be amended by TIA(s) or Errata] to take advantage of current
experience and understanding. An official NFPA Standard at any point in time consists of the current
edition of the document, including any issued TIAs and Errata then in effect.

To determine whether an NFPA Standard has been amended through the issuance of TIAs or
corrected by Errata, visit the “Codes & Standards” section at www.nfpa.org.
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ADDITIONAL IMPORTANT NOTICES AND DISCLAIMERS CONCERNING NFPA® STANDARDS

Updating of NFPA Standards

Users of NFPA codes, standards, recommended practices, and guides (“NFPA Standards”) should be aware that these
documents may be superseded at any time by the issuance of a new edition, may be amended with the issuance of Tentative
Interim Amendments (TIAs), or be corrected by Errata. It is intended that through regular revisions and amendments,
participants in the NFPA standards development process consider the then-current and available information on incidents,
materials, technologies, innovations, and methods as these develop over time and that NFPA Standards reflect this
consideration. Therefore, any previous edition of this document no longer represents the current NFPA Standard on the
subject matter addressed. NFPA encourages the use of the most current edition of any NFPA Standard [as it may be amended
by TIA(s) or Errata] to take advantage of current experience and understanding. An official NFPA Standard at any point in
time consists of the current edition of the document, including any issued TIAs and Errata then in effect.

To determine whether an NFPA Standard has been amended through the issuance of TIAs or corrected by Errata, visit the
“Codes & Standards” section at www.nfpa.org.

Interpretations of NFPA Standards

A statement, written or oral, that is not processed in accordance with Section 6 of the Regulations Governing the
Development of NFPA Standards shall not be considered the official position of NFPA or any of its Committees and shall not
be considered to be, nor be relied upon as, a Formal Interpretation.

Patents

The NFPA does not take any position with respect to the validity of any patent rights referenced in, related to, or asserted in
connection with an NFPA Standard. The users of NFPA Standards bear the sole responsibility for determining the validity of
any such patent rights, as well as the risk of infringement of such rights, and the NFPA disclaims liability for the infringement
of any patent resulting from the use of or reliance on NFPA Standards.

NFPA adheres to the policy of the American National Standards Institute (ANSI) regarding the inclusion of patents in
American National Standards (“the ANSI Patent Policy”), and hereby gives the following notice pursuant to that policy:

NOTICE: The user’s attention is called to the possibility that compliance with an NFPA Standard may require use of an
invention covered by patent rights. NFPA takes no position as to the validity of any such patent rights or as to whether such
patent rights constitute or include essential patent claims under the ANSI Patent Policy. If, in connection with the ANSI Patent
Policy, a patent holder has filed a statement of willingness to grant licenses under these rights on reasonable and
nondiscriminatory terms and conditions to applicants desiring to obtain such a license, copies of such filed statements can be
obtained, on request, from NFPA. For further information, contact the NFPA at the address listed below.

Law and Regulations

Users of NFPA Standards should consult applicable federal, state, and local laws and regulations. NFPA does not, by the
publication of its codes, standards, recommended practices, and guides, intend to urge action that is not in compliance with
applicable laws, and these documents may not be construed as doing so.

Copyrights

NFPA Standards are copyrighted. They are made available for a wide variety of both public and private uses. These include
both use, by reference, in laws and regulations, and use in private self-regulation, standardization, and the promotion of safe
practices and methods. By making these documents available for use and adoption by public authorities and private users, the
NFPA does not waive any rights in copyright to these documents.

Use of NFPA Standards for regulatory purposes should be accomplished through adoption by reference. The term
“adoption by reference” means the citing of title, edition, and publishing information only. Any deletions, additions, and
changes desired by the adopting authority should be noted separately in the adopting instrument. In order to assist NFPA in
following the uses made of its documents, adopting authorities are requested to notify the NFPA (Attention: Secretary,
Standards Council) in writing of such use. For technical assistance and questions concerning adoption of NFPA Standards,
contact NFPA at the address below.

For Further Information

All questions or other communications relating to NFPA Standards and all requests for information on NFPA procedures
governing its codes and standards development process, including information on the procedures for requesting Formal
Interpretations, for proposing Tentative Interim Amendments, and for proposing revisions to NFPA standards during regular
revision cycles, should be sent to NFPA headquarters, addressed to the attention of the Secretary, Standards Council, NFPA, 1
Batterymarch Park, P.O. Box 9101, Quincy, MA 02269-9101; email: stds_admin@nfpa.org.

For more information about NFPA, visit the NFPA website at www.nfpa.org. All NFPA codes and standards can be viewed at
no cost at www.nfpa.org/docinfo.

Full document details: NFPA 600 2020

http://www.avadocuments.com/doc/nfpa-600-2020
http://www.avadocuments.com/doc/nfpa-600-2020


600-1

NFPA and National Fire Protection Association are registered trademarks of the National Fire Protection Association, Quincy, Massachusetts 02169.

Copyright © 2019 National Fire Protection Association®. All Rights Reserved.

NFPA® 600

Standard on

Facility Fire Brigades

2020 Edition

This edition of NFPA 600, Standard on Facility Fire Brigades, was prepared by the Technical
Committee on Loss Prevention Procedures and Practices. It was issued by the Standards Council on
November 4, 2019, with an effective date of November 24, 2019, and supersedes all previous editions.

This edition of NFPA 600 was approved as an American National Standard on November 24, 2019.

Origin and Development of NFPA 600

In 1902 NFPA adopted Suggestions for Organizing Private Fire Departments recommended by the
Committee on Private Fire Department Regulations. In 1912 NFPA adopted two pamphlets,
Organization and Execution of Exit Drills and Organization and Drilling of Private Fire Brigades, on the
recommendation of the Committee on Private Fire Departments and Fire Drills. In 1924 the NFPA
adopted Suggestions for the Organization, Drilling and Equipment of Private Fire Brigades on the
recommendation of the Committee on Field Practice, and revisions were adopted in 1930, 1937, and
1949.

Jurisdiction for the publication was transferred in 1948 to the new Committee on Fire Brigades
and Watchmen, and a revised edition was published in 1955. The guide was completely revised in
1967.

In 1969 the committee was reorganized as the Technical Committee on Loss Prevention
Procedures and Practices, and the guide was reconfirmed in 1975. In 1981 a complete revision was
accomplished, and a partial revision was made in the 1986 edition, as well as a redesignation from
NFPA 27 to NFPA 600.

In 1992 the document was completely revised as a standard to provide a minimum level of
occupational safety and health for industrial fire brigade members consistent with the Occupational
Safety and Health Administration (OSHA). The standard incorporated the concepts of advanced
exterior fire fighting and site-specific hazards for the first time. These concepts were needed for
industrial fire brigades to properly address the types of situations they encounter.

In 1996 the document was revised to include industrial fire departments, which were previously
addressed in NFPA 1500, Standard on Fire Department Occupational Safety and Health Program. This
reorganization assisted the authority having jurisdiction and owner/operators in determining the
standard they must comply with and if they are in compliance. Other changes made the document
more user friendly and better clarified the requirements of the standard.

Changes to the 2000 edition were mainly editorial or were provided for clarification. A
noteworthy exception was the change in the number of industrial fire brigade members for interior
structural fire fighting. Two industrial fire brigade members were now required to be available for
rescue, whereas the previous edition required only one.

The 2005 edition incorporated revised definitions that correspond to preferred terms found in
the Glossary of Terms. One of the definition changes incorporated a broader scope for the medical
professionals who assess medical and physical fitness of fire brigade members. The term qualified
physician was replaced by qualified health care professional to reflect actual practice.

The 2005 edition added references to the professional qualification standard, NFPA 1081,
Standard for Industrial Fire Brigade Member Professional Qualifications, which was adopted after the
effective date of the 2000 edition. The standard was also revised and reorganized in accordance with
the Manual of Style for NFPA Technical Committee Documents.
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For the 2015 edition, the standard was reorganized. The committee believed that the hazards to a fire brigade from interior
structural and advanced exterior fire fighting were the same, including the potential for an IDLH environment, and therefore
the consolidated requirements from the two separate chapters into one chapter applicable to both. In addition, the committee
changed the title of the document from Industrial Fire Brigades to Facility Fire Brigades, recognizing that fire brigades exist
beyond industrial settings. The word facility replaced industrial throughout the standard.

In the 2020 edition, several modifications were made to increase the scope of the standard and to provide the stakeholder
with more concise language. In Chapter 1, new material was added for facility fire brigades that respond to offsite fire
emergencies in conjunction with local fire departments.

The individual(s) designated by senior management is responsible for the organization, management, and nonemergency
response functions of the facility fire brigade.

In Chapter 3, definitions were expanded to include specific details about potential time intervals and adding timing
flexibility.

In Chapter 4, the language was modified in several areas to provide clarification on responsibilities. The language was
edited to indicate who is in charge of an incident when an incipient fire occurs. The revised language also provides direction
for designated representatives within an organizational statement. The role of the facility fire brigade leader was also better
defined. These changes were made to avoid potential confusion about responsibilities during a fire emergency.

Mandatory language was added regarding the requirement to develop a site-specific risk management policy for employees
who serve as facility fire brigade members. It was added to clarify the potential risks that are involved with responding to a fire
emergency.

Section 4.11 was modified to reflect proper inventory management so that the items needed for a response would be readily
available.

In Chapter 6, a requirement was added to ensure that protective thermal clothing and protective equipment are used and
maintained according to the standards of NFPA 1851, Standard on Selection, Care, and Maintenance of Protective Ensembles for
Structural Fire Fighting and Proximity Fire Fighting. This requirement was added to ensure the proper protection of facility fire
brigade members during a fire emergency.

Annex A was revised to cite federal regulations accurately and to match the requirements of 29 CFR 1910.156, “Fire
Brigades.”
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Debra M. Gursha, NFPA Staff Liaison

This list represents the membership at the time the Committee was balloted on the final text of this edition.
Since that time, changes in the membership may have occurred. A key to classifications is found at the
back of the document.

NOTE: Membership on a committee shall not in and of itself constitute an endorsement of
the Association or any document developed by the committee on which the member serves.

Committee Scope: This Committee shall have primary responsibility for documents on fire
brigades, guard services, and techniques for securing effective fire loss prevention programs
in industrial, commercial, institutional, and similar properties.
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NFPA 600

Standard on

Facility Fire Brigades

2020 Edition

IMPORTANT NOTE: This NFPA document is made available for
use subject to important notices and legal disclaimers. These notices
and disclaimers appear in all publications containing this document
and may be found under the heading “Important Notices and
Disclaimers Concerning NFPA Standards.” They can also be viewed
at www.nfpa.org/disclaimers or obtained on request from NFPA.

UPDATES, ALERTS, AND FUTURE EDITIONS: New editions of
NFPA codes, standards, recommended practices, and guides (i.e.,
NFPA Standards) are released on scheduled revision cycles. This
edition may be superseded by a later one, or it may be amended
outside of its scheduled revision cycle through the issuance of Tenta‐
tive Interim Amendments (TIAs). An official NFPA Standard at any
point in time consists of the current edition of the document, together
with all TIAs and Errata in effect. To verify that this document is the
current edition or to determine if it has been amended by TIAs or
Errata, please consult the National Fire Codes® Subscription Service
or the “List of NFPA Codes & Standards” at www.nfpa.org/docinfo.
In addition to TIAs and Errata, the document information pages also
include the option to sign up for alerts for individual documents and
to be involved in the development of the next edition.

NOTICE: An asterisk (*) following the number or letter
designating a paragraph indicates that explanatory material on
the paragraph can be found in Annex A.

A reference in brackets [ ] following a section or paragraph
indicates material that has been extracted from another NFPA
document. Extracted text may be edited for consistency and
style and may include the revision of internal paragraph refer‐
ences and other references as appropriate. Requests for inter‐
pretations or revisions of extracted text shall be sent to the
technical committee responsible for the source document.

Information on referenced and extracted publications can
be found in Chapter 2 and Annex B.

Chapter 1   Administration

1.1* Scope.

1.1.1   This standard contains minimum requirements for
organizing, operating, training, and equipping facility fire
brigades for response to fires in industrial, commercial, institu‐
tional, and similar properties.

1.1.2   This standard provides minimum requirements for the
occupational safety and health of facility fire brigade members
while performing fire fighting and related response activities.

1.2* Purpose.   The purpose of this standard is to provide
minimum requirements for organization, operation, training,
and occupational safety and health for facility fire brigades.

1.3 Application.

Δ 1.3.1*   This standard shall apply to any organized group of
employees having fire-fighting response duties, such as emer‐
gency brigades, emergency response teams, fire teams, and
plant emergency organizations.

Δ 1.3.2*   This standard shall apply to facility fire brigades that
respond to fire emergencies off-site when the fire brigade is
trained and familiar with the hazards associated with the fire
and when they are responding in support of another facility
fire brigade.

N 1.3.2.1   This standard shall apply if the facility fire brigade is
responding to a fire emergency off-site in conjunction with a
fire department subject to the requirements of NFPA 1500 and
if the facility fire brigade is trained and familiar with the
hazards associated with the incident.

1.3.3*   This standard shall not apply to medical response,
confined space rescue response, and hazardous material
response activities.

1.3.4   This standard shall not apply to fire departments
complying with NFPA 1500.

1.4* Equivalency.   Nothing in this standard is intended to
prevent the use of systems, methods, or devices of equivalent or
superior quality, strength, fire resistance, effectiveness, durabil‐
ity, and safety over those prescribed by this standard.

1.5 Units and Formulas.

1.5.1   The units of measure in this standard are presented in
the International System (SI) of Units. Where presented, U.S.
customary units (inch-pound units) follow the SI units in
parentheses.

1.5.2   Where both systems of units are presented, either system
shall be acceptable for satisfying the requirements in this stand‐
ard.

1.5.3   Where both systems of units are presented, users of this
standard shall apply one set of units consistently and shall not
alternate between units.

1.5.4   The values presented for measurements in this standard
are expressed with a degree of precision appropriate for practi‐
cal application and enforcement. It is not intended that the
application or enforcement of these values be more precise
than the precision expressed.

1.5.5   Where extracted text contains values expressed in only
one system of units, the values in the extracted text have been
retained without conversion to preserve the values established
by the responsible technical committee in the source docu‐
ment.

Chapter 2   Referenced Publications

2.1 General.   The documents or portions thereof listed in this
chapter are referenced within this standard and shall be
considered part of the requirements of this document.

2.2 NFPA Publications.   National Fire Protection Association,
1 Batterymarch Park, Quincy, MA 02169-7471.

NFPA 30, Flammable and Combustible Liquids Code, 2018
edition.

NFPA 1081, Standard for Facility Fire Brigade Member Professional
Qualifications, 2018 edition.

NFPA 1403, Standard on Live Fire Training Evolutions, 2018
edition.

NFPA 1500™, Standard on Fire Department Occupational Safety,
Health, and Wellness Program, 2020 edition.
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NFPA 1851, Standard on Selection, Care, and Maintenance of
Protective Ensembles for Structural Fire Fighting and Proximity Fire
Fighting, 2020 edition.

NFPA 1911, Standard for the Inspection, Maintenance, Testing,
and Retirement of In-Service Emergency Vehicles, 2017 edition.

NFPA 1971, Standard on Protective Ensembles for Structural Fire
Fighting and Proximity Fire Fighting, 2018 edition.

NFPA 1981, Standard on Open-Circuit Self-Contained Breathing
Apparatus (SCBA) for Emergency Services, 2019 edition.

NFPA 1982, Standard on Personal Alert Safety Systems (PASS),
2018 edition.

2.3 Other Publications.

2.3.1 ASTM Publications.   ASTM International, 100 Barr
Harbor Drive, P.O. Box C700, West Conshohocken, PA
19428-2959.

ASTM D323, Standard Test Method for Vapor Pressure of Petro‐
leum Products (Reid Method), 2015a.

2.3.2 Other Publications.

Merriam-Webster's Collegiate Dictionary, 11th edition, Merriam-
Webster, Inc., Springfield, MA, 2003.

2.4 References for Extracts in Mandatory Sections.

NFPA 30, Flammable and Combustible Liquids Code, 2018
edition.

NFPA 1500™, Standard on Fire Department Occupational Safety,
Health, and Wellness Program, 2020 edition.

NFPA 1521, Standard for Fire Department Safety Officer Professio‐
nal Qualifications, 2020 edition.

NFPA 1561, Standard on Emergency Services Incident Manage‐
ment System and Command Safety, 2020 edition.

Chapter 3   Definitions

3.1 General.   The definitions contained in this chapter shall
apply to the terms used in this standard. Where terms are not
defined in this chapter or within another chapter, they shall be
defined using their ordinarily accepted meanings within the
context in which they are used. Merriam-Webster’s Collegiate
Dictionary, 11th edition, shall be the source for the ordinarily
accepted meaning.

3.2 NFPA Official Definitions.

3.2.1* Approved.   Acceptable to the authority having jurisdic‐
tion.

3.2.2* Authority Having Jurisdiction (AHJ).   An organization,
office, or individual responsible for enforcing the requirements
of a code or standard, or for approving equipment, materials,
an installation, or a procedure.

3.2.3 Shall.   Indicates a mandatory requirement.

3.2.4 Should.   Indicates a recommendation or that which is
advised but not required.

3.2.5 Standard.   An NFPA Standard, the main text of which
contains only mandatory provisions using the word “shall” to
indicate requirements and that is in a form generally suitable
for mandatory reference by another standard or code or for
adoption into law. Nonmandatory provisions are not to be
considered a part of the requirements of a standard and shall
be located in an appendix, annex, footnote, informational

note, or other means as permitted in the NFPA Manuals of
Style. When used in a generic sense, such as in the phrase
“standards development process” or “standards development
activities,” the term “standards” includes all NFPA Standards,
including Codes, Standards, Recommended Practices, and
Guides.

3.3 General Definitions.

3.3.1* Combustible Liquid.   Any liquid that has a closed-cup
flash point at or above 37.8°C (100°F), as determined by the
test procedures and apparatus set forth in Section 4.4 of
NFPA 30. Combustible liquids are classified according to
Section 4.3 of NFPA 30. [30, 2018]

3.3.2* Control Zones.   The areas at an incident that are desig‐
nated based upon safety and the degree of hazard. [1500,
2020]

3.3.2.1 Cold Zone.   The control zone of an incident that
contains the command post and such other support func‐
tions as are deemed necessary to control the incident.
[1500, 2020]

3.3.2.2 Hot Zone.   The control zone immediately surround‐
ing a hazardous area, which extends far enough to prevent
adverse effects to personnel outside the zone. [1500, 2020]

3.3.2.3 Warm Zone.   The control zone outside the hot zone
where personnel and equipment decontamination and hot
zone support takes place. [1500, 2020]

3.3.3 Designated Employee.   An employee who is not a
member of a facility fire brigade but who has been trained to
use portable fire extinguishers or small hose lines to fight incip‐
ient fires in the employee's immediate work area.

3.3.4 Drill.   An exercise involving a credible simulated emer‐
gency that requires personnel to perform emergency response
operations for the purpose of evaluating the effectiveness of
the training and education programs and the competence of
personnel in performing required response duties and func‐
tions.

3.3.5 Drug.   Any substance, chemical, over-the-counter medi‐
cation, or prescribed medication that can affect performance.

3.3.6* Education.   The process of imparting knowledge or
skill through systematic instruction.

3.3.7 Emergency Response Operations.   Activities related to
emergency incidents, including response to the scene of the
incident and specific response duties performed at the scene.

3.3.8* Enclosed Structure.   A structure with a roof or ceiling
and at least two walls that can present fire hazards to occu‐
pants.

3.3.9* Facility.   Any location or structure including industrial,
commercial, mercantile, warehouse, power plant (utility), areas
of assembly, institutional or similar occupancy, public, and
private as well as for-profit, not-for-profit, and governmental
facilities.

Δ 3.3.10 Facility Fire Brigade.   An organized group of employees
at a facility who are knowledgeable, trained, and skilled in at
least basic fire-fighting operations, and whose full-time occupa‐
tion might be the provision of fire suppression and related
activities for their employer.
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3.3.11 Facility Fire Brigade Apparatus.   A facility fire brigade
emergency response vehicle designed and intended primarily
for fire suppression, rescue, or other specialized function that
includes pumpers, foam apparatus, aerial ladders, rescue vehi‐
cles, and other such apparatus.

3.3.12 Facility Fire Brigade Leader.   An individual responsible
for overseeing the performance or activity of other members.

3.3.13 Facility Fire Brigade Management.   The individual(s)
designated by senior management to be responsible for the
organization, management, and nonemergency response func‐
tions of the facility fire brigade.

3.3.14 Facility Fire Brigade Training Coordinator.   The desig‐
nated company representative with responsibility for coordinat‐
ing effective, consistent, and quality training within the facility
fire brigade training and education program.

3.3.15 Fire Fighting.

3.3.15.1* Advanced Exterior Fire Fighting.   Offensive fire
fighting performed outside of an enclosed structure when
the fire is beyond the incipient stage.

3.3.15.2 Defensive Fire Fighting.   The mode of manual fire
control in which the only fire suppression activities taken
are limited to those required to keep a fire from extending
from one area to another.

3.3.15.3 Incipient Fire Fighting.   Fire fighting performed
inside or outside of an enclosed structure or building when
the fire has not progressed beyond incipient stage.

Δ 3.3.15.4 Interior Structural Fire Fighting.   The physical activ‐
ity of fire suppression, rescue, or both inside of buildings or
enclosed structures that are involved in a fire beyond the
incipient stage.

3.3.15.5 Offensive Fire Fighting.   The mode of manual fire
control in which manual fire suppression activities are
concentrated on reducing the size of a fire to accomplish
extinguishment.

3.3.16 Fit.

3.3.16.1 Medically Fit.   As determined by a qualified health
care professional, having no known medical limitations that
would interfere with the process of making decisions and
providing direction while exposed to a stressful environ‐
ment.

3.3.16.2 Physically Fit.   As determined by a qualified health
care professional, having no known physical or medical limi‐
tations that would interfere with the performance of strenu‐
ous heavy lifting and pulling or with the use of self-
contained breathing apparatus (SCBA) that can be required
during emergency response organizations.

3.3.17* Flammable Liquid.   Any liquid that has a closed-cup
flash point below 37.8°C (100°F), as determined by the test
procedures and apparatus set forth in Section 4.4 of NFPA 30,
and a Reid vapor pressure that does not exceed an absolute
pressure of 276 kPa (40 psi) at 37.8°C (100°F), as determined
by ASTM D323, Standard Test Method for Vapor Pressure of Petro‐
leum Products (Reid Method). Flammable liquids are classified
according to Section 4.3 of NFPA 30. [30, 2018]

N 3.3.18 Frequency.

N 3.3.18.1 Annually.   Occurring once every 12 months with a
minimum of 9 months and a maximum of 15 months
between each occurrence.

N 3.3.18.2 Monthly.   Occurring once per calendar month.

N 3.3.18.3 Quarterly.   Occurring four times every 12 months
with a minimum of 2 months and a maximum of 4 months
between each occurrence.

N 3.3.18.4 Semiannually.   Occurring twice every 12 months
with a minimum of 4 months and a maximum of 8 months
between each occurrence.

N 3.3.18.5 Weekly.   Occurring once per calendar week.

3.3.19* Incident Management System (IMS).   A system that
defines the roles and responsibilities to be assumed by respond‐
ers and the standard operating procedures to be used in the
management and direction of emergency incidents and other
functions. [1561, 2020]

3.3.20* Incipient Stage Fire.   A fire which is in the initial or
beginning stage and which can be controlled or extinguished
by portable fire extinguishers, Class II standpipe, or small hose
systems without the need for protective clothing or breathing
apparatus.

3.3.21 Master Stream.   A portable or fixed fire-fighting appli‐
ance that is supplied by either hose lines or fixed piping and
that has the capability of flowing in excess of 1140 L/min
(300 gpm) of water or water-based extinguishing agent.

3.3.22 Performance Standards.   Minimum requirements for
knowledge and skills that must be provided to or demonstrated
by the facility fire brigade member upon completion of a train‐
ing or education session.

3.3.23* Qualified Health Care Professional.   A licensed medi‐
cal doctor or other licensed health care professional qualified
to provide professional expertise in the areas of occupational
safety and health as related to emergency response activities.

3.3.24 Response Duty.   A fire-related service, function, or task
identified in the facility fire brigade organizational statement
and assigned to a member to perform.

3.3.25 Site-Specific Hazard.   A hazard that is present at the
specific facility for which the facility fire brigade has been
organized.

3.3.26 Specialized Agents.   Fire-extinguishing agents, such as
dry chemicals, dry powders, carbon dioxide, halon, and other
such non-water-based agents.

3.3.27 Standard Operating Procedure (SOP).   A written
organizational directive that establishes or prescribes specific
operational or administrative methods to be followed routinely
for the performance of designated operations or actions.
[1521, 2020]

3.3.28* Support Members.   Personnel assigned to the facility
fire brigade to perform specific response duties, including
those people who have specific technical knowledge or skills or
who have been given specific assignments that indirectly
support manual fire suppression efforts.
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