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PURPOSE AND SCOPE 

This document is provided as a generic SCT for the function of instantaneous over-current protection.  
The SCT is not manufacturer or type specific and so reference should be made to the particular relay’s 
commissioning section of the equipment’s manual for particular instruction.  Additional relay specific 
test requirements - must be added to this document. 

The instantaneous over-current function is typically housed within standalone equipment but may be 
integrated within other light current equipment.  Although this SCT should be used for commissioning 
the instantaneous over-current function within integrated equipment, other SCTs may be required to 
cover the full functionality of the integrated equipment.  

PART 1 – PROCEDURAL 

1 RESPONSIBILITY 

Those undertaking the commissioning of this equipment in accordance with the recognised 
commissioning procedure have responsibility for completing the commissioning of the 
equipment in accordance with this SCT. 

2 FORMS AND RECORDS 

SCT 20.5.2.A Schedule of Site Commissioning Tests 

SCT 20.5.2.B Commissioning Stage 1 

SCT 20.5.2.C Commissioning Stage 2 

PART 2 - DEFINITIONS AND DOCUMENT HISTORY 

3 DEFINITIONS 

Not applicable. 
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4 AMENDMENTS RECORD 
 

Issue Date Summary of Changes / 
Reasons Author(s) 

Approved By 
(Inc. Job Title) 

1 Nov 1970 New document   

2 Sept 98 

Record of calibrated test equipment 
added to meet ISO 9002 requirements 
and document revised for NGC 
purposes. 

 
Chris Parker 

Head of Protection 
and Measurements 

3 August 
2004 

Inclusion of relay function and primary 
operate current calculation 

Trevor Jones 

Asset Policy 
Manager 

Mike Dean 

Asset Strategy 
Manager 
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