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PURPOSE AND SCOPE 

This document details, in general terms, a range of checks and performance tests on Mechanically 
Switched Capacitor (MSC) equipment which are considered to be the minimum tests that are 
necessary prior to hand over of the equipment to National Grid.  Contractors may perform additional 
tests to those specified in this document.  Commissioning requirements for control and protection 
systems are not within the scope of this document. 

PART 1 – PROCEDURAL 

1 RESPONSIBILITY 

Those undertaking the commissioning of this equipment in accordance with the recognised 
commissioning procedure have responsibility for completing the commissioning of the 
equipment in accordance with this SCT. 

2 FORMS AND RECORDS 

SCT 47.A Schedule of Site Commissioning Tests 

SCT 47.B Commissioning Stage 1 

SCT 47.C Commissioning Stage 2 

PART 2 - DEFINITIONS AND DOCUMENT HISTORY 

3 DEFINITIONS 

Not applicable. 
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4 AMENDMENTS RECORD 
 

Issue Date Summary of Changes / 
Reasons Author(s) 

Approved By 
(Inc. Job Title) 

1 December 
2005 New document 

David Monkhouse 

Asset Engineering 

Zac Richardson 

Asset Engineering 
Manager 
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