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IN THE NAME OF GOD

FOREWORD

By their very nature, technical standard specifications are continuously subject to
modifications and revisions. To strengthen their merit and usefulness, continuous
improvements, addendum, deletion of disparate information and consequently
provision of updated revisions are to be made in order to ascertain that such standard
specifications meet the current requirements, inclusive of Iranian Petroleum Standards

(IPS) and the recognized and acceptable national and international standards, as well
as the optimal codes and practices based on the accumulated in-house know-how and
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plant knowledge and experiences.

However, in reality, due to several reasons, not to mention the complexity of the
matter, the ultimate goal of continuous direct embedment of the required changes on
the relevant standard specifications may be far reaching. Therefore, in the interim
periods between the officially issued revisions, the required changes will appear in
other documents related to the engineering and design work of the on going projects.

In response to the initiative of the Design Division of the Engineering and
Construction Directorate, and considering that the task of the execution of several
important and mega projects for the realization of the new oil refineries, pipelines and
oil terminals as well as improvements of the existing facilities, has been assigned to
NIOEC, it was decided to update the NIOEC Specifications and to issue new official
revisions.

The Design Division of the Engineering and Construction Directorate was itself
entrusted to carry out this important task, and as such by forming several special
technical committees, working in close co-operation and cohesion and sharing their
expertise and knowledge, the updated and revised NIOEC Specifications were
successfully prepared and complied.

These Specifications are intended to be used for Oil Refineries, Distribution Depots,
Oil Terminals, Pipelines and Pump Stations within NIOEC's projects, and have been
proven to be of high value for such purposes. It must however be appreciated that
these Specifications represent the minimum requirements and should in no way be
interpreted as a restriction on the use of better procedures, engineering and design
practices or materials.

We encourage and highly appreciate the users and other clear sighted and experts to
send their comments on the Specifications to the Design Deputy of the Engineering
and Construction Director of NIOEC for evaluation and consideration.

S. R. KASAEIZADEH

EXECU E CTOR
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1. SCOPE

This specification defines NIOEC's requirements of for the installation of the instrumentation.The
specification also addresses the work demarcation, special notation, and necessary information for
instrumentation construction work.

Deviations from this specification will only be permitted on obtaining written approval from
NIOEC.

2. REFERENCES

Throughout this specification the following dated and undated standards and codes are referred to.
These referenced documents shall, to the extent specified herein, form a part of this specification.
For undated references, the latest edition of the referenced document (including any supplements
and amendments) applies. For dated references, the edition cited applies.

The applicability of changes in the dated references that occur after the cited date shall be mutually
agreed upon by NIOEC and the vendor /contractor.

ASME (AMERICAN SOCIETY OF MECHANICAL ENGINEERS)

Process Piping: ASME B31. 3 * Process Piping”
ASME B16. 5. * Flanges’
ASMEB2.1 “ PipeThreads’
Boiler, Pressure Vessels, and Piping:
ASME Boiler and Pressure Vessel. Codes
Sections | and V11
Relief Valves: ASME Unifired Pressure Vessel Code, Section VIII
Division | Paras UG-125 through UG-134.
ASME Boiler and Pressure Vessel Code, P-269 through P-290.
Thermocouples and Thermocouple Extension Wire:

ASME MC-96.1
Materials ASME (Section I1)
Welding: ASME Boiler and Pressure Vessel Code,

Section I X, (for pressure parts).
ASME B 31.3, “Petroleum Refinery Piping”

AWS (AMERICAL WELDING SOCIETY)
AWSD 1.0, “ Structural Steg!”
API (AMERICAN PETROLEUM INSTITUTE)

API-RP-552 “ Transmission systems’

APl ST 2000 “Venting Atmospheric and Low-Pressure Storage Tanks API
RP 520, “API Recommended Practice for the Design & Installation of
Pressure Relieving System in Refineries Rart |, Latest Edition & Part 11”

ISA (INSTRUMENTATION, SYSTEM, AUTOMATION SOCIETY OF
AMERICA)
Electrical: ISA-RP 12.1 “Electrical Instruments in hazardous atmospheres’

ISA-RP 12.6 “Wiring Practices for Hazardous (Classified) Locations
Instrumentation”

NIOEC-SP (NIOEC SPECIFICATIONS)
NIOEC-SP-70-01 “ Specification for Instrumentation”
NIOEC-SP-70-07 *“Specification for Control Systems Field Pressure

Testing”

NIOEC-SP-70-17 “ Specification for Instrument protection”
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NIOEC-SP-80-02 “ Specification for Painting”
NIOEC-SD-0100-1 to 4 “Standard Drawing for P&ID Symbols and

Legends’

NIOEC-SD-0101-1/1 “ Standard Drawing for P& 1D Abbreviations’

NIOEC-SP-00-10 “ Specification For Units’

NIOEC-SP-00-75 “ Specification for Pressure Relieving Systems”
IEC (INTERNATIONAL ELECTRO-TECHNICAL COMMISSION)
3. UNITS

Units shall be as per NIOEC-SP-00-10, unless otherwise specified.

4. ABBREVIATIONS

Throughout this document the following abbreviations and acronyms are used:
ESD: Emergency Shutdown System.

F&G: Fireand Gas

PCS:. Process Control System.

PES. Programmable Electronic System.

PLC: Programmable Logic Controller.

SGS. Safeguarding System.

SIL: Safety Integrity Level.

SIS.  Safety Instrumented System.

5. REPRESENTATION & SYMBOLS

The method for repesenting instruments on piping and instrument flow diagrams and control and
utility flow sheets shall be in general accordance with NIOEC standard drawings SD-00-0100-1 TO
4 “ Standard Drawing for P& 1D Symbols and Legends’ and SD-00-0101-1/1" Standard Drawing for
P& 1D Abbreviations”.

6. GENERAL REQUIREMENTS

6.1 Work Experience

Where the construction work is to be performed by a contractor, the contractors and their
subcontractors construction engineers and staff shall be qualified with sufficient relevant
experience. Contractors/subcontractors shall submit to NIOEC or his representative their relevant
organization chart for all key personnel prior to the start of the construction work.

Subcontractors engineers and staff shall have sufficient instrument construction work experience;
in this regard the resume and qualification of all subcontractors will be checked and verified by
contractor and NIOEC or his representative.

The Contractor shall be responsible for the installation, calibration; test and commissioning of al
instruments and control systems during the construction phase.
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